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Accutest Laboratories

Sample Summary

Stantec Consulting Services Inc.
Job No: JC9206

Sunoco - Marcus Hook Facility, PA
Project No: MHIC AOI5 GWS

Sample Collected Matrix Client
Number Date Time By Received Code Type Sample ID
JC9206-1 11/23/15 13:30 DD 11/23/15 AQ Ground Water MW-555-20151123

JC9206-1F 11/23/15 13:30 DD  11/23/15 AQ Groundwater Filtered MW-555-20151123

JC9206-2 11/23/15 13:30 DD 11/23/15 AQ Trip Blank Water TB-20151123
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CASE NARRATIVE / CONFORMANCE SUMMARY

Client:  Stantec Consulting Services Inc. Job No JC9206

Site: Sunoco - Marcus Hook Facility, PA Report Date  12/7/2015 1:05:56 PM

On 11/23/2015, 1 Sample(s), 1 Trip Blank(s) and 0 Field Blank(s) were received at Accutest Laboratories at a maximum corrected
temperature of 1.4 C. Samples were intact and chemically preserved, unless noted below. An Accutest Job Number of JC9206 was
assigned to the project. Laboratory sample ID, client sample ID and dates of sample collection are detailed in the report’s Results
Summary Section. Specified quality control criteria were achieved for this job except as noted below. For more information, please
refer to the analytical results and QC summary pages.

“Please refer to certification exceptions summary for additional certification information”.

Volatiles by GCMS By Method SW846 8260C
Matrix: AQ Batch ID: V2B6108

= All samples were analyzed within the recommended method holding time.
= All method blanks for this batch meet method specific criteria.

= Sample(s) MC43032-2MS, MC43032-2MSD were used as the QC samples indicated.

Extractables by GCMS By Method SW846 8270D
Matrix: AQ Batch ID: 0P89248

= All samples were extracted within the recommended method holding time.
= All method blanks for this batch meet method specific criteria.

= Sample(s) JC9218-1MS, JC9218-1MSD were used as the QC samples indicated.

Extractables by GCMS By Method SW846 8270D BY SIM
Matrix: AQ Batch ID: OP89248A

= All samples were extracted within the recommended method holding time.
= All method blanks for this batch meet method specific criteria.

= Sample(s) JC9169-1MS, JC9169-1MSD were used as the QC samples indicated.

Volatiles by GC By Method SW846-8011
Matrix: AQ Batch ID: OP89252

= The data for SW846-8011 meets quality control requirements.

Metals By Method SW846 6010C
Matrix: AQ Batch ID:  MP90651

= All samples were digested within the recommended method holding time.
= All method blanks for this batch meet method specific criteria.
= Sample(s) JC9412-5MS, JC9412-5MSD, JC9412-5SDL were used as the QC samples for metals.

= RPD(s) for Serial Dilution for Nickel, Vanadium, Zinc are outside control limits for sample MP90651-SD1. Percent difference
acceptable due to low initial sample concentration (< 50 times IDL).

Monday, December 07, 2015 Page 1 of 2
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Accutest certifies that data reported for samples received, listed on the associated custody chain or analytical task order, were
produced to specifications meeting Accutest’s Quality System precision, accuracy and completeness objectives except as noted.

Estimated non-standard method measurement uncertainty data is available on request, based on quality control bias and implicit for
standard methods. Acceptable uncertainty requires tested parameter quality control data to meet method criteria.

Accutest Laboratories is not responsible for data quality assumptions if partial reports are used and recommends that this report be
used in its entirety. Data release is authorized by Accutest Laboratories indicated via signature on the report cover

Monday, December 07, 2015 Page 2 of 2
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Summary of Hits
Job Number: JC9206

Account: Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Collected: 11/23/15

Page 1 of 1

Lab Sample ID Client Sample ID Result/

Analyte Qual RL MDL Units Method

JC9206-1 MW-555-20151123

Benzene 5.5 0.50 0.24 ug/I SW846 8260C

Toluene 1.4 1.0 0.16 ug/I SW846 8260C
Ethylbenzene 0.96 J 1.0 0.27 ug/I SW846 8260C

Xylene (total) 2.0 1.0 0.17 ug/I SW846 8260C

Methyl Tert Butyl Ether 0.64J 1.0 0.24 ug/I SW846 8260C
sec-Butylbenzene 1.57J 2.0 0.21 ug/I SW846 8260C
tert-Butylbenzene 1.4 2.0 0.28 ug/I SW846 8260C
Cyclohexane 11.2 5.0 0.28 ug/I SW846 8260C

Hexane 0.66J 5.0 0.40 ug/I SW846 8260C
Isopropylbenzene 8.4 1.0 0.23 ug/I SW846 8260C
1,2,4-Trimethylbenzene 0.231J 2.0 0.22 ug/I SW846 8260C
Acenaphthene 3.1 1.0 0.30 ug/I SW846 8270D
bis(2-Ethylhexyl)phthalate 5.6 2.0 0.55 ug/I SW846 8270D
Anthracene 1.77 0.10 0.013 ug/I SW846 8270D BY SIM
Benzo(a)anthracene 0.346 0.050 0.019 ug/I SW846 8270D BY SIM
Benzo(a)pyrene 0.153 0.050 0.030 ug/I SW846 8270D BY SIM
Benzo(g,h,i)perylene 0.117 0.10 0.026 ug/I SW846 8270D BY SIM
Chrysene 0.312 0.10 0.015 ug/I SW846 8270D BY SIM
Fluoranthene 0.676 0.10 0.011 ug/I SW846 8270D BY SIM
Fluorene 3.75 0.10 0.027 ug/I SW846 8270D BY SIM
Phenanthrene 3.89 0.10 0.016 ug/I SW846 8270D BY SIM
Pyrene 3.42 0.10 0.013 ug/I SW846 8270D BY SIM
JC9206-1F MW-555-20151123

Cobalt 2.2 50 0.54 ug/I SW846 6010C

Nickel 2.0 10 0.79 ug/I SW846 6010C
Vanadium 0.90J 50 0.70 ug/I SW846 6010C
JC9206-2 TB-20151123

No hits reported in this sample.
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Raw Data: [AsNicyglo D)

Accutest Laboratories

Report of Analysis Page 1 of 1

Client Sample ID: MW-555-20151123
Lab Sample ID:  JC9206-1 Date Sampled: 11/23/15
Matrix: AQ - Ground Water Date Received: 11/23/15
Method: SW846 8260C Percent Solids: n/a
Project: Sunoco - Marcus Hook Facility, PA

File ID DF Analyzed By Prep Date Prep Batch ~ Analytical Batch
Run #1 2B137108.D 1 12/02/15 EH n/a n/a \V2B6108
Run #2

Purge Volume
Run #1 5.0 ml
Run #2
Leaded Gasoline and Aviation Gas List
CAS No. Compound Result RL MDL  Units Q
71-43-2 Benzene 5.5 0.50 0.24 ug/I
108-88-3 Toluene 1.4 1.0 0.16 ug/I
100-41-4 Ethylbenzene 0.96 1.0 0.27 ug/I J
1330-20-7  Xylene (total) 2.0 1.0 0.17 ug/I
1634-04-4  Methyl Tert Butyl Ether 0.64 1.0 0.24 ug/I J
135-98-8 sec-Butylbenzene 1.5 2.0 0.21 ug/I J
98-06-6 tert-Butylbenzene 1.4 2.0 0.28 ug/I J
110-82-7 Cyclohexane 11.2 5.0 0.28 ug/I
107-06-2 1,2-Dichloroethane ND 1.0 0.18 ug/I
110-54-3 Hexane 0.66 5.0 0.40 ug/I J
98-82-8 Isopropylbenzene 8.4 1.0 0.23 ug/I
95-63-6 1,2,4-Trimethylbenzene 0.23 2.0 0.22 ug/I J
108-67-8 1,3,5-Trimethylbenzene ND 2.0 0.29 ug/I
CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits
1868-53-7  Dibromofluoromethane 103% 76-120%
17060-07-0 1,2-Dichloroethane-D4 109% 73-122%
2037-26-5  Toluene-D8 98% 84-119%
460-00-4 4-Bromofluorobenzene 103% 78-117%

ND = Not detected MDL = Method Detection Limit J = Indicates an estimated value

RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
[ ] 9 of 268
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Raw Data: P100749.D

Accutest Laboratories

Report of Analysis Page 1 of 1
Client Sample ID: MW-555-20151123
Lab Sample ID:  JC9206-1 Date Sampled: 11/23/15
Matrix: AQ - Ground Water Date Received: 11/23/15
Method: SW846 8270D SW846 3510C Percent Solids: n/a
Project: Sunoco - Marcus Hook Facility, PA
File ID DF Analyzed By Prep Date Prep Batch ~ Analytical Batch

Run #1 P100749.D 1 12/01/15 LK 11/25/15 0P89248 EP4403
Run #2

Initial Volume Final Volume
Run #1 1000 ml 1.0 ml
Run #2
ABN Special List
CAS No. Compound Result RL MDL  Units Q
105-67-9 2,4-Dimethylphenol ND 5.0 1.8 ug/I
51-28-5 2,4-Dinitrophenol ND 10 6.5 ug/I
95-48-7 2-Methylphenol ND 2.0 1.3 ug/I

3&4-Methylphenol ND 2.0 1.1 ug/I
100-02-7 4-Nitrophenol ND 10 0.91 ug/I
108-95-2 Phenol ND 2.0 0.55 ug/I
83-32-9 Acenaphthene 3.1 1.0 0.30 ug/I
92-52-4 1,1"-Biphenyl ND 1.0 0.27 ug/I
84-74-2 Di-n-butyl phthalate ND 2.0 0.58 ug/I
84-66-2 Diethyl phthalate ND 2.0 0.23 ug/I
117-81-7 bis(2-Ethylhexyl)phthalate 5.6 2.0 0.55 ug/I
91-57-6 2-Methylnaphthalene ND 1.0 0.29 ug/I
110-86-1 Pyridine ND 2.0 0.29 ug/I
91-22-5 Quinoline ND 5.0 0.35 ug/I
CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits
367-12-4 2-Fluorophenol 37% 14-88%
4165-62-2  Phenol-d5 27% 10-110%
118-79-6 2,4,6-Tribromophenol 76% 39-149%
4165-60-0  Nitrobenzene-d5 78% 32-128%
321-60-8 2-Fluorobiphenyl 75% 35-119%
1718-51-0  Terphenyl-d14 60% 10-126%

ND = Not detected MDL = Method Detection Limit J = Indicates an estimated value

RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
[ ] 10 of 268

@ ACCUTEST
Cos0s | LAewmsamiss



Raw Data: 4M62080.D

Accutest Laboratories

Report of Analysis Page 1 of 1

Client Sample ID: MW-555-20151123
Lab Sample ID:  JC9206-1 Date Sampled: 11/23/15
Matrix: AQ - Ground Water Date Received: 11/23/15
Method: SW846 8270D BY SIM SW846 3510C Percent Solids: n/a
Project: Sunoco - Marcus Hook Facility, PA

File ID DF Analyzed By Prep Date Prep Batch ~ Analytical Batch
Run #1 4M62080.D 1 12/04/15 AD 11/25/15 OP89248A E4M2731
Run #2

Initial Volume Final Volume
Run #1 1000 ml 1.0 ml
Run #2
BN PAH List
CAS No. Compound Result RL MDL  Units Q
120-12-7 Anthracene 1.77 0.10 0.013 g/l
56-55-3 Benzo(a)anthracene 0.346 0.050 0.019  ug/I
50-32-8 Benzo(a)pyrene 0.153 0.050 0.030 ug/l
205-99-2 Benzo(b)fluoranthene ND 0.10 0.021 g/l
191-24-2 Benzo(g,h,i)perylene 0.117 0.10 0.026  ug/I
207-08-9 Benzo(k)fluoranthene ND 0.10 0.019  ug/Il
218-01-9 Chrysene 0.312 0.10 0.015  ug/I
53-70-3 Dibenzo(a,h)anthracene ND 0.10 0.035  ug/I
206-44-0 Fluoranthene 0.676 0.10 0.011 g/l
86-73-7 Fluorene 3.75 0.10 0.027  ug/l
193-39-5 Indeno(1,2,3-cd)pyrene ND 0.10 0.031  ug/I
91-20-3 Naphthalene ND 0.10 0.013 g/l
85-01-8 Phenanthrene 3.89 0.10 0.016  ug/I
129-00-0 Pyrene 3.42 0.10 0.013  wug/I
CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits
4165-60-0  Nitrobenzene-d5 87% 24-125%
321-60-8 2-Fluorobiphenyl 70% 19-127%
1718-51-0  Terphenyl-d14 68% 10-119%

ND = Not detected
RL = Reporting Limit

MDL = Method Detection Limit

E = Indicates value exceeds calibration range

J = Indicates an estimated value
B = Indicates analyte found in associated method blank
N = Indicates presumptive evidence of a compound
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Raw Data: 7G15916.D

Accutest Laboratories

Report of Analysis Page 1 of 1

Client Sample ID: MW-555-20151123
Lab Sample ID:  JC9206-1

Date Sampled: 11/23/15

Matrix: AQ - Ground Water Date Received: 11/23/15
Method: SW846-8011 SW846 8011 Percent Solids: n/a
Project: Sunoco - Marcus Hook Facility, PA
File ID DF Analyzed By Prep Date Prep Batch ~ Analytical Batch
Run #1 7G15916.D 1 11/30/15 VDT 11/25/15 OP89252 G7G586
Run #2
Initial Volume Final Volume
Run #1 36 ml 2.0 ml
Run #2
CAS No. Compound Result RL MDL Units Q
106-93-4 1,2-Dibromoethane ND 0.020 0.0084 ug/l
CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits
3017-95-6  2-Bromo-1-chloropropane 57% 17-143%
3017-95-6  2-Bromo-1-chloropropane 63% 17-143%

ND = Not detected MDL = Method Detection Limit
RL = Reporting Limit
E = Indicates value exceeds calibration range

J = Indicates an estimated value
B = Indicates analyte found in associated method blank
N = Indicates presumptive evidence of a compound
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Accutest Laboratories

Report of Analysis

Page 1 of 1

Client Sample ID: MW-555-20151123

Lab Sample ID:  JC9206-1F Date Sampled: 11/23/15
Matrix: AQ - Groundwater Filtered Date Received: 11/23/15

Percent Solids: n/a
Project: Sunoco - Marcus Hook Facility, PA
Dissolved Metals Analysis
Analyte Result RL MDL  Units DF Prep Analyzed By Method Prep Method
Cobalt 2.2 50 0.54 ug/l 1 11/30/15 12/01/15 Bs  Sws466010C1  Sws46 3010A 2
Lead 2.3U 3.0 2.3 ug/l 1 11/30/15 12/01/15 BS  Sws466010C1  Sws46 3010A 2
Nickel 2.0J 10 0.79  ug/l 1 11/30/15 12/01/15 Bs  Sws466010C1  sws46 3010A 2
Vanadium 0.90J 50 0.70 ug/I 1 11/30/15 12/01/15 Bs  Sws466010C1  Sws46 3010A 2
Zinc 49U 20 4.9 ug/l. 1 11/30/15 12/01/15 Bs  Sws466010C1  Sws46 3010A 2

(1) Instrument QC Batch: MA38171
(2) Prep QC Batch: MP90651

RL = Reporting Limit
MDL = Method Detection Limit

U = Indicates a result << MDL
J = Indicates a result == MDL but << RL

[ | 13 of 268
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Raw Data: [AsNkcyg{oyi)

Accutest Laboratories

Report of Analysis Page 1 of 1

Client Sample ID: TB-20151123
Lab Sample ID:  JC9206-2 Date Sampled: 11/23/15
Matrix: AQ - Trip Blank Water Date Received: 11/23/15
Method: SW846 8260C Percent Solids: n/a
Project: Sunoco - Marcus Hook Facility, PA

File ID DF Analyzed By Prep Date Prep Batch ~ Analytical Batch
Run #1 2B137107.D 1 12/02/15 EH n/a n/a \V2B6108
Run #2

Purge Volume
Run #1 5.0 ml
Run #2
Leaded Gasoline and Aviation Gas List
CAS No. Compound Result RL MDL  Units Q
71-43-2 Benzene ND 0.50 0.24 ug/I
108-88-3 Toluene ND 1.0 0.16 ug/I
100-41-4 Ethylbenzene ND 1.0 0.27 ug/I
1330-20-7  Xylene (total) ND 1.0 0.17 ug/I
1634-04-4  Methyl Tert Butyl Ether ND 1.0 0.24 ug/I
135-98-8 sec-Butylbenzene ND 2.0 0.21 ug/I
98-06-6 tert-Butylbenzene ND 2.0 0.28 ug/I
110-82-7 Cyclohexane ND 5.0 0.28 ug/I
107-06-2 1,2-Dichloroethane ND 1.0 0.18 ug/I
110-54-3 Hexane ND 5.0 0.40 ug/I
98-82-8 Isopropylbenzene ND 1.0 0.23 ug/I
95-63-6 1,2,4-Trimethylbenzene ND 2.0 0.22 ug/I
108-67-8 1,3,5-Trimethylbenzene ND 2.0 0.29 ug/I
CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits
1868-53-7  Dibromofluoromethane 102% 76-120%
17060-07-0 1,2-Dichloroethane-D4 107% 73-122%
2037-26-5  Toluene-D8 99% 84-119%
460-00-4 4-Bromofluorobenzene 103% 78-117%

ND = Not detected MDL = Method Detection Limit J = Indicates an estimated value

RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
[ ] 14 of 268
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Raw Data: 7G15917.D

Accutest Laboratories

Report of Analysis Page 1 of 1

Client Sample ID: TB-20151123
Lab Sample ID:  JC9206-2

Date Sampled: 11/23/15

Matrix: AQ - Trip Blank Water Date Received: 11/23/15
Method: SW846-8011 SW846 8011 Percent Solids: n/a
Project: Sunoco - Marcus Hook Facility, PA
File ID DF Analyzed By Prep Date Prep Batch ~ Analytical Batch
Run #1 7G15917.D 1 11/30/15 VDT 11/25/15 OP89252 G7G586
Run #2

Initial Volume Final Volume

Run #1 36 ml 2.0 ml

Run #2

CAS No. Compound Result RL MDL Units Q
106-93-4 1,2-Dibromoethane ND 0.019 0.0083 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits
3017-95-6  2-Bromo-1-chloropropane 84% 17-143%
3017-95-6  2-Bromo-1-chloropropane 85% 17-143%

ND = Not detected MDL = Method Detection Limit
RL = Reporting Limit
E = Indicates value exceeds calibration range

J = Indicates an estimated value
B = Indicates analyte found in associated method blank
N = Indicates presumptive evidence of a compound

[ | 15 of 268
@ ACCUTEST
JC9206 ‘-AmomaTomies



Section 5

-. New Jersey
UAaCCUTEST

LABORATORIES

Misc. Forms

Custody Documents and Other Forms

Includes the following where applicable:

= Certification Exceptions

= Chain of Custody

= Sample Tracking Chronicle
= Internal Chain of Custody
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Parameter Certification Exceptions Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

The following parameters included in this report are exceptions to NELAC certification.
The certification status of each is indicated below.

Parameter CAS# Method Mat Certification Status

Quinoline 91-22-5 SW846 8270D AQ Accutest is not certified for this parameter.

[ | 17 of 268
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LABORATORIES® v"’\ FED-EX Tracking # Bottle Order Control #
2235 Route 130, Dayton, NJ 08810
TEL. 732-320-0200 FAX: 732-329-3499/3480 (Rocitost Guole & Accitet 305 =
www.accutest.com 1( 20 Qf
Client / Reporting Information g% . Project Information Requested Analysis ( ses TEST CODE shest) Matrix Codes
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= ACCUTEST Accutest Laboratories Sample Receipt Summary

LABORATORIES

Accutest Job Number: JC9206 Client: Project:

Date / Time Received: 11/23/2015 6:00:00 PM Delivery Method: Airbill #'s:

Cooler Temps (Raw Measured) °C: Cooler 1: (1.0);
Cooler Temps (Corrected) °C: Cooler 1: (1.4);

Cooler Security Y or N Y or N Sample Integrity - Documentation Y or N
1. Custody Seals Present: O 3. COC Present: u 1. Sample labels present on bottles: n
2. Custody Seals Intact: L] 4 Smpl Dates/Time OK U 2. Container labeling complete: 0
Cooler Temperature Y or N 3. Sample container label / COC agree: ]
1. Temp criteria achieved: O Sample Integrity - Condition Y or N
2. Cooler tem[? verification: IR Gun 1. Sample recvd within HT: OJ
3. Cooler media: Ice (Bag) 2. All containers accounted for: (]
4. No. Coolers: L 3. Condition of sample: Intact
Q i ! i . .
uality Control Freservation Y or N NiA Sample Integrity - Instructions Y or N N/A
1. Trip Blank present / cooler: U U 1. Analysis requested is clear: 0
2. Trip Blank listed on COC: 0 U 2. Bottles received for unspecified tests 0
3. Samples preserved properly: O 3. Sufficient volume recvd for analysis: J
4. VOCs headspace free: O O 4. Compositing instructions clear: O ]
5. Filtering instructions clear: (] J
Comments
Accutest Laboratories 2235 US Highway 130 Dayton, New Jersey
V:732.329.0200 F:732.329.3499 www/accutest.com

JC9206: Chain of Custody
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Accutest Laboratories

Internal Sample Tracking Chronicle

Stantec Consulting Services Inc.

Job No: JC9206
Sunoco - Marcus Hook Facility, PA
Project No: MHIC AOI5 GWS

Sample
Number  Method Analyzed By Prepped By  Test Codes

JC9206-1 SW846-8011 30-NOV-15 14:29 VDT 25-NOV-15 AQ  V8011EDB
JC9206-1 SW846 8270D 01-DEC-1519:41 LK  25-NOV-15 NG  AB8270SL2
JC9206-1 SW846 8260C 02-DEC-1517:56 EH V8260SL2

JC9206-1 SW846 8270D BY SIM 04-DEC-15 23:27 AD  25-NOV-15 NG  B8270SIMSL2

JC9206-2 SW846-8011 30-NOV-15 14:48 VDT 25-NOV-15 AQ  V8011EDB
JC9206-2 SW846 8260C 02-DEC-1517:27 EH V8260SL2

JC9206-1F SW846 6010C 01-DEC-15 20:44 BS  30-NOV-15 RM  CO,NI,PB,V,ZN

Page 1 of 1
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Accutest Internal Chain of Custody

Page 1 of 2

Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Received: 11/23/15

Sample.Bottle  Transfer Transfer

Number FROM TO Date/Time Reason

JC9206-1.1 Secured Storage Brian Johnson 11/25/15 04:52 Retrieve from Storage
JC9206-1.1 Brian Johnson 11/25/15 12:56 Depleted

JC9206-1.1.1 Brian Johnson Organics Prep 11/25/15 04:53 Extract from JC9206-1.1
JC9206-1.1.1 Organics Prep Nicholas Goydish 11/25/15 14:00 Extract from JC9206-1.1
JC9206-1.1.1 Nicholas Goydish Extract Storage 11/25/15 14:00 Return to Storage
JC9206-1.1.1 Extract Storage Julius Johnson 12/01/15 11:53 Retrieve from Storage
JC9206-1.1.1 Julius Johnson GCMS3M 12/01/15 11:53 Load on Instrument
JC9206-1.4 Secured Storage Eddie Huang 11/25/15 16:14 Retrieve from Storage
JC9206-1.4 Eddie Huang GCMS2B 11/25/15 16:14 Load on Instrument
JC9206-1.4 GCMS2B Eddie Huang 11/30/15 10:39 Unload from Instrument
JC9206-1.4 Eddie Huang Secured Storage 11/30/15 10:39 Return to Storage
JC9206-1.4 Secured Storage Eddie Huang 11/30/15 16:35 Retrieve from Storage
JC9206-1.4 Eddie Huang GCMS2B 11/30/15 16:35 Load on Instrument
JC9206-1.4 GCMS2B Eddie Huang 12/01/15 09:09 Unload from Instrument
JC9206-1.4 Eddie Huang Secured Storage 12/01/15 09:09 Return to Storage
JC9206-1.4 Secured Storage Eddie Huang 12/01/15 15:46 Retrieve from Storage
JC9206-1.4 Eddie Huang GCMS2B 12/01/15 15:46 Load on Instrument
JC9206-1.4 GCMS2B Eddie Huang 12/02/15 09:08 Unload from Instrument
JC9206-1.4 Eddie Huang Secured Storage 12/02/15 09:08 Return to Storage
JC9206-1.4 Secured Storage Eddie Huang 12/02/15 16:25 Retrieve from Storage
JC9206-1.4 Eddie Huang GCMS2B 12/02/15 16:25 Load on Instrument
JC9206-1.4 GCMS2B Eddie Huang 12/03/15 10:02 Unload from Instrument
JC9206-1.4 Eddie Huang Secured Storage 12/03/15 10:03 Return to Storage
JC9206-1.7 Secured Storage Todd Shoemaker 11/25/15 09:42 Retrieve from Storage
JC9206-1.7 Todd Shoemaker Secured Staging Area 11/25/15 09:42 Return to Storage
JC9206-1.7 Secured Staging Area Adil Quyser 11/25/15 15:33 Retrieve from Storage
JC9206-1.7 Adil Quyser 11/25/15 19:06 Depleted

JC9206-1.7.1 Adil Quyser Organics Prep 11/25/15 15:33 Extract from JC9206-1.7
JC9206-1.7.1 Organics Prep Adil Quyser 11/25/15 19:06 Extract from JC9206-1.7
JC9206-1.7.1 Adil Quyser Extract Storage 11/25/15 19:06 Return to Storage
JC9206-1.7.1 Extract Storage Vincent Drago 11/30/15 12:07 Retrieve from Storage
JC9206-1.7.1 Vincent Drago GC7G 11/30/15 12:07 Load on Instrument
JC9206-1.7.1 GC7G Vincent Drago 12/04/15 12:10 Unload from Instrument
JC9206-1.7.1 Vincent Drago Extract Freezer 12/04/15 12:10 Return to Storage
JC9206-1F.3 Secured Storage Todd Shoemaker 11/24/15 09:14 Retrieve from Storage
JC9206-1F.3 Todd Shoemaker Jessica Adametz 11/24/15 09:15 Custody Transfer
JC9206-1F.3 Jessica Adametz Secured Storage 11/24/15 10:02 Return to Storage
JC9206-1F.3 Secured Storage Gage Donahue 11/30/15 13:57 Retrieve from Storage
JC9206-1F.3 Gage Donahue Secured Staging Area 11/30/15 13:57 Return to Storage

[ | 21 of 268
@ ACCUTEST
JC9206 ‘-AmomaTomies



Accutest Internal Chain of Custody

Page 2 of 2

Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Received: 11/23/15

Sample.Bottle  Transfer Transfer

Number FROM TO Date/Time Reason

JC9206-1F.3 Secured Staging Area Radhika Mistry 11/30/15 15:00 Retrieve from Storage
JC9206-1F.3 Radhika Mistry Secured Storage 11/30/15 17:07 Return to Storage

JC9206-1F.3.1
JC9206-1F.3.1
JC9206-1F.3.1
JC9206-1F.3.1
JC9206-1F.3.1

JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2
JC9206-2.2

JC9206-2.3
JC9206-2.3
JC9206-2.3
JC9206-2.3

JC9206-2.3.1
JC9206-2.3.1
JC9206-2.3.1
JC9206-2.3.1
JC9206-2.3.1
JC9206-2.3.1
JC9206-2.3.1

Radhika Mistry

Metals Digestion
Radhika Mistry

Metals Digestate Storage
Bryan Stokes-Cawley

Secured Storage
Eddie Huang
GCMS2B
Eddie Huang
Secured Storage
Eddie Huang
GCMS2B
Eddie Huang
Secured Storage
Eddie Huang
GCMS2B
Eddie Huang
Secured Storage
Eddie Huang
GCMS2B
Eddie Huang

Secured Storage
Todd Shoemaker
Secured Staging Area
Adil Quyser

Adil Quyser
Organics Prep
Adil Quyser
Extract Storage
Vincent Drago
GC7G

Vincent Drago

Metals Digestion
Radhika Mistry

Metals Digestate Storage

Bryan Stokes-Cawley

Metals Digestate Storage

Eddie Huang
GCMS2B
Eddie Huang
Secured Storage
Eddie Huang
GCMS2B
Eddie Huang
Secured Storage
Eddie Huang
GCMS2B
Eddie Huang
Secured Storage
Eddie Huang
GCMS2B
Eddie Huang
Secured Storage

Todd Shoemaker
Secured Staging Area
Adil Quyser

Organics Prep
Adil Quyser
Extract Storage
Vincent Drago
GC7G

Vincent Drago
Extract Freezer

11/30/15 17:02
11/30/15 17:02
11/30/15 17:02
12/01/15 15:54
12/01/15 15:55

11/25/15 16:14
11/25/15 16:14
11/30/15 10:39
11/30/15 10:39
11/30/15 16:35
11/30/15 16:35
12/01/15 09:09
12/01/15 09:09
12/01/15 15:46
12/01/15 15:46
12/02/15 09:08
12/02/15 09:08
12/02/15 16:25
12/02/15 16:25
12/03/15 10:02
12/03/15 10:03

11/25/15 09:42
11/25/15 09:42
11/25/15 15:33
11/25/15 19:06

11/25/15 15:33
11/25/15 19:06
11/25/15 19:06
11/30/15 12:07
11/30/15 12:07
12/04/15 12:10
12/04/15 12:10

Digestate from JC9206-1F.3
Digestate from JC9206-1F.3
Return to Storage

Retrieve from Storage
Return to Storage

Retrieve from Storage
Load on Instrument
Unload from Instrument
Return to Storage
Retrieve from Storage
Load on Instrument
Unload from Instrument
Return to Storage
Retrieve from Storage
Load on Instrument
Unload from Instrument
Return to Storage
Retrieve from Storage
Load on Instrument
Unload from Instrument
Return to Storage

Retrieve from Storage
Return to Storage
Retrieve from Storage
Depleted

Extract from JC9206-2.3
Extract from JC9206-2.3
Return to Storage
Retrieve from Storage
Load on Instrument
Unload from Instrument
Return to Storage
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Section 6

-. New Jersey
UAaCCUTEST

LABORATORIES

GC/MS Volatiles

QC Data Summaries

Includes the following where applicable:

= Method Blank Summaries

= Blank Spike Summaries

= Matrix Spike and Duplicate Summaries

= Instrument Performance Checks (BFB)

= Internal Standard Area Summaries

= Surrogate Recovery Summaries

= Initial and Continuing Calibration Summaries
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Method Blank Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
V2B6108-MB 2B137092.D 1 12/02/15 EH n/a n/a V2B6108
The QC reported here applies to the following samples: Method: SW846 8260C
JC9206-1, JC9206-2

CAS No. Compound Result RL MDL  Units Q

71-43-2 Benzene ND 0.50 0.24 ug/I

135-98-8  sec-Butylbenzene ND 2.0 0.21 ug/I

98-06-6 tert-Butylbenzene ND 2.0 0.28 ug/I

110-82-7  Cyclohexane ND 5.0 0.28 ug/I

107-06-2  1,2-Dichloroethane ND 1.0 0.18 ug/I

100-41-4  Ethylbenzene ND 1.0 0.27 ug/I

110-54-3  Hexane ND 5.0 0.40 ug/I

98-82-8 Isopropylbenzene ND 1.0 0.23 ug/I

1634-04-4 Methyl Tert Butyl Ether ND 1.0 0.24 ug/I

108-88-3  Toluene ND 1.0 0.16 ug/I

95-63-6 1,2,4-Trimethylbenzene ND 2.0 0.22 ug/I

108-67-8  1,3,5-Trimethylbenzene ND 2.0 0.29 ug/I

1330-20-7 Xylene (total) ND 1.0 0.17 ug/I

CAS No.  Surrogate Recoveries Limits

1868-53-7 Dibromofluoromethane 104% 76-120%

17060-07-0 1,2-Dichloroethane-D4 113% 73-122%

2037-26-5 Toluene-D8 99% 84-119%

460-00-4  4-Bromofluorobenzene 102% 78-117%

CAS No. Tentatively Identified Compounds R.T. Est. Conc. Units Q

Total TIC, Volatile

0

ug/I
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Blank Spike Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
V2B6108-BS 2B137093.D 1 12/02/15 EH n/a n/a V2B6108
The QC reported here applies to the following samples: Method: SW846 8260C
JC9206-1, JC9206-2
Spike  BSP BSP
CAS No. Compound ug/l ug/l % Limits
71-43-2 Benzene 50 51.6 103 81-119
135-98-8  sec-Butylbenzene 50 54.6 109 78-124
98-06-6 tert-Butylbenzene 50 54.9 110 77-127
110-82-7  Cyclohexane 50 53.1 106 77-125
107-06-2  1,2-Dichloroethane 50 57.0 114 78-131
100-41-4  Ethylbenzene 50 54.8 110 80-118
110-54-3  Hexane 50 55.7 111 40-144
98-82-8 Isopropylbenzene 50 54.5 109 78-125
1634-04-4 Methyl Tert Butyl Ether 100 107 107 73-122
108-88-3  Toluene 50 54.4 109 80-122
95-63-6 1,2,4-Trimethylbenzene 50 57.7 115 82-125
108-67-8  1,3,5-Trimethylbenzene 50 54.4 109 79-123
1330-20-7 Xylene (total) 150 164 109 82-119
CAS No.  Surrogate Recoveries BSP Limits
1868-53-7 Dibromofluoromethane 103% 76-120%
17060-07-0 1,2-Dichloroethane-D4 112% 73-122%
2037-26-5 Toluene-D8 101% 84-119%
460-00-4  4-Bromofluorobenzene 103% 78-117%

* = Qutside of Control Limits.
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CAS No.

71-43-2
135-98-8
98-06-6
110-82-7
107-06-2
100-41-4
110-54-3
98-82-8
1634-04-4
108-88-3
95-63-6
108-67-8
1330-20-7

CAS No.

1868-53-7
17060-07-0
2037-26-5
460-00-4

Matrix Spike/Matrix Spike Duplicate Summary

Job Number: JC9206

Page 1 of 1

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID D Analyzed By Prep Date Prep Batch  Analytical Batch
MC43032-2MS 2B137104.D 1 12/02/15 EH n/a n/a V2B6108
MC43032-2MSD  2B137105.D 1 12/02/15 EH n/a n/a V2B6108
MC43032-2 2B137103.D 1 12/02/15 EH n/a n/a V2B6108

o

w
The QC reported here applies to the following samples: Method: SW846 8260C =
JC9206-1, JC9206-2 a

MC43032-2 Spike MS MS Spike MSD  MSD Limits
Compound ug/l Q ug/l ug/l % ug/l ug/l % RPD Rec/RPD
Benzene ND 50 52.5 105 50 50.7 101 3 43-138/12
sec-Butylbenzene ND 50 55.6 111 50 53.7 107 3 52-138/16
tert-Butylbenzene ND 50 53.8 108 50 52.1 104 3 55-137/16
Cyclohexane ND 50 55.4 111 50 53.1 106 4 30-148/17
1,2-Dichloroethane ND 50 54.7 109 50 52.7 105 4 72-133/12
Ethylbenzene ND 50 56.4 113 50 53.3 107 6 38-139/12
Hexane ND 50 55.5 111 50 53.8 108 3 20-158/19
Isopropylbenzene ND 50 55.1 110 50 53.4 107 3 54-137/15
Methyl Tert Butyl Ether ND 100 104 104 100 101 101 3 64-132/13
Toluene ND 50 53.8 108 50 53.0 106 1 51-136/13
1,2,4-Trimethylbenzene ND 50 56.9 114 50 55.7 111 2 40-143/13
1,3,5-Trimethylbenzene ND 50 54.2 108 50 52.8 106 3 54-135/14
Xylene (total) ND 150 168 112 150 162 108 4 46-137/12
Surrogate Recoveries MS MSD MC43032-2 Limits
Dibromofluoromethane 102% 101% 100% 76-120%
1,2-Dichloroethane-D4 106% 104% 103% 73-122%
Toluene-D8 102% 101% 98% 84-119%
4-Bromofluorobenzene 100% 102% 100% 78-117%
* = QOutside of Control Limits.
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Instrument Performance Check (BFB) Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: V2B6083-BFB Injection Date: 11/12/15
Lab File ID: 2B136526.D Injection Time: 15:36
Instrument ID: GCMS2B
Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail i
il
50 15.0 - 40.0% of mass 95 13331 17.7 Pass
75 30.0 - 60.0% of mass 95 38290 50.9 Pass a
95 Base peak, 100% relative abundance 75296 100.0 Pass
96 5.0 - 9.0% of mass 95 4855 6.45 Pass
173 Less than 2.0% of mass 174 0 0.00 (0.00) 2 Pass
174 50.0 - 120.0% of mass 95 84106 111.7 Pass
175 5.0 - 9.0% of mass 174 6697 8.89 (7.96) 2 Pass
176 95.0 - 101.0% of mass 174 82701 109.8 (98.3) 2 Pass
177 5.0 - 9.0% of mass 176 5390 7.16 (6.52) 0 Pass
(a) Value is % of mass 174
(b) Value is % of mass 176
This check applies to the following Samples, MS, MSD, Blanks, and Standards:
Lab Lab Date Time Hours Client
Sample ID File ID Analyzed Analyzed Lapsed Sample ID
V2B6083-IC6083 2B136527.D 11/12/15 16:13 00:37 Initial cal 0.2
VV2B6083-IC6083 2B136528.D 11/12/15 16:41 01:05 Initial cal 0.5
V2B6083-1C6083 2B136529.D 11/12/15 17:10 01:34 Initial cal 1
V2B6083-1C6083 2B136530.D 11/12/15  17:39 02:03 Initial cal 2
V2B6083-1C6083 2B136531.D 11/12/15 18:08 02:32 Initial cal 5
V2B6083-1C6083 2B136532.D 11/12/15 18:36 03:00 Initial cal 10
V2B6083-1C6083 2B136533.D 11/12/15  19:05 03:29 Initial cal 20
V2B6083-ICC6083 2B136534.D 11/12/15 19:34 03:58 Initial cal 50
V2B6083-1C6083 2B136535.D 11/12/15  20:03 04:27 Initial cal 100
V2B6083-1C6083 2B136536.D 11/12/15  20:32 04:56 Initial cal 200
[ ] 27 of 268
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Instrument Performance Check (BFB) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: V2B6083-BFB Injection Date: 11/13/15
Lab File ID: 2B136545.D Injection Time: 10:27
Instrument ID: GCMS2B
Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail i
N
50 15.0 - 40.0% of mass 95 13306 18.1 Pass
75 30.0 - 60.0% of mass 95 36810 50.0 Pass a
95 Base peak, 100% relative abundance 73637 100.0 Pass
96 5.0 - 9.0% of mass 95 4841 6.57 Pass
173 Less than 2.0% of mass 174 0 0.00 (0.00) 2 Pass
174 50.0 - 120.0% of mass 95 83472 113.4 Pass
175 5.0 - 9.0% of mass 174 6379 8.66 (7.64) 2 Pass
176 95.0 - 101.0% of mass 174 80797 109.7 (96.8) 2 Pass
177 5.0 - 9.0% of mass 176 5332 7.24 (6.60) P Pass

(a) Value is % of mass 174
(b) Value is % of mass 176

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client
Sample ID File ID Analyzed Analyzed Lapsed Sample ID
V2B6083-ICV6083 2B136546.D 11/13/15  10:59 00:32 Initial cal verification 50
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Instrument Performance Check (BFB) Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: V2B6108-BFB Injection Date: 12/02/15
Lab File ID: 2B137089.D Injection Time: 08:35
Instrument ID: GCMS2B
Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail i
w
50 15.0 - 40.0% of mass 95 15008 18.6 Pass
75 30.0 - 60.0% of mass 95 42200 52.4 Pass a
95 Base peak, 100% relative abundance 80544 100.0 Pass
96 5.0 - 9.0% of mass 95 4809 5.97 Pass
173 Less than 2.0% of mass 174 1110 1.38 (1.23) 2 Pass
174 50.0 - 120.0% of mass 95 90309 112.1 Pass
175 5.0 - 9.0% of mass 174 6892 8.56 (7.63) 2 Pass
176 95.0 - 101.0% of mass 174 88992 110.5 (98.5) 2 Pass
177 5.0 - 9.0% of mass 176 5967 7.41 (6.72) 0 Pass

(a) Value is % of mass 174
(b) Value is % of mass 176

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date

Sample ID File ID Analyzed
V2B6108-CC6083 2B137090.D 12/02/15
V2B6108-MB 2B137092.D  12/02/15
V2B6108-BS 2B137093.D  12/02/15
272777 2B137095.D  12/02/15
272777 2B137096.D  12/02/15
272777 2B137097.D  12/02/15
2722777 2B137098.D  12/02/15
2772777 2B137099.D  12/02/15
2772777 2B137100.D  12/02/15
2772777 2B137101.D 12/02/15
MC43032-2 2B137103.D  12/02/15

MC43032-2MS 2B137104.D  12/02/15
MC43032-2MSD  2B137105.D  12/02/15

JC9206-2
JC9206-1
2272777
2272777
2272777
2727777

2B137107.D  12/02/15
2B137108.D  12/02/15
2B137109.D  12/02/15
2B137110.D  12/02/15
2B137111.D  12/02/15
2B137112.D  12/02/15

Time
Analyzed

09:05
10:13
10:41
11:39
12:07
12:36
13:06
13:34
14:03
14:32
15:31
16:00
16:29
17:27
17:56
18:25
18:54
19:23
19:52

Hours
Lapsed

00:30
01:38
02:06
03:04
03:32
04:01
04:31
04:59
05:28
05:57
06:56
07:25
07:54
08:52
09:21
09:50
10:19
10:48
11:17

Client

Sample ID

Continuing cal 20

Method Blank
Blank Spike

(unrelated sample)
(unrelated sample)
(unrelated sample)
(unrelated sample)
(unrelated sample)
(unrelated sample)
(unrelated sample)
(used for QC only; not part of job JC9206)

Matrix Spike

Matrix Spike Duplicate

TB-20151123

MW-555-20151123
(unrelated sample)
(unrelated sample)
(unrelated sample)
(unrelated sample)
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Volatile Internal Standard Area Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Check Std: V2B6108-CC6083 Injection Date: 12/02/15
Lab File ID: 2B137090.D Injection Time: 09:05
Instrument ID: GCMS2B Method: SW846 8260C
IS1 IS 2 IS3 1S4 IS5

AREA RT AREA RT AREA RT AREA RT AREA RT

Check Std 94364 8.36 289446  10.81 287603  11.72 249305 14.70 141374  16.86
Upper Limit @ 188728 8.86 578892  11.31 575206  12.22 498610  15.20 282748  17.36
Lower Limit P 47182 7.86 144723  10.31 143802  11.22 124653  14.20 70687 16.36

Lab IS1 IS 2 IS3 IS4 IS5
Sample 1D AREA RT AREA RT AREA RT AREA RT AREA RT

V2B6108-MB 76258 8.35 303119  10.81 297442  11.72 250634  14.70 136036  16.86
V2B6108-BS 66996 8.35 265709  10.80 271015  11.72 240205  14.70 135002  16.86

277777 73637 8.35 288253  10.81 280519  11.72 240900  14.70 126817  16.86
277777 71786 8.35 278338  10.81 274131  11.71 229363  14.70 124398  16.86
2272777 70626 8.36 270585  10.81 265281  11.72 234716  14.70 130020  16.86
2272777 74021 8.35 283561  10.81 277538  11.72 240909  14.70 135089  16.86
2272777 82871 8.35 277019  10.81 278880  11.72 259273  14.70 144426  16.86
2272777 88909 8.34 344315  10.80 342554  11.72 295609  14.70 157839  16.86
2272777 85343 8.36 316690  10.80 308383  11.72 282656  14.70 156955  16.86
MC43032-2 91618 8.35 361953  10.81 355591  11.71 295880  14.70 158349  16.86

MC43032-2MS 77328 8.35 301872  10.80 305753  11.72 266068  14.70 150512  16.86
MC43032-2MSD 78000 8.35 317418  10.81 316806  11.72 274369  14.70 154588  16.86

JC9206-2 82442 8.35 326761 10.81 319057 11.71 271155 14.70 142162 16.86
JC9206-1 78374 8.35 314688 10.81 307049 11.72 261684 14.70 146851 16.86
777777 90403 8.35 356510 10.80 353249 11.72 293846 14.70 157928 16.86
777777 82136 8.35 330429 10.81 317789 11.72 269713 14.70 147138 16.86
777777 79336 8.36 309789 10.81 302488 11.72 258070 14.70 138090 16.86
777777 75047 8.35 294868 10.81 289336 11.72 244915 14.70 132129 16.86
IS1 = Tert Butyl Alcohol-D9

IS2 = Pentafluorobenzene

IS 3 = 1,4-Difluorobenzene

IS 4 = Chlorobenzene-D5

IS5 = 1,4-Dichlorobenzene-d4

(a) Upper Limit = +100% of check standard area; Retention time +0.5 minutes.
(b) Lower Limit = -50% of check standard area; Retention time -0.5 minutes.
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Volatile Surrogate Recovery Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Method: SW846 8260C Matrix: AQ

Samples and QC shown here apply to the above method

Lab Lab

Sample ID File ID S1 S2 S3 S4
JC9206-1 2B137108.D 103 109 98 103
JC9206-2 2B137107.D 102 107 99 103
MC43032-2MS  2B137104.D 102 106 102 100

MC43032-2MSD  2B137105.D 101 104 101 102
V2B6108-BS 2B137093.D 103 112 101 103

V2B6108-MB 2B137092.D 104 113 99 102
Surrogate Recovery

Compounds Limits

S1 = Dibromofluoromethane 76-120%

S2 = 1,2-Dichloroethane-D4 73-122%

S3 = Toluene-D8 84-119%

S4 = 4-Bromofluorobenzene 78-117%
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Initial Calibration Summary Page 1 of 5

Job Number: JC9206 Sample: V2B6083-1CC6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FilelD: 2B136534.D
Project: Sunoco - Marcus Hook Facility, PA

Response Factor Report MS2B

Met hod : C\ MSDCHEM 1\ METHODS\ M2B6083. M ( RTE | nt egrat or)
Title : SW846 Method 8260, db624, 60mx0.25mx1. 4um
Last Update : Fri Nov 13 11:45:42 2015

Response via : Initial Calibration

Calibration Files

1 =2B136529.D 2 =2B136530. D 100 =2B136535.D 50 =2B136534.D
20 =2B136533.D 200 =2B136536.D 5 =2B136531.D 10 =2B136532.D
0.5 =2B136528.D 0.2 =2B136527.D = =

Conpound
1 2 100 50 20 200 5 10 0.5 0.2 Avg  %RSD
1) | Tert Butyl Alcohol-d9 ---------------- ISTD- - - - e e - e oo - - -
2) tertiary butyl alcoho
0.743 0.804 0.879 0.872 0.816 0.814 0.880 0. 830 6. 10
3) ethano
0.079 0.083 0.097 0.097 0.100 0.097 0.092 0.104 0. 094 8. 96
4) 1, 4-di oxane
0.082 0.085 0.090 0.089 0.075 0.081 0. 084 6.71
5) | pent af | uor obenzene  ---------------- ISTD- - - - - e e e e oo - - -
6) chlorodifl uoromet hane
0.253 0.311 0.321 0.287 0.314 0.253 0.255 0. 285 10.91
7) dichl orodifl uoronet hane
0.411 0.530 0.514 0.464 0.477 0.437 0.393 0. 461 11.03

8) chlorotrifluoroethene
0.000# -1.00
9) chl oromet hane

0.256 0.311 0.458 0.425 0.386 0.426 0.351 0.351 0. 370 18. 09
10) vinyl chloride
0.200 0.319 0.418 0.384 0.362 0.392 0.341 0.317 0.342 19.79
11) brononet hane
0.189 0.242 0.271 0.265 0.260 0.248 0.255 0.246 0. 247 10. 33
12) chl oroet hane
0.103 0.153 0.175 0.176 0.169 0.171 0.166 0.155 0. 158 15. 06
13) trichlorofluoronethane
0.532 0.575 0.598 0.578 0.540 0.573 0.497 0. 556 6.21
14) ethyl ether
0.107 0.117 0.120 0.140 0.129 0.129 0.123 0.137 0.125 8. 61
15) acrolein
0.029 0.042 0.037 0.043 0.041 0.037 0.041 0.041 0. 039 11.75
16) 2-chl oropropane
0.439 0.439 0.383 0.465 0.426 0.394 0.442 0.426 0. 427 6. 26
17) 1, 1-dichl oroet hene
0.196 0.226 0.188 0.239 0.219 0.209 0.232 0.223 0. 216 8. 09
18) acetone
0.069 0.090 0.097 0.068 0.095 0.097 0. 086 15.98
19) allyl chloride
0.088 0.105 0.124 0.111 0.108 0.101 0.106 0. 106 10. 14
20) acetonitrile
0.011 0.013 0.014 0.010 0.014 0.014 0. 013 12. 62
21) i odonet hane
0.433 0.454 0.440 0.518 0.473 0.454 0.471 0.478 0.309 0. 448 12.91
22) iso-butyl al coho
0. 003 0.003 0.003 0.003 0.002 0.003 0.003# 7.59

23) carbon disulfide
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Initial Calibration Summary Page 2 of 5

Job Number: JC9206 Sample: V2B6083-1CC6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 2B136534.D
Project: Sunoco - Marcus Hook Facility, PA
0.697 0.727 0.659 0.781 0.713 0.673 0.742 0.711 0.593 0.700 7.72
24) nethylene chloride
0.233 0.234 0.220 0.260 0.239 0.224 0.234 0.244 0. 236 5.24
25) nethyl acetate
0. 030 0.031 0.031 0.029 0.027 0.029 0. 030 5.92
26) 1-chl oropropane
0.377 0.413 0.360 0.428 0.393 0.359 0.411 0.406 0.306 0. 384 9. 86
27) nethyl tert butyl ether
0. 653 0.649 0.643 0.749 0.694 0.647 0.656 0.701 0.517 0. 657 9.57
28) trans-1, 2-dichl oroet hene
0.213 0.229 0.215 0.255 0.239 0.222 0.253 0.248 0.234 7.19
29) di-isopropyl ether
0.578 0.649 0.638 0.712 0.713 0.624 0.668 0.676 0. 657 6.92
30) 2-but anone
0. 025 0.028 0.027 0.025 0. 024 0. 026 6. 56
31) 1, 1-dichl oroethane
0.372 0.434 0.387 0.461 0.431 0.405 0.440 0.432 0.304 0. 407 11.73
32) chl oroprene
0.203 0.336 0.319 0.357 0.350 0.321 0.337 0.333 0. 320 15. 26
33) acrylonitrile
0.061 0.060 0.065 0.075 0.071 0.067 0.070 0.070 0. 068 7.54
34) vinyl acetate
0. 039 0.043 0.040 0.040 0.031 0.038 0. 039 11.08
35) ethyl tert-butyl ether
0.593 0.690 0.721 0.788 0.752 0.722 0.683 0.695 0.486 0.681 13.32
36) ethyl acetate
0.024 0.024 0.025 0.023 0.022 0.022 0. 023 5.56
37) 2, 2-dichl oropropane
0.388 0.435 0.378 0.452 0.424 0.380 0.443 0.442 0.295 0.404  12.37
38) cis-1,2-dichloroethene
0.240 0.253 0.251 0.293 0.271 0.263 0.270 0.275 0. 265 6.21
39) propionitrile
0. 024 0.025 0.024 0.027 0.027 0.024 0.026 0.027 0. 025 5.95
40) bronochl or onet hane
0.129 0.130 0.135 0.158 0.145 0.145 0.146 0.151 0.142 7.21
41) tetrahydrofuran
0.046 0.054 0.051 0.047 0.040 0.048 0. 048 9.76

42) chlorof orm

0.459 0.497 0.433 0.512 0.480 0.445 0.482 0.494 0.418 0.387
43) t-butyl formate

0.142 0.188 0.194 0.203 0.198 0.192 0.184 0.198 0. 187 10. 21
44) di br onof | uor onet hane (s)

0.347 0.348 0.349 0.355 0.345 0.346 0.349 0.354 0.345 0. 345
45) 1, 2-di chl or oet hane-d4 (s)

0.413 0.420 0.403 0.407 0.417 0.391 0.414 0.419 0.414 0.408 0.411 2.12
46) freon 113

o

. 461 8. 60

o

. 348 1.02

0.209 0.179 0.211 0.214 0.191 0.215 0.200 0. 203 6. 66
47) nmethacrylonitrile
0.110 0.126 0.120 0.116 0.104 0.126 0.117 7.45
48) 1,1, 1-trichl oroethane
0.408 0.452 0.410 0.477 0.430 0.423 0.443 0.434 0.308 0. 420 11.21
49) Cycl ohexane
0.221 0.307 0.281 0.332 0.288 0.302 0.301 0.301 0.292 10. 97
50) | 1, 4-di fl uorobenzene  ---------------- ISTD-------- - e e - - - - -

51) tert anyl ethyl ether

0.000# -1.00
52) Di-isobutyl ene

0.000# -1.00
53) epi chl orohydrin
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Initial Calibration Summary Page 3 of 5

Job Number: JC9206 Sample: V2B6083-1CC6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 2B136534.D
Project: Sunoco - Marcus Hook Facility, PA
0.015 0.017 0.018 0.018 0.018 0.015 0.017 0. 017 8.61
54) n-butyl al coho
0. 003 0.004 0.004 0.005 0.004 0.005 0.004 0.004 0. 004# 13.44
55) carbon tetrachl oride
0.363 0.439 0.369 0.449 0.409 0.372 0.417 0.420 0. 340 0. 398 9.47
56) 1, 1-dichl oropropene
0.250 0.293 0.271 0.317 0.298 0.285 0.303 0.294 0.229 0. 282 9.85
57) hexane
0.110 0.219 0.194 0.219 0.212 0.199 0.222 0.197 0.196 18. 74

58) benzene
0.829 0.804 0.760 0.891 0.836 0.785 0.829 0.850 0.662 0.555 0.780 12.87
59) 2,2,4-trinmethyl pentane

0. 446 0.636 0.605 0.686 0.657 0.617 0.666 0.608 0.500 0. 602 13. 16
60) tert-anyl methyl ether
0.540 0.627 0.602 0.652 0.654 0.595 0.636 0.620 0.414 0.594 12.75
61) heptane
0.115 0.117 0.130 0.122 0.125 0.121 0.111 0.120 5.23
62) isopropyl acetate
0.272 0.313 0.322 0.349 0.347 0.328 0.325 0.331 0. 323 7.37
63) 1, 2-dichl oroet hane
0.340 0.373 0.326 0.384 0.365 0.327 0.368 0.376 0. 357 6. 45
64) trichloroethene
0.200 0.221 0.224 0.264 0.238 0.238 0.245 0.241 0. 234 8.16
65) 2-nitropropane
0. 046 0.056 0.061 0.060 0.057 0.061 0.058 0. 057 9. 03
66) 2-chloroethyl vinyl ether
0.091 0.107 0.119 0.128 0.127 0.119 0.114 0.119 0. 116 10. 28
67) nethyl methacrylate
0. 047 0.053 0.049 0.049 0.049 0.049 0. 049 4.27
68) 1, 2-dichl oropropane
0.167 0.199 0.190 0.218 0.202 0.198 0.205 0.209 0.198 7.70
69) di brononet hane
0.131 0.127 0.137 0.161 0.151 0.145 0.149 0.153 0. 144 8.01
70) net hyl cycl ohexane
0.196 0.305 0.306 0.338 0.308 0.317 0.309 0.294 0. 297 14. 35
71) bronodi chl or onet hane
0.317 0.335 0.329 0.385 0.359 0.339 0.349 0.364 0.263 0. 338 10. 24
72) cis-1, 3-dichl oropropene
0.325 0.326 0.348 0.401 0.365 0.367 0.347 0.364 0.296 0. 349 8. 69

73) toluene-d8 (s)
1.084 1.078 1.116 1.112 1.086 1.104 1.082 1.076 1.082 1.058 1.088 1.65
74)  4-met hyl - 2- pent anone
0.058 0.067 0.065 0.061 0.064 0.063 0. 063 4.82
75) toluene
0.461 0.490 0.480 0.558 0.496 0.513 0.483 0.514 0.398 0.291 O0.468 15.97
76) 3-nmethyl - 1- but ano

0. 005 0.005 0.007 0.007 0.007 0.007 0.006 0.007 0. 006# 14.01
77) trans-1, 3-di chl or opropene

0. 303 0.297 0.341 0.388 0.349 0.355 0.333 0. 347 0. 339 8. 63
78) ethyl nethacrylate

0.190 0.192 0.223 0.253 0.226 0.233 0.205 0.226 0.219 9.90
79) 1,1, 2-trichloroethane

0.132 0.142 0.149 0.172 0.157 0.158 0.155 0. 164 0. 154 8.12
80) 2-hexanone

0. 057 0.071 0.065 0.058 0.050 0.059 0. 060 11.98

81) | chl or obenzene-d5 - --------------- ISTD- - - - - s e - - -
82) n-butyl ether

0.687 0.710 0.878 0.979 0.867 0.958 0.778 0.844 0. 838 12. 71

83) tetrachl oroet hene
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Initial Calibration Summary Page 4 of 5

Job Number: JC9206 Sample: V2B6083-1CC6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 2B136534.D
Project: Sunoco - Marcus Hook Facility, PA
0.285 0.277 0.257 0.318 0.307 0.287 0.277 0.290 0. 287 6.51
84) 1, 3-dichl oropropane
0.340 0.300 0.338 0.383 0.357 0.360 0.347 0.355 0.244 0. 336 12. 20
85) butyl acetate
0.089 0.109 0.120 0.118 0.116 0.099 0.109 0.109 10. 19
86) 3, 3-di net hyl - 1- but ano
0.011 0.013 0.015 0.016 0.016 0.017 0.012 0.014 0.014 14. 95
87) di bronochl or onet hane
0. 303 0.338 0.329 0.374 0.349 0.353 0.335 0.352 0.268 0. 333 9.34
88) 1, 2-di bronmpet hane
0.209 0.222 0.241 0.271 0.247 0.263 0.237 0.257 0.167 0. 235 13.58
89) chl orobenzene
0.670 0.659 0.648 0.748 0.687 0.703 0.698 0.707 0.504 0. 669 10. 27
90) 1,1,1,2-tetrachl oroet hane
0. 306 0.306 0.301 0.343 0.316 0.318 0.321 0.323 0.191 0. 303 14. 41

91) ethyl benzene

1.016 1.077 1.042 1.201 1.120 1.095 1.109 1.105 0.828 0.737 1.033 13. 80
92) m p-xyl ene

0.382 0.400 0.405 0.469 0.429 0.445 0.429 0.438 0.315 0.301 0.401 13.70
93) o-xylene

0.371 0.395 0.435 0.493 0.438 0.476 0.423 0.447 0.292 0.419 14. 39
94) styrene

0.566 0.655 0.725 0.822 0.742 0.775 0.662 0.745 0.711 11. 32
95) bronoform

0.246 0.239 0.255 0.287 0.267 0.275 0.257 0. 267 0. 261 6. 00
96) | 1, 4-di chl or obenzene-d ---------------- |STD---------mmmee e oo -
97) i sopropyl benzene

1.867 1.920 2.043 2.360 2.185 2.173 2.113 2.191 1.438 2.032 13. 20

98) 4-bronof | uorobenzene (s)
0.893 0.883 0.872 0.863 0.870 0.853 0.887 0.890 0.877 0.900 0.879 1.68
99) cycl ohexanone

0. 023 0.023 0.022 0.026 0.026 0.023 0.022 0.026 0. 024 7.49
100) bromobenzene

0.648 0.676 0.634 0.727 0.679 0.662 0.652 0.711 0.453 0. 649 12. 21
101) 1,1,2,2-tetrachl oroet hane

0.432 0.471 0.471 0.530 0.497 0.502 0.518 0.510 0.376 0.478 10. 14
102) trans-1, 4-di chl oro-2-butene

0.093 0.126 0.139 0.130 0.131 0.124 0.131 0.125 11.87

103) 1,2,3-trichl oropropane

0.126 0.141 0.137 0.154 0.147 0.141 0.147 0.158 0. 144 7.05
104) n-propyl benzene

1.964 2.157 2.155 2.491 2.308 2.231 2.259 2.348 1.738 2.183 10. 15
105) 2-chl orotol uene

0.535 0.547 0.533 0.609 0.563 0.569 0.541 0.562 0. 558 4. 47
106) 4-chl orotol uene

1.436 1.412 1.441 1.648 1.531 1.507 1.562 1.594 1.516 5.50
107) 1, 3,5-trinethyl benzene

1.530 1.686 1.712 1.971 1.855 1.797 1.797 1.876 1.237 1.718 12.81
108) tert-butyl benzene

1.415 1.435 1.621 1.853 1.661 1.737 1.529 1.565 1.602 9.27
109) pentachl or oet hane

0.410 0.390 0.419 0.444 0.403 0.406 0.482 0.461 0. 427 7.48
110) 1,2,4-trinmethyl benzene

1.463 1.614 1.729 2.002 1.862 1.802 1.746 1.871 1.256 1.705 13. 44
111) sec-butyl benzene

1.895 2.050 2.235 2.602 2.357 2.382 2.198 2.321 1.698 2.193 12. 50
112) 1, 3-dichl orobenzene

1.240 1.162 1.146 1.317 1.235 1.211 1.230 1.284 1.030 1. 206 7.03

113) p-isopropyltol uene
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Initial Calibration Summary Page 5 of 5

Job Number: JC9206 Sample: V2B6083-1CC6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 2B136534.D
Project: Sunoco - Marcus Hook Facility, PA

1.549 1.754 2.007 2.302 2.056 2.146 1.912 2.032 1.970 11.85
114) 1, 4-dichl orobenzene

1.219 1.182 1.126 1.302 1.199 1.221 1.184 1.222 0.968 1.180 7.82
115) 1, 2-di chl orobenzene

1.151 1.140 1.170 1.336 1.232 1.229 1.188 1.258 0.924 1.181 9. 65
116) n-butyl benzene

0.663 0.764 0.983 1.116 0.984 1.053 0.882 0.928 0.922 16. 19
117) 1, 2-di br onp- 3-chl or opr opane

0.078 0.135 0.149 0.132 0.146 0.111 0.129 0.126 19. 65

118) 1,3,5-trichl orobenzene

0.966 0.987 1.187 1.336 1.196 1.217 1.033 1.149 0.809 1.098 14. 72
119) 1,2,4-trichl orobenzene

0.685 0.747 1.024 1.142 0.968 1.050 0.799 0.921 0.917 17. 43
120) hexachl or obut adi ene

0.537 0.568 0.599 0.700 0.649 0.592 0.602 0.610 0.426 0. 587 12.95
121) napht hal ene

0.950 1.538 1.671 1.424 1.572 1.133 1.298 1.370 18. 85

122) 1,2,3-trichl orobenzene

0.598 0.588 0.830 0.925 0.819 0.828 0.684 0.736 0.751 16. 03
123) hexachl or oet hane

0. 443 0.467 0.509 0.577 0.520 0.535 0.509 0.519 0. 510 7.98

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

M2B6083. M Fri Nov 13 11:48:32 2015 M52B
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Initial Calibration Verification Page 1 of 3

Job Number: JC9206 Sample: V2B6083-ICV6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 2B136546.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ 2B136546. D Vial: 23

Acq On : 13 Nov 2015 10:59 am Oper at or: Eddi eH
Sampl e : 1cv6083-50 I nst . MB2B

M sc : 93844, v2B6083,w,,,,1 Mul tiplr: 1.00

M5 Integration Paranms: rteint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ M2B6083. M ( RTE | nt egr at or)
Title : SW846 Method 8260, db624, 60nx0.25mx1. 4um
Last Update : Fri Nov 13 11:45:42 2015

Response via : Miltiple Level Calibration

M n. RRF : 0.010 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn

Max. RRF Dev : 30% Max. Rel. Area : 200%

Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.

11 Tert Butyl Al cohol-d9 1. 000 1. 000 0.0 105 0.01 8. 36

2 M tertiary butyl alcohol 0. 830 0.814 1.9 97 0. 00 8.48

3 et hanol 0. 094 0. 090 4.3 97 0. 00 6.91

4 M 1, 4-di oxane 0. 084 0. 084 0.0 103 0. 00 12. 40

51 pent af | uor obenzene 1. 000 . 000 0 98 0. 00 10. 81

6 M chl orodifl uoronet hane 0. 285 0. 246 13.7 75 0.01 4.49

7 M dichlorodifl uoronet hane 0. 461 . 401 13. 77 0.02 4. 48

8 m chlorotrifluoroethene = ---------- NA----------

9 M chl or onet hane 0. 370 0. 327 11.6 76 0.01 4.87
10 M vinyl chloride 0. 342 0. 328 4.1 84 0.01 5.18
11 M bronpnet hane 0. 247 0. 234 5.3 87 0. 00 5.89
12 M chl oroet hane 0. 158 0. 163 -3.2 91 0.00 6.10
13 M trichl orofl uoronet hane 0. 556 0. 541 2.7 89 0. 00 6. 68
14 M ethyl ether 0.125 0.133 -6.4 94 0. 00 7.14
15 M acrolein 0. 039 0. 047 -20.5 108 0. 00 7.37
16 2-chl or opr opane 0. 427 0.438 -2.6 93 0.01 7.34
17 M 1, 1-di chl or oet hene 0. 216 0. 235 -8.8 97 0. 00 7.59
18 M acetone 0. 086 0. 087 -1.2 95 0.00 7.63
19 M allyl chloride 0. 106 0.132 -24.5 105 0. 00 8.20
20 M acetonitrile 0.013 0.012 7.7 89 0.01 8.10
21 M i odonet hane 0. 448 0. 489 -9.2 93 0. 00 7.89
22 M iso-butyl alcohol 0. 003 0. 003# 0.0 97 0. 00 11. 09
23 M carbon disul fide 0. 700 0. 764 -9.1 96 0. 00 8. 04
24 M nethyl ene chloride 0. 236 0. 244 -3.4 92 0. 00 8. 38
25 M nethyl acetate 0. 030 0.031 -3.3 99 0. 00 8.18
26 1- chl or opr opane 0. 384 0.401 -4.4 92 0. 00 8. 45
27 M nmethyl tert butyl ether 0. 657 0.708 -7.8 93 0. 00 8.81
28 M trans-1, 2-dichl or oet hene 0.234 0. 235 -0.4 91 0. 00 8.82
29 M di-isopropyl ether 0. 657 0.676 -2.9 94 0. 00 9.48
30 M 2-but anone 0. 026 0. 028 -7.7 98 0. 00 10. 19
31 M 1, 1-di chl or oet hane 0. 407 0. 445 -9.3 95 0. 00 9.43
32 M chl oroprene 0. 320 0. 353 -10.3 97 0. 00 9. 57
33 M acrylonitrile 0. 068 0. 086 -26.5 113 0. 00 8.72
34 M vinyl acetate 0. 039 0. 045 -15.4 102 0.01 9. 44
35 M ethyl tert-butyl ether 0.681 0. 755 -10.9 94 0. 00 9.99
36 M ethyl acetate 0. 023 0.023 0.0 94 0. 00 10. 23
37 M 2,2-dichl oropropane 0. 404 0. 459 -13.6 100 0. 00 10. 25
38 M ci s-1, 2-di chl or oet hene 0. 265 0.278 -4.9 93 0. 00 10. 22
39 M propionitrile 0. 025 0. 027 -8.0 97 0. 00 10. 27
40 M  bronochl or onet hane 0.142 0. 151 -6.3 94 0.00 10. 54
41 M  tetrahydrofuran 0. 048 0. 051 -6.2 93 0.01 10. 62
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42 M chloroform 0. 461 0.492 -6.7 95 0. 00 10. 61
43 t-butyl formate 0. 187 0. 200 -7.0 97 0. 00 10. 69
44 S di br onof | uor onet hane (s) 0. 348 0. 348 0.0 97 0. 00 10. 82
45 S 1, 2-dichl oroet hane-d4 (s) 0.411 0. 415 -1.0 100 0. 00 11. 25
46 M freon 113 0. 203 0. 237 -16.7 110 0.00 7.60
47 M methacrylonitrile 0. 117 0.122 -4.3 95 0. 00 10. 48
48 M 1,1, 1-trichl oroet hane 0. 420 0. 483 -15.0 100 0.00 10. 91
49 M Cycl ohexane 0.292 0. 329 -12.7 98 0.00 11.01
50 | 1, 4-di f | uor obenzene 1. 000 1. 000 0.0 99 0. 00 11.72
51 tert anmyl ethyl ether —  —--------- NA- - --------
52 M D -isobutylene  oee------- NA- - --------
53 M epichlorohydrin 0.017 0.018 -5.9 99 0.00 12. 89
54 M n-butyl al cohol 0.004 0.005# -25.0 101 0.00 11. 82
55 M carbon tetrachl oride 0. 398 0. 452 -13.6 99 0. 00 11. 13
56 M 1, 1-dichl oropropene 0. 282 0. 327 -16.0 102 0. 00 11. 09
57 M hexane 0. 196 0.194 1.0 87 0.00 9.22
58 M  benzene 0.780 0. 854 -9.5 95 0.00 11. 35
59 2,2,4-trinethyl pentane 0. 602 0.694 -15.3 100 0. 00 11. 41
60 M tert-anyl nethyl ether 0. 594 0. 627 -5.6 95 0. 00 11. 42
61 M heptane 0.120 0. 144 -20.0 110 0.00 11.58
62 M isopropyl acetate 0. 323 0. 344 -6.5 97 0. 00 11. 29
63 M 1, 2-dichl oroet hane 0. 357 0. 375 -5.0 96 0.00 11. 34
64 M trichloroethene 0. 234 0. 257 -9.8 96 0. 00 12. 05
65 M 2-nitropropane 0. 057 0. 064 -12.3 104 0. 00 12.76
66 M 2-chl oroet hyl vinyl ether 0.116 0.131 -12.9 101 0. 00 12. 80
67 M nmethyl methacrylate 0. 049 0. 053 -8.2 99 0.00 12. 32
68 M 1, 2-dichl oropropane 0.198 0.204 -3.0 92 0. 00 12. 30
69 M di brononet hane 0. 144 0. 153 -6.3 94 0.00 12. 43
70 M net hyl cycl ohexane 0. 297 0. 351 -18.2 103 0.00 12. 30
71 M bronodi chl or onet hane 0. 338 0. 366 -8.3 94 0.00 12.55
72 M cis-1, 3-dichl oropropene 0. 349 0. 386 -10.6 95 0. 00 13. 00
73 S toluene-d8 (s) 1.088 1.100 -1.1 98 0.00 13. 30
74 M 4-nethyl - 2- pent anone 0. 063 0. 067 -6.3 98 0. 00 13.11
75 M toluene 0. 468 0.534 -14.1 94 0.00 13. 36
76 M 3-met hyl - 1- but anol 0. 006 0.007# -16.7 102 0.00 13. 10
77 M trans-1, 3-di chl oropropene 0. 339 0. 360 -6.2 92 0. 00 13.52
78 M ethyl methacrylate 0. 219 0. 240 -9.6 93 0.00 13.54
79 M 1,1, 2-trichl oroethane 0. 154 0. 167 -8.4 96 0. 00 13.72
80 M  2-hexanone 0. 060 0. 068 -13.3 95 0.00 13. 90
81 | chl or obenzene- d5 1. 000 1. 000 0.0 98 0.00 14. 70
82 m n-butyl ether 0. 838 1.042 -24.3 104 0.00 14. 68
83 M tetrachl oroet hene 0. 287 0. 288 -0.3 88 0. 00 13.92
84 M 1, 3-dichl oropropane 0. 336 0. 365 -8.6 93 0. 00 13. 89
85 M butyl acetate 0. 109 0.119 -9.2 97 0.00 13.98
86 3, 3-di net hyl - 1- but anol 0.014 0.017 -21.4 101 0.00 14. 05
87 M di bronochl or onet hane 0. 333 0. 367 -10.2 96 0. 00 14. 14
88 M 1, 2-di bronoet hane 0. 235 0. 259 -10.2 93 0.00 14. 28
89 M chl orobenzene 0. 669 0. 730 -9.1 95 0.00 14. 73
90 M 1,1,1, 2-tetrachl oroet hane 0. 303 0. 330 -8.9 94 0. 00 14.78
91 M ethyl benzene 1.033 1.176 -13.8 96 0.00 14. 79
92 M mp-xylene 0. 401 0. 457 -14.0 95 0.00 14. 89
93 M o-xylene 0.419 0. 486 -16.0 96 0.00 15. 28
94 M styrene 0.711 0.791 -11.3 94 0.00 15. 28
95 M bronmoform 0.261 0. 286 -9.6 97 0.00 15. 50
96 | 1, 4-di chl orobenzene-d4 1. 000 1. 000 0.0 97 0. 00 16. 86
97 M  isopropyl benzene 2.032 2.316 -14.0 96 0. 00 15. 60
98 S  4-bronofl uorobenzene (s) 0.879 0. 881 -0.2 100 0. 00 15. 77
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99 M cycl ohexanone 0.024 0. 025 -4.2 94 0. 00 15.72
100 M bronpbenzene 0. 649 0.710 -9.4 95 0. 00 15. 95
101 M 1,1,2,2-tetrachl oroet hane 0.478 0. 506 -5.9 93 0. 00 15. 84
102 M trans-1,4-dichloro-2-bute 0.125 0. 143 -14.4 101 0. 00 15. 89
103 M 1,2,3-trichloropropane 0. 144 0. 150 -4.2 95 0. 00 15.91
104 M n-propyl benzene 2.183 2.599 -19.1 102 0. 00 15. 98
105 M 2-chl orot ol uene 0. 558 0. 590 -5.7 94 0. 00 16. 11
106 M 4-chl orot ol uene 1.516 1.615 -6.5 96 0. 00 16. 20
107 M 1,3,5-trimethyl benzene 1.718 1.951 -13.6 97 0.00 16. 12
108 M tert-butyl benzene 1.602 1.818 -13.5 96 0. 00 16. 45
109 M pentachl or oet hane 0. 427 0. 500 -17.1 110 0. 00 16. 50
110 M 1, 2,4-trinethyl benzene 1.705 2.035 -19.4 99 0. 00 16. 48
111 M sec-butyl benzene 2.193 2.569 -17.1 96 0.00 16. 65
112 M 1, 3-di chl orobenzene 1. 206 1.285 -6.6 95 0. 00 16. 80
113 M p-isopropyl tol uene 1.970 2.311 -17.3 98 0. 00 16. 76
114 M 1, 4-di chl orobenzene 1.180 1. 259 -6.7 94 0. 00 16. 88
115 M 1, 2-di chl orobenzene 1.181 1. 304 -10.4 95 0. 00 17. 26
116 M n-butyl benzene 0.922 1.125 -22.0 98 0.00 17. 15
117 M 1, 2-di bronmo-3-chloropropa 0.126 0. 149 -18.3 98 0. 00 18. 00
118 1, 3,5-trichl orobenzene 1.098 1. 390 -26.6 101 0. 00 18. 21
119 M 1,2,4-trichl orobenzene 0.917 1.169 -27.5 100 0.00 18. 85
120 M hexachl or obut adi ene 0. 587 0.723 -23.2 101 0. 00 19. 00
121 M napht hal ene 1. 370 1.716 -25.3 100 0. 00 19. 14
122 M 1,2,3-trichl orobenzene 0. 751 0. 958 -27.6 101 0. 00 19. 38
123 M hexachl or oet hane 0. 510 0. 584 -14.5 99 0. 00 17.53

(#) = Qut of Range SPCC's out =0 CCCs out =0
2B136534. D M2B6083. M Fri Nov 13 11:48:32 2015 M52B
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Continuing Calibration Summary Page 1 of 3

Job Number: JC9206 Sample: V2B6108-CC6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  2B137090.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C:\nsdchem 1\ DATA\ 2b. .. 08-v2pb6109\ 2B137090. D Vial : 2

Acq On : 2 Dec 2015 9:05 am Oper at or: Eddi eH
Sampl e . ¢c6083-20 I nst . MB2B
M sc : ms95045, v2B6108, w, ,,, 1 Mul tiplr: 1.00

M5 Integration Paranms: rteint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ M2B6083. M ( RTE | nt egr at or)
Title : SW846 Method 8260, db624, 60nx0.25mx1. 4um
Last Update : Fri Nov 13 11:45:42 2015

Response via : Miltiple Level Calibration

M n. RRF : 0.010 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn

Max. RRF Dev : 20% Max. Rel. Area : 200%

Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.

11 Tert Butyl Al cohol-d9 1. 000 1. 000 0.0 129 0. 00 8. 36

2 M tertiary butyl alcohol 0. 830 0. 821 1.1 121 0. 00 8.49

3 et hanol 0. 094 0. 084 10.6 109 0. 00 6.91

4 M 1, 4-di oxane 0. 084 0. 075 10.7 106 0. 00 12. 40

51 pent af | uor obenzene 1. 000 . 000 0 99 0. 00 10. 81

6 M chl orodifl uoronet hane 0. 285 0. 309 -8.4 106 0.01 4.49

7 M dichlorodifl uoronet hane 0. 461 . 475 - 3. 101 0.01 4. 48

8 m chlorotrifluoroethene = ---------- NA----------

9 M chl or onet hane 0. 370 0. 319 13.8 81 0.01 4.87
10 M vinyl chloride 0. 342 0. 328 4.1 89 0. 00 5.16
11 M br ononet hane 0. 247 0. 231 6.5 87 0.01 5.90
12 M chl oroet hane 0. 158 0. 148 6.3 86 0.00 6.11
13 M trichl orofl uoronet hane 0. 556 0. 605 -8.8 103 0. 00 6. 68
14 M ethyl ether 0.125 0.133 -6.4 101 0. 00 7.15
15 M acrolein 0. 039 0. 045 -15.4 107 0. 00 7.37
16 2-chl or opr opane 0. 427 0. 433 -1.4 100 0.01 7.34
17 M 1, 1-di chl or oet hene 0. 216 0. 227 -5.1 102 0. 00 7.59
18 M acetone 0. 086 0. 094 -9.3 96 0.02 7.64
19 M allyl chloride 0. 106 0.112 -5.7 100 0. 00 8.18
20 M acetonitrile 0.013 0.013 0.0 97 0. 00 8.09
21 M i odonet hane 0. 448 0. 488 -8.9 102 0.01 7.89
22 M iso-butyl alcohol 0. 003 0. 003# 0.0 105 0. 00 11. 09
23 M carbon disul fide 0. 700 0.715 -2.1 99 0. 00 8. 04
24 M nethyl ene chloride 0. 236 0. 237 -0.4 98 0. 00 8. 38
25 M nethyl acetate 0. 030 0.034 -13.3 106 0. 00 8.18
26 1- chl or opr opane 0. 384 0.415 -8.1 104 0. 00 8. 45
27 M nmethyl tert butyl ether 0. 657 0.748 -13.9 106 0. 00 8.81
28 M trans-1, 2-di chl oroet hene 0. 234 0. 237 -1.3 98 0.01 8.83
29 M di-isopropyl ether 0. 657 0. 626 4.7 86 0. 00 9.48
30 M 2-but anone 0. 026 0. 030 -15.4 112 0. 00 10. 19
31 M 1, 1-di chl or oet hane 0. 407 0. 425 -4.4 97 0. 00 9.44
32 M chl oroprene 0. 320 0. 352 -10.0 99 0. 00 9.57
33 M acrylonitrile 0. 068 0.076 -11.8 105 0. 00 8.72
34 M vinyl acetate 0. 039 0. 043 -10.3 106 0.01 9. 44
35 M ethyl tert-butyl ether 0.681 0.712 -4.6 93 0. 00 9.98
36 M ethyl acetate 0. 023 0. 025 -8.7 97 0.01 10. 25
37 M 2,2-dichl oropropane 0. 404 0. 444 -9.9 103 0. 00 10. 26
38 M ci s-1, 2-di chl or oet hene 0. 265 0.270 -1.9 98 0. 00 10. 22
39 M propionitrile 0. 025 0. 030 -20.0 111 0. 00 10. 27
40 M  bronochl or onet hane 0.142 0. 152 -7.0 104 0.00 10. 54
41 M  tetrahydrofuran 0. 048 0. 058 -20.8# 114 0.01 10. 62
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Job Number: JC9206 Sample: V2B6108-CC6083
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  2B137090.D
Project: Sunoco - Marcus Hook Facility, PA
42 M chloroform 0. 461 0. 496 -7.6 102 0. 00 10. 61
43 t-butyl formate 0. 187 0.215 -15.0 107 0. 00 10. 69
44 S di br onof | uor onet hane (s) 0. 348 0. 360 -3.4 103 0. 00 10. 82
45 S 1, 2-di chl oroet hane-d4 (s) 0.411 0. 469 -14.1 111 0.00 11. 25
46 M freon 113 0. 203 0. 229 -12.8 106 0.01 7.61
47 M methacrylonitrile 0.117 0.129 -10.3 106 0.00 10. 48
48 M 1,1, 1-trichl oroet hane 0. 420 0.478 -13.8 109 0.00 10. 91
49 M Cycl ohexane 0.292 0. 314 -7.5 108 0.00 11.01
50 | 1, 4-di f | uor obenzene 1. 000 1. 000 0.0 97 0. 00 11.72
51 tert anmyl ethyl ether —  —--------- NA- - --------
52 M D -isobutylene  oee------- NA- - --------
53 M epichlorohydrin 0.017 0. 020 -17.6 105 0.00 12. 89
54 M n-butyl al cohol 0.004 0.005# -25.0# 109 0.00 11. 82
55 M carbon tetrachl oride 0. 398 0. 483 -21.4# 115 0. 00 11. 13
56 M 1, 1-dichl oropropene 0. 282 0.314 -11.3 102 0. 00 11. 09
57 M hexane 0. 196 0. 247 -26.0# 113 0.01 9.22
58 M  benzene 0.780 0. 833 -6.8 97 0.00 11. 35
59 2,2,4-trinethyl pentane 0. 602 0. 666 -10.6 98 0. 00 11. 41
60 M tert-anyl nethyl ether 0. 594 0. 631 -6.2 93 0. 00 11. 42
61 M heptane 0.120 0.133 -10.8 106 0.00 11.58
62 M isopropyl acetate 0. 323 0. 357 -10.5 100 0. 00 11. 29
63 M 1, 2-dichl oroet hane 0. 357 0. 407 -14.0 108 0.00 11. 34
64 M trichloroethene 0. 234 0. 246 -5.1 100 0. 00 12. 05
65 M 2-nitropropane 0. 057 0.078 -36. 8# 126 0. 00 12.76
66 M 2-chl oroet hyl vinyl ether 0.116 0.124 -6.9 94 0. 00 12. 80
67 M nmethyl methacrylate 0. 049 0. 057 -16.3 114 0.00 12. 32
68 M 1, 2-dichl oropropane 0.198 0.201 -1.5 97 0. 00 12. 30
69 M di brononet hane 0. 144 0. 169 -17.4 108 0.00 12. 43
70 M net hyl cycl ohexane 0. 297 0. 335 -12.8 105 0.00 12. 30
71 M Dbronodi chl or onet hane 0. 338 0. 390 -15.4 105 0. 00 12. 56
72 M cis-1, 3-dichl oropropene 0. 349 0. 370 -6.0 98 0. 00 13. 00
73 S toluene-d8 (s) 1.088 1.094 -0.6 98 0.00 13. 30
74 M 4-net hyl - 2- pent anone 0. 063 0.071 -12.7 107 0.00 13.11
75 M toluene 0. 468 0. 503 -7.5 98 0.00 13. 36
76 M 3-met hyl - 1- but anol 0. 006 0.008# -33.3# 111 0.00 13. 10
77 M trans-1, 3-di chl oropropene 0. 339 0. 369 -8.8 102 0. 00 13.52
78 M ethyl methacrylate 0. 219 0. 250 -14.2 107 0.00 13.54
79 M 1,1,2-trichl oroethane 0.154 0.165 -7.1 102 0.00 13.72
80 M  2-hexanone 0. 060 0. 063 -5.0 93 0.00 13. 90
81 | chl or obenzene- d5 1. 000 1. 000 0.0 98 0.00 14. 70
82 m n-butyl ether 0. 838 0. 830 1.0 94 0.00 14. 68
83 M tetrachl oroet hene 0. 287 0. 285 0.7 91 0. 00 13.92
84 M 1, 3-dichl oropropane 0. 336 0. 363 -8.0 100 0. 00 13. 89
85 M butyl acetate 0. 109 0. 115 -5.5 96 0.00 13.98
86 3, 3-di net hyl - 1- but anol 0.014 0.018 -28.6# 113 0.00 14. 05
87 M di bronochl or onet hane 0. 333 0.373 -12.0 105 0. 00 14. 14
88 M 1, 2-di bronpet hane 0. 235 0. 270 -14.9 107 0. 00 14. 28
89 M chl orobenzene 0. 669 0. 686 -2.5 98 0.00 14. 73
90 M 1,1,1, 2-tetrachl oroet hane 0. 303 0. 331 -9.2 103 0. 00 14.78
91 M ethyl benzene 1.033 1.139 -10.3 100 0.00 14. 80
92 M mp-xylene 0. 401 0. 443 -10.5 101 0.00 14. 89
93 M o0-xyl ene 0.419 0. 449 -7.2 101 0. 00 15. 28
94 M styrene 0.711 0.744 -4.6 98 0.00 15. 28
95 M bronmoform 0.261 0. 303 -16.1 112 0.00 15. 50
96 | 1, 4-di chl orobenzene-d4 1. 000 1. 000 0.0 102 0. 00 16. 86
97 M  isopropyl benzene 2.032 2.213 -8.9 103 0. 00 15. 60
98 S  4-bronofl uorobenzene (s) 0.879 0. 892 -1.5 104 0. 00 15. 77
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99 M cycl ohexanone 0.024 0.012 50.0# 47# 0.00 15.72
100 M bronpbenzene 0. 649 0. 669 -3.1 100 0. 00 15. 95
101 M 1,1, 2,2-tetrachl oroet hane 0.478 0.523 -9.4 107 0. 00 15. 84
102 M trans-1,4-dichloro-2-bute 0.125 0. 140 -12.0 110 0. 00 15. 89
103 M 1,2,3-trichl oropropane 0. 144 0.177 -22.9# 123 0. 00 15.91
104 M n-propyl benzene 2.183 2. 356 -7.9 104 0. 00 15. 98
105 M 2-chl orot ol uene 0. 558 0. 551 1.3 99 0. 00 16. 10
106 M 4-chl orot ol uene 1.516 1.537 -1.4 102 0.00 16. 20
107 M 1,3,5-trimethyl benzene 1.718 1. 865 -8.6 102 0.00 16. 12
108 M tert-butyl benzene 1.602 1. 659 -3.6 102 0. 00 16. 45
109 M pentachl or oet hane 0. 427 0.494 -15.7 124 0. 00 16. 50
110 M 1, 2,4-trinethyl benzene 1.705 1.930 -13.2 105 0. 00 16. 48
111 M sec-butyl benzene 2.193 2. 365 -7.8 102 0.00 16. 65
112 M 1, 3-di chl orobenzene 1. 206 1.224 -1.5 101 0. 00 16. 80
113 M p-isopropyl tol uene 1.970 2.147 -9.0 106 0. 00 16. 76
114 M 1, 4-di chl or obenzene 1.180 1.193 -1.1 101 0. 00 16. 88
115 M 1, 2-di chl orobenzene 1.181 1. 200 -1.6 99 0. 00 17. 25
116 M n-butyl benzene 0.922 1.002 -8.7 104 0.00 17. 15
117 M 1, 2-di bronmo-3-chloropropa 0.126 0.161 -27.8# 124 0. 00 18. 00
118 1, 3,5-trichl orobenzene 1.098 1.219 -11.0 104 0. 00 18. 21
119 M 1,2,4-trichl orobenzene 0.917 1. 066 -16.2 112 0.00 18. 85
120 M hexachl or obut adi ene 0. 587 0.702 -19.6 110 0. 00 19. 00
121 M napht hal ene 1.370 1.727 -26.1# 123 0.00 19. 14
122 M 1,2,3-trichl orobenzene 0. 751 0.917 -22.1# 114 0. 00 19. 38
123 M hexachl or oet hane 0.510 0. 529 -3.7 103 0.00 17.53

(#) = Qut of Range SPCC's out =0 CCCs out =0
2B136533. D M2B6083. M Thu Dec 03 12:30:36 2015  ACC VOA- CLN- 05A
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Sample Results: [ANKFToIb]

Manual Integrations

APPROVED
) } } (compounds with "m" flag)
Quantitation Report (QT Reviewed)
Data Path : C:\msdchem\1\DATA\2b\v2b6108-v2b6109\ Lo/0ano 020
Data File : 2B137108.D
Acq On : 2 Dec 2015 5:56 pm
Operator : EddieH
Sample : jc9206-1
Misc : ms95066,v2B6108,w,,,,1

ALS Vial : 20 Sample Multiplier: 1

Quant Time: Dec 04 11:37:26 2015

Quant Method : C:\MSDCHEM\1\METHODS\M2B6083.M

Quant Title : SW-846 Method 8260, db624, 60mx0.25mmx1.4um
QLast Update : Fri Nov 13 11:45:42 2015

Response via : Initial Calibration

Compound R.T. Qlon Response Conc Units Dev(Min)

Internal Standards

1) Tert Butyl Alcohol-d9 8.352 65 78374  500.00 ug/L 0.00
5) pentafluorobenzene 10.806 168 314688 50.00 ug/L 0.00
50) 1,4-difluorobenzene 11.718 114 307049 50.00 ug/L 0.00
81) chlorobenzene-d5 14.696 117 261684 50.00 ug/L 0.00
96) 1,4-dichlorobenzene-d4 16.857 152 146851 50.00 ug/L 0.00

System Monitoring Compounds
44) dibromofluoromethane (s) 10.811 113 112344 51.27 ug/L 0.00

Spiked Amount 50.000 Range 79 - 120 Recovery = 102.54%
45) 1,2-dichloroethane-d4 (s) 11.247 65 140519 54.37 ug/L 0.00
Spiked Amount 50.000 Range 72 - 123 Recovery = 108.74%
73) toluene-d8 (s) 13.297 98 327195 48.98 ug/L 0.00
Spiked Amount 50.000 Range 78 - 119 Recovery = 97 .96%
98) 4-bromofluorobenzene (s) 15.766 95 132646 51.39 ug/L 0.00
Spiked Amount 50.000 Range 74 - 119 Recovery = 102.78%
Target Compounds Qvalue
18) acetone 7.624 43 7193 13.27 ug/L 93
27) methyl tert butyl ether 8.803 73 2653 0.64 ug/L 64
49) Cyclohexane 11.011 84 20596 11.22 ug/L # 47
57) hexane 9.223 57 802 0.66 ug/L 90
58) benzene 11.351 78 26193 5.47 ug/L 100
70) methylcyclohexane 12.306 83 25942 14.24 ug/L 91
75) toluene 13.365 92 3894m 1.35 ug/L
91) ethylbenzene 14.796 91 5178 0.96 ug/L 97
92) m,p-xylene 14.890 106 3775 1.80 ug/L 91
93) o-xylene 15.278 106 549 0.25 ug/L # 75
97) isopropylbenzene 15.603 105 50015 8.38 ug/L 98
104) n-propylbenzene 15.981 91 78646 12.26 ug/L 98
108) tert-butylbenzene 16.448 119 6364 1.35 ug/L 99
110) 1,2,4-trimethylbenzene 16.484 105 1161 0.23 ug/L 80
111) sec-butylbenzene 16.647 105 9961 1.55 ug/L 92
113) p-isopropyltoluene 16.757 119 3408 0.59 ug/L 82
116) n-butylbenzene 17.150 92 8255 3.05 ug/L 95
121) naphthalene 19.137 128 2293 0.57 ug/L 94

(#) = qualifier out of range (mn) = manual integration (+) = signals summed
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Sample Results: [ANKFToIb]

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\2b\v2b6108-v2b6109\
Data File : 2B137108.D

Acq On : 2 Dec 2015 5:56 pm
Operator : EddieH

Sample : Jjc9206-1

Misc : ms95066,v2B6108,w,,,,1

ALS Vial : 20 Sample Multiplier: 1

Quant Time: Dec 04 11:37:26 2015

Quant Method : C:\MSDCHEM\1\METHODS\M2B6083.M

Quant Title : SW-846 Method 8260, db624, 60mx0.25mmx1.4um
QLast Update : Fri Nov 13 11:45:42 2015

Response via : Initial Calibration

Abundance TIC: 2B137108.D\data.ms
750000

700000

NS |

650000

1,4-dichlorobenzene-d4,1

600000

toluene-d8 (s),S
chlorobenzene-d5,|

dibromc

550000

4-bromofluorobenzene (s),S

500000

450000

1,4-difluorobenzene, |

400000

350000

300000

250000

1,2-dichloroethane-d4 (s),S

200000

n-propylbenzene,M

150000

isopropylbenzene,M

methylcyclohexane,M

100000

Cyclohexane,M

Tert Butyl Alcohol-d9,!

T-butyoenzerne, vt

benzene,M
RS ™
alene, M

o-xylene,M

50000

methyl tert butyl ether,M

acetone,M
hexane,M

L e e TSR R SSR FIILSEE RS N N L L A

Time--> 5.00 6.00 7.00 8.00 9.00 10.00 11.00 12.‘00 13.‘00 14.00 15.‘00 16.00 17.‘00 18.‘00 19.‘00
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Sample Results: [ANKFToIb]

Abundance Scan 676 (7.624 min): 2B136534.D (-665) (-)
43
Ref 50
151
58 103
85 ‘
N RO NN | LA
m/z--> 40 60 80 100 120 140 160 180 200
Abundance Scan 676 (7.624 min): 2B137108.D\data.ms
43
Raw gq
58
207
0
m/z--> 40 60 80 100 120 140 160 180 200
Abundance Scan 676 (7.624 min): 2B137108.D\data.ms (-647) (-)
3
Sub
50
58
0,
m/z--> 40 60 80 100 120 140 160 180 200
Abundance Scan 902 (8.809 min): 2B136534.D (-887) (-)
B
Ref 50 61
96
43
ol 207
m/z--> 40 60 80 100 120 140 160 180 200
Abundance Scan 901 (8.803 min): 2B137108.D\data.ms
sl
Raw g
41 57
‘ 207
m/z--> 40 60 80 100 120 140 160 180 200
Abundance Scan 901 (8.803 min): 2B137108.D\data.ms (-807) (-)
sl
Sub
50
41 57
o,w“,,w,,H,,H,,H,,“,,w,,H,,H,,H,,“,H
m/z--> 40 60 80 100 120 140 160 180 200

2B137108.D M2B6083.M Fri Dec 04 11:38:43

2B137108.D: JC9206-1 MW-555-20151123 page 3 of 11

#18

acetone

Concen: 13.27 ug/L

RT: 7.624 min Scan# 676
Delta R.T. -0.000 min

Lab File: 2B137108.D
Acq: 2 Dec 2015 5:56 pm
Tgt lon: 43 Resp: 7193
lon Ratio Lower Upper
43 100

58 22.3 0.0 55.0
42 11.4 0.0 37.3

Abundance

7.624
2000
1500
1000
500
oD YA
R SRS RARRE RARAS RARAE AR

Time--> 7.55 7.60 7.65 7.70 7.75
#H27
methyl tert butyl ether
Concen: 0.64 ug/L
RT: 8.803 min Scan# 901
Delta R.T. -0.005 min
Lab File: 2B137108.D
Acq: 2 Dec 2015 5:56 pm
Tgt lon: 73 Resp: 2653
lon Ratio Lower Upper
73 100
57 36.1 0.0 49.8

Abundance

8.80:
1000
500
0

LA L L

Time--> 875 880 885 8.90

2015 ACC-VOA-CLN-05A
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Sample Results: [ANKFToIb]

Abundance Scan 1322 (11.011 min): 2B136534.D (-1310) (-) #49
56 Cyclohexane
Concen: 11.22 ug/L
41 84 RT: 11.011 min Scan# 1322
Ref 50 Delta R.T. 0.001 min
Lab File: 2B137108.D
69 Acq: 2 Dec 2015 5:56 pm
mzs a8 8 10 136 140 160 10 2% Tgt lon: 84 Resp: 20596
Abundance Scan 1322 (11.011 min): 28137108.D\data.ms lon Ratio Lower Upper
56 84 84 100
al 56 102.1 159.7 219.7#
41 68.2 84.1 144.1#
Raw g
69 Abundance
11811
o 207 8000
mz--> 40 60 80 100 120 140 160 180 200
Abundance  Scan 1322 (11.011 min): 2B137108.D\data.ms (-1227) (-) 6000
5 84
41 4000
Sub
50
69 2000
ol fe——
miz--> 40 60 80 100 120 140 160 180 200  Time-> 11.00 11.10
Abundance Scan 979 (9.212 min): 2B136534.D (-969) (-) #57
a g7 hexane
Concen: 0.66 ug/L
RT: 9.223 min Scan# 981
Ref 50 Delta R.T. 0.010 min
Lab File: 2B137108.D
86 Acq: 2 Dec 2015 5:56 pm
71
ol 207
miz--> 40 60 80 100 120 140 160 180 200 Tgt lon: 57 Resp: 802
Abundance Scan 981 (9.223 min): 2B137108.D\data.ms lon Ratio Lower Upper
57 57 100
56 52.8 21.4 81.4
41 43 50.8 33.8 93.8
Raw 50 207
Abundance
400 9.423
s S R AL S B SRS SRS RS SRR
mz--> 40 60 80 100 120 140 160 180 200 300
Abundance Scan 981 (9.223 min): 2B137108.D\data.ms (-884) (-) /\%
57
200
il
Sub
50
100
R I I I IS WAL R WAL IS B O
miz--> 40 60 80 100 120 140 160 180 200  Time-> 9.15 9.20 9.25
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Sample Results: [ANKFToIb]

Abundance Scan 1387 (11.351 min): 2B136534.D (-1376) (-) #58
78 benzene
Concen: 5.47 ug/L
RT: 11.351 min Scan# 1387
Ref 50 Delta R.T. -0.000 min
62 Lab File: 2B137108.D
51 Acq: 2 Dec 2015 5:56 pm
A I e o
miz--> 40 60 80 100 120 140 160 180 200 Tgt lon: 78 Resp: 1
Abundance Scan 1387 (11.351 min): 2B137108.D\data.ms 'gg ESS'O Lower Upper
78
77 23.9 0.0 53.9
Raw g
Abundance
39 51 12000 11/p1
il K
ottt e 10000
mz--> 40 60 80 100 120 140 160 180 200
Abundance  Scan 1387 (11.351 min): 2B137108.D\data.ms (-1294) (-) 8000
78
6000
Sub 4000
51 2000 /\
39
mz--> 40 60 80 100 120 140 160 180 200  Time-> 1130 1135 1140
Abundance Scan 1568 (12.300 min): 2B136534.D (-1558) (-) #70
4 83 methylcyclohexane
55 Concen: 14.24 ug/L
63 RT: 12.306 min Scan# 1569
Ref 50 98 Delta R.T. 0.005 min
69 76 Lab File: 2B137108.D
Acq: 2 Dec 2015 5:56 pm
ool Bl i,l T TR
mz-> 30 ' ' 70 8 9 100 110 120 Tgt fon: 83 Resp: 25942
Abundance Scan 1569 (12.306 mln). 28137108.D\data.ms gg Egg'o Lower Upper
83
55 55 68.1 47.9 107.9
98 42 .0 15.2 75.2
Raw g
4l % Abundance
‘ 69 12000
\ 7
0 ,,m,}‘%,,,JH,,,,Ji‘lm,,lh,,,,,u,,,,,,,,,,,u 10000
mz--> 30 40 50 60 70 80 90 100 110 120
Abundance  Scan 1569 (12.306 min): 2B137108.D\data.ms (-1473) (-) 8000
83
55 6000
Sub
50 “ % 4000
69 2000
0 ,,,,,,‘;w,,,,uwlu,,,wl‘l,,,,,ls,,,,,,u,,,,,,,,,,,,, 0
mz--> 30 40 50 60 70 8 90 100 110 120 Time-> 1220 1230
2B137108.D M2B6083.M Fri Dec 04 11:38:43 2015 ACC-VOA-CLN-05A Page 5
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Sample Results: [ANKFToIb]

Abundance Scan 1771 (13.365 min): 2B136534.D (-1762) (-) #75
a toluene
Concen: 1.35 ug/L m
RT: 13.365 min Scan# 1771
Ref 50 Delta R.T. -0.000 min
Lab File: 2B137108.D
39 65 Acq: 2 Dec 2015 5:56 pm
51
S 20 PO N M SN | ) )
miz--> 0 40 50 60 70 8 90 100 110 19t lon: 92 Resp: 3894
Abundance Scan 1771 (13.365 min): 2B137108.D\data.ms lon Ratio Lower Upper
g1 92 100
91 157.8 143.3 203.3
65 21.1 0.0 49.1
Raw g
Abundance
39 100 4000
S g e
b e bt ey
m/z--> 30 40 5 60 70 8 90 100 110 3000 143
Abundance  Scan 1771 (13.365 min): 2B137108.D\data.ms (-1660) (-) :
91
2000
Sub
%0 1000
100
38 44 52 65 110
O'!"'%!""!%"'!l"M'!""!""X!""!""%""! O'!""!""!""
miz--> 30 40 50 60 70 80 90 100 110 Time--> 13.30 13.35 13.40
Abundance Scan 2044 (14.796 min): 2B136534.D (-2035) (-) #91
gL ethylbenzene
Concen: 0.96 ug/L
RT: 14.796 min Scan# 2044
Ref 50 Delta R.T. -0.000 min
106 Lab File: 2B137108.D
Acq: 2 Dec 2015 5:56 pm
m S T g | ome W "
e 3 o s @ 7o d 4 1 1o 1% 1o 1o T9 lon: 91 Resp: 5178
Abundance Scan 2044 (14.796 min): 2B137108.D\data.ms lon Ratio Lower Upper
ol 91 100
106 31.6 0.7 60.7
65 10.6 0.0 38.3
Raw g
67 106 Abundance
39 5 79 4000
R M 14796
Orrprrrererrg e b
m/z--> 30 40 50 60 70 80 90 100 110 120 130 140 3000
Abundance  Scan 2044 (14.796 min): 2B137108.D\data.ms (-1924) (-)
o1
2000
Sub
50
106 1000
77
39 5ﬁ 77 “‘ 117
Ottt e e e e LA L SR

m/z--> 30 40 50 60 70 80 90 100 110 120 130 140 Time--> 14.75 14.80 14.85
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Sample Results: [ANKFToIb]

Abundance Scan 2062 (14.891 min): 2B136534.D (-2055) (-)
9L
Ref 50 106
77
39 51 63
S I PR R T -0 1 Y|
m/z--> 30 40 50 60 70 80 90 100 110
Abundance Scan 2062 (14.890 min): 2B137108.D\data.ms
9L
Raw g 106
51 77
39 63 82 97
1 i | I I |
o] SRR ¥ VNN CESS 1  ST  A  / BEN
m/z--> 30 40 50 60 70 80 90 100 110
Abundance  Scan 2062 (14.890 min): 2B137108.D\data.ms (-1963) (-)
91
Sub 106
50
51 63 78 97
o) TS i M L
m/z--> 30 40 50 60 70 80 90 100 110
Abundance Scan 2136 (15.278 min): 2B136534.D (-2128) (-)
e
104
ReT 50 78
51
39 63
SN S PO P =30 1| S
m/z--> 30 40 50 60 70 80 90 100 110
Abundance Scan 2136 (15.278 min): 2B137108.D\data.ms
oL
R %5 106
aw 67
‘ 83
e PN MR
m/z--> 30 40 50 60 80 90 100 110
Abundance  Scan 2136 (15.278 min): 2B137108.D\data.ms (-2044) (-)
a4
59
Sub 71
50 95
83
T IR
m/z--> 30 40 50 60 70 80 90 100 110
2B137108.D M2B6083.M Fri Dec 04 11:38:43

2B137108.D: JC9206-1 MW-555-20151123 page 7 of 11

#92
m,p-xylene
Concen: 1.80 ug/L
RT: 14.890 min Scan# 2062
Delta R.T. -0.000 min
Lab File: 2B137108.D
Acq: 2 Dec 2015 5:56 pm
Tgt lon:106 Resp: 3775
lon Ratio Lower Upper
106 100
91 191.6 175.0 235.0
Abundance
4000
3000
4.89
2000
1000
Time-> 1485 1490 1495
#93
o-xylene
Concen: 0.25 ug/L
RT: 15.278 min Scan# 2136
Delta R.T. -0.000 min
Lab File: 2B137108.D
Acq: 2 Dec 2015 5:56 pm
Tgt lon:106 Resp: 549
lon Ratio Lower Upper
106 100
91 169.0 177.1 237.1#
Abundance
800
600
400 15.278
200

T

LI

T
Time--> 15.24 15.26 15.28 15.30

2015

ACC-VOA-CLN-05A
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Sample Results: [ANKFToIb]

Abundance Scan 2198 (15.604 min): 2B136534.D (-2189) (-)
105
Ref 50
120
77
51
o B 8 | 85 %' o8 || 113 |,
et e 88 98 L 113 L

m/z--> 30 40 50 60 70 80 90 100 110 120 130

Abundance Scan 2198 (15.603 min): 2B137108.D\data.ms
105
Raw g
120
51 o 91
3 ).5763 69 N ‘
o MBENESLN MRV W0V VSENSRP MUSRAR 1 RRRERPPIVA MBS

m/z--> 30 40 50 60 70 80 90 100 110 120 130

Abundance  Scan 2198 (15.603 min): 2B137108.D\data.ms (-2072) (-)
105
Sub

50

120
77
39 51 9
o |57 63 70 L ‘
UMMM RMB S| NN PRUNNIOVS 1 MMM 'S

m/z--> 30 40 50 60 70 80 90 100 110 120 130

Abundance Scan 2270 (15.981 min): 2B136534.D (-2261) (-)
il
Ref 50
120
65
39 5l 5g | 8 | 105
O PP e e e e

m/z--> 30 40 50 60 70 8 90 100 110 120

Abundance Scan 2270 (15.981 min): 2B137108.D\data.ms
91
Raw g
120
39 51 P 78 105
0 | | 1‘ 1 1‘ 1 L
R B R R S R mE R e e

m/z--> 30 40 50 60 70 8 90 100 110 120

Abundance  Scan 2270 (15.981 min): 2B137108.D\data.ms (-2173) (-)
91

Sub

50

120
39 51 58 65 78 105
0 1 1 1‘ il 1 1 !
R R EE B e  Eam maaa Lo

m/z--> 30 40 50 60 70 80 90 100 110 120

2B137108.D M2B6083.M Fri Dec 04 11:38:43
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#97

isopropylbenzene

Concen: 8.38 ug/L

RT: 15.603 min Scan# 2198
Delta R.T. 0.000 min

Lab File: 2B137108.D

Acq: 2 Dec 2015 5:56 pm
Tgt lon:105 Resp: 50015
lon Ratio Lower Upper
105 100

120 25.7 0.0 57.0
77 15.5 0.0 45.1

Abundance
15403
30000
20000
10000
O""'v""v'
Time--> 15.60 15.70
#104
n-propylbenzene
Concen: 12.26 ug/L
RT: 15.981 min Scan# 2270
Delta R.T. -0.000 min
Lab File: 2B137108.D
Acq: 2 Dec 2015 5:56 pm
Tgt lon: 91 Resp: 78646
lon Ratio Lower Upper

91 100
120 23.0 0.0 53.9
65 11.3 0.0 40.5

Abundance
15.981

50000

40000

30000

20000

10000 J/éikx\

O ' T T T T ' T T T T '

Time--> 15.90 16.00
2015 ACC-VOA-CLN-05A
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Sample Results: [ANKFToIb]

Abundance Scan 2359 (16.448 min): 2B136534.D (-2351) (-) #108
119 tert-butylbenzene
o1 Concen: 1.35 ug/L
RT: 16.448 min Scan# 2359
Ref 50 Delta R.T. 0.001 min
134 Lab File: 2B137108.D
a g o 7 103 Acq: 2 Dec 2015 5:56 pm
0,,,,,J,‘””H,”S?,M,,,”‘U,m,,h”,ﬂ,,,,,,Hu%”l??,””,m -119 . 636
mz-> 30 40 50 60 70 8 90 100 110 120 130 140 19t lon:119 Resp: 4
Abundance Scan 2359 (16.448 min): 2B137108.D\data.ms lon Ratio Lower Upper
119 119 100
91 67.1 36.7 96.7
au 134 20.8 0.0 52.5
Raw g
Abundance
a1 T 77 103 134 16448
0,,””5,#”;Ww,,hUw,,”MU%M”,%M“”,J,”,”HW”,,””,m 4000
mz-> 30 40 50 60 70 80 90 100 110 120 130 140
Abundance  Scan 2359 (16.448 min): 2B137108.D\data.ms (-2321) (-) 3000
119
91 2000
Sub
50
1000
77 134
51 o 65 ‘ 103
O,,,,”5HHHMS?,MM,,,J‘Wm,%*ﬂ”,ﬂ,”,”W,%m,,”u,m Rl———
mz-> 30 40 50 60 70 80 90 100 110 120 130 140 Time-->  16.40 16.45
Abundance Scan 2366 (16.484 min): 2B136534.D (-2353) (-) #110
105 1,2,4-trimethylbenzene
Concen: 0.23 ug/L
RT: 16.484 min Scan# 2366
Ref 50 120 Delta R.T. -0.000 min
Lab File: 2B137108.D
7 o1 Acq: 2 Dec 2015 5:56 pm
o 319 511 615? ‘M | Ll MJ& 130 11?7
VVV'VV‘VV'VVVV'VVVV'VVVV'VVVV'VVVV'VVVV' - -
miz--> 40 60 8 100 120 140 160 Tgt 1on:105 Resp: 1161
Abundance Scan 2366 (16.484 min): 2B137108.D\data.ms lon Ratio Lower Upper
105 105 100
120 38.6 17.1 77.1
77 31.9 0.0 42 .2
Raw g
77 120 Abundance
‘4‘4 55 67‘ ‘ ‘ 95 1000 16.484
miz--> 40 60 80 100 120 140 160
Abundance  Scan 2366 (16.484 min): 2B137108.D\data.ms (-2253) (-)
105 600
Sub n 400
120
2
i AW A
9
o,,,,4,4,,,,,H,J,,,,,,,,‘,,,,,,,,,,,,,,,,,, o
miz--> 40 60 80 100 120 140 160 Time-—>  16.45 16.50
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Sample Results: [ANKFToIb]

Abundance Scan 2397 (16.647 min): 2B136534.D (-2388) (-) #111
105 sec-butylbenzene
Concen: 1.55 ug/L
RT: 16.647 min Scan# 2397
Ref 50 Delta R.T. -0.000 min
Lab File: 2B137108.D
77 9l 134 Acq: 2 Dec 2015 5:56 pm
o2 Steres | eyl us | _ _
mz-> 30 40 50 60 70 8 90 100 110 120 130 140 19t lon:105 Resp: 9961
Abundance Scan 2397 (16.647 min): 2B137108.D\data.ms on Ratio Lower Upper
105 105 100

134 13.7 0.0 49.2
91 14.0 0.0 45_4

Raw g
Abundance
16.547
77 91 134
39 51 63 115
o NN S S S VB BN | S SSN ES 6000
mz--> 30 40 50 60 70 80 90 100 110 120 130 140
Abundance  Scan 2397 (16.647 min): 2B137108.D\data.ms (-2286) (-)
105 4000
Sub
50 2000
134
91
39 50 63 [ 115
o) SIS = N s RN R NI N S 1 —————————
mz-> 30 40 50 60 70 80 90 100 110 120 130 140 Time-> 1660  16/65  16.70
Abundance Scan 2418 (16.757 min): 2B136534.D (-2411) (-) #113
119 p-isopropyltoluene
Concen: 0.59 ug/L
RT: 16.757 min Scan# 2418
Ref 50 Delta R.T. -0.000 min
o 124 Lab File:  2B137108.D
Acq: 2 Dec 2015 5:56 pm
39 51 6? 717 103 1“ 127
Ottt e e e e e - -
miz-> 30 40 50 60 70 8 90 100 110 120 130 140 19t lon:119 Resp: 3408
Abundance Scan 2418 (16.757 min): 2B137108.D\data.ms lon Ratio Lower Upper
119 119 100
134 26.2 0.0 55.4
91 40.2 0.0 53.0
Raw g
a1 Abundance
134
41 67 2500 16.fr57
‘ 55 77 103 ‘
| Vo S A N NN B
mz--> 30 40 50 60 70 80 90 100 110 120 130 140
Abundance  Scan 2418 (16.757 min): 2B137108.D\data.ms (-2315) (-)
119 1500
1000
Sub
50
ot 134 500
41
‘ 55 65 77 103 ‘ /¥
S N N N A N NN N o b
mz-> 30 40 50 60 70 8 90 100 110 120 130 140 Time-> 1670 16.75 16.80
2B137108.D M2B6083.M Fri Dec 04 11:38:44 2015 ACC-VOA-CLN-05A Page 10
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Sample Results: [ANKFToIb]

Abundance Scan 2493 (17.150 min): 2B136534.D (-2485) (-) #116
9L n-butylbenzene
Concen: 3.05 ug/L
RT: 17.150 min Scan# 2493
Ref 50 Delta R.T. 0.000 min
134 Lab File: 2B137108.D
Acq: 2 D 201 : m
o o 5 7 105 cq ec 2015 5:56 p
/ol A0 O AN RO = 2 A o2 Reso- 82
miz-> 30 40 50 60 70 80 90 100 110 120 130 140 19t lon: 92 Resp: 55
Abundance Scan 2493 (17.150 min): 2B137108.D\data.ms lon Ratio Lower Upper
il 92 100
91 175.5 153.2 213.2
134 47 .9 19.4 79.4
Raw g
Abundance
117 134
39 51 65 77 105 ‘ 20000
0 | A n [y LI n . .
M I
mz--> 30 40 50 60 70 80 90 100 110 120 130 140
Abundance  Scan 2493 (17.150 min): 2B137108.D\data.ms (-2377) (-) 15000
91
10000
Sub 50 17.15
5000
1y 134
39 51 68 77 105 ‘
o SNBSS T RSN [ N NN ) MNBSN (M R
mz-> 30 40 50 60 70 80 90 100 110 120 130 140 Time--> 17.15 17.20
Abundance Scan 2872 (19.137 min): 2B136534.D (-2864) (-) #121
128 naphthalene
Concen: 0.57 ug/L
RT: 19.137 min Scan# 2872
Ref 50 Delta R.T. 0.000 min
Lab File: 2B137108.D
102 Acq: 2 Dec 2015 5:56 pm
oL R e gws | 208
miz--> 40 60 80 100 120 140 160 180 200 Tgt lon:128 Resp: 2293
Abundance Scan 2872 (19.137 min): 2B137108.D\data.ms lon Ratio Lower Upper
18 128 100
127 11.6 0.0 42 .9
129 14.6 0.0 41.1
Raw 50 207
Abundance
55 o 155 145
[T
1 N A N N P
mz--> 40 60 80 100 120 140 160 180 200 19.137
Abundance  Scan 2872 (19.137 min): 2B137108.D\data.ms (-2765) (-)
128 1000
Sub 50
207 500
- 145
a4 o1 105 161
0,1‘,,“,‘*,“,“,“,, RE—————
mz--> 40 60 80 100 120 140 160 180 200  Time-->  19.10 19.15
2B137108.D M2B6083.M Fri Dec 04 11:38:44 2015 ACC-VOA-CLN-05A Page 11
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Sample Results: [ANRTHyAb]

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\2b\v2b6108-v2b6109\
Data File : 2B137107.D

Acq On : 2 Dec 2015 5:27 pm
Operator : EddieH

Sample : jc9206-2

Misc : ms95066,v2B6108,w,,,,1

ALS Vial : 19 Sample Multiplier: 1

Quant Time: Dec 03 15:17:09 2015

Quant Method : C:\MSDCHEM\1\METHODS\M2B6083.M

Quant Title : SW-846 Method 8260, db624, 60mx0.25mmx1.4um
QLast Update : Fri Nov 13 11:45:42 2015

Response via : Initial Calibration

Compound R.T. Qlon Response Conc Units Dev(Min)

Internal Standards

1) Tert Butyl Alcohol-d9 8.347 65 82442 500.00 ug/L 0.00
5) pentafluorobenzene 10.806 168 326761 50.00 ug/L 0.00
50) 1,4-difluorobenzene 11.713 114 319057 50.00 ug/L 0.00
81) chlorobenzene-d5 14.696 117 271155 50.00 ug/L 0.00
96) 1,4-dichlorobenzene-d4 16.857 152 142162 50.00 ug”/L 0.00

System Monitoring Compounds
44) dibromofluoromethane (s) 10.811 113 116410 51.17 ug/L 0.00

Spiked Amount 50.000 Range 79 - 120 Recovery = 102.34%
45) 1,2-dichloroethane-d4 (s) 11.246 65 143736 53.56 ug/L 0.00
Spiked Amount 50.000 Range 72 - 123 Recovery = 107.12%
73) toluene-d8 (s) 13.296 98 342390 49.32 ug/L 0.00
Spiked Amount 50.000 Range 78 - 119 Recovery = 98.64%
98) 4-bromofluorobenzene (s) 15.771 95 128945 51.61 ug/L 0.00
Spiked Amount 50.000 Range 74 - 119 Recovery = 103.22%
Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed

M2B6083.M Thu Dec 03 15:32:12 2015 ACC-VOA-CLN-05A Page: 1
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Sample Results: [ANRTHyAb]

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\2b\v2b6108-v2b6109\
Data File : 2B137107.D

Acq On : 2 Dec 2015 5:27 pm
Operator : EddieH

Sample : Jjc9206-2

Misc : ms95066,v2B6108,w,,,,1

ALS Vial : 19 Sample Multiplier: 1

Quant Time: Dec 03 15:17:09 2015

Quant Method : C:\MSDCHEM\1\METHODS\M2B6083.M

Quant Title : SW-846 Method 8260, db624, 60mx0.25mmx1.4um
QLast Update : Fri Nov 13 11:45:42 2015

Response via : Initial Calibration

Abundance TIC: 2B137107.D\data.ms

650000

1ethane (s),S

600000

chlorobenzene-d5, |
ne-d4,|

550000

totttene=d8-(s),S
4-bromofluorobenzene (s),S

Acliohl
~4-chehtor

pentaf

500000

450000

1,4-difluorobenzene, |

400000

350000

300000

250000

1,2-dichloroethane-d4 (s),S

200000

150000

100000

Tert Butyl Alcohol-d9,

50000

e i B s e T S SRRSERN L

I I T T T -’
Time--> 5.00 6.00 7.00 8.00 9.00 10.00 11.00 12.00 13.00 14.00 15.00

LI S S B s S s S B e Tt T

T T T f
16.00 17.00 18.00 19.00
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QC Report: AspRy{icyNs)

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\2b\v2b6108-v2b6109\
Data File : 2B137092.D

Acq On : 2 Dec 2015 10:13 am
Operator : EddieH

Sample - mb

Misc : ms95024,v2B6108,w, ,,,1

ALS Vial : 4 Sample Multiplier: 1

Quant Time: Dec 03 12:32:32 2015

Quant Method : C:\MSDCHEM\1\METHODS\M2B6083.M

Quant Title : SW-846 Method 8260, db624, 60mx0.25mmx1.4um
QLast Update : Fri Nov 13 11:45:42 2015

Response via : Initial Calibration

Compound R.T. Qlon Response Conc Units Dev(Min)

Internal Standards

1) Tert Butyl Alcohol-d9 8.352 65 76258 500.00 ug/L 0.00
5) pentafluorobenzene 10.806 168 303119 50.00 ug/L 0.00
50) 1,4-difluorobenzene 11.718 114 297442 50.00 ug/L 0.00
81) chlorobenzene-d5 14.696 117 250634 50.00 ug/L 0.00
96) 1,4-dichlorobenzene-d4 16.857 152 136036 50.00 ug”/L 0.00

System Monitoring Compounds
44) dibromofluoromethane (s) 10.811 113 110079 52.16 ug/L 0.00

Spiked Amount 50.000 Range 79 - 120 Recovery = 104.32%
45) 1,2-dichloroethane-d4 (s) 11.247 65 140971 56.62 ug/L 0.00
Spiked Amount 50.000 Range 72 - 123 Recovery = 113.24%
73) toluene-d8 (s) 13.297 98 319858 49.43 ug/L 0.00
Spiked Amount 50.000 Range 78 - 119 Recovery = 98.86%
98) 4-bromofluorobenzene (s) 15.766 95 121809 50.95 ug/L 0.00
Spiked Amount 50.000 Range 74 - 119 Recovery = 101.90%
Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed

M2B6083.M Thu Dec 03 12:37:28 2015 ACC-VOA-CLN-05A Page: 1
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QC Report: AspRy{icyNs)

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\2b\v2b6108-v2b6109\
Data File : 2B137092.D

Acq On : 2 Dec 2015 10:13 am
Operator : EddieH

Sample : mb

Misc : ms95024,v2B6108,w, ,,,1

ALS Vial : 4 Sample Multiplier: 1

Quant Time: Dec 03 12:32:32 2015

Quant Method : C:\MSDCHEM\1\METHODS\M2B6083.M

Quant Title : SW-846 Method 8260, db624, 60mx0.25mmx1.4um
QLast Update : Fri Nov 13 11:45:42 2015

Response via : Initial Calibration

Abundance TIC: 2B137092.D\data.ms
650000
0
600000 s
[}
§ g o -
S & o 5
: 5 o pit
550000 " & 8 3
O g 8 3
5 < S E 5
500000 7 £ g I
<
450000 g
S
%
400000 3
350000
300000
0
250000 P
g
g
%
200000 o
150000
g
100000 <
@
i =4
g
50000
O\ﬁyy,HH,HH,VVH,'Hy,ymy,vmv, L—JLyrwm vyrw(vvy‘,‘Hyr'yLTVﬁW—vwa,HH,HH,
Time--> 500 600 7.00 800 9.00 10.00 11.00 12.00 13.00 14.00 1500 16.00 17.00 18.00 19.00
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Section 8

-. New Jersey
UAaACCUTEST

LABORATORIES

GC/MS Semi-volatiles

QC Data Summaries

Includes the following where applicable:

= Method Blank Summaries

= Blank Spike Summaries

= Matrix Spike and Duplicate Summaries

= Instrument Performance Checks (DFTPP)

= Internal Standard Area Summaries

= Surrogate Recovery Summaries

= Initial and Continuing Calibration Summaries
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Raw Data: P100746.D

Method Blank Summary
Job Number: JC9206
SECORPAE Stantec Consulting Services Inc.

Account:
Project:

Sunoco - Marcus Hook Facility, PA

Page 1 of 1

Sample

File ID DF
0OP89248-MB1 P100746.D 1

Analyzed By

12/01/15

LK

Prep Date Prep Batch  Analytical Batch
11/25/15 0OP89248 EP4403

The QC reported here applies to the following samples:

JC9206-1

CAS No.

105-67-9
51-28-5
95-48-7

100-02-7
108-95-2
83-32-9
92-52-4
84-74-2
84-66-2
117-81-7
91-57-6
110-86-1
91-22-5

CAS No.

367-12-4
4165-62-2
118-79-6
4165-60-0
321-60-8
1718-51-0

CAS No.

Compound

2,4-Dimethylphenol
2,4-Dinitrophenol
2-Methylphenol
3&4-Methylphenol
4-Nitrophenol
Phenol
Acenaphthene
1,1'-Biphenyl
Di-n-butyl phthalate
Diethyl phthalate
bis(2-Ethylhexyl)phthalate
2-Methylnaphthalene
Pyridine

Quinoline

Surrogate Recoveries

2-Fluorophenol
Phenol-d5
2,4,6-Tribromophenol
Nitrobenzene-d5
2-Fluorobiphenyl
Terphenyl-d14

Result

ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND

43%
31%
68%
81%
74%
68%

Tentatively Identified Compounds

Internal standard added for SIM test
Internal standard added for SIM test

Total TIC, Semi-Volatile

Method: SW846 8270D

Units Q

ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I

Est. Conc. Units Q

4.2
4.1

RL MDL
5.0 1.8
10 6.5
2.0 1.3
2.0 1.1
10 0.91
2.0 0.55
1.0 0.30
1.0 0.27
2.0 0.58
2.0 0.23
2.0 0.55
1.0 0.29
2.0 0.29
5.0 0.35
Limits
14-88%
10-110%
39-149%
32-128%
35-119%
10-126%
R.T.
9.38
12.91

0

ug/l J
ug/l J
ug/I
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Raw Data: 3E78381.D

Method Blank Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
OP89248-MB1 3E78381.D 1 12/02/15 AN 11/25/15 0P89248 E3E3413
The QC reported here applies to the following samples: Method: SW846 8270D
JC9206-1
o
-
CAS No. Compound Result RL MDL  Units Q N
105-67-9  2,4-Dimethylphenol ND 5.0 1.8 ug/I H
51-28-5 2,4-Dinitrophenol ND 10 6.5 ug/I
95-48-7 2-Methylphenol ND 2.0 1.3 ug/I
3&4-Methylphenol ND 2.0 1.1 ug/I
100-02-7  4-Nitrophenol ND 10 0.91 ug/I
108-95-2  Phenol ND 2.0 0.55 ug/I
83-32-9 Acenaphthene ND 1.0 0.30 ug/I
92-52-4 1,1"-Biphenyl ND 1.0 0.27 ug/I
84-74-2 Di-n-butyl phthalate ND 2.0 0.58 ug/I
84-66-2 Diethyl phthalate ND 2.0 0.23 ug/I
117-81-7  bis(2-Ethylhexyl)phthalate ND 2.0 0.55 ug/I
91-57-6 2-Methylnaphthalene ND 1.0 0.29 ug/I
110-86-1  Pyridine ND 2.0 0.29 ug/l
91-22-5 Quinoline ND 5.0 0.35 ug/I
CAS No.  Surrogate Recoveries Limits
367-12-4  2-Fluorophenol 46% 14-88%
4165-62-2 Phenol-d5 27% 10-110%
118-79-6  2,4,6-Tribromophenol 83% 39-149%
4165-60-0 Nitrobenzene-d5 72% 32-128%
321-60-8  2-Fluorobiphenyl 771% 35-119%
1718-51-0 Terphenyl-d14 83% 10-126%
CAS No. Tentatively Identified Compounds R.T. Est. Conc. Units Q
Total TIC, Semi-Volatile 0 ug/I
[ ] 61 of 268
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Raw Data: F152702.D

Method Blank Summary
Job Number: JC9206
SECORPAE Stantec Consulting Services Inc.

Account:
Project:

Sunoco - Marcus Hook Facility, PA

Page 1 of 1

Sample

File ID DF
0OP89248-MB1 F152702.D 1

Analyzed By

12/04/15

LK

Prep Date Prep Batch  Analytical Batch
11/25/15 0OP89248 EF6409

The QC reported here applies to the following samples:

JC9206-1

CAS No.

105-67-9
51-28-5
95-48-7

100-02-7
108-95-2
83-32-9
92-52-4
84-74-2
84-66-2
117-81-7
91-57-6
110-86-1
91-22-5

CAS No.

367-12-4
4165-62-2
118-79-6
4165-60-0
321-60-8
1718-51-0

CAS No.

Compound

2,4-Dimethylphenol
2,4-Dinitrophenol
2-Methylphenol
3&4-Methylphenol
4-Nitrophenol
Phenol
Acenaphthene
1,1'-Biphenyl
Di-n-butyl phthalate
Diethyl phthalate
bis(2-Ethylhexyl)phthalate
2-Methylnaphthalene
Pyridine

Quinoline

Surrogate Recoveries

2-Fluorophenol
Phenol-d5
2,4,6-Tribromophenol
Nitrobenzene-d5
2-Fluorobiphenyl
Terphenyl-d14

Result

ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND
ND

45%
29%
85%
74%
78%
86%

Tentatively Identified Compounds

system artifact

Internal standard added for SIM test

Total TIC, Semi-Volatile

Method: SW846 8270D

Units Q

ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I
ug/I

Est. Conc. Units Q

6.5
4.5

RL MDL
5.0 1.8
10 6.5
2.0 1.3
2.0 1.1
10 0.91
2.0 0.55
1.0 0.30
1.0 0.27
2.0 0.58
2.0 0.23
2.0 0.55
1.0 0.29
2.0 0.29
5.0 0.35
Limits
14-88%
10-110%
39-149%
32-128%
35-119%
10-126%
R.T.
2.37
7.88

0

ug/l J
ug/l J
ug/I
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Raw Data: 3M58823.D

Method Blank Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
OP89248A-MB1 3M58823.D 1 12/01/15 AD 11/25/15 OP89248A E3M2737
The QC reported here applies to the following samples: Method: SW846 8270D BY SIM
JC9206-1
o
P
CAS No. Compound Result RL MDL  Units Q &
120-12-7  Anthracene ND 0.10 0.013  ug/l H
56-55-3 Benzo(a)anthracene ND 0.050 0.019 ug/l
50-32-8 Benzo(a)pyrene ND 0.050 0.030 ug/l
205-99-2  Benzo(b)fluoranthene ND 0.10 0.021  ug/l
191-24-2  Benzo(g,h,i)perylene ND 0.10 0.026  ug/l
207-08-9  Benzo(k)fluoranthene ND 0.10 0.019  ug/I
218-01-9  Chrysene ND 0.10 0.015  ug/l
53-70-3 Dibenzo(a,h)anthracene ND 0.10 0.035 ug/l
206-44-0  Fluoranthene ND 0.10 0.011  ug/I
86-73-7 Fluorene ND 0.10 0.027  ug/l
193-39-5  Indeno(1,2,3-cd)pyrene ND 0.10 0.031  ug/l
91-20-3 Naphthalene ND 0.10 0.013 g/l
85-01-8 Phenanthrene ND 0.10 0.016  ug/I
129-00-0  Pyrene ND 0.10 0.013 g/l
CAS No.  Surrogate Recoveries Limits
367-12-4  2-Fluorophenol 53% 10-110%
4165-62-2 Phenol-d5 32% 10-110%
118-79-6  2,4,6-Tribromophenol 112% 38-142%
4165-60-0 Nitrobenzene-d5 92% 18-128%
321-60-8  2-Fluorobiphenyl 85% 13-124%
1718-51-0 Terphenyl-d14 118% 10-127%
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Raw Data: 4P13968.D

Method Blank Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
OP89248A-MB1  4P13968.D 1 12/02/15 AD 11/25/15 OP89248A E4P711
The QC reported here applies to the following samples: Method: SW846 8270D BY SIM
JC9206-1
o
-
CAS No. Compound Result RL MDL  Units Q o
120-12-7  Anthracene ND 0.10 0.013  ug/l H
56-55-3 Benzo(a)anthracene ND 0.050 0.019 ug/l
50-32-8 Benzo(a)pyrene ND 0.050 0.030 ug/l
205-99-2  Benzo(b)fluoranthene ND 0.10 0.021  ug/l
191-24-2  Benzo(g,h,i)perylene ND 0.10 0.026  ug/l
207-08-9  Benzo(k)fluoranthene ND 0.10 0.019  ug/I
218-01-9  Chrysene ND 0.10 0.015  ug/l
53-70-3 Dibenzo(a,h)anthracene ND 0.10 0.035 ug/l
206-44-0  Fluoranthene ND 0.10 0.011  ug/I
86-73-7 Fluorene ND 0.10 0.027  ug/l
193-39-5  Indeno(1,2,3-cd)pyrene ND 0.10 0.031  ug/l
91-20-3 Naphthalene ND 0.10 0.013 g/l
85-01-8 Phenanthrene ND 0.10 0.016  ug/I
129-00-0  Pyrene ND 0.10 0.013 g/l
CAS No.  Surrogate Recoveries Limits
367-12-4  2-Fluorophenol 48% 10-110%
4165-62-2 Phenol-d5 30% 10-110%
118-79-6  2,4,6-Tribromophenol 85% 38-142%
4165-60-0 Nitrobenzene-d5 87% 18-128%
321-60-8  2-Fluorobiphenyl 88% 13-124%
1718-51-0 Terphenyl-d14 89% 10-127%
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Raw Data: 4M62079.D

Method Blank Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
OP89248A-MB1 4M62079.D 1 12/04/15 AD 11/25/15 OP89248A E4M2731
The QC reported here applies to the following samples: Method: SW846 8270D BY SIM
JC9206-1
o
e
CAS No. Compound Result RL MDL  Units Q o
120-12-7  Anthracene ND 0.10 0.013  ug/l H
56-55-3 Benzo(a)anthracene ND 0.050 0.019 ug/l
50-32-8 Benzo(a)pyrene ND 0.050 0.030 ug/l
205-99-2  Benzo(b)fluoranthene ND 0.10 0.021  ug/l
191-24-2  Benzo(g,h,i)perylene ND 0.10 0.026  ug/l
207-08-9  Benzo(k)fluoranthene ND 0.10 0.019  ug/I
218-01-9  Chrysene ND 0.10 0.015  ug/l
53-70-3 Dibenzo(a,h)anthracene ND 0.10 0.035 ug/l
206-44-0  Fluoranthene ND 0.10 0.011  ug/I
86-73-7 Fluorene ND 0.10 0.027  ug/l
193-39-5  Indeno(1,2,3-cd)pyrene ND 0.10 0.031  ug/l
91-20-3 Naphthalene ND 0.10 0.013 g/l
85-01-8 Phenanthrene ND 0.10 0.016  ug/I
129-00-0  Pyrene ND 0.10 0.013 g/l
CAS No.  Surrogate Recoveries Limits
367-12-4  2-Fluorophenol 54% 14-81%
4165-62-2 Phenol-d5 34% 11-54%
118-79-6  2,4,6-Tribromophenol 104% 35-145%
4165-60-0 Nitrobenzene-d5 86% 24-125%
321-60-8  2-Fluorobiphenyl 64% 19-127%
1718-51-0 Terphenyl-d14 69% 10-119%
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Blank Spike Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
0OP89248-BS1 3E78382.D 1 12/02/15 AN 11/25/15 0P89248 E3E3413
The QC reported here applies to the following samples: Method: SW846 8270D
JC9206-1
Spike  BSP BSP

CAS No. Compound ug/l ug/l % Limits
105-67-9  2,4-Dimethylphenol 50 40.3 81 42-117
51-28-5 2,4-Dinitrophenol 100 93.6 94 37-132
95-48-7 2-Methylphenol 50 33.9 68 42-103

3&4-Methylphenol 50 31.3 63 39-110
100-02-7  4-Nitrophenol 50 28.3 57 16-95
108-95-2  Phenol 50 20.2 40 10-110
83-32-9 Acenaphthene 50 37.9 76 54-112
92-52-4 1,1"-Biphenyl 50 42.9 86 51-106
84-74-2 Di-n-butyl phthalate 50 43.1 86 45-123
84-66-2 Diethyl phthalate 50 42.1 84 23-130
117-81-7  bis(2-Ethylhexyl)phthalate 50 42.9 86 36-138
91-57-6 2-Methylnaphthalene 50 37.4 75 45-107
110-86-1  Pyridine 50 22.7 45 10-110
91-22-5 Quinoline 50 39.2 78 50-106
CAS No.  Surrogate Recoveries BSP Limits
367-12-4  2-Fluorophenol 58% 14-88%
4165-62-2 Phenol-d5 37% 10-110%
118-79-6  2,4,6-Tribromophenol 104% 39-149%
4165-60-0 Nitrobenzene-d5 84% 32-128%
321-60-8  2-Fluorobiphenyl 94% 35-119%
1718-51-0 Terphenyl-d14 89% 10-126%

* = Qutside of Control Limits.
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Blank Spike Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
OP89248A-BS12 3M58824.D 1 12/01/15 AD 11/25/15 OP89248A E3M2737

The QC reported here applies to the following samples: Method: SW846 8270D BY SIM
JC9206-1

Spike  BSP BSP

CAS No. Compound ug/l ug/l % Limits
120-12-7  Anthracene 1 0.904 90 52-137
56-55-3 Benzo(a)anthracene 1 0.908 91 45-138
50-32-8 Benzo(a)pyrene 1 0.688 69 40-122
205-99-2  Benzo(b)fluoranthene 1 0.897 90 42-132
191-24-2  Benzo(g,h,i)perylene 1 0.573 57 26-124
207-08-9  Benzo(k)fluoranthene 1 0.581 58 38-130
218-01-9  Chrysene 1 0.870 87 52-134
53-70-3 Dibenzo(a,h)anthracene 1 0.612 61 22-128
206-44-0  Fluoranthene 1 0.869 87 55-126
86-73-7 Fluorene 1 0.646 65 52-134
193-39-5  Indeno(1,2,3-cd)pyrene 1 0.547 55 27-121
91-20-3 Naphthalene 1 0.562 56 35-126
85-01-8 Phenanthrene 1 0.766 77 52-130
129-00-0  Pyrene 1 0.892 89 53-132
CAS No.  Surrogate Recoveries BSP Limits

367-12-4  2-Fluorophenol 36% 10-110%

4165-62-2 Phenol-d5 26% 10-110%

118-79-6  2,4,6-Tribromophenol 96% 38-142%

4165-60-0 Nitrobenzene-d5 76% 18-128%

321-60-8  2-Fluorobiphenyl 71% 13-124%

1718-51-0 Terphenyl-d14 113% 10-127%

* = Qutside of Control Limits.
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Matrix Spike/Matrix Spike Duplicate Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch

OP89248-MS 3E78402.D 1 12/02/15 AN 11/25/15 0P89248 E3E3413

OP89248-MSD 3E78403.0 1 12/02/15 AN 11/25/15 0P89248 E3E3413

JC9218-1 3E78383.D 1 12/02/15 AN 11/25/15 0P89248 E3E3413

The QC reported here applies to the following samples: Method: SW846 8270D

JC9206-1

JC9218-1 Spike MS MS Spike MSD  MSD Limits

CAS No. Compound ug/l Q ug/l ug/l % ug/l ug/l % RPD Rec/RPD
105-67-9  2,4-Dimethylphenol ND 100 70.8 71 100 68.2 68 4 33-132/23
51-28-5 2,4-Dinitrophenol ND 200 164 82 200 155 78 6 21-145/26
95-48-7 2-Methylphenol ND 100 77.3 77 100 72.0 72 7 47-112/18

3&4-Methylphenol ND 100 4.7 75 100 69.8 70 7 44-113/19
100-02-7  4-Nitrophenol ND 100 88.3 88 100 86.0 86 3 23-144/28
108-95-2  Phenol ND 100 61.4 61 100 59.4 59 3 22-100/22
83-32-9 Acenaphthene ND 100 81.8 82 100 76.6 77 7 52-120/23
92-52-4 1,1"-Biphenyl ND 100 89.1 89 100 82.4 82 8 27-142/23
84-74-2 Di-n-butyl phthalate ND 100 86.5 87 100 80.9 81 7 38-129/23
84-66-2 Diethyl phthalate ND 100 86.5 87 100 80.0 80 8 16-136/30
117-81-7  bis(2-Ethylhexyl)phthalate ND 100 85.5 86 100 78.2 78 9 34-141/28
91-57-6 2-Methylnaphthalene ND 100 80.3 80 100 73.8 74 8 34-123/24
110-86-1  Pyridine ND 100 16.7 17 100 21.7 22 26 12-102/41
91-22-5 Quinoline ND 100 65.1 65 100 60.1 60 8 36-119/28
CAS No.  Surrogate Recoveries MS MSD JC9218-1  Limits
367-12-4  2-Fluorophenol 78% 74% 42% 14-88%
4165-62-2  Phenol-d5 61% 59% 25% 10-110%
118-79-6  2,4,6-Tribromophenol 104% 99% 85% 39-149%
4165-60-0 Nitrobenzene-d5 91% 84% 72% 32-128%
321-60-8  2-Fluorobiphenyl 95% 89% 75% 35-119%
1718-51-0 Terphenyl-d14 82% 78% 86% 10-126%

* = Qutside of Control Limits.
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Matrix Spike/Matrix Spike Duplicate Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch

OP89248A-MS 3M58825.D 1 12/01/15 AD 11/25/15 OP89248A E3M2737

OP89248A-MSD 3M58826.D 1 12/01/15 AD 11/25/15 OP89248A E3M2737

JC9169-1 3m58837.D 1 12/01/15 AD 11/25/15 OP89248A E3M2737

The QC reported here applies to the following samples: Method: SW846 8270D BY SIM

JC9206-1

JC9169-1 Spike MS MS Spike MSD  MSD Limits

CAS No. Compound ug/l Q ug/l ug/l % ug/l ug/l % RPD Rec/RPD
120-12-7  Anthracene ND 2 1.98 99 2 2.07 104 4 43-138/31
56-55-3 Benzo(a)anthracene ND 2 1.85 93 2 2.00 100 8 25-135/33
50-32-8 Benzo(a)pyrene ND 2 1.36 68 2 1.57 79 14 10-116/38
205-99-2  Benzo(b)fluoranthene ND 2 1.72 86 2 1.91 96 10 10-131/40
191-24-2  Benzo(g,h,i)perylene ND 2 0.991 50 2 1.29 65 26 10-112/50
207-08-9  Benzo(k)fluoranthene ND 2 1.24 62 2 1.43 72 14 10-120/45
218-01-9  Chrysene ND 2 1.78 89 2 1.89 95 6 31-125/33
53-70-3 Dibenzo(a,h)anthracene ND 2 1.03 52 2 1.26 63 20 10-116/48
206-44-0  Fluoranthene ND 2 1.80 90 2 1.87 94 4 44-123/30
86-73-7 Fluorene ND 2 1.52 76 2 1.56 78 3 42-139/32
193-39-5  Indeno(1,2,3-cd)pyrene ND 2 0.963 48 2 1.24 62 25 10-116/48
91-20-3 Naphthalene ND 2 1.27 64 2 1.35 68 6 23-140/36
85-01-8 Phenanthrene ND 2 1.69 85 2 1.73 87 2 44-128/30
129-00-0  Pyrene ND 2 1.88 94 2 1.96 98 4 43-125/28
CAS No.  Surrogate Recoveries MS MSD JC9169-1  Limits
367-12-4  2-Fluorophenol 61% 63% 43% 14-81%
4165-62-2  Phenol-d5 49% 49% 28% 11-54%
118-79-6  2,4,6-Tribromophenol 110% 114% 114% 35-145%
4165-60-0 Nitrobenzene-d5 84% 90% 95% 24-125%
321-60-8  2-Fluorobiphenyl 73% 74% 71% 19-127%
1718-51-0 Terphenyl-d14 101% 99% 101% 10-119%

* = QOutside of Control Limits.
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E3E3402-DFTPP Injection Date: 11/20/15
Lab File ID: 3E78129.D Injection Time: 15:58
Instrument ID: GCMS3E

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 67722 33.8 Pass
68 Less than 2.0% of mass 69 836 0.42 (1.03) 2 Pass
69 Mass 69 relative abundance 81068 40.5 Pass
70 Less than 2.0% of mass 69 610 0.30 (0.75) 2 Pass
127 40.0 - 60.0% of mass 198 114712 57.3 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 200314 100.0 Pass
199 5.0 - 9.0% of mass 198 13337 6.66 Pass
275 10.0 - 30.0% of mass 198 53693 26.8 Pass
365 1.0 - 100.0% of mass 198 7850 3.92 Pass
441 Present, but less than mass 443 28426 14.2 (76.9) © Pass
442 40.0 - 100.0% of mass 198 193856 96.8 Pass
443 17.0 - 23.0% of mass 442 36973 18.5 (19.1) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client
Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E3E3402-1C3402 3E78130.D  11/20/15 16:15 00:17 Initial cal 2
E3E3402-1C3402 3E78131.D  11/20/15 16:42 00:44 Initial cal 100
E3E3402-1C3402 3E78133.D  11/20/15 17:08 01:10 Initial cal 80
E3E3402-1C3402 3E78132A.D 11/20/15 17:33 01:35 Initial cal 1
E3E3402-1C3402 3E78134.D  11/20/15  17:59 02:01 Initial cal 25
E3E3402-1CC3402 3E78135.D  11/20/15 18:24 02:26 Initial cal 50
E3E3402-1C3402 3E78136.D  11/20/15 18:49 02:51 Initial cal 10
E3E3402-1C3402 3E78137.D  11/20/15 19:15 03:17 Initial cal 5
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E3E3403-DFTPP Injection Date: 11/20/15
Lab File ID: 3E78139.D Injection Time: 20:29
Instrument ID: GCMS3E

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 69305 32.2 Pass
68 Less than 2.0% of mass 69 550 0.26 (0.69) 2 Pass
69 Mass 69 relative abundance 79463 37.0 Pass
70 Less than 2.0% of mass 69 490 0.23 (0.62) 2 Pass
127 40.0 - 60.0% of mass 198 116685 54.3 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 215016 100.0 Pass
199 5.0 - 9.0% of mass 198 13733 6.39 Pass
275 10.0 - 30.0% of mass 198 55770 25.9 Pass
365 1.0 - 100.0% of mass 198 8598 4.00 Pass
441 Present, but less than mass 443 32144 14.9 (80.7) 0 Pass
442 40.0 - 100.0% of mass 198 204928 95.3 Pass
443 17.0 - 23.0% of mass 442 39856 18.5 (19.4) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E3E3403-1C3403  3E78140.D  11/20/15  20:57 00:28 Initial cal 100
E3E3403-1C3403 3E78141.D  11/20/15 21:22 00:53 Initial cal 80
E3E3403-ICC3403 3E78142.D  11/20/15 21:48 01:19 Initial cal 50
E3E3403-1C3403 3E78143.D  11/20/15 22:13 01:44 Initial cal 25
E3E3403-1C3403 3E78144.D  11/20/15 22:39 02:10 Initial cal 10
E3E3403-1C3403 3E78145.D  11/20/15 23:04 02:35 Initial cal 5
E3E3403-1C3403 3E78146.D  11/20/15 23:30 03:01 Initial cal 2
E3E3403-1C3403 3E78147.D  11/20/15 23:55 03:26 Initial cal 1
E3E3403-ICV3402 3E78149.D  11/21/15 00:46 04:17 Initial cal verification 50
E3E3403-ICV3402 3E78150.D  11/21/15 01:11 04:42 Initial cal verification 50
E3E3403-ICV3402 3E78151.D  11/21/15 01:36 05:07 Initial cal verification 50
E3E3403-ICV3403 3E78151A.D 11/21/15 01:36 05:07 Initial cal verification 50
E3E3403-ICV3403 3E78152A.D 11/21/15 02:01 05:32 Initial cal verification 50
E3E3403-1CV3402 3E78152.D  11/21/15 02:01 05:32 Initial cal verification 50
E3E3403-1CV3403 3E78154.D  11/21/15 02:51 06:22 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E3E3404-DFTPP Injection Date: 11/23/15
Lab File ID: 3E78155.D Injection Time: 11:58
Instrument ID: GCMS3E

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 69760 30.9 Pass
68 Less than 2.0% of mass 69 1521 0.67 (1.82) 2 Pass
69 Mass 69 relative abundance 83359 36.9 Pass
70 Less than 2.0% of mass 69 342 0.15 (0.41) 2 Pass
127 40.0 - 60.0% of mass 198 120586 53.4 Pass
197 Less than 1.0% of mass 198 299 0.13 Pass
198 Base peak, 100% relative abundance 225640 100.0 Pass
199 5.0 - 9.0% of mass 198 15142 6.71 Pass
275 10.0 - 30.0% of mass 198 60461 26.8 Pass
365 1.0 - 100.0% of mass 198 8385 3.72 Pass
441 Present, but less than mass 443 26325 11.7 (72.2) 0 Pass
442 40.0 - 100.0% of mass 198 190805 84.6 Pass
443 17.0 - 23.0% of mass 442 36517 16.2 (19.1) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E3E3404-ICV3402 3E78156.D 11/23/15  12:13 00:15 Initial cal verification 50
E3E3404-ICV3403 3E78157A.D 11/23/15 12:49 00:51 Initial cal verification 50
E3E3404-ICV3402 3E78157.D 11/23/15  12:49 00:51 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 2
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E3E3413-DFTPP Injection Date: 12/02/15
Lab File ID: 3E78378.D Injection Time: 09:15
Instrument ID: GCMS3E

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 87817 32.2 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 105583 38.7 Pass
70 Less than 2.0% of mass 69 412 0.15 (0.39) 2 Pass
127 40.0 - 60.0% of mass 198 152321 55.8 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 272754 100.0 Pass
199 5.0 - 9.0% of mass 198 17542 6.43 Pass
275 10.0 - 30.0% of mass 198 71773 26.3 Pass
365 1.0 - 100.0% of mass 198 10786 3.95 Pass
441 Present, but less than mass 443 37280 13.7 (75.1) 0 Pass
442 40.0 - 100.0% of mass 198 255957 93.8 Pass
443 17.0 - 23.0% of mass 442 49656 18.2 (19.4) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E3E3413-CC3402 3E78379.D  12/02/15 09:28 00:13 Continuing cal 50
E3E3413-CC3403 3E78380.D  12/02/15 09:54 00:39 Continuing cal 50
OP89248-MB1 3E78381.D  12/02/15 10:20 01:05 Method Blank
OP89248-BS1 3E78382.D  12/02/15 10:46 01:31 Blank Spike
JC9218-1 3E78383.D  12/02/15 11:12 01:57 (used for QC only; not part of job JC9206)
227777 3E78384.D  12/02/15  11:39 02:24 (unrelated sample)
277777 3E78385.D 12/02/15  12:05 02:50 (unrelated sample)
277777 3E78386.D  12/02/15 12:31 03:16 (unrelated sample)
277777 3E78387.D  12/02/15 12:57 03:42 (unrelated sample)
2277277 3E78388.D 12/02/15  13:23 04:08 (unrelated sample)
2277277 3E78389.D 12/02/15  13:49 04:34 (unrelated sample)
2727777 3E78390.D  12/02/15 14:16 05:01 (unrelated sample)
2772777 3E78391.D  12/02/15 14:42 05:27 (unrelated sample)
272777 3E78392.D  12/02/15  15:08 05:53 (unrelated sample)
272777 3E78395.D  12/02/15  16:53 07:38 (unrelated sample)
227777 3E78396.D  12/02/15 17:45 08:30 (unrelated sample)
227777 3E78397.D  12/02/15 18:12 08:57 (unrelated sample)
2727777 3E78398.D  12/02/15  18:38 09:23 (unrelated sample)
2727777 3E78399.D  12/02/15 19:04 09:49 (unrelated sample)
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Instrument Performance Check (DFTPP) Page 2 of 2
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample: E3E3413-DFTPP Injection Date: 12/02/15

Lab File ID: 3E78378.D Injection Time: 09:15

Instrument ID: GCMS3E

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
2277277 3E78400.D 12/02/15  19:30 10:15 (unrelated sample)
2772777 3E78401.D  12/02/15 19:57 10:42 (unrelated sample)
0OP89248-MS 3E78402.D  12/02/15  20:23 11:08 Matrix Spike

OP89248-MSD 3E78403.D  12/02/15  20:49 11:34 Matrix Spike Duplicate
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E3M2687-DFTPP Injection Date: 09/29/15
Lab File ID: 3M57868.D Injection Time: 12:59
Instrument ID: GCMS3M

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 392979 33.8 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 498956 43.0 Pass
70 Less than 2.0% of mass 69 4762 0.41 (0.95) 2 Pass
127 40.0 - 60.0% of mass 198 526631 45.4 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 1161173 100.0 Pass
199 5.0 - 9.0% of mass 198 75453 6.50 Pass
275 10.0 - 30.0% of mass 198 319083 27.5 Pass
365 1.0 - 100.0% of mass 198 42219 3.64 Pass
441 Present, but less than mass 443 187747 16.2 (98.1) 0 Pass
442 40.0 - 100.0% of mass 198 1026603 88.4 Pass
443 17.0 - 23.0% of mass 442 191405 16.5 (18.6) © Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E3M2687-1CC2687 3M57870.D  09/29/15  16:13 03:14 Initial cal 1.0
E3M2687-1C2687 3M57871.D  09/29/15 16:44 03:45 Initial cal 0.5
E3M2687-1C2687 3M57872.D  09/29/15 17:15 04:16 Initial cal 0.2
E3M2687-1C2687 3M57873.D  09/29/15 17:46 04:47 Initial cal 0.1
E3M2687-1C2687 3M57874.D  09/29/15  18:17 05:18 Initial cal 0.05
E3M2687-1C2687 3M57875.D  09/29/15  18:48 05:49 Initial cal 0.02
E3M2687-1C2687 3M57876.D  09/29/15  19:19 06:20 Initial cal 0.01
E3M2687-1C2687 3M57877.D  09/29/15  19:50 06:51 Initial cal 5.0
E3M2687-1C2687 3M57878.D  09/29/15  20:22 07:23 Initial cal 2.5
E3M2687-ICV2687 3M57879.D  09/29/15  20:52 07:53 Initial cal verification 1.0
E3M2687-ICV2687 3M57880.D  09/29/15 21:24 08:25 Initial cal verification 1.0
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E3M2737-DFTPP Injection Date: 12/01/15
Lab File ID: 3M58820.D Injection Time: 09:38
Instrument ID: GCMS3M

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 659051 39.2 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 755004 44.9 Pass
70 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
127 40.0 - 60.0% of mass 198 805013 47.8 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 1682773 100.0 Pass
199 5.0 - 9.0% of mass 198 97302 5.78 Pass
275 10.0 - 30.0% of mass 198 449164 26.7 Pass
365 1.0 - 100.0% of mass 198 51149 3.04 Pass
441 Present, but less than mass 443 214368 12.7 (92.6) ® Pass
442 40.0 - 100.0% of mass 198 1145259 68.1 Pass
443 17.0 - 23.0% of mass 442 231408 13.8 (20.2) © Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E3M2737-CC2687 3M58821.D  12/01/15 09:54 00:16 Continuing cal .5
2727777 3M58822.D  12/01/15 11:00 01:22 (unrelated sample)
OP89248A-MB1  3M58823.D  12/01/15 11:31 01:53 Method Blank
OP89248A-BS12  3M58824.D  12/01/15  12:02 02:24 Blank Spike
OP89248A-MS 3M58825.D  12/01/15 12:34 02:56 Matrix Spike
OP89248A-MSD  3M58826.D  12/01/15  13:05 03:27 Matrix Spike Duplicate
277777 3M58827.D  12/01/15  13:36 03:58 (unrelated sample)
2727777 3M58828.D  12/01/15  14:08 04:30 (unrelated sample)
2727777 3M58829.D  12/01/15  14:39 05:01 (unrelated sample)
2277277 3M58830.D  12/01/15 15:11 05:33 (unrelated sample)
2277277 3M58831.D  12/01/15  15:42 06:04 (unrelated sample)
2727777 3M58832.D  12/01/15 16:14 06:36 (unrelated sample)
2727777 3M58833.D  12/01/15 16:45 07:07 (unrelated sample)
272777 3mM58834.D  12/01/15  17:17 07:39 (unrelated sample)
272777 3M58836.D  12/01/15  18:19 08:41 (unrelated sample)
JC9169-1 3M58837.D  12/01/15 18:51 09:13 (used for QC only; not part of job JC9206)
227777 3M58838.D  12/01/15  19:22 09:44 (unrelated sample)
2727777 3M58839.D  12/01/15 19:54 10:16 (unrelated sample)
2727777 3M58842.D  12/01/15  21:27 11:49 (unrelated sample)
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E4M2727-DFTPP Injection Date: 12/01/15
Lab File ID: 4M61976.D Injection Time: 16:54
Instrument ID: GCMS4M

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 52291 30.5 Pass
68 Less than 2.0% of mass 69 652 0.38 (0.93) 2 Pass
69 Mass 69 relative abundance 70403 41.0 Pass
70 Less than 2.0% of mass 69 92 0.05 (0.13) 2 Pass
127 40.0 - 60.0% of mass 198 84827 49.4 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 171613 100.0 Pass
199 5.0 - 9.0% of mass 198 11300 6.58 Pass
275 10.0 - 30.0% of mass 198 31400 18.3 Pass
365 1.0 - 100.0% of mass 198 3840 2.24 Pass
441 Present, but less than mass 443 14928 8.70 (74.2) 0 Pass
442 40.0 - 100.0% of mass 198 103960 60.6 Pass
443 17.0 - 23.0% of mass 442 20106 11.7 (19.3) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E4AM2727-1C2727 4M61977.D  12/01/15 17:06 00:12 Initial cal 0.5
E4AM2727-ICC2727 4M61978.D  12/01/15 17:40 00:46 Initial cal 1.0
E4AM2727-1C2727 4M61979.D  12/01/15 18:10 01:16 Initial cal 0.2
E4AM2727-1C2727 4M61980.D  12/01/15  18:40 01:46 Initial cal 0.1
E4AM2727-1C2727 4M61981.D  12/01/15 19:10 02:16 Initial cal 0.05
E4AM2727-1C2727 4M61982.D  12/01/15  19:40 02:46 Initial cal 0.02
E4AM2727-1C2727 4M61983.D  12/01/15 20:10 03:16 Initial cal 0.01
E4AM2727-1C2727 4M61984.D  12/01/15  20:40 03:46 Initial cal 5.0
E4M2727-1C2727 4M61985.D  12/01/15  21:10 04:16 Initial cal 2.5
E4M2727-ICV2727 4M61986.D  12/01/15  21:40 04:46 Initial cal verification 1.0
E4AM2727-ICV2727 4M61987.D  12/01/15  22:09 05:15 Initial cal verification 1.0
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E4M2731-DFTPP Injection Date: 12/04/15
Lab File ID: 4M62064.D Injection Time: 15:39
Instrument ID: GCMS4M

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 83473 33.1 Pass
68 Less than 2.0% of mass 69 1566 0.62 (1.29) 2 Pass
69 Mass 69 relative abundance 121297 48.1 Pass
70 Less than 2.0% of mass 69 595 0.24 (0.49) 2 Pass
127 40.0 - 60.0% of mass 198 141069 56.0 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 251968 100.0 Pass
199 5.0 - 9.0% of mass 198 16900 6.71 Pass
275 10.0 - 30.0% of mass 198 49541 19.7 Pass
365 1.0 - 100.0% of mass 198 5557 2.21 Pass
441 Present, but less than mass 443 28798 11.4 (82.3) 0 Pass
442 40.0 - 100.0% of mass 198 186952 74.2 Pass
443 17.0 - 23.0% of mass 442 35003 13.9 (18.7) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E4M2731-CC2727 4M62065.D  12/04/15  15:54 00:15 Continuing cal .5
OP89274A-MSD2 4M62066.D  12/04/15  16:25 00:46 Matrix Spike Duplicate
OP89274A-MS 4M62067.D  12/04/15  16:56 01:17 Matrix Spike
OP89274A-MSD  4M62068.D  12/04/15  17:26 01:47 Matrix Spike Duplicate
JC9233-6 4M62069.D  12/04/15  17:57 02:18 (used for QC only; not part of job JC9206)
OP89075A-BS44  4M62070.D  12/04/15  18:27 02:48 Blank Spike

277777 4M62071.D  12/04/15  18:56 03:17 (unrelated sample)
277777 4M62072.D  12/04/15  19:26 03:47 (unrelated sample)
277777 4M62073.D  12/04/15  19:56 04:17 (unrelated sample)
277777 4M62074.D  12/04/15  20:26 04:47 (unrelated sample)
2277277 4M62075.D  12/04/15  20:56 05:17 (unrelated sample)
2727777 4M62077.D  12/04/15  21:57 06:18 (unrelated sample)
2727777 4M62078.D  12/04/15  22:27 06:48 (unrelated sample)
OP89248A-MB1  4M62079.D  12/04/15  22:57 07:18 Method Blank
JC9206-1 4M62080.D  12/04/15  23:27 07:48 MW-555-20151123
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E4P670-DFTPP Injection Date: 09/16/15
Lab File ID: 4P13234.D Injection Time: 14:33
Instrument ID: GCMS4P

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 33098 34.2 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 41262 42.6 Pass
70 Less than 2.0% of mass 69 491 0.51 (1.19) 2 Pass
127 40.0 - 60.0% of mass 198 51060 52.8 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 96794 100.0 Pass
199 5.0 - 9.0% of mass 198 6436 6.65 Pass
275 10.0 - 30.0% of mass 198 20197 20.9 Pass
365 1.0 - 100.0% of mass 198 2381 2.46 Pass
441 Present, but less than mass 443 13310 13.8 (79.3) 0 Pass
442 40.0 - 100.0% of mass 198 86846 89.7 Pass
443 17.0 - 23.0% of mass 442 16789 17.3 (19.3) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E4P670-1C670 4P13236.D  09/16/15  16:27 01:54 Initial cal 5.0
E4P670-1CC670 4P13237.D  09/16/15  16:57 02:24 Initial cal 1.0
E4P670-1C670 4P13238.D  09/16/15  17:27 02:54 Initial cal .5
E4P670-1C670 4P13239.D  09/16/15  17:57 03:24 Initial cal .2
E4P670-1C670 4P13240.D  09/16/15  18:26 03:53 Initial cal .1
E4P670-1C670 4P13241.D  09/16/15  18:56 04:23 Initial cal .02
E4P670-1C670 4P13242.D  09/16/15  19:26 04:53 Initial cal .01
E4P670-1C670 4P13243.D  09/16/15 19:56 05:23 Initial cal .05
E4P670-1C670 4P13244.D  09/16/15 20:26 05:53 Initial cal 2.5
E4P670-ICV670  4P13245.D  09/16/15  20:55 06:22 Initial cal verification 1
E4P670-ICV670  4P13246.D  09/16/15  21:25 06:52 Initial cal verification 1
E4P670-ICV670  4P13247.D  09/16/15  21:55 07:22 Initial cal verification 1
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Instrument Performance Check (DFTPP) Page 1 of 2
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: E4P711-DFTPP Injection Date: 12/02/15
Lab File ID: 4P13946.D Injection Time: 10:11
Instrument ID: GCMS4P

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 25126 39.9 Pass
68 Less than 2.0% of mass 69 11 0.02 (0.03) 2 Pass
69 Mass 69 relative abundance 32030 50.9 Pass
70 Less than 2.0% of mass 69 212 0.34 (0.66) 2 Pass
127 40.0 - 60.0% of mass 198 35332 56.1 Pass
197 Less than 1.0% of mass 198 102 0.16 Pass
198 Base peak, 100% relative abundance 62949 100.0 Pass
199 5.0 - 9.0% of mass 198 4009 6.37 Pass
275 10.0 - 30.0% of mass 198 14338 22.8 Pass
365 1.0 - 100.0% of mass 198 1966 3.12 Pass
441 Present, but less than mass 443 5163 8.20 (51.0) ® Pass
442 40.0 - 100.0% of mass 198 54892 87.2 Pass
443 17.0 - 23.0% of mass 442 10116 16.1 (18.4) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
E4P711-CC670 4P13947.D 12/02/15  10:28 00:17 Continuing cal .5
OP89322A-MB1  4P13948.D 12/02/15 11:21 01:10 Method Blank
OP89322A-BS12  4P13949.D 12/02/15 11:51 01:40 Blank Spike
OP89322A-MS 4P13950.D 12/02/15 12:21 02:10 Matrix Spike
OP89322A-MSD  4P13951.D 12/02/15 12:51 02:40 Matrix Spike Duplicate
227777 4P13952.D 12/02/15  13:21 03:10 (unrelated sample)
277777 4P13967.D 12/02/15  13:52 03:41 (unrelated sample)
OP89248A-MB1  4P13968.D 12/02/15  14:22 04:11 Method Blank
277777 4P13969.D 12/02/15  14:52 04:41 (unrelated sample)
2277277 4P13953.D 12/02/15  15:23 05:12 (unrelated sample)
2277277 4P13954.D 12/02/15  15:53 05:42 (unrelated sample)
2727777 4P13970.D 12/02/15  16:23 06:12 (unrelated sample)
2727777 4P13971.D 12/02/15  16:54 06:43 (unrelated sample)
272777 4P13955.D 12/02/15  17:24 07:13 (unrelated sample)
272777 4P13956A.D 12/02/15  18:26 08:15 (unrelated sample)
227777 4P13957.D 12/02/15  18:56 08:45 (unrelated sample)
227777 4P13958.D 12/02/15  19:27 09:16 (unrelated sample)
2727777 4P13959.D 12/02/15  19:58 09:47 (unrelated sample)
2727777 4P13960.D 12/02/15  20:29 10:18 (unrelated sample)
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Instrument Performance Check (DFTPP) Page 2 of 2
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample: E4P711-DFTPP Injection Date: 12/02/15

Lab File ID: 4P13946.D Injection Time: 10:11
Instrument ID: GCMS4P

Lab Lab Date Time Hours Client
Sample ID File ID Analyzed Analyzed Lapsed Sample ID
OP89375A-MB1  4P13961.D 12/02/15  20:59 10:48 Method Blank
OP89375A-BS12  4P13962.D 12/02/15  21:29 11:18 Blank Spike
OP89375A-MS 4P13963.D 12/02/15  22:00 11:49 Matrix Spike
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EF6380-DFTPP Injection Date: 11/10/15
Lab File ID: F151917.D Injection Time: 09:15
Instrument ID: GCMSF

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 56754 34.9 Pass
68 Less than 2.0% of mass 69 1078 0.66 (1.72) 2 Pass
69 Mass 69 relative abundance 62815 38.6 Pass
70 Less than 2.0% of mass 69 82 0.05 (0.13) 2 Pass
127 40.0 - 60.0% of mass 198 82192 50.6 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 162533 100.0 Pass
199 5.0 - 9.0% of mass 198 11320 6.96 Pass
275 10.0 - 30.0% of mass 198 31917 19.6 Pass
365 1.0 - 100.0% of mass 198 3739 2.30 Pass
441 Present, but less than mass 443 17589 10.8 (92.1) 0 Pass
442 40.0 - 100.0% of mass 198 101624 62.5 Pass
443 17.0 - 23.0% of mass 442 19101 11.8 (18.8) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client
Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EF6380-1C6380 F151918.D  11/10/15 09:28 00:13 Initial cal 100
EF6380-1C6380 F151919.D  11/10/15 09:57 00:42 Initial cal 80
EF6380-1C6380 F151920.D  11/10/15 10:26 01:11 Initial cal 10
EF6380-1C6380 F151921.D  11/10/15 10:55 01:40 Initial cal 5
EF6380-1C6380 F151922.D  11/10/15 11:24 02:09 Initial cal 2
EF6380-1C6380 F151923.D  11/10/15 11:53 02:38 Initial cal 1
EF6380-ICC6380 F151924.D  11/10/15 12:23 03:08 Initial cal 50
EF6380-1C6380 F151925.D0  11/10/15 12:52 03:37 Initial cal 25
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EF6381-DFTPP Injection Date: 11/10/15
Lab File ID: F151929.D Injection Time: 15:06
Instrument ID: GCMSF

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 40628 33.4 Pass
68 Less than 2.0% of mass 69 661 0.54 (1.40) 2 Pass
69 Mass 69 relative abundance 47117 38.7 Pass
70 Less than 2.0% of mass 69 326 0.27 (0.69) 2 Pass
127 40.0 - 60.0% of mass 198 61186 50.3 Pass
197 Less than 1.0% of mass 198 352 0.29 Pass
198 Base peak, 100% relative abundance 121714 100.0 Pass
199 5.0 - 9.0% of mass 198 8201 6.74 Pass
275 10.0 - 30.0% of mass 198 23320 19.2 Pass
365 1.0 - 100.0% of mass 198 2709 2.23 Pass
441 Present, but less than mass 443 11091 9.11 (88.4) 0 Pass
442 40.0 - 100.0% of mass 198 64008 52.6 Pass
443 17.0 - 23.0% of mass 442 12543 10.3 (19.6) ¢ Pass
(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442
This check applies to the following Samples, MS, MSD, Blanks, and Standards:
Lab Lab Date Time Hours Client
Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EF6381-1CV6380 F151939.D 11/10/15  19:44 04:38 Initial cal verification 50
EF6381-1CV6380 F151940.D 11/10/15  20:13 05:07 Initial cal verification 50
EF6381-1CV6380 F151941.D 11/10/15  20:43 05:37 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EF6383-DFTPP Injection Date: 11/11/15
Lab File ID: F151956.D Injection Time: 08:47
Instrument ID: GCMSF

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 36687 37.2 Pass
68 Less than 2.0% of mass 69 711 0.72 (1.70) 2 Pass
69 Mass 69 relative abundance 41946 42.6 Pass
70 Less than 2.0% of mass 69 194 0.20 (0.46) 2 Pass
127 40.0 - 60.0% of mass 198 50597 51.4 Pass
197 Less than 1.0% of mass 198 203 0.21 Pass
198 Base peak, 100% relative abundance 98520 100.0 Pass
199 5.0 - 9.0% of mass 198 7133 7.24 Pass
275 10.0 - 30.0% of mass 198 19747 20.0 Pass
365 1.0 - 100.0% of mass 198 2578 2.62 Pass
441 Present, but less than mass 443 10748 10.9 (92.8) 0 Pass
442 40.0 - 100.0% of mass 198 60896 61.8 Pass
443 17.0 - 23.0% of mass 442 11577 11.8 (19.0) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EF6383-1C6383 F151957.D 11/11/15  09:03 00:16 Initial cal 1
EF6383-1C6383 F151958.D 11/11/15  09:37 00:50 Initial cal 2
EF6383-1C6383 F151959.D 11/11/15  10:06 01:19 Initial cal 5
EF6383-1C6383 F151960.D 11/11/15  10:35 01:48 Initial cal 10
EF6383-1C6383 F151961.D 11/11/15  11:04 02:17 Initial cal 25
EF6383-1CC6383 F151962.D 11/11/15  11:33 02:46 Initial cal 50
EF6383-1C6383 F151962.D 11/11/15  11:33 02:46 Initial cal 50
EF6383-1C6383 F151964.D 11/11/25  12:31 03:44 Initial cal 100
EF6383-1CV6383 F151965.D 11/11/15  13:01 04:14 Initial cal verification 50
EF6383-1ICV6383 F151967.D 11/11/15  13:59 05:12 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EF6384-DFTPP Injection Date: 11/11/15
Lab File ID: F151968.D Injection Time: 15:18
Instrument ID: GCMSF

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 58696 44.5 Pass
68 Less than 2.0% of mass 69 784 0.59 (1.34)2 Pass
69 Mass 69 relative abundance 58385 44.2 Pass
70 Less than 2.0% of mass 69 291 0.22 (0.50) 2 Pass
127 40.0 - 60.0% of mass 198 71498 54.1 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 132040 100.0 Pass
199 5.0 - 9.0% of mass 198 8980 6.80 Pass
275 10.0 - 30.0% of mass 198 24211 18.3 Pass
365 1.0 - 100.0% of mass 198 2968 2.25 Pass
441 Present, but less than mass 443 11935 9.04 (91.3) 0 Pass
442 40.0 - 100.0% of mass 198 67369 51.0 Pass
443 17.0 - 23.0% of mass 442 13069 9.90 (19.4) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EF6384-1CV6380 F151969.D 11/11/15  15:33 00:15 Initial cal verification 50
EF6384-1CV6380 F151970.D 11/11/15  16:03 00:45 Initial cal verification 50
EF6384-1CV6383 F151970A.D 11/11/15 16:03 00:45 Initial cal verification 50
EF6384-1CV6382 F151971.D 11/11/15  16:43 01:25 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EF6386-DFTPP Injection Date: 11/12/15
Lab File ID: F151984.D Injection Time: 10:05
Instrument ID: GCMSF

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 51427 33.6 Pass
68 Less than 2.0% of mass 69 825 0.54 (1.41)2 Pass
69 Mass 69 relative abundance 58392 38.1 Pass
70 Less than 2.0% of mass 69 365 0.24 (0.63) 2 Pass
127 40.0 - 60.0% of mass 198 76712 50.1 Pass
197 Less than 1.0% of mass 198 199 0.13 Pass
198 Base peak, 100% relative abundance 153122 100.0 Pass
199 5.0 - 9.0% of mass 198 10404 6.79 Pass
275 10.0 - 30.0% of mass 198 30439 19.9 Pass
365 1.0 - 100.0% of mass 198 3416 2.23 Pass
441 Present, but less than mass 443 13659 8.92 (88.9) P Pass
442 40.0 - 100.0% of mass 198 81538 53.3 Pass
443 17.0 - 23.0% of mass 442 15358 10.0 (18.8) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EF6386-1CV6380 F151985.D 11/12/15  10:19 00:14 Initial cal verification 50
EF6386-1CV6383 F151985A.D 11/12/15 10:19 00:14 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EF6409-DFTPP Injection Date: 12/04/15
Lab File ID: F152693.D Injection Time: 09:21
Instrument ID: GCMSF

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 58305 40.2 Pass
68 Less than 2.0% of mass 69 1020 0.70 (1.58) 2 Pass
69 Mass 69 relative abundance 64690 44.6 Pass
70 Less than 2.0% of mass 69 306 0.21 (0.47) 2 Pass
127 40.0 - 60.0% of mass 198 77936 53.8 Pass
197 Less than 1.0% of mass 198 266 0.18 Pass
198 Base peak, 100% relative abundance 144925 100.0 Pass
199 5.0 - 9.0% of mass 198 10104 6.97 Pass
275 10.0 - 30.0% of mass 198 30029 20.7 Pass
365 1.0 - 100.0% of mass 198 3771 2.60 Pass
441 Present, but less than mass 443 14527 10.0 (86.1) 0 Pass
442 40.0 - 100.0% of mass 198 88069 60.8 Pass
443 17.0 - 23.0% of mass 442 16873 11.6 (19.2) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EF6409-CC6380  F152694.D 12/04/15  09:34 00:13 Continuing cal 25
EF6409-CC6383  F152696.D 12/04/15  10:33 01:12 Continuing cal 25
OP89075-MB4 F152699.D  12/04/15 12:05 02:44 Method Blank
OP89075-LB13 F152700.D 12/04/15  12:35 03:14 Leachate Blank
OP89075-BS4 F152701.D  12/04/15 13:04 03:43 Blank Spike
OP89248-MB1 F152702.D  12/04/15 13:34 04:13 Method Blank
277777 F152710.D 12/04/15  15:58 06:37 (unrelated sample)
277777 F152711.D  12/04/15 16:27 07:06 (unrelated sample)
2727777 F152712.D 12/04/15  16:56 07:35 (unrelated sample)
2277277 F152713.D 12/04/15  17:25 08:04 (unrelated sample)
2277277 F152714.D 12/04/15  17:54 08:33 (unrelated sample)
2727777 F152715.D 12/04/15  18:22 09:01 (unrelated sample)
2727777 F152716.D 12/04/15  18:51 09:30 (unrelated sample)
272777 F152717.D  12/04/15 19:20 09:59 (unrelated sample)
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EP4318-DFTPP Injection Date: 09/30/15
Lab File ID: P99094.D Injection Time: 12:28
Instrument ID: GCMSP

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 15944 34.0 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 20966 44.7 Pass
70 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
127 40.0 - 60.0% of mass 198 23153 49.4 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 46904 100.0 Pass
199 5.0 - 9.0% of mass 198 3412 7.27 Pass
275 10.0 - 30.0% of mass 198 9699 20.7 Pass
365 1.0 - 100.0% of mass 198 1114 2.38 Pass
441 Present, but less than mass 443 5815 12.4 (77.9) ® Pass
442 40.0 - 100.0% of mass 198 37262 79.4 Pass
443 17.0 - 23.0% of mass 442 7465 15.9 (20.0) © Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client
Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EP4318-1C4318 P99096.D 09/30/15  13:25 00:57 Initial cal 80
EP4318-1CC4318  P99097.D 09/30/15  13:59 01:31 Initial cal 50
EP4318-1C4318 P99098.D 09/30/15  14:28 02:00 Initial cal 25
EP4318-1C4318 P99099.D 09/30/15  14:58 02:30 Initial cal 10
EP4318-1C4318 P99100.D 09/30/15  15:27 02:59 Initial cal 5
EP4318-1C4318 P99101.D 09/30/15  15:56 03:28 Initial cal 2
EP4318-1C4318 P99102.D 09/30/15  16:26 03:58 Initial cal 1
EP4318-1C4318 P99103.D 09/30/15  17:17 04:49 Initial cal 100
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EP4319-DFTPP Injection Date: 09/30/15
Lab File ID: P99104.D Injection Time: 19:20
Instrument ID: GCMSP

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 17027 39.8 Pass
68 Less than 2.0% of mass 69 160 0.37 (0.80) 2 Pass
69 Mass 69 relative abundance 20026 46.8 Pass
70 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
127 40.0 - 60.0% of mass 198 22646 52.9 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 42797 100.0 Pass
199 5.0 - 9.0% of mass 198 2901 6.78 Pass
275 10.0 - 30.0% of mass 198 8218 19.2 Pass
365 1.0 - 100.0% of mass 198 830 1.94 Pass
441 Present, but less than mass 443 4854 11.3 (76.4) 0 Pass
442 40.0 - 100.0% of mass 198 29962 70.0 Pass
443 17.0 - 23.0% of mass 442 6352 14.8 (21.2) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EP4319-1C4319 P99105.D 09/30/15  19:32 00:12 Initial cal 100
EP4319-1C4319 P99106.D 09/30/15  20:01 00:41 Initial cal 80
EP4319-1CC4319  P99107.D 09/30/15  20:30 01:10 Initial cal 50
EP4319-1C4319 P99108.D 09/30/15  20:59 01:39 Initial cal 25
EP4319-1C4319 P99109.D 09/30/15  21:28 02:08 Initial cal 10
EP4319-1C4319 P99110.D 09/30/15  21:58 02:38 Initial cal 5
EP4319-1C4319 P99111.D 09/30/15  22:27 03:07 Initial cal 2
EP4319-1C4319 P99112.D 09/30/15  22:56 03:36 Initial cal 1
EP4319-1CVv4318 P99113.D 09/30/15  23:25 04:05 Initial cal verification 50
EP4319-1CVv4318 P99114.D 09/30/15  23:54 04:34 Initial cal verification 50
EP4319-1CV4319 P99116A.D  10/01/15  00:52 05:32 Initial cal verification 50
EP4319-1CVv4318 P99116.D 10/01/15  00:52 05:32 Initial cal verification 50
EP4319-1CVv4318 P99117.D 10/01/15 01:21 06:01 Initial cal verification 50
EP4319-1CVv4319 P99117A.D  10/01/15 01:21 06:01 Initial cal verification 50
EP4319-1CVv4319 P99119.D 10/01/15  02:19 06:59 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EP4321-DFTPP Injection Date: 10/01/15
Lab File ID: P99128.D Injection Time: 12:24
Instrument ID: GCMSP

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 19150 35.0 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 24033 43.9 Pass
70 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
127 40.0 - 60.0% of mass 198 26821 49.0 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 54784 100.0 Pass
199 5.0 - 9.0% of mass 198 3892 7.10 Pass
275 10.0 - 30.0% of mass 198 11414 20.8 Pass
365 1.0 - 100.0% of mass 198 1347 2.46 Pass
441 Present, but less than mass 443 7083 12.9 (84.3) 0 Pass
442 40.0 - 100.0% of mass 198 44338 80.9 Pass
443 17.0 - 23.0% of mass 442 8407 15.3 (19.0) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EP4321-1C4321 P99129.D 10/01/15  12:36 00:12 Initial cal 100
EP4321-1C4321 P99130.D 10/01/15 13:04 00:40 Initial cal 80
EP4321-1CC4321  P99131.D 10/01/15  13:33 01:09 Initial cal 50
EP4321-1C4321 P99132.D 10/01/15  14:02 01:38 Initial cal 25
EP4321-1C4321 P99133.D 10/01/15  14:31 02:07 Initial cal 10
EP4321-1C4321 P99134.D 10/01/15  15:00 02:36 Initial cal 5
EP4321-1C4321 P99135.D 10/01/15  15:29 03:05 Initial cal 2
EP4321-1CVv4321 P99139.D 10/01/15  17:26 05:02 Initial cal verification 50
EP4321-1CVv4321  P99140.D 10/01/15  17:55 05:31 Initial cal verification 50
EP4321-1CVv4321 P99141.D 10/01/15  18:24 06:00 Initial cal verification 50
EP4321-1CV4321 P99142.D 10/01/15  18:53 06:29 Initial cal verification 50
EP4321-1CVv4318 P99143.D 10/01/15  19:22 06:58 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EP4322-DFTPP Injection Date: 10/02/15
Lab File ID: P99145.D Injection Time: 11:45
Instrument ID: GCMSP

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 20930 36.2 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 27968 48.4 Pass
70 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
127 40.0 - 60.0% of mass 198 28880 50.0 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 57776 100.0 Pass
199 5.0 - 9.0% of mass 198 3679 6.37 Pass
275 10.0 - 30.0% of mass 198 11212 19.4 Pass
365 1.0 - 100.0% of mass 198 1425 2.47 Pass
441 Present, but less than mass 443 7285 12.6 (80.4) 0 Pass
442 40.0 - 100.0% of mass 198 45565 78.9 Pass
443 17.0 - 23.0% of mass 442 9059 15.7 (19.9) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EP4322-1CV4318 P99146.D 10/02/15  11:58 00:13 Initial cal verification 50
EP4322-ICV4319 P99146A.D  10/02/15 11:58 00:13 Initial cal verification 50
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Instrument Performance Check (DFTPP) Page 1 of 2
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample: EP4403-DFTPP Injection Date: 12/01/15
Lab File ID: P100740.D Injection Time: 15:35
Instrument ID: GCMSP

Raw % Relative
m/e lon Abundance Criteria Abundance Abundance Pass/Fail
51 30.0 - 60.0% of mass 198 10444 34.0 Pass
68 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
69 Mass 69 relative abundance 15205 49.5 Pass
70 Less than 2.0% of mass 69 0 0.00 (0.00) 2 Pass
127 40.0 - 60.0% of mass 198 15506 50.5 Pass
197 Less than 1.0% of mass 198 0 0.00 Pass
198 Base peak, 100% relative abundance 30717 100.0 Pass
199 5.0 - 9.0% of mass 198 2130 6.93 Pass
275 10.0 - 30.0% of mass 198 6247 20.3 Pass
365 1.0 - 100.0% of mass 198 916 2.98 Pass
441 Present, but less than mass 443 4136 13.5 (79.5) 0 Pass
442 40.0 - 100.0% of mass 198 25552 83.2 Pass
443 17.0 - 23.0% of mass 442 5205 16.9 (20.4) ¢ Pass

(a) Value is % of mass 69
(b) Value is % of mass 443
(c) Value is % of mass 442

This check applies to the following Samples, MS, MSD, Blanks, and Standards:

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
EP4403-CC4318  P100741.D 12/01/15  15:47 00:12 Continuing cal 50
EP4403-CC4319  P100742.D 12/01/15  16:16 00:41 Continuing cal 50
OP89334-MB1 P100743.D 12/01/15  16:45 01:10 Method Blank
OP89334-BS1 P100744.D 12/01/15 17:14 01:39 Blank Spike
OP89334-BS13 P100745.D 12/01/15  17:43 02:08 Blank Spike
OP89248-MB1 P100746.D 12/01/15  18:13 02:38 Method Blank
OP89330-MB1 P100747.D 12/01/15  18:42 03:07 Method Blank
OP89310-MB1 P100748.D 12/01/15 19:11 03:36 Method Blank
JC9206-1 P100749.D 12/01/15 19:41 04:06 MW-555-20151123
2277277 P100750.D 12/01/15  20:10 04:35 (unrelated sample)
2277277 P100751.D 12/01/15  20:40 05:05 (unrelated sample)
2727777 P100752.D 12/01/15  21:09 05:34 (unrelated sample)
2727777 P100754.D 12/01/15  21:38 06:03 (unrelated sample)
2277277 P100755.D 12/01/15  22:08 06:33 (unrelated sample)
227277 P100757.D 12/01/15  23:06 07:31 (unrelated sample)
227777 P100758.D 12/01/15  23:35 08:00 (unrelated sample)
227777 P100759.D 12/02/15  00:04 08:29 (unrelated sample)
JC8628-2B P100760.D 12/02/15 00:34 08:59 (used for QC only; not part of job JC9206)
OP89334-MS P100761.D 12/02/15  01:03 09:28 Matrix Spike
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Instrument Performance Check (DFTPP) Page 2 of 2
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample: EP4403-DFTPP Injection Date: 12/01/15

Lab File ID: P100740.D Injection Time: 15:35

Instrument ID: GCMSP

Lab Lab Date Time Hours Client

Sample ID File ID Analyzed Analyzed Lapsed Sample ID
OP89334-MSD P100762.D 12/02/15 01:32 09:57 Matrix Spike Duplicate
2727777 P100763.D 12/02/15  02:01 10:26 (unrelated sample)
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Semivolatile Internal Standard Area Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Check Std: E3E3413-CC3402 Injection Date: 12/02/15
Lab File ID: 3E78379.D Injection Time: 09:28
Instrument ID: GCMS3E Method: SW846 8270D

IS1 IS2 IS3 IS4 IS5 IS6

AREA RT AREA RT AREA RT AREA RT AREA RT AREA RT
Check Std 427869 4.76 1653330 5.86 872893 7.95 1326170 10.13 1082418 14.33 755912 16.45
Upper Limit @ 855738 5.26 3306660 6.36 1745786 8.45 2652340 10.63 2164836 14.83 1511824 16.95
Lower Limitb 213935 4.26 826665 5.36 436447 7.45 663085 9.63 541209 13.83 377956 15.95
Lab IS1 IS2 IS3 IS4 IS5 IS 6
Sample ID AREA RT AREA RT AREA RT AREA RT AREA RT AREA RT
OP89248-MB1 527435 4.75 2061123 5.86 1076856 7.95 1718242 10.13 1470435 14.33 1036723 16.45
0OP89248-BS1 467995 4.76 1813587 5.86 874171 7.95 1321531 10.13 1171895 14.33 765481 16.45
JC9218-1 490704 4.75 1858923 5.86 994016 7.95 1552325 10.13 1133900 14.33 906803 16.45
2772777 473336 4.75 1808571 5.86 977356 7.95 1557431 10.13 1283259 14.33 876444 16.45
277777 491632 4.75 1891401 5.86 995964 7.95 1595920 10.13 1329325 14.33 907091 16.45
277777 496018 4.75 1926689 5.86 1025145 7.95 1658268 10.13 1411907 14.33 1035223 16.45
277777 482560 4.75 1858654 5.86 977310 7.95 1584845 10.13 1337221 14.33 984078 16.45
277777 457818 4.75 1770694 5.86 930054 7.95 1455412 10.13 1271727 14.32 980546 16.45
277777 473427 4.75 1863429 5.86 987421 7.95 1562079 10.13 1204059 14.33 830190 16.45
277777 501003 4.75 1888746 5.86 926026 7.95 1483292 10.13 1228286 14.33 878871 16.45
2772777 468544 4.75 1790523 5.86 954155 7.95 1537165 10.13 1310229 14.33 927877 16.45
2772777 405159 4.75 1516186 5.86 737834 7.95 909494 10.13 700007 14.33 738672 16.45
2772777 358890 4.75 1424714 5.86 739861 7.95 1190079 10.13 826335 14.33 623678 16.45
272777 360131 4.75 1411730 5.86 742236 7.95 1199878 10.13 945873 14.32 681650 16.45
272777 426387 4.75 1629592 5.86 841506 7.95 1336383 10.13 1131227 14.32 842720 16.45
272777 432237 4.75 1678139 5.86 871718 7.95 1406869 10.13 1205428 14.32 907837 16.45
272777 396491 4.75 1508790 5.86 696940 7.96 1062980 10.18 589436 14.37 503036 16.46
2722777 377646 4.75 1461806 5.86 755971 7.95 1226818 10.13 896636 14.32 675901 16.45
2772777 374300 4.75 1407683 5.86 628562 7.95 814493 10.14 584798 14.33 536297 16.46
OP89248-MS 375685 4.76 1427010 5.86 693836 7.95 1044909 10.13 835601 14.33 592625 16.45
OP89248-MSD 428725 4.76 1614304 5.86 784939 7.95 1165951 10.13 968594 14.33 676226 16.45
1IS1 = 1,4-Dichlorobenzene-d4
IS 2 = Naphthalene-d8
IS3 = Acenaphthene-D10
IS4 = Phenanthrene-d10
IS5 = Chrysene-d12
IS6 = Perylene-d12
(a) Upper Limit = +100% of check standard area; Retention time +0.5 minutes.
(b) Lower Limit = -50% of check standard area; Retention time -0.5 minutes.
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Semivolatile Internal Standard Area Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Check Std: E3M2737-CC2687 Injection Date: 12/01/15

Lab File ID: 3M58821.D Injection Time: 09:54

Instrument ID: GCMS3M Method: SW846 8270D BY SIM
IS1 IS 2 IS3 1S4

AREA RT AREA RT AREA RT AREA RT

Check Std 426788  8.19 576338  11.10 939004  15.30 807771  19.95
Upper Limit @ 853576  8.69 1152676 11.60 1878008 15.80 1615542 20.45
Lower Limit P 213394  7.69 288169  10.60 469502  14.80 403886  19.45

Lab IS1 IS 2 IS3 IS4
Sample 1D AREA RT AREA RT AREA RT AREA RT
227777 426181  8.19 598279  11.10 919999  15.31 801702  19.95

OP89248A-MB1 342988  8.19 514667  11.10 881604  15.30 742664  19.95
OP89248A-BS12 330000 8.19 517294  11.10 861502  15.30 746767  19.95
OP89248A-MS 332465  8.19 523549  11.10 863216  15.30 743461  19.95
OP89248A-MSD 307662  8.19 498517  11.10 816952  15.30 705515  19.95

277777 952436* 8.29 641269  11.21 1006949 15.34 945585  19.96
277777 321653  8.21 484991  11.10 741630  15.31 678346  19.95
277777 315817  8.19 500766  11.10 887041  15.31 656227  19.95
277777 282948  8.21 436038  11.10 764629  15.31 595343  19.95
277777 276308 8.21 446111  11.10 1034310 15.34 548943  19.95
2772777 269440 8.21 417911  11.10 766122  15.31 582468  19.95
2772777 226147  8.21 353701  11.10 665236  15.31 546862  19.95
2772777 256501  8.21 412242  11.10 984709  15.33 510188  19.96
272777 231971  8.21 346745 11.10 680797  15.31 530739  19.95
JC9169-1 241727  8.21 362116  11.10 666958  15.31 533675  19.95
272777 231539  8.21 344250 11.10 649971  15.31 526118  19.95
272777 215402  8.21 329091  11.10 631782  15.31 558987  19.95
2722777 482181  8.21 639875 11.10 1056009 15.31 1046529 19.96
IS1 = 1-Methylnaphthalene-d10

IS2 = Fluorene-d10

IS3 = Fluoranthene-d10

IS4 = Benzo(a)pyrene-d12

(a) Upper Limit = +100% of check standard area; Retention time +0.5 minutes.
(b) Lower Limit = -50% of check standard area; Retention time -0.5 minutes.
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Semivolatile Internal Standard Area Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Check Std: E4M2731-CC2727 Injection Date: 12/04/15

Lab File ID: 4M62065.D Injection Time: 15:54

Instrument ID: GCMS4M Method: SW846 8270D BY SIM
IS1 IS 2 IS3 1S4

AREA RT AREA RT AREA RT AREA RT

Check Std 190135  10.15 226463  13.13 366033  17.30 268816  21.88
Upper Limit @ 380270  10.65 452926  13.63 732066  17.80 537632  22.38
Lower Limit P 95068 9.65 113232 12.63 183017  16.80 134408  21.38

Lab IS1 IS 2 IS3 IS4
Sample 1D AREA RT AREA RT AREA RT AREA RT

OP89274A-MSD2 194292  10.15 228780  13.13 362256  17.30 279901  21.88
OP89274A-MS 223988  10.16 281783  13.13 425619  17.30 333547  21.88
OP89274A-MSD 168569  10.16 221184  13.13 321495  17.30 260488  21.87

JC9233-6 158005  10.15 200829  13.13 295180  17.30 230492  21.88
OP89075A-BS44 159361  10.16 207092  13.13 293258  17.30 233787  21.87
277777 162338  10.16 211445  13.13 299994  17.30 242628  21.87
277777 159600  10.16 213495  13.13 296083  17.30 252818  21.87
277777 151436  10.16 199619  13.13 283845  17.30 224509  21.88
277777 174758  10.15 214584  13.13 325336  17.30 259935  21.88
277777 171376  10.15 211581  13.13 327433  17.30 286685  21.88
2772777 119578  10.15 157178  13.15 237827  17.30 184275  21.88
2772777 141544  10.18 231523  13.15 292884  17.32 225467  21.88
OP89248A-MB1 139696  10.16 171369  13.15 273484  17.30 204116  21.88
JC9206-1 156636  10.15 259148  13.15 299612  17.32 209345 21.90
IS1 = 1-Methylnaphthalene-d10

IS 2 = Fluorene-d10

IS3 = Fluoranthene-d10

IS4 = Benzo(a)pyrene-d12

(a) Upper Limit = +100% of check standard area; Retention time +0.5 minutes.
(b) Lower Limit = -50% of check standard area; Retention time -0.5 minutes.
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Semivolatile Internal Standard Area Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Check Std: E4P711-CC670 Injection Date: 12/02/15

Lab File ID: 4P13947.D Injection Time: 10:28

Instrument ID: GCMS4P Method: SW846 8270D BY SIM
IS1 IS 2 IS3 1S4

AREA RT AREA RT AREA RT AREA RT

Check Std 86385 8.44 136325  11.43 179934  15.66 154128  20.30
Upper Limit @ 172770  8.94 272650  11.93 359868  16.16 308256  20.80
Lower Limit P 43193 7.94 68163 10.93 89967 15.16 77064 19.80

Lab IS1 IS 2 IS3 IS4
Sample 1D AREA RT AREA RT AREA RT AREA RT

OP89322A-MB1 85118 8.45 132734  11.44 168986  15.67 141433  20.31
OP89322A-BS12 88983 8.46 134661  11.43 182045  15.67 154208  20.31
OP89322A-MS 89249 8.47 148951  11.44 174212  15.67 151107 20.31
OP89322A-MSD 93765 8.46 125299  11.43 177911  15.67 148044  20.31

2272777 89356 8.47 146984  11.44 186051  15.67 156344  20.31
2272777 99264 8.46 113837  11.43 182585  15.67 161092  20.31
OP89248A-MB1 100301  8.47 160088  11.44 207431  15.67 175773  20.31
2272777 96503 8.46 135382  11.43 189318  15.67 153647  20.31
2272777 91884 8.47 132497  11.44 174792  15.67 145598  20.31
2272777 107821  8.47 146287  11.44 199426  15.67 167683  20.31
2272777 116121  8.46 125759  11.43 205628  15.67 174833  20.31
2272777 130549  8.46 203974  11.46 197070  15.69 168351  20.33
27272777 95677 8.47 121401  11.44 195569  15.67 162303  20.32
2727777 96702 8.47 121248  11.44 190119  15.67 160826  20.33
2727777 102123  8.47 135052  11.44 194850  15.67 163105  20.31
2727777 107166  8.46 110304  11.46 196987  15.67 161182  20.31
2727777 115062  8.46 117457  11.46 207008  15.67 172618  20.31
2272777 109722  8.47 123932  11.44 201678  15.67 160395  20.32

OP89375A-MB1 110029  8.47 115488  11.46 187517  15.67 153138  20.32
OP89375A-BS12 104907  8.47 121577  11.44 182824  15.67 143992  20.32
OP89375A-MS 109444  8.47 136989  11.44 196243  15.67 157798  20.31

IS1 = 1-Methylnaphthalene-d10
IS 2 = Fluorene-d10

IS 3 = Fluoranthene-d10

IS4 = Benzo(a)pyrene-d12

(a) Upper Limit = +100% of check standard area; Retention time +0.5 minutes.
(b) Lower Limit = -50% of check standard area; Retention time -0.5 minutes.
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Semivolatile Internal Standard Area Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Check Std: EF6409-CC6380 Injection Date: 12/04/15
Lab File ID: F152694.D Injection Time: 09:34
Instrument ID: GCMSF Method: SW846 8270D

IS1 IS2 IS3 IS4 IS5 IS6

AREA RT AREA RT AREA RT AREA RT AREA RT AREA RT
Check Std 225569 4.89 885528 5.82 498867 7.30 816478 9.26 807872 14.62 705889 17.68
Upper Limit @ 451138 5.39 1771056 6.32 997734 7.80 1632956 9.76 1615744 15.12 1411778 18.18
Lower Limit P 112785 4.39 442764 5.32 249434 6.80 408239 8.76 403936 14.12 352945 17.18
Lab IS1 IS 2 IS 3 IS 4 IS5 IS6
Sample ID AREA RT AREA RT AREA RT AREA RT AREA RT AREA RT
OP89075-MB4 204467 4.89 822555 5.82 455876 7.29 752522 9.25 719692 14.61 663548 17.68
OP89075-LB13 183152 4.89 717620 5.82 405428 7.29 670997 9.25 638578 14.61 594182 17.68
OP89075-BS4 197484 4.89 877325 5.82 424660 7.29 687661 9.25 719480 14.62 619309 17.68
OP89248-MB1 368980 4.89 1440347 5.82 823642 7.29 1352896 9.26 1282131 14.62 1190085 17.69
277777 189211 4.89 720034 5.82 407802 7.29 678492 9.25 635217 14.61 596052 17.68
277777 187078 4.89 714522 5.82 395759 7.29 656776 9.25 624982 14.61 577370 17.68
277777 194587 4.89 748269 5.82 414246 7.29 680721 9.25 653815 14.61 617926 17.68
277777 191128 4.89 745242 5.82 416078 7.29 679707 9.25 631439 14.61 585007 17.68
277777 202491 4.89 768231 5.82 425200 7.29 705393 9.25 657182 14.61 614801 17.68
277777 186296 4.89 730091 5.82 400687 7.29 669866 9.25 613810 14.61 553643 17.68
2772777 177758 4.89 669733 5.82 342841 7.29 513767 9.25 566919 14.61 555195 17.68
2772777 196619 4.89 698387 5.82 344349 7.29 507581 9.26 463621 14.61 429179 17.68
IS1 = 1,4-Dichlorobenzene-d4
IS 2 = Naphthalene-d8
IS3 = Acenaphthene-D10
IS4 = Phenanthrene-d10
IS5 = Chrysene-d12
IS6 = Perylene-d12
(a) Upper Limit = +100% of check standard area; Retention time +0.5 minutes.
(b) Lower Limit = -50% of check standard area; Retention time -0.5 minutes.
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Semivolatile Internal Standard Area Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Check Std: EP4403-CC4318 Injection Date: 12/01/15
Lab File ID: P100741.D Injection Time: 15:47
Instrument ID: GCMSP Method: SW846 8270D

IS1 IS2 IS3 IS4 IS5 IS6

AREA RT AREA RT AREA RT AREA RT AREA RT AREA RT
Check Std 170826 4.12 645019 5.85 370329 8.55 572861 10.91 521452 15.59 539463 18.15
Upper Limit @ 341652 4.62 1290038 6.35 740658 9.05 1145722 11.41 1042904 16.09 1078926 18.65
Lower Limit P 85413 3.62 322510 5.35 185165 8.05 286431 10.41 260726 15.09 269732 17.65
Lab IS1 IS2 IS3 IS4 IS5 IS 6
Sample ID AREA RT AREA RT AREA RT AREA RT AREA RT AREA RT
OP89334-MB1 183649 4.11 658542 5.84 358328 8.55 572371 10.91 522228 15.58 489569 18.15
OP89334-BS1 183513 4.11 656413 5.85 371060 8.55 551212 10.91 482493 15.58 509895 18.15
OP89334-BS13 208009 4.11 753944 5.85 412102 8.55 663335 10.90 608046 15.58 567334 18.14
OP89248-MB1 202004 4.11 764456 5.85 428889 8.55 700634 10.91 670651 15.58 631462 18.14
OP89330-MB1 161696 4.12 620574 5.84 348337 8.55 573792 10.91 539364 15.58 506315 18.14
OP89310-MB1 167992 4.12 642011 5.84 363987 8.55 595847 10.91 555500 15.58 526022 18.14
JC9206-1 173669 4.12 634660 5.85 358609 8.55 599123 10.91 606193 15.59 579067 18.15
277777 190865 4.11 723940 5.85 406514 8.55 652224 10.91 619289 15.58 578661 18.15
277777 189417 4.11 720744 5.84 397980 8.55 653568 10.91 610517 15.58 578542 18.15
277777 170846 4.12 654576 5.85 363855 8.55 604443 10.91 565814 15.58 524692 18.15
2772777 114761 4.12 451372 5.84 241138 8.55 400568 10.91 359151 15.58 336552 18.15
2772777 102616 4.12 408113 5.85 225682 8.55 378694 10.90 343400 15.58 314070 18.14
2772777 141083 4.12 551242 5.85 306955 8.55 511961 10.91 476630 15.58 440355 18.15
272777 131820 4.12 521396 5.84 294684 8.55 491138 10.91 461425 15.58 426267 18.14
272777 143256 4.12 560509 5.84 310162 8.55 512455 10.90 471611 15.58 446526 18.14
JC8628-2B 182866 4.11 662752 5.85 360037 8.55 589166 10.91 551205 15.58 533218 18.15
OP89334-MS 124232 4.12 469523 5.85 266362 8.55 420115 10.91 376277 15.58 379746 18.15
OP89334-MSD 187530 4.11 687706 5.85 398797 8.55 613365 10.91 536272 15.58 579812 18.15
2772777 151883 4.12 570763 5.84 308639 8.55 486547 10.91 426038 15.58 425118 18.15
IS1 = 1,4-Dichlorobenzene-d4
IS2 = Naphthalene-d8
IS 3 = Acenaphthene-D10
IS4 = Phenanthrene-d10
IS5 = Chrysene-d12
IS6 = Perylene-d12
(a) Upper Limit = +100% of check standard area; Retention time +0.5 minutes.
(b) Lower Limit = -50% of check standard area; Retention time -0.5 minutes.
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Semivolatile Surrogate Recovery Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Method: SW846 8270D Matrix: AQ

Samples and QC shown here apply to the above method

Lab Lab

Sample ID File ID S1 S2 S3 S4 S5 S6
JC9206-1 P100749.D 37 27 76 78 75 60
0OP89248-BS1 3E78382.D 58 37 104 84 94 89
OP89248-MB1  P100746.D 43 31 68 81 74 68
OP89248-MB1  3E78381.D 46 27 83 72 77 83
OP89248-MB1  F152702.D 45 29 85 74 78 86
OP89248-MS 3E78402.D 78 61 104 91 95 82
OP89248-MSD  3E78403.D 74 59 99 84 89 78
Surrogate Recovery

Compounds Limits

S1 = 2-Fluorophenol 14-88%

S2 = Phenol-d5 10-110%

S3 = 2,4,6-Tribromophenol 39-149%

S4 = Nitrobenzene-d5 32-128%

S5 = 2-Fluorobiphenyl 35-119%

S6 = Terphenyl-d14 10-126%
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Semivolatile Surrogate Recovery Summary
Job Number: JC9206

Page 1 of 1

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Method: SW846 8270D BY SIM Matrix: AQ

Samples and QC shown here apply to the above method

Lab Lab

Sample ID File ID S1 S2 S3
JC9206-1 4M62080.D 87 70 68
OP89248A-BS12 3M58824.D 76 71 113
OP89248A-MB1 3M58823.D 92 85 118
OP89248A-MB1 4P13968.D 87 88 89
OP89248A-MB1 4M62079.D 86 64 69
OP89248A-MS  3M58825.D 84 73 101
OP89248A-MSD 3M58826.D 90 74 99
Surrogate Recovery

Compounds Limits

S1 = Nitrobenzene-d5 24-125%

S2 = 2-Fluorobiphenyl 19-127%

S3 = Terphenyl-d14 10-119%
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Initial Calibration Summary Page 1 of 3

Job Number: JC9206 Sample: E3E3402-1CC3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FilelD: 3E78135.D
Project: Sunoco - Marcus Hook Facility, PA

Response Factor Report MS3E

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Sem Volatile GO M, zb-5msi 30m x .25mm x . 25MbTuMon Nov 23 11:17:43 2015
Last Update : Mn Nov 23 11:17:43 2015

Response via : Initial Calibration

Calibration Files
2 =3E78130.D 5 =3E78137.D 25 =3E78134.D 80 =3E78133.D
100 =3E78131.D 50 =3E78135.D 1 =3E78132a.D 10 =3E78136.D

Conpound 2 5 25 80 100 50 1 10 Avg YRSD
1) 1 1, 4-Di chl orobenzene-d ---------------- ISTD-------mmmemme e e oo -
2) 1,4-Dioxane 0.420 0.489 0.389 0.375 0.365 0.376 0.436 0.413 0.408 10.07
3) Pyridine 1.023 1.224 1.035 0.997 0.964 1.013 1.199 1.055 1.064 8.96
4) N-NitrosodimO0.644 0.762 0.621 0.615 0.590 0.618 0.679 0.627 0.644 8.36
5) 2-Fluorophen 1.297 1.428 1.245 1.250 1.227 1.215 1.216 1.209 1.261 5. 82
6) I ndene 2.649 3.061 2.598 2.689 2.685 2.592 2.714 2.533 2.690 6. 00
7) Cunene 3.325 3.953 3.282 3.262 3.175 3.168 3.376 3.193 3.342 7.72
8) Phenol -d5 1.588 1.884 1.540 1.601 1.570 1.529 1.624 1.521 1.607 7.32
9) Phenol 1.669 2.049 1.705 1.776 1.739 1.706 1.748 1.690 1.760 6.91
10) Aniline 1.935 2.325 1.864 1.737 1.664 1.802 2.014 1.876 1.902 10.68
11) bis(2-Chloro 1.211 1.486 1.186 1.161 1.144 1.156 1.362 1.221 1.241 9.72
12) 2-Chlorophen 1.515 1.782 1.467 1.493 1.472 1.441 1.563 1.436 1.521 7.44
13) Decane 1.025 1.228 0.990 0.986 0.953 0.979 1.114 1.023 1.037 8.78
14) 1,3-Dichloro 1.654 1.938 1.613 1.612 1.612 1.586 1.670 1.622 1.663 6. 86
15) 1,4-Dichloro 1.699 2.005 1.643 1.646 1.632 1.621 1.774 1.655 1.709 7.56
16) Benzyl alcoh 0.811 1.015 0.863 0.867 0.863 0.845 0.828 0.859 0.869 7.18
17) 1,2-Dichloro 1.650 1.870 1.538 1.515 1.526 1.485 1.612 1.514 1.589 7.95
18) Acet ophenone 1.930 2.269 1.883 1.908 1.899 1.834 1.906 1.848 1.935 7.17
19) 2-Methyl phen 1.187 1.457 1.217 1.227 1.220 1.188 1.252 1.186 1.242 7.25
20) 2,2'-oxybis( 0.591 0.659 0.520 0.537 0.542 0.520 0.656 0.526 0.569 10.40
21) 3&4-Methyl ph 1.299 1.528 1.265 1.297 1.299 1.257 1.357 1.229 1.317 7.11
22) n-Nitroso-di 0.895 1.141 0.920 0.950 0.917 0.922 1.026 0.909 0.960 8.72
23) Hexachl oroet 0.523 0.576 0.475 0.475 0.478 0.460 0.481 0.456 0.491 8.18
24) | Napht hal ene-d8 - ----------oomn ISTD------- - oo -
25) Nitrobenzene 0.330 0.399 0.332 0.345 0.332 0.327 0.364 0.335 0.345 7.13
26) Nitrobenzene 0.352 0.417 0.339 0.351 0.338 0.334 0.365 0.341 0.355 7.70
27) Quinoline 0.730 0.877 0.713 0.724 0.707 0.700 0.733 0.718 0.738 7.76
28) I|sophorone 0.577 0.694 0.573 0.588 0.569 0.563 0.643 0.587 0.599 7.65
29) 2-Nitropheno 0.190 0.235 0.199 0.215 0.211 0.202 0.196 0.200 0.206 6. 83
30) 2,4-Dinethyl 0.286 0.350 0.307 0.332 0.325 0.310 0.303 0.297 0.314 6.53
31) Benzoic acid 0. 000# -1.00
32) bis(2-Chloro 0.367 0.429 0.351 0.361 0.355 0.349 0.377 0.367 0.370 6.93
33) 2,4-Dichloro 0.291 0.329 0.281 0.290 0.292 0.276 0.282 0.282 0.290 5. 66
34) 2,6-Dichloro 0.288 0.341 0.271 0.280 0.285 0.269 0.292 0.271 0.287 8.15
35) 1,3,5-Trichl 0.333 0.365 0.299 0.315 0.315 0.303 0.322 0.301 0.319 6.79
36) 1,2,4-Trichl 0.327 0.363 0.289 0.300 0.300 0.291 0.313 0.296 0.310 8. 02
37) 1,2,3-Trichl 0.316 0.351 0.284 0.287 0.285 0.275 0.320 0.281 0.300 8.81
38) Naphthalene 1.290 1.523 1.222 1.281 1.264 1.204 1.278 1.219 1.285 7.90
39) 4-Chloroanil 0.476 0.551 0.451 0.448 0.436 0.438 0.453 0.452 0.463 8.12
40) 2,3-Dichloro 0.358 0.433 0.349 0.353 0.351 0.341 0.370 0.353 0.363 8. 07
41) Caprol actam 0.120 0.142 0.113 0.115 0.111 0.111 0.136 0.113 0.120 10.09
42) Hexachl orobu 0.167 0.190 0.153 0.157 0.158 0.152 0.168 0.152 0. 162 7.95
43) 4-Chloro-3-m0.286 0.355 0.291 0.304 0.295 0.288 0.292 0.296 0.301 7.52
44) 2-Met hyl naph 0.646 0.770 0.622 0.651 0.636 0.615 0.688 0.643 0.659 7.57
45) 1-Met hyl naph 0.676 0.807 0.648 0.674 0.661 0.639 0.687 0.658 0.681 7.81
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Initial Calibration Summary Page 2 of 3

Job Number: JC9206 Sample: E3E3402-1CC3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3E78135.D
Project: Sunoco - Marcus Hook Facility, PA

46) Di et hyl naph 0.685 0.798 0.654 0.654 0.653 0.630 0.688 0.658 0.678 7.70

47) | Acenapht hene-d10  ---------------- ISTD-----cmmmmee oo -

48) Hexachl orocy 0.271 0.349 0.346 0.382 0.395 0.368 0.264 0.305 0.335 14.83
49) 2,4,6-Trichl 0.336 0.379 0.343 0.350 0.353 0.342 0.299 0.334 0.342 6.52
50) 2,4,5-Trichl 0.360 0.409 0.362 0.367 0.375 0.367 0.303 0.331 0.359 8.64
51) 2-Fluorobiph 1.412 1.618 1.350 1.361 1.375 1.339 1.325 1.295 1.384 7.28
52) 2-Chloronaph 1.223 1.373 1.163 1.154 1.152 1.148 1.168 1.132 1.189 6.65
53) Bi phenyl 1.639 1.903 1.590 1.631 1.641 1.593 1.639 1.555 1.649 6.51
54) 2-Nitroanili 0.266 0.343 0.309 0.322 0.315 0.318 0.273 0.294 0.305 8.44
55) Dinethyl phth 1.376 1.600 1.369 1.358 1.364 1.345 1.402 1.314 1.391 6.35
56) Acenaphthyle 2.268 2.649 2.261 2.305 2.290 2.287 2.223 2.189 2.309 6.17
57) 2,6-Dinitrot 0.262 0.342 0.301 0.304 0.303 0.299 0.236 0.281 0.291 10.96
58) 3-Nitroanili 0.339 0.403 0.368 0.376 0.372 0.370 0.308 0.353 0.361 7.85
59) Acenaphthene 1.468 1.697 1.424 1.440 1.453 1.427 1.443 1.383 1.467 6.56
60) 2,4-Dinitrop 0.013 0.054 0.121 0.173 0.175 0.153 0.011 0.074 0.097 70.29

---- Quadratic regression ---- Coefficient = 0.9986

Response Ratio = -0.01972 + 0.13750 *A + 0.00881 *Ar2

61) 4-Nitropheno 0.132 0.179 0.174 0.189 0.186 0.181 0.128 0.156 0.166 14.59
62) Dibenzofuran 1.671 1.989 1.672 1.702 1.714 1.673 1.761 1.629 1.726 6.55
63) 2,4-Dinitrot 0.330 0.456 0.428 0.446 0.447 0.431 0.327 0.393 0.407 12.82
64) 2,3,4,6-Tetr 0.247 0.277 0.263 0.279 0.288 0.274 0.230 0.244 0.263 7.75
65) Diethylphtha 1.447 1.669 1.445 1.431 1.440 1.430 1.410 1.389 1.458 6.02
66) Fl uorene 1.571 1.854 1.602 1.646 1.681 1.602 1.547 1.509 1.627 6.56
67) 4-Chl orophen 0.632 0.712 0.613 0.628 0.643 0.610 0.628 0.596 0.633 5.54
68) 4-Nitroanili 0.333 0.430 0.374 0.371 0.370 0.372 0.318 0.352 0.365 9.13
69) | Phenant hrene-d10 - --------------- ISTD-------- oo - -

70) 4,6-Dinitro- 0.037 0.075 0.108 0.141 0.145 0.124 0.037 0.082 0.094 45.87

---- Quadratic regression ---- Coefficient = 0.9996
Response Ratio = -0.00452 + 0.10860 *A + 0.01581 *A*2
71) n-Nitrosodip 0.636 0.759 0.647 0.655 0.664 0.645 0.642 0.639 0.661 6.14
72) 1,2-Diphenyl 0.734 0.876 0.769 0.796 0.797 0.778 0.744 0.742 0.780 5.88
73) 2,4,6-Tribro 0.098 0.118 0.114 0.124 0.128 0.117 0.115 0.103 0.115 8.77
74) 4-Bronopheny 0.200 0.243 0.210 0.220 0.223 0.212 0.208 0.203 0.215 6.40
75) Hexachl orobe 0.221 0.267 0.228 0.236 0.240 0.227 0.245 0.218 0.235 6.69
76) Pentachlorop 0.022 0.042 0.075 0.127 0.131 0.098 0.029 0.049 0.072 60.15
---- Quadratic regression ---- Coefficient = 0.9980
Response Ratio = -0.00902 + 0.07337 *A + 0.01246 *A"2

77) Phenanthrene 1.350 1.550 1.298 1.317 1.325 1.284 1.442 1.263 1.354 7.10
78) Anthracene 1.346 1.560 1.329 1.337 1.342 1.302 1.347 1.285 1.356 6.29
79) Carbazol e 1.137 1.338 1.130 1.148 1.142 1.125 1.130 1.102 1.156 6. 46
80) Di-n-butylph 1.405 1.677 1.488 1.560 1.562 1.497 1.478 1.417 1.510 5.84
81) Fluoranthene 1.317 1.579 1.365 1.435 1.450 1.376 1.375 1.303 1.400 6.31
82) COctadecane  0.376 0.462 0.408 0.424 0.413 0.414 0.410 0.387 0.412 6.22
83) | Chrysene-d12 = ---------------- ISTD-----cmmmmee e -

84) Pyrene 1.634 1.899 1.650 1.606 1.639 1.635 1.651 1.530 1.655 6.41
85) Terphenyl-dl 0.917 1.038 0.902 0.890 0.903 0.898 0.994 0.866 0.926 6.33
86) Butyl benzylp 0.715 0.852 0.754 0.736 0.734 0.751 0.705 0.714 0.745 6.27
87) Butyl steara 0.261 0.335 0.288 0.285 0.281 0.288 0.290 0.271 0.287 7.58
88) Benzo[a]anth 1.384 1.565 1.345 1.362 1.377 1.343 1.451 1.290 1.390 6.06
89) 3,3 -Dichlor 0.434 0.513 0.466 0.495 0.505 0.481 0.497 0.431 0.478 6.55
90) Chrysene 1.290 1.482 1.230 1.206 1.220 1.222 1.307 1.188 1.268 7.54
91) bis(2-Ethylh 0.941 1.071 0.947 0.900 0.912 0.925 0.948 0.896 0.943 5.93
92) | Peryl ene-d12 - ISTD----- -
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Initial Calibration Summary Page 3 of 3

Job Number: JC9206 Sample: E3E3402-1CC3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3E78135.D
Project: Sunoco - Marcus Hook Facility, PA

93) Di-n-octyl ph 1.943 2.209 1.984 2.039 2.087 1.988 1.980 1.838 2.008 5.40

94) Benzo[b]fluo 1.429 1.676 1.530 1.692 1.770 1.639 1.484 1.395 1.577 8.63

95) Benzo[k]fluo 1.352 1.557 1.402 1.384 1.393 1.364 1.382 1.310 1.393 5.19

96) Benzo[a] pyre 1.261 1.426 1.287 1.307 1.333 1.301 1.243 1.196 1.294 5.27

97) Indeno[1,2,3 0.818 1.234 1.183 1.303 1.318 1.236 0.853 1.004 1.118 17.86

98) Dibenz(a, h)a 0.840 1.041 0.960 1.006 1.017 0.979 0.866 0.870 0.947 8.19

99) Dibenz[a, h]a 1.022 1.320 1.240 1.304 1.333 1.276 1.071 1.119 1.211 10.08

100) 7,12-Dinethy 0.518 0.632 0.627 0.707 0.719 0.672 0.544 0.538 0.620 12.69

101) Benzo[g, h,i] 0.841 1.275 1.158 1.209 1.214 1.186 0.983 1.040 1.113 13.10

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MBE3402. M Mon Nov 23 11:21:16 2015 MB3E
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Initial Calibration Summary Page 1 of 1

Job Number: JC9206 Sample: E3E3403-1CC3403
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3E78142.D
Project: Sunoco - Marcus Hook Facility, PA

Response Factor Report MS3E

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egrat or)

Title : Sem Volatile GO Ms,zb-5n8i 30m x .25mm x . 25MbTuMon Nov 23 11:48:24 2015
Last Update : Mn Nov 23 11:48:24 2015

Response via : Initial Calibration

Calibration Files
2 =3E78146.D 5 =3E78145.D 25 =3E78143.D 80 =3E78141.D
100 =3E78140.D 50 =3E78142.D 1 =3E78147.D 10 =3E78144.D

Conpound 2 5 25 80 100 50 1 10 Avg 9YRSD

102) 1, 4- Di chl orobenzene-d ---------------- ISTD-------mmmmmmm e e -
103) Benzal dehyde 1.131 0.853 0.963 0.930 0.863 0.901 0.983 0.996 0.953 9.40

104) Acenapht hene-d10a ~  ---------------- ISTD-------mmmmmmmmm o -
105) 1,2,4,5-Tetr 0.529 0.400 0.451 0.474 0.467 0.458 0.475 0.445 0. 462 7.77

106) Phenant hr ene-d10a ---------------- ISTD---------mmmmmm o -

107) Atrazine 0.119 0.090 0.102 0.109 0.108 0.105 0.101 0.103 0.104 7.91
108) o-Terphenyl 0.591 0.459 0.514 0.556 0.547 0.536 0.520 0.521 0.530 7.19
109) 1-Chloroocta 0.281 0.209 0.237 0.248 0.241 0.240 0.245 0.231 0.241 8.24

110) | Chrysene-dl2a ~ ---------------- ISTD----cccemcemmenannn
111) benzidine 0.655 0.680 0.712 0.458 0.398 0.560 0.774 0.783 0.627 22.72

112) | Napht hal ene-d8a ~ ---------------- ISTD---------mmimmmm o
113) Hydroqui none 0.150 0.281 0.300 0.302 0.299 0.216 0.258 24.09

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MBE3402. M Mon Nov 23 11:50:02 2015 MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3403-1CV3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78149.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \nmsdchem 1\ DATA\ E3E3403\ 3E78149. D Vial: 11
Acqg On : 21 Nov 2015 12:46 am Operator: sarad
Sanpl e : icv3402-50 I nst : MS3E
M sc : 0p88911, e3e3403, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 11:48:24 2015
Last Update : Mn Nov 23 11:48:24 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.

11 1, 4- Di chl or obenzene- d4 1. 000 1. 000 .0 109 0. 00 4.84
3t Pyridi ne 1.064 1.148 -7.9 123 0.09 2.79
10 Aniline 1.902 1.824 .1 110 0. 00 4.59
16 t Benzyl al cohol 0.869 0.818 5.9 105 0.00 4.95
24 | Napht hal ene- d8 1.000 1. 000 0.0 111 0.00 5.95
39t 4- Chl oroaniline 0.463 0.420 9.3 107 0.00 6. 03
44 t 2- Met hyl napht hal ene 0. 659 0.611 7.3 111 0. 00 6.73
47 | Acenapht hene- d10 1.000 1. 000 0.0 121 0.00 8. 06
54 t 2-Nitroaniline 0.305 0.266 12.8 101 0.00 7.45
58 t 3-Nitroaniline 0.361 0.323 10.5 105 0.00 8.01
62 t Di benzof uran 1.726 1.535 11.1 111 0. 00 8.35
68 t 4-Nitroaniline 0.365 0.317 13.2 103 0.00 8. 89
69 | Phenant hr ene- d10 1.000 1. 000 0.0 124 0.00 10. 25
79 t Car bazol e 1.156 1.029 11.0 113 0.00 10. 64

(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 11:59:52 2015 MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3403-1CV3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78150.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \msdchem 1\ DATA\ E3E3403\ 3E78150. D Vial: 12
Acqg On : 21 Nov 2015 1:11 am Operator: sarad
Sanpl e : icv3402-50 I nst : MS3E
M sc : 0p88911, e3e3403, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 11:48:24 2015
Last Update : Mn Nov 23 11:48:24 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.

11 1, 4- Di chl or obenzene- d4 1. 000 1. 000 0.0 132 0. 00 4.83
5 S  2-Fluorophenol 1.261 1.207 4.3 132 0.00 3.86
8 S Phenol - d5 1.607 1.420 11.6 123 0. 00 4. 57
24 | Napht hal ene- d8 1.000 1.000 0.0 132 0.00 5.95
25 S N trobenzene-d5 0.345 0.316 8.4 128 0.00 5.28
47 | Acenapht hene- d10 1.000 1.000 0.0 138 0.00 8. 06
51 S  2-Fl uorobi phenyl 1.384 1. 350 2.5 139 0.00 7.17
69 | Phenant hr ene- d10 1.000 1.000 0.0 136 0.00 10.25
73 S 2,4,6-Tribronophenol 0.115 0. 089 22.6 104 0. 00 9.20
83 | Chrysene-d12 1.000 1.000 0.0 137 -0.01 14.45
85 S  Terphenyl -d14 0.926  0.880 5.0 135 0.00 12.81

(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 12:12:30 2015  MS3E
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Initial Calibration Verification Page 1 of 2
Job Number: JC9206 Sample: E3E3403-1CV3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78151.D
Project: Sunoco - Marcus Hook Facility, PA
Eval uate Continuing Calibration Report
Data File : C: \nmsdchem 1\ DATA\ E3E3403\ 3E78151. D Vial: 13
Acqg On : 21 Nov 2015 1:36 am Operator: sarad
Sanpl e : icv3402-50 I nst : MS3E
M sc : 0p88911, e3e3403, Ml tiplr: 1.00
MS Integration Paranms: |scint.p
Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)
Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 12:15:46 2015
Last Update : Mn Nov 23 12:15:46 2015
Response via : Miltiple Level Calibration
Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
11 1, 4- Di chl or obenzene- d4 1. 000 1. 000 0.0 118 0. 00 4.83
4t N-Ni t rosodi net hyl ami ne 0.644  0.549 14.8 105 0.01 2.68
11t bi s(2- Chl or oet hyl ) et her 1.241 1.070 13.8 109 0. 00 4.62
14 t 1, 3-Di chl or obenzene 1.663 1.503 9.6 112 0. 00 4.79
15 t 1, 4- Di chl or obenzene 1.709 1.535 10.2 111 0. 00 4. 85
17 t 1, 2-Di chl or obenzene 1.589 1.451 8.7 115 0.00 4.97
20 t 2,2' -oxybis(1-Chloropropa 0.569 0.459 19.3 104 0.00 5.05
22t n-Ni troso-di - n-propyl am n 0.960 0.774 19.4 99 0.00 5.15
23 t Hexachl or oet hane 0. 491 0. 463 5.7 118 0. 00 5.25
24 1 Napht hal ene- d8 1.000 1.000 0.0 116 0.00 5.95
26 t Ni t r obenzene 0.355 0.310 12.7 108 0.00 5.30
28 t | sophor one 0.599 0. 557 7.0 115 0. 00 5.51
32t bi s(2- Chl or oet hoxy) met han 0.370 0.339 8.4 113 0.00 5.70
36t 1,2,4-Trichl orobenzene 0.310 0.283 8.7 113 0.00 5.90
38t Napht hal ene 1.285 1.023 20.4 99 0.00 5.97
42 t Hexachl or obut adi ene 0.162 0.151 6.8 116 0. 00 6. 10
47 | Acenapht hene-d10 1.000 1.000 0.0 121 0.00 8. 06
48 t Hexachl or ocycl opent adi ene 0. 335 0. 296 11.6 98 0.00 6.92
52t 2- Chl or onapht hal ene 1.189 1. 063 10.6 112 0. 00 7.32
55 t Di et hyl pht hal at e 1.391 1.197 13.9 108 0.00 7.70
56 t Acenapht hyl ene 2.309 1.682 27.2 89 0.00 7.86
57 t 2,6-Dinitrotol uene 0.291 0.263 9.6 107 0.00 7.78
59 t Acenapht hene 1. 467 1.183 19.4 100 0. 00 8.11
63 t 2,4-Dinitrotol uene 0.407 0.334 17.9 94 0.00 8.34
65 t Di et hyl pht hal ate 1.458 1.218 16.5 103 0.00 8.71
66 t Fl uor ene 1.627 1.268 22.1 96 0. 00 8. 84
67 t 4- Chl or ophenyl - phenyl et he 0.633 0.537 15.2 107 0. 00 8. 86
69 | Phenant hr ene-d10 1.000 1.000 0.0 118 0.00 10.25
71t n- Ni t rosodi phenyl ani ne 0. 661 0.519 21.5 95 0. 00 9.03
72t 1, 2- Di phenyl hydr azi ne 0.780 0.687 11.9 104 0.00 9.09
74 t 4- Br onmophenyl - phenyl et her 0.215 0.190 11.6 106 0.00 9.58
75 t Hexachl or obenzene 0.235 0.207 11.9 108 0.00 9.68
77t Phenant hr ene 1.354 1.049 22.5 97 0.00 10.29
78 t Ant hr acene 1. 356 1. 060 21.8 96 -0.01 10. 36
80 t Di - n- butyl pht hal ate 1.510 1. 247 17. 4 98 0.00 11.25
81t Fl uor ant hene 1.400 1.083 22.6 93 0.00 12.16
83 | Chrysene-dl12 1. 000 1. 000 0.0 117 0. 00 14. 46
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Initial Calibration Verification Page 2 of 2

Job Number: JC9206 Sample: E3E3403-1CV3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78151.D
Project: Sunoco - Marcus Hook Facility, PA

84 t Pyr ene 1. 655 1.274 23.0 91 0. 00 12.51

86 t But yl benzyl pht hal at e 0.745 0.626 16.0 97 0.00 13.64

88 t Benzo[ a] ant hr acene 1.390 1.091 21.5 95 0.00 14. 44

90 t Chrysene 1.268 0.973 23.3 93 0. 00 14. 49

91t  bis(2-Ethyl hexyl)phthalat 0.943 0.801 15.1 101 0.00 14.60

92 | Peryl ene-d12 1. 000 1. 000 0.0 111 0. 00 16. 57

93 t Di - n-octyl phthal ate 2.008 1.751 12.8 98 0. 00 15.58

94 t Benzo[ b] f | uor ant hene 1.577 1.186 24.8 80 -0.01 16. 05

95 t Benzo[ k] f | uor ant hene 1.393 1. 160 16.7 94  0.00 16. 09

96 t Benzo[ a] pyr ene 1.294 1.078 16. 7 92 -0.01 16. 49

97 t I ndeno[ 1, 2, 3- cd] pyrene 1.118 0. 945 15.5 85 -0.02 18.21

99 t Di benz[ a, h] ant hr acene 1.211 0. 990 18.2 86 -0.01 18. 25
101 t Benzo[ g, h, i ] peryl ene 1.113 0. 892 19.9 83 -0.02 18. 68

(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 12:22:40 2015 MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3403-ICV3403
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78151A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \msdchem 1\ DATA\ E3E3403\ 3E78151a. D Vial: 13
Acqg On : 21 Nov 2015 1:36 am Operator: sarad
Sanpl e : icv3403-50 I nst : MS3E
M sc : 0p88911, e3e3403, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 12:15:46 2015
Last Update : Mn Nov 23 12:15:46 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
104 Acenapht hene- d10a 1.000 1.000 0.0 90 0.00 8. 06
105 1,2, 4,5-Tetrachl orobenzen 0.462 0.471 -1.9 92 0.00 6.93
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 12:22:42 2015  MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3403-ICV3403
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78152A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \nmsdchem 1\ DATA\ E3E3403\ 3E78152a. D Vial: 14
Acqg On : 21 Nov 2015 2:01 am Operator: sarad
Sanpl e : icv3403-50 I nst : MS3E
M sc : 0p88911, e3e3403, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 12:15:46 2015
Last Update : Mn Nov 23 12:15:46 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
102 1, 4- Di chl or obenzene- d4a 1. 000 1. 000 0.0 98 0. 00 4.83
103 Benzal dehyde 0.953 0.972 -2.0 105 0.00 4.50
106 Phenant hr ene- d10a 1.000 1. 000 0.0 89 0. 00 10. 25
107 Atrazine 0.104 0.105 -1.0 89 0.00 9.88
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 12:22:46 2015 MS3E
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Initial Calibration Verification Page 1 of 1
Job Number: JC9206 Sample: E3E3403-1CV3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3E78152.D
Project: Sunoco - Marcus Hook Facility, PA
Eval uate Continuing Calibration Report
Data File : C\nsdchem 1\ DATA\ E3E3403\ 3E78152. D Vial: 14
Acqg On : 21 Nov 2015 2:01 am Operator: sarad
Sanpl e : icv3402-50 I nst : MS3E
M sc : 0p88911, e3e3403, Ml tiplr: 1.00
MS Integration Paranms: |scint.p
Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)
Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 12:15:46 2015
Last Update : Mn Nov 23 12:15:46 2015
Response via : Miltiple Level Calibration
M n. RRF : 0.050 Mn. Rel. Area : 50% Max. R T. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
11 1, 4- Di chl or obenzene- d4 1. 000 1. 000 0.0 122 0. 00 4.83
2t 1, 4- Di oxane 0.408 0.359 12.0 117 0.01 2.39
6t I ndene 2.690 2.398 10.9 113 0.00 5.04
7t Cunene 3.342 3.051 8.7 117 0.00 4.23
13 t Decane 1.037 0.910 12.2 113 0.00 4.71
18 t Acet ophenone 1.935 1.707 11.8 114 0.00 5.15
24 | Napht hal ene- d8 1.000 1.000 0.0 123 0.00 5.95
27 t Qui nol i ne 0.738 0.667 9.6 117 -0.01 6.32
40 t 2, 3-Dichl oroaniline 0.363  0.287 20.9 104 0.00 7.06
41 t Capr ol actam 0.120 0.095 20.8 105 -0.03 6.37
45 t 1- Met hyl napht hal ene 0. 681 0.593 12.9 114 0. 00 6.84
46 t Di net hyl napht hal ene 0.678 0. 604 10.9 118 0. 00 7.50
47 | Acenapht hene- d10 1.000 1.000 0.0 124 0.00 8. 06
53 t Bi phenyl 1.649 1.525 7.5 119 0. 00 7.29
69 | Phenant hr ene- d10 1.000 1.000 0.0 122 0.00 10.25
82 t Cct adecane 0.412 0.381 7.5 113 0.00 10.19
92 | Peryl ene-d12 1.000 1.000 0.0 119 -0.01 16.57
100 t 7, 12- Di met hyl benz(a) ant hr 0.620 0.495 20.2 88 -0.02 16. 04
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 12:22:44 2015  MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3403-ICV3403
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3E78154.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \nmsdchem 1\ DATA\ E3E3403\ 3E78154. D Vial: 16
Acqg On : 21 Nov 2015 2:51 am Operator: sarad
Sanpl e : icv3403-50 I nst : MS3E
M sc : 0p88911, e3e3403, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 12:15:46 2015
Last Update : Mn Nov 23 12:15:46 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
112 1 Napht hal ene- d8a 1.000 1.000 0.0 116 0.00 5.95
113 T Hydroqui none 0.258 0.306 -18.6 119 0.00 6.39
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 12:30:50 2015  MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3404-1CV3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78156.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \nmsdchem 1\ DATA\ E3E3404\ 3E78156. D Vial: 2

Acqg On © 23 Nov 2015 12:13 pm Qperator: ashleyn
Sanpl e : icv3402-50 I nst : MS3E

M sc : 0p88911, e3e3404, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 12:15:46 2015
Last Update : Mn Nov 23 12:15:46 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
| 1, 4- Di chl or obenzene- d4 1. 000 1. 000 0.0 136 0. 00 4.83
t Phenol 1.760 1. 366 22.4 109 -0.01 4.57
12 t 2- Chl or ophenol 1.521 1.325 12.9 125 -0.01 4. 67
19 t 2- Met hyl phenol 1.242 1.083 12.8 124 -0.02 5.03
21t 3&4- Met hyl phenol 1.317 1.123 14.7 121 -0.02 5.15
24 | Napht hal ene- d8 1.000 1. 000 0.0 134 -0.01 5.95
29 t 2-Ni t rophenol 0.206 0.186 9.7 123 -0.01 5.58
30t 2, 4- Di net hyl phenol 0.314 0.309 1.6 133 -0.01 5.62
33t 2, 4- Di chl or ophenol 0.290 0.268 7.6 130 -0.01 5.81
34 t 2, 6- Di chl or ophenol 0.287 0.267 7.0 133 -0.01 6. 03
43 t 4- Chl or o- 3- et hyl phenol 0.301 0.258 14.3 120 -0.03 6.55
47 | Acenapht hene- d10 1. 000 1. 000 0.0 135 -0.02 8. 05
49 t 2,4,6-Trichl orophenol 0.342 0.321 6.1 127 -0.02 7.06
50 t 2,4, 5-Trichl orophenol 0. 359 0. 340 5.3 125 -0.02 7.11
----------------------- True Cal c. %Drift ------------
60 t 2, 4-Di ni trophenol 100. 000 83.124 16.9 94 -0.02 8.14
——————————————————————— AvgRF CCRF % Dev
61 t 4-Ni t r ophenol 0.166  0.146 12.0 109 -0.02 8.28
64 2, 3,4, 6-Tetrachl or ophenol 0.263 0.248 5.7 122 -0.02 8.53
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 138 -0.02 10. 24
----------------------- True Cal c. %Drift ------------
70 t 4, 6-Dini tro-2-nethyl pheno 50.000 40.183 19.6 108 -0.02 8.93
——————————————————————— True Cal c. %Drift ------------
76 t Pent achl or ophenol 100. 000 100. 696 -0.7 116 -0.02 9.97
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 12:45:20 2015 MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3404-1CV3403
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78157A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \nmsdchem 1\ DATA\ E3E3404\ 3E78157a. D Vial: 3

Acqg On © 23 Nov 2015 12:49 pm Qperator: ashleyn
Sanpl e : icv3403-50 I nst : MS3E

M sc : 0p88911, e3e3404, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)
Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 11:48:24 2015

Last Update : Mn Nov 23 11:48:24 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
110 | Chrysene-dl2a 1.000 1.000 0.0 132 -0.02 14.43
111 T  benzidine 0.627 1.124 -79.3# 265# 0.00 12.40
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 13:12:24 2015  MS3E
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3E3404-1CV3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3E78157.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C: \nmsdchem 1\ DATA\ E3E3404\ 3E78157. D Vial: 3

Acqg On © 23 Nov 2015 12:49 pm Qperator: ashleyn
Sanpl e : icv3402-50 I nst : MS3E

M sc : 0p88911, e3e3404, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)
Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuMon Nov 23 11:48:24 2015

Last Update : Mn Nov 23 11:48:24 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
83 | Chrysene-d12 1.000 1.000 0.0 184 -0.03 14.43
89 t 3, 3" - Di chl or obenzi di ne 0.478 0.582 -21.8 222# -0.02 14.42
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Mon Nov 23 13:12:22 2015  MS3E

[ | 116 of 268
W ACCUTEST
JC9206 LABORATORIES



Continuing Calibration Summary Page 1 of 3

Job Number: JC9206 Sample: E3E3413-CC3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78379.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \nmsdchem 1\ DATA\ E3E3413\ 3E78379. D Vial: 2

Acqg On : 2 Dec 2015 9:28 am Qperator: ashleyn
Sanpl e : ¢c3402-50 I nst : MS3E

M sc : 0p88911, e3e3413, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuWed Dec 02 11:12:56 2015
Last Update : Wed Dec 02 11:12:56 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn
Max. RRF Dev : 20% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T

11 1, 4- Di chl or obenzene- d4 1. 000 1. 000 0.0 115 -0.04 4.76

2t 1, 4- Di oxane 0.408 0.333 18.4 102 -0.07 2.30

3t Pyri di ne 1.064 0.992 6.8 113 -0.06 2.63

4t N-Ni t rosodi net hyl am ne 0.644 0.568 11.8 106 -0.06 2.59

5 S  2-Fl uorophenol 1.261 1.243 1.4 118 -0.03 3.80

6t I ndene 2.690 2.577 4.2 114 -0.04 4.96

7t Cunene 3.342 3.210 3.9 117 -0.04 4.15

8 S Phenol - d5 1. 607 1.560 2.9 117 -0.02 4.52

9t Phenol 1.760 1.721 2.2 116 -0.02 4.52

10 Ani i ne 1.902 1. 604 15.7 102 -0.03 4.51
11t bi s(2- Chl oroet hyl ) et her 1.241 1. 144 7.8 114 -0.04 4.55
12 t 2- Chl or ophenol 1.521 1.461 3.9 117 -0.04 4.61
13 t Decane 1.037 1. 039 -0.2 122 -0.04 4.63
14 t 1, 3-Di chl or obenzene 1. 663 1.570 5.6 114 -0.04 4.72
15 t 1, 4- Di chl or obenzene 1.709 1. 604 6.1 114 -0.04 4.77
16 t Benzyl al cohol 0. 869 0. 875 -0.7 119 -0.04 4,87
17 t 1, 2-Di chl or obenzene 1.589 1.504 5.3 117 -0.04 4.89
18 t Acet ophenone 1.935 1.861 3.8 117 -0.05 5.07
19 t 2- Met hyl phenol 1.242 1. 136 8.5 110 -0.03 4.98
20 t 2, 2' -oxybi s(1- Chl or opr opa 0.569 0. 490 13.9 108 -0.04 4.97
21 t 3&4- Met hyl phenol 1.317 1. 249 5.2 114 -0.03 5.10
22 t n-Ni troso-di - n- propyl am n 0.960 0.870 .4 109 -0.04 5.08
23 t Hexachl or oet hane 0.491  0.459 6.5 115 -0.04 5.17
24 | Napht hal ene- d8 1. 000 1. 000 0.0 113 -0.05 5. 86
25 S Ni t robenzene- d5 0. 345 0. 367 -6.4 127 -0.04 5.21
26 t Ni t robenzene 0.355 0.341 3.9 116 -0.04 5.22
27 t Qui nol i ne 0.738 0.716 3.0 116 -0.05 6.23
28 t | sophor one 0.599 0.575 4.0 116 -0.04 5.43
29 t 2-Ni t rophenol 0.206  0.219 -6.3 123 -0.04 5. 50
30 t 2, 4- Di net hyl phenol 0.314 0.309 1.6 113 -0.03 5. 56
32t bi s( 2- Chl or oet hoxy) met han 0.370 0.350 5.4 114 -0.04 5.61
33t 2, 4-Di chl or ophenol 0. 290 0. 283 2.4 116 -0.03 5.74
34 t 2, 6-Di chl or ophenol 0. 287 0.274 4.5 115 -0.04 5.96
35 1, 3,5-Trichl orobenzene 0.319 0. 310 2.8 116 -0.05 5.51
36 t 1, 2, 4-Tri chl or obenzene 0. 310 0. 294 5.2 114 -0.04 5.81
37 1, 2, 3-Tri chl or obenzene 0. 300 0. 284 5.3 117 -0.05 6. 03
38t Napht hal ene 1.285 1.089 15.3 102 -0.05 5.88
39t 4- Chl oroaniline 0. 463 0.421 9.1 109 -0.04 5.94
40 t 2,3-Dichl oroaniline 0.363 0.344 5.2 114 -0.04 6. 97
41 t Capr ol act am 0.120 0.121 -0.8 123 -0.03 6. 32
42 t Hexachl or obut adi ene 0. 162 0. 149 .0 111 -0.04 6.01
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Continuing Calibration Summary Page 2 of 3

Job Number: JC9206 Sample: E3E3413-CC3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78379.D
Project: Sunoco - Marcus Hook Facility, PA
43 t 4- Chl or o- 3- et hyl phenol 0. 301 0. 297 1.3 117 -0.03 6. 49
44 t 2- Met hyl napht hal ene 0.659 0.625 5.2 115 -0.05 6.63
45 t 1- Met hyl napht hal ene 0.681 0.654 4.0 116 -0.05 6.74
46 t Di net hyl napht hal ene 0.678 0. 642 5.3 115 -0.05 7.40
47 | Acenapht hene- d10 1.000 1.000 0.0 112 -0.05 7.95
48 t Hexachl or ocycl opent adi ene 0.335 0.342 -2.1 104 -0.05 6. 82
49 t 2,4,6-Trichl orophenol 0.342 0.356 -4.1 117 -0.04 6.98
50 t 2,4,5-Trichl orophenol 0.359 0.374 -4.2 114 -0.04 7.04
51 S  2-Fl uorobi phenyl 1.384 1.519 -9.8 127 -0.05 7.07
52 t 2- Chl or onapht hal ene 1.189 1. 165 2.0 114 -0.05 7.22
53 t Bi phenyl 1.649 1.650 -0.1 116 -0.05 7.19
54 t 2-Nitroaniline 0. 305 0.314 -3.0 111 -0.05 7.36
55 t Di met hyl pht hal at e 1.391  1.305 6.2 109 -0.05 7.60
56 t Acenapht hyl ene 2. 309 2.018 12.6 99 -0.06 7.75
57 t 2, 6-Di nitrotol uene 0.291  0.308 -5.8 115 -0.05 7.68
58 t 3-Nitroaniline 0.361 0.358 0.8 109 -0.04 7.91
59 t Acenapht hene 1. 467 1. 256 14. 4 99 -0.05 8. 00
——————————————————————— True Cal c. %Drift ------------
60 t 2, 4- Di ni trophenol 100. 000 116. 467 -16.5 133 -0.04 8. 06
----------------------- AvgRF CCRF % Dev B
61 t 4-Ni trophenol 0.166  0.180 -8.4 111 -0.01 8.23
62 t Di benzof uran 1.726  1.669 3.3 112 -0.05 8.24
63 t 2,4-Dinitrotol uene 0. 407 0.436 -7.1 114 -0.04 8.25
64 2, 3,4, 6-Tetrachl or ophenol 0. 263 0.278 -5.7 113 -0.05 8. 44
65 t Di et hyl pht hal ate 1.458 1.333 8.6 104 -0.04 8. 60
66 t Fl uor ene 1.627 1.405 13.6 98 -0.05 8.73
67 t 4- Chl or ophenyl - phenyl et he 0.633 0.584 7.7 107 -0.05 8.74
68 t 4-Ni troaniline 0.365 0.344 5.8 104 -0.04 8.79
69 | Phenant hr ene- d10 1.000 1.000 0.0 107 -0.06 10.13
----------------------- True Cal c. %Drift ------------
70 t 4, 6-Di ni tro-2-nethyl pheno 50.000 58.093 -16.2 130 -0.10 8.85
----------------------- AvgRF  CCRF % Dev  -------------
71t n- Ni t rosodi phenyl ani ne 0.661 0.656 0.8 109 -0.11 8.93
72t 1, 2- Di phenyl hydr azi ne 0.780 0.795 -1.9 110 -0.11 8.98
73 S 2,4,6-Tribronmophenol 0.115 0.127 -10.4 117 -0.11 9.10
74 t 4- Br onmophenyl - phenyl et her 0. 215 0.212 1.4 107 -0.12 9. 47
75 t Hexachl or obenzene 0.235 0.234 0.4 110 -0.12 9. 56
——————————————————————— True Cal c. %Drift ------------
76 t Pent achl or ophenol 100. 000 117.899 -17.9 139 -0.04 9. 89
----------------------- AvgRF CCRF % Dev ]
77 t Phenant hr ene 1.354 1.163 14.1 97 -0.04 10.17
78 t Ant hr acene 1.356 1.182 12.8 98 -0.04 10.25
79 t Car bazol e 1.156 1. 154 0.2 110 -0.03 10.53
80 t Di - n- but yl pht hal ate 1.510 1.471 2.6 106 -0.03 11. 14
81 t Fl uor ant hene 1.400 1.222 12.7 95 -0.07 12.04
82 t Cct adecane 0.412  0.437 -6.1 114 -0.05 10.07
83 | Chrysene-d12 1.000 1.000 0.0 102 -0.06 14.33
84 t Pyrene 1.655 1.530 7.6 95 -0.07 12.39
85 S  Terphenyl -d14 0.926 1.063 -14.8 121 -0.06 12.70
86 t But yl benzyl pht hal at e 0.745 0.757 -1.6 103 -0.06 13.52
87 Butyl stearate 0.287 0.354 -23.3# 125 -0.06  13.69
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Job Number: JC9206 Sample: E3E3413-CC3402
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78379.D
Project: Sunoco - Marcus Hook Facility, PA

88 t Benzo[ a] ant hr acene 1.390 1. 203 13.5 91 -0.06 14. 32

89 t 3, 3' - Di chl or obenzi di ne 0. 478 0. 460 3.8 97 -0.05 14. 32

90 t Chrysene 1.268 1.073 15.4 89 -0.06 14. 38

91t  bis(2-Ethyl hexyl)phthalat 0.943 0.881 6.6 97 -0.05 14.48

92 | Peryl ene-d12 1. 000 1. 000 0.0 91 -0.07 16. 45

93 t Di - n-octyl pht hal ate 2.008 2.011 -0.1 92 -0.07 15. 47

94 t Benzo[ b] f | uor ant hene 1.577 1.438 8.8 80 -0.07 15.94

95 t Benzo[ k] f | uor ant hene 1.393 1. 252 10.1 84 -0.05 15.98

96 t Benzo[ a] pyr ene 1.294 1. 146 11.4 80 -0.07 16. 38

97 t I ndeno[ 1, 2, 3- cd] pyrene 1.118 1.110 0.7 82 -0.11 18. 05

98 t Di benz(a, h)acridi ne 0. 947 0.993 -4.9 92 -0.10 17.68

99 t Di benz[ a, h] ant hr acene 1.211 1.126 .0 80 -0.12 18. 08
100 t 7,12- Di met hyl benz(a) ant hr 0. 620 0.674 -8.7 91 -0.07 15.93
101 t Benzo[ g, h, i ] peryl ene 1.113 1. 061 4.7 81 -0.13 18.51

(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Wed Dec 02 11:13:27 2015 MS3E
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Continuing Calibration Summary Page 1 of 1
Job Number: JC9206 Sample: E3E3413-CC3403
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  3E78380.D
Project: Sunoco - Marcus Hook Facility, PA
Eval uate Continuing Calibration Report

Data File : C \nsdchem 1\ DATA\ E3E3413\ 3E78380. D Vial: 3

Acqg On : 2 Dec 2015 9:54 am Qperator: ashleyn

Sanpl e : ¢c3403-50 I nst : MS3E

M sc : 0p88911, e3e3413, Ml tiplr: 1.00

MS Integration Paranms: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBE3402. M ( RTE | nt egr at or)

Title : Semi Volatile GO/ M, zb-5nm8i 30m x .25mm x . 25MbTuWed Dec 02 11:12:56 2015

Last Update : Wed Dec 02 11:12:56 2015

Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Max. RT. Dev 0.50mn

Max. RRF Dev : 20% Max. Rel. Area : 200%

Conpound AvgRF  CCRF Yev Area% Dev(mn)R T.
102 1, 4- Di chl or obenzene- d4a 1. 000 1. 000 0.0 84 0. 00 4.75
103 Benzal dehyde 0.953 1. 060 -11.2 99 -0.04 4.42
104 Acenapht hene- d10a 1.000 1. 000 0.0 81 0.00 7.95
105 1,2, 4,5-Tetrachl orobenzen 0. 462 0. 452 2.2 79 -0.01 6. 83
106 Phenant hr ene- d10a 1. 000 1. 000 0.0 83 0. 00 10. 13
107 Atrazine 0. 104 0. 107 -2.9 85 0. 00 9.77
108 | Chrysene-dl2a 1. 000 1. 000 0.0 82 0. 00 14. 33
109 T benzi di ne 0. 627 0.598 4.6 88 -0.01 12. 30
110 | Napht hal ene- d8a 1. 000 1. 000 0.0 83 0. 00 5.86
111 T Hydr oqui none 0. 258 0. 329 -27.5# 91 0.03 6.32
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3E78142a. D MBE3402. M Wed Dec 02 11:14:22 2015 MS3E
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Initial Calibration Summary Page 1 of 2

Job Number: JC9206 Sample: E3M2687-1CC2687
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3M57870.D
Project: Sunoco - Marcus Hook Facility, PA

Response Factor Report MS3M

Met hod : C:\ MSDCHEM 1\ METHODS\ MBM2687SI M M ( RTE | nt egrat or)
Title : Sem Vol atile Extractables by GO MS

Last Update : Wed Sep 30 08:55:19 2015

Response via : Initial Calibration

Calibration Files

2.5 =3nb7878.D 1.0 =3nb7870.D 0.5 =3nb7871.D 0.2 =3nb7872.D
0.1 =3nb7873.D 0. 05=3nb7874. D 0. 02=3nb67875. D 0.01=3nb7876. D
5 =3nb7877.D = = =

Conpound

1) 1 1- Met hyl napht hal ene-d ---------------- ISTD------ - m oo -
2) 1, 4-di oxane

0.000# -1.00
3) 2-Fl uorophenol

0.604 0.581 0.620 0.782 0.554 0.524 0.508 0.471 0.596 0.582 15.36
4)  Phenol -d5

0.854 0.787 0.872 1.070 0.741 0.682 0.636 0.572 0.861 0.786  19.07
5) Phenol

0.921 0.839 0.922 1.098 0.742 0.704 0.599 0.921 0.843 18.61

6) bis(2-Chloroethyl)ether
0.000# -1.00
7) N trobenzene-d5

0.847 0.714 0.849 0.994 0.695 0.670 0.646 0.586 0.865 0.763  17.29
8) Napht hal ene
2.412 2.225 2.525 3.082 2.123 2.094 2.275 2.283 2.377 13.38
9) Hexachl or obut adi ene
0.483 0.416 0.478 0.594 0.457 0.435 0.460 0.484 0.473 0.476  10. 47
10) 2- Met hyl napht hal ene
1.133 1.060 1.213 1.470 1.077 1.135 1.192 1.183 11. 69
11) 1- Met hyl napht hal ene
1.299 1.204 1.397 1.785 1.282 1.311 1.509 1.802 1.299 1.432 15.48

12) Hexachl or ocycl opent adi ene
0.000# -1.00

13) | Fl uorene-di0 ~  ---------------- ISTD----------mmmmmm o
14)  2-Fl uor obi phenyl

1.144 1.263 1.421 1.644 1.264 1.254 1.235 1.207 1. 304 12.13
15) Acenapht hyl ene

1.256 1.217 1.389 1.554 1.113 1.122 1.205 1.281 1.252 1.265 10.78
16) Acenapht hene

0.858 0.856 0.976 1.143 0.862 0.872 0.954 1.084 0.819 0.936 12.08
17) 4, 6-dini tro-2-nethyl phenol

0.159 0.106 0.092 0.091 0.038 0.035 0. 186 0.101 55.99

---- Quadratic regression ---- Coefficient = 0.9989

Response Ratio = -0.01570 + 0.12640 *A + 0.01006 *A"2

18) Fluorene

0.990 0.979 1.133 1.338 1.024 1.083 1.230 1.538 1.010 1.147  16.52
19) 2,4,6-Tribronophenol

0. 141 0.143 0.155 0.169 0.105 0. 157 0.145 15.36
20) | Fl uorant hene-d10 - --------onmmon- ISTD-----emmmme e -
21) Hexachl or obenzene

0.216 0.198 0.220 0.269 0.212 0.205 0.250 0.322 0.213 0.234 17. 14
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Job Number: JC9206 Sample: E3M2687-1CC2687
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3M57870.D
Project: Sunoco - Marcus Hook Facility, PA
22) Pentachl oropheno
0.112 0.098 0.074 0.083 0.042 0.039 0.044 0.129 0.078 43.75
---- Quadratic regression ---- Coefficient = 0.9998

Response Ratio = -0.00554 + 0.09530 *A + 0.00553 *A"2

23) Phenant hrene

0.937 0.897 0.968 1.199 0.888 0.908 1.045 0.941 0.973  10.68
24) Ant hracene

0.921 0.812 0.853 1.002 0.748 0.743 0.877 0.933 0.861 10.60
25)  Fluorant hene

1.083 0.995 1.127 1.420 1.010 1.128 1.083 1.121 12.63
26) Pyrene

1.069 0.975 1.076 1.323 0.945 0.995 1. 090 1.068 11.77
27) Terphenyl -d14

0.790 0.792 0.883 1.082 0.810 0.784 0.757 0.843 13.35
28) Benzo[ a] ant hracene

0.990 0.911 0.956 1.172 0.787 0.830 1. 007 0.950 13.35
29) Chrysene

0.982 0.905 1.025 1.300 0.965 0.930 0. 985 1.013 13.05
30) | Benzo(a) pyrene-d12 = ---------------- ISTD------cmmme e -
31) Benzo[b] fl uorant hene

1.266 1.196 1.289 1.583 1.137 1.226 1.241 1.277 11.25
32) Benzo[ k] fluoranthene

1.112 0.975 1.122 1.277 0.903 1.045 1.093 1.075 11.07
33) Benzo[a] pyrene

1.065 1.019 1.088 1.367 0.983 1.315 1.021 1.122 13.71
34) Indeno[1, 2, 3-cd] pyrene

1.404 1.303 1.443 1.753 1.264 1.335 1.648 1.335 1.436  12.18
35) Dibenz[a, h] ant hracene

1.181 1.081 1.180 1.454 1.036 1.160 1.231 1.189 11. 29
36) Benzo[g, h,i]perylene

1.058 0.977 1.129 1.346 1.002 1.105 1.372 1.120 1.139 12.85

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MBM2687SI M M Mon Qct 05 12:20:35 2015 RPT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3M2687-1CVV2687
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3M57879.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C\nsdchem 1\ DATA\ E3M2687\ 3nb7879. D Vial: 11

Acg On : 29 Sep 2015 8:52 pm Qperator: ashl eyd
Sampl e : icv2687-1.0 I nst . Ms3M

M sc . 0op87097a, e3nR687 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C:\ MSDCHEM 1\ METHCODS\ MBM2687SI M M ( RTE | nt egr at or)
Title : Sem Vol atile Extractables by GO M

Last Update : Wed Sep 30 08:55:19 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 121 0.02 8. 80
8 t Napht hal ene 2.377 2.158 9.2 117 0. 00 7.37
9t Hexachl or obut adi ene 0.476 0.477 -0.2 138 0. 00 7.63
10 t 2- Met hyl napht hal ene 1.183 1.115 5.7 127 0.02 8. 67
13 | Fl uor ene-d10 1. 000 1. 000 0.0 121 0. 00 11.70
15 t Acenapht hyl ene 1.265 1.099 13.1 110 0.00 10. 41
16 t Acenapht hene 0. 936 0. 930 0.6 132 0.00 10. 74
----------------------- AvgRF CCRF % Dev R
18 t Fl uor ene 1. 147 1.029 10.3 128 0.00 11. 75
20 | Fl uor ant hene- d10 1. 000 1. 000 0.0 119 0.00 15. 88
21t Hexachl or obenzene 0. 234 0. 209 10.7 126 0. 00 12.81
----------------------- AvgRF CCRF % Dev R
23 t Phenant hr ene 0.973 0. 891 8.4 118 0. 00 13.63
24 t Ant hr acene 0. 861 0. 802 6.9 118 0.00 13.72
25t FI uor ant hene 1.121 1.030 8.1 123 0.00 15.91
26 t Pyrene 1. 068 0. 990 7.3 121 0.00 16. 32
28 t Benzo[ a] ant hr acene 0. 950 0. 866 8.8 113 0. 00 18. 39
29 t Chrysene 1.013 0.916 9.6 121 0. 00 18. 45
30 | Benzo(a) pyrene-dl12 1. 000 1. 000 0.0 108 0. 00 20. 47
31t Benzo[ b] f | uor ant hene 1.277 1. 147 10.2 104 0. 00 20. 04
32 t Benzo[ k] f| uor ant hene 1.075 1.011 6.0 112 0. 00 20. 07
33t Benzo[ a] pyr ene 1.122 1. 046 6.8 111 0. 00 20. 49
34 t I ndeno[ 1, 2, 3-cd] pyrene 1.436 1. 295 9.8 108 0. 00 21.88
35t Di benz[ a, h] ant hr acene 1.189 1.124 5.5 113 0. 00 21.90
36t Benzo[ g, h,i] peryl ene 1.139 1. 030 9.6 114 0. 00 22.20
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3nb7870. D MBM2687SIM M Mon Oct 05 12:20:12 2015 RPT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E3M2687-1CVV2687
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3M57880.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C\nsdchem 1\ DATA\ E3M2687\ 3n57880. D Vial: 12

Acq On © 29 Sep 2015 9:24 pm Operator: ashl eyd
Sampl e : icv2687-1.0 I nst . Ms3M

M sc . 0op87097a, e3nR687 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C:\ MSDCHEM 1\ METHODS\ MBM2687SI M M ( RTE | nt egr at or)
Title : Sem Vol atile Extractables by GO M

Last Update : Wed Sep 30 08:55:19 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 95 0.02 8. 80
5 Phenol 0. 843 0. 905 -7.4 103 0.02 5.15
13 | Fl uor ene-d10 1. 000 1. 000 0.0 92 0. 00 11.70
----------------------- True Cal c. %Drift ------------
17 t 4, 6-dini tro-2- et hyl pheno 5. 000 4.413 11.7 94 0. 00 12. 04
----------------------- AvgRF CCRF % Dev
20 1 Fl uor ant hene- d10 1. 000 1. 000 0.0 93 0. 00 15. 88
----------------------- True Cal c. %Drift ------------
22 t Pent achl or ophenol 5. 000 4.503 9.9 82 0. 00 13. 43
----------------------- AvgRF  CCRF % Dev
30 | Benzo(a) pyrene-dl2 1. 000 1. 000 0.0 88 0. 00 20. 47
(#) = Qut of Range SPCCs out = 0 CCCs out =0
3nb7870.D M3MR2687SIM M Mon Cct 05 12:20:14 2015 RPT1
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Continuing Calibration Summary Page 1 of 2

Job Number: JC9206 Sample: E3M2737-CC2687
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3M58821.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C\nsdchem 1\ DATA\ E3M2737\ 3nb8821. D Vial: 2

Acg On : 1 Dec 2015 9: 54 am Qperator: ashl eyd
Sampl e . €c2687-.5 I nst . Ms3M

M sc . 0p89123a, e3nR737 Mul tiplr: 1.00
M5 Integration Params: |scint.p

Met hod : C:\ MSDCHEM 1\ METHCODS\ MBM2687SI M M ( RTE | nt egr at or)
Title : Sem Vol atile Extractables by GO M

Last Update : Tue Nov 24 16:33:24 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 20% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 126 -0.06 8.19
2t 1, 4-di oxane  eeeeeaaaa- NA----------
3 S  2-Fl uorophenol 0. 582 0.482 17.2 98 -0.06 3.08
4 S  Phenol -d5 0. 786 0.672 14.5 97 -0.03 4.49
5 Phenol 0. 843 0. 665 21.1# 91 -0.06 4.50
6t bi s(2- Chl oroet hyl )ether - --------- NA- - --------
7 S N trobenzene-d5 0. 763 0. 753 1.3 112 -0.06 5.58
8 t Napht hal ene 2.377 1.813 23.7# 91 -0.08 6.78
9t Hexachl or obut adi ene 0.476 0.435 8.6 115 -0.06 7.04
10 t 2- Met hyl napht hal ene 1.183 0.994 16.0 103 -0.06 8. 06
11t 1- Met hyl napht hal ene 1.432 1.192 16.8 108 -0.06 8.25
12 Hexachl orocycl opent adiene - --------- NA- - --------
13 | Fl uor ene-d10 1. 000 1. 000 0.0 108 -0.06 11. 10
14 S  2-Fl uorobi phenyl 1.304 1.321 -1.3 100 -0.06 86
15 t Acenapht hyl ene 1. 265 1.401 -10.8 109 -0.08 9. 80
16 t Acenapht hene 0. 936 0. 897 4.2 99 -0.08 10. 12
----------------------- True Cal c. %Drift ------------
17 t 4, 6-di ni tro-2- met hyl pheno 2. 500 2.847 -13.9 149 -0.06 11. 47
----------------------- AvgRF CCRF % Dev R
18 t Fl uor ene 1. 147 1. 055 8.0 101 -0.06 11.15
19 S 2,4, 6-Tri bronophenol 0. 145 0. 152 -4.8 106 -0.06 11.70
20 | Fl uor ant hene- d10 1. 000 1. 000 0.0 106 -0.05 15. 30
21t Hexachl or obenzene 0.234 0. 196 16. 2 94 -0.04 12.21
----------------------- True Cal c. %Drift ------------
22 t Pent achl or ophenol 2.500 3. 519 -40. 8# 189 -0.05 12.81
----------------------- AvgRF CCRF % Dev e
23t Phenant hr ene 0.973 0. 926 4.8 101 -0.06 13.01
24 t Ant hr acene 0.861 0.934 -8.5 116 -0.05 13.12
25t Fl uor ant hene 1.121 1.012 9.7 95 -0.05 15. 33
26 t Pyrene 1.068 1.058 0.9 104 -0.03 15. 75
27 S  Terphenyl -d14 0. 843 0. 815 3.3 98 -0.03 16. 12
28 t Benzo[ a] ant hr acene 0. 950 0. 904 4.8 100 -0.03 17. 86
29 t Chrysene 1.013 0. 884 12.7 91 -0.03 17.93
30 | Benzo(a) pyrene-dl12 1. 000 1. 000 0.0 98 -0.05 19. 95
31t Benzo[ b] f1 uor ant hene 1.277 1.264 1.0 96 -0.03 19. 53
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Job Number: JC9206 Sample: E3M2737-CC2687
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 3M58821.D
Project: Sunoco - Marcus Hook Facility, PA
32 t Benzo[ k] f | uor ant hene 1. 075 0. 900 16. 3 78 -0.03 19. 56
33 t Benzo[ a] pyr ene 1.122 1. 027 8.5 92 -0.05 19. 98
34 t I ndeno[ 1, 2, 3-cd] pyrene 1.436 1. 343 6.5 91 -0.04 21.39
35t Di benz[ a, h] ant hr acene 1.189 1.101 7.4 91 -0.04 21.39
36 t Benzo[ g, h,i] peryl ene 1.139 1.109 2.6 96 -0.04 21.69
(#) = Qut of Range SPCC's out = 0 CCCs out =0
3nb7871.D MBM2687SIM M Tue Dec 01 13:56:18 2015 RPT1

@m 126 of 268
W ACCUTEST
JC9206 ‘“AmomaTtomies



Initial Calibration Summary Page 1 of 2
Job Number: JC9206 Sample: E4M2727-1CC2727
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 4M61978.D
Project: Sunoco - Marcus Hook Facility, PA
Response Factor Report GCMS4M
Met hod : C:\ MSDCHEM 1\ METHODS\ MAM2727SI M M ( RTE | nt egr at or)
Title : Sem Volatile GO Ms,zb-5 15mx .25nmm x . 50um
Last Update : Wed Dec 02 08:38:00 2015
Response via : Initial Calibration
Calibration Files
0.05=4n61981.D .2 =4nb61979.D 2.5 =4nb61985.D .02 =4n61982. D
.1 =4n61980.D 1 =4n61978. D .01 =4n61983. D .5 =4n61977.D
5 =4n61984.D = = =
Conpound
0.05 .2 2.5 02 .1 1 01 5 5 Avg YRSD
1) 1 1- Met hyl napht hal ene-d ---------------- ISTD------ - m oo -
2)  2-Fl uorophenol
0.405 0.587 0.505 0.398 0.481 0.448 0.494 0. 465 0.473 12.72
3) Phenol -d5
0.579 0.865 0.735 0.699 0.663 0.736 0.673 0.707 12.40
4)  Phenol
0.663 0.901 0.779 0.641 0.775 0.694 0.773 0.731 0.745 11.08
5) bis(2-Chloroethyl)ether
0.399 0.603 0.565 0.403 0.480 0.499 0.415 0.546 0.545 0.495 15.31
6) N trobenzene-d5
0.537 0.735 0.597 0. 600 0.559 0.612 0.558 0.600 10.96
7) Napht hal ene
1.998 2.573 2.163 2.249 1.965 2.165 2.014 2.161 9.71
8) Hexachl or obut adi ene
0.322 0.422 0.346 0.354 0.314 0.342 0.326 0.347  10.47
9) 2- Met hyl napht hal ene
1.205 1.477 1.187 1.285 1.158 1.227 1.158 1. 242 9. 06
10) Hexachl orocycl opent adi ene
0.193 0. 288 0.113 0. 217 0.210 0. 287 0.218 29.96
---- Quadratic regression ---- Coefficient = 0.9983
Response Ratio = -0.01565 + 0.28623 *A + 0.00323 *A"2
11)  2- Fl uor obi phenyl
1.344 1.798 1.308 1.494 1.317 1.515 1.106 1.412 15. 44
12) | Fl uorene-di0  ---------------- ISTD----cccemcemmeeannn
13) Acenapht hyl ene
1.104 1.357 1.126 1.152 1.117 1.041 1.108 1.139 1.143 8.09
14) Acenapht hene
0.845 0.685 0.735 0.636 0. 685 0.695 0.713 10.06
15) Di benzofuran
1.132 1.332 1.077 1.236 1.097 1.019 1.077 1.127 1.137 8.84
16) Fluorene
0.993 1.256 1.060 1.046 0.974 1.041 1.018 1. 055 8.87
17) 2,4,6-Tri bronophenol
0.177 0.150 0. 144 0. 146 0.160 0.157 0. 156 7.88
18) Hexachl or obenzene
0.354 0.426 0.345 0.377 0.361 0.323 0.399 0.352 0.346 0. 365 8.54
19) Pent achl or ophenol
0.027 0.067 0.108 0. 036 0.096 0.098 0.136 0.081  48.88
---- Quadratic regression ---- Coefficient = 0.9998

Response Ratio = -0.00253 + 0.08488 *A + 0.00817 *A*2

20) Phenant hrene
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Initial Calibration Summary Page 2 of 2

Job Number: JC9206 Sample: E4M2727-1CC2727
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 4M61978.D
Project: Sunoco - Marcus Hook Facility, PA
1.614 1.926 1.585 1.680 1.504 1.602 1.570 1.640 8.33
21) Anthracene
1.570 1.931 1.530 1.598 1.447 1.551 1.568 1.599 9.62
22) | Fl uor ant hene-d10 - --------------- ISTD------ - mmmmmmm e -
23) Fluorant hene
1.119 1.410 1.161 1.196 1.089 1.201 1.105 1.183 9.23
24) Pyrene
1.156 1.423 1.166 1.180 1.083 1.220 1.151 1.197 8.99
25) Terphenyl -d14
0.985 0. 715 0.927 0.737 0.834 0.567 0.794 19. 25
26) Benzo[ a] ant hracene
1.138 1.443 1.164 1.202 1.109 1.308 1.057 1.203 11. 00
27) Chrysene
1.081 1.333 1.070 1.156 0.989 1.088 1.023 1.106 10. 23
28) | Benzo(a) pyrene-d12 = ---------------- ISTD-----ccmmmc e -
29) Benzo[b] fl uorant hene
1.478 1.598 1.342 1.634 1.254 1.356 1.455 1. 445 9.59
30) Benzo[ k] fluoranthene
1.153 1.640 1.235 1.071 1.178 1.244 0.998 1.217 16. 94
31) Benzo[a] pyrene
1.149 1.546 1.206 1.348 1.108 1.230 1.130 1.245 12. 47
32) Indeno[1, 2, 3-cd] pyrene
1.383 1.660 1.356 1.357 1.296 1.420 1.293 1.395 8.98
33) Dibenz[a, h] ant hracene
1.203 1.438 1.164 1.184 1.113 1.226 1.130 1.208 9. 00
34) Benzo[g, h,i]perylene
1.211 1.406 1.132 1.163 1.091 1.200 1.107 1.187 8. 96
35) | 1- Met hyl napht hal ene-d ---------------- ISTD-------mmmmmmme e -
36) 1, 4-Di oxane
0.320 0.196 0.399 0.179 0.218 0.181 0. 249 36. 36
---- Quadratic regression ---- Coefficient = 0.9984

Response Ratio = 0.00415 + 0.18910 *A + -0.00878 *A"2

37) 1- Met hyl napht hal ene

1.182 1.563 1.285 1.347 1.304 1.198 1.290 1.213 1.298 9.37
38) | Fl uorene-dl0a  -------momannann I STD- - - emm e e
39) 4, 6-dinitro-2-nethyl phenol
0.040 0.089 0.131 0.051 0.112 0.099 0.161 0.098 43.51
---- Quadratic regression ---- Coefficient = 1.0000

Response Ratio = -0.00550 + 0.10482 *A + 0.00906 *A*2

40) 1, 2- Di phenyl hydr azi ne

1.005 0.822 0.764 0.761 0.840 0.795 0.831 10.89
41) n-nitrosodi phenyl am ne
0.865 0.731 0.721 0.687 0.733 0.767 0.751 8.23

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MAIMR727SI M M Wed Dec 02 08:52:56 2015 MANAGER
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Initial Calibration Verification Page 1 of 2

Job Number: JC9206 Sample: E4AM2727-ICVV2727
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 4M61986.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \nsdchem 1\ DATA\ EAM2727\ 4n61986. D Vial: 11

Acg On 1 Dec 2015 9:40 pm Operator: |inseyk
Sampl e ©iev2727-1.0 I nst : GCM4AM
M sc . 0p88785a, e4nR727 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MaM2727SI M M ( RTE | nt egr at or)
Title : Sem Volatile GO M, zb-5 15m x . 25mm x . 50um

Last Update : Wed Dec 02 08:38: 00 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 116 0. 00 10. 20
5t bi s(2- Chl or oet hyl ) et her 0. 495 0. 458 7.5 107 0. 00 5.98
7t Napht hal ene 2.161 1.954 9.6 116 0.00 8.72
8t Hexachl or obut adi ene 0. 347 0. 319 8.1 118 0. 00 9.02
----------------------- True Cal c. %Drift ------------
10 t Hexachl or ocycl opent adi ene 1. 000 0.743 25.7 80 0. 00 10. 42
----------------------- AvgRF CCRF % Dev R
12 | Fl uor ene-d10 1. 000 1. 000 0.0 114 0. 00 13.18
13 t Acenapht hyl ene 1.143 0. 907 20.6 99 0. 00 11. 84
14 t Acenapht hene 0.713 0.642 10.0 115 0.00 12.20
16 t Fl uor ene 1.055 0.935 11.4 109 0.00 13.22
18 t Hexachl or obenzene 0. 365 0. 302 17.3 106 0.00 14. 35
----------------------- AvgRF  CCRF % Dev R
20 t Phenant hr ene 1. 640 1.375 16.2 104 0.00 15.14
21 t Ant hr acene 1.599 1.324 17.2 104 0.00 15.23
22 | FI uor ant hene-d10 1. 000 1. 000 0.0 106 0.00 17.34
23 t FI uor ant hene 1.183 1. 060 10.4 103 0.00 17.36
24 t Pyrene 1.197 1.041 13.0 102 0.00 17.75
26 t Benzo[ a] ant hr acene 1. 203 1. 006 16. 4 96 0. 00 19. 82
27 t Chrysene 1.106 0.901 18.5 97 0.00 19.88
28 | Benzo(a) pyrene-dl2 1. 000 1. 000 0.0 108 0. 00 21.91
29 t Benzo[ b] f| uor ant hene 1. 445 1. 094 24.3 94 0. 00 21.49
30t Benzo[ k] f| uor ant hene 1.217 1.123 7.7 103 0. 00 21.53
31t Benzo[ a] pyr ene 1.245 1.059 14.9 103 0.00 21.94
32 t I ndeno[ 1, 2, 3-cd] pyrene 1.395 1. 146 17.8 95 0. 00 23.59
33 t Di benz[ a, h] ant hr acene 1. 208 0. 988 18. 2 96 0. 00 23.62
34 t Benzo[ g, h,i] peryl ene 1.187 0.938 21.0 93 0. 00 24.03
35 | 1- Met hyl napht hal ene- d10a 1. 000 1. 000 0.0 116 0.00 10.20
----------------------- AvgRF CCRF % Dev e
38 | Fl uor ene- d10a 1. 000 1. 000 0.0 114 0.00 13.18
----------------------- AvgRF CCRF % Dev R
40 t 1, 2- Di phenyl hydr azi ne 0.831 0.671 19.3 100 0. 00 13.58
41 t n- ni t r osodi phenyl am ne 0. 751 0. 533 29.0 88 0.02 13.53
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Initial Calibration Verification
Job Number: JC9206 Sample: E4AM2727-ICVV2727
SECORPAE Stantec Consulting Services Inc. Lab FileID: 4M61986.D

Account:
Project: Sunoco - Marcus Hook Facility, PA

=0 CCCs out =0
MANAGER

(#) = Qut of Range SPCC s out
4n61978.D MAMR727SIM M Wed Dec 02 08:47:59 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E4AM2727-ICVV2727
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 4M61987.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C\nsdchem 1\ DATA\ EAM2727\ 4n61987. D Vial: 12

Acg On 1 Dec 2015 10:09 pm Operator: |inseyk
Sampl e ©iev2727-1.0 I nst : GCM4AM
M sc . 0p88785a, e4nR727 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MaM2727SI M M ( RTE | nt egr at or)
Title : Sem Volatile GO M, zb-5 15m x . 25mm x . 50um

Last Update : Wed Dec 02 08:38: 00 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 100 0. 00 10. 20
4t Phenol 0.745 0.894 -20.0 129 0.00 5.88
----------------------- AvgRF CCRF % Dev
12 1| Fl uor ene-d10 1. 000 1. 000 0.0 104 0.00 13.18
----------------------- True Cal c. %Drift ------------
19 t Pent achl or ophenol 5. 000 4,567 8.7 91 0. 00 14.76
----------------------- AvgRF  CCRF % Dev
22 | FI uor ant hene-d10 1. 000 1. 000 0.0 101 0.00 17. 34
28 | Benzo( a) pyrene-di2 1. 000 1. 000 0.0 110 0. 00 21.91
35 1 1- Met hyl napht hal ene- d10a 1. 000 1. 000 0.0 100 0. 00 10. 20
----------------------- AvgRF CCRF % Dev
38 | Fl uor ene-d10a 1. 000 1. 000 0.0 104 0.00 13.18
----------------------- True Cal c. %Drift ------------
39t 4, 6-dini tro-2- et hyl pheno 5.000 4.910 1.8 102 0.00 13. 39
(#) = Qut of Range SPCCs out =0 CCCs out =0
4n61978. D MAMR2727SIM M Wed Dec 02 08:48:02 2015 MANAGER
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Continuing Calibration Summary Page 1 of 2

Job Number: JC9206 Sample: E4M2731-CC2727
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 4M62065.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C\nsdchem 1\ DATA\ EAM2731\ 4n62065. D Vial: 2

Acg On : 4 Dec 2015 3:54 pm Qperator: ashl eyd
Sampl e 1 cc2727-.5 I nst : GCM4AM
M sc . 0p88785a, e4n731 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MaM2727SI M M ( RTE | nt egr at or)
Title : Sem Volatile GO M, zb-5 15m x . 25mm x . 50um

Last Update : Wed Dec 02 08:38: 00 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 20% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 114 -0.04 10. 15
2 S  2-Fluorophenol 0.473 0. 483 -2.1 112 -0.04 4.42
3 S Phenol -d5 0. 707 0.728 -3.0 113 -0.04 5.82
4t Phenol 0.745 0. 754 -1.2 111 -0.04 5.84
5t bi s(2- Chl or oet hyl ) et her 0. 495 0. 549 -10.9 115 -0.04 5.93
6 S N trobenzene-d5 0. 600 0. 640 -6.7 120 -0.05 7.31
7t Napht hal ene 2.161 2.087 3.4 110 -0.03 8. 69
8t Hexachl or obut adi ene 0. 347 0. 353 -1.7 118 -0.05 8.97
9t 2- Met hyl napht hal ene 1.242 1.203 3.1 112 -0.04 10. 03
----------------------- True Cal c. %Drift ------------
10 t Hexachl or ocycl opent adi ene 1. 000 1.115 -11.5 140 -0.04 10. 38
----------------------- AvgRF CCRF % Dev e
11 S  2-Fl uorobi phenyl 1.412 1.168 17.3 88 -0.04 10. 79
12 | Fl uor ene-d10 1. 000 1. 000 0.0 81 -0.05 13.13
13 t Acenapht hyl ene 1.143 1.471 -28.7# 108 -0.05 11. 80
14 t Acenapht hene 0.713 0.933 -30.9# 110 -0.05 12. 15
15 t Di benzof ur an 1.137 1.361 -19.7 102 -0.05 12.51
16 t Fl uor ene 1.055 1.225 -16.1 95 -0.02 13. 20
17 S 2,4,6-Tri bronophenol 0. 156 0. 208 -33.3# 106 -0.04 13. 68
18 t Hexachl or obenzene 0. 365 0.422 -15.6 97 -0.05 14. 30
----------------------- True Cal c. %Drift ------------
19 t Pent achl or ophenol 2.500 4.918 -96.7# 151 -0.03 14.73
----------------------- AvgRF CCRF % Dev R
20 t Phenant hr ene 1. 640 1. 860 -13. 4 94 -0.05 15. 09
21 t Ant hr acene 1.599 1.827 -14. 3 95 -0.03 15. 20
22 1 Fl uor ant hene- d10 1. 000 1. 000 0.0 84 -0.04 17. 30
23 t Fl uor ant hene 1.183 1.226 -3.6 85 -0.04 17. 32
24 t Pyrene 1.197 1.283 -7.2 88 -0.04 17. 71
25 S  Terphenyl -d14 0.794 0.725 8.7 73 -0.04 18. 07
26 t Benzo[ a] ant hr acene 1. 203 1.074 10. 7 69 -0.04 19.79
27 t Chrysene 1.106 1.022 7.6 79 -0.04 19. 84
28 | Benzo(a) pyrene-dl2 1. 000 1. 000 0.0 71 -0.03 21.88
29 t Benzo[ b] f| uor ant hene 1. 445 1.484 -2.7 77 -0.03 21. 46
30t Benzo[ k] f| uor ant hene 1.217 1.321 -8.5 75 -0.03 21.50
31t Benzo[ a] pyr ene 1. 245 1.292 -3.8 74 -0.03 21.91
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Continuing Calibration Summary Page 2 of 2

Job Number: JC9206 Sample: E4M2731-CC2727
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: 4M62065.D
Project: Sunoco - Marcus Hook Facility, PA
32 t I ndenol[ 1, 2, 3-cd] pyrene 1.395 1.562 -12.0 78 -0.04 23.55
33 t Di benz[ a, h] ant hr acene 1. 208 1. 319 -9.2 76 -0.04 23.58
34 t Benzo[ g, h,i] peryl ene 1.187 1. 325 -11.6 78 -0.06 23.98
35 | 1- Met hyl napht hal ene- d10a 1. 000 1. 000 0.0 114 -0.04 10. 15
----------------------- True Cal c. %Drift ------------
36t 1, 4- D oxane 0.500 0.512 -2.4 118 -0.01 2.57
----------------------- AvgRF CCRF % Dev
37 t 1- Met hyl napht hal ene 1.298 1.204 7.2 107 -0.04 10. 22
38 1 FI uor ene- d10a 1. 000 1. 000 0.0 81 -0.05 13.13
----------------------- True Cal c. %Drift ------------
39 t 4, 6-dini tro-2-met hyl pheno 2.500 3.573 -42.9# 124 -0.04 13. 35
----------------------- AvgRF CCRF % Dev
40 t 1, 2- Di phenyl hydr azi ne 0.831 1.023 -23.1# 99 -0.04 13.53
41 t n- ni t r osodi phenyl am ne 0. 751 0. 887 -18.1 98 -0.02 13. 49
(#) = Qut of Range SPCC's out =0 CCCs out =0
4n61977.D MAMR2727SIM M Fri Dec 04 16:59:34 2015 MANAGER

[ | 133 of 268
W ACCUTEST
JC9206 ‘“AmomaTtomies



Initial Calibration Summary Page 1 of 2
Job Number: JC9206 Sample: E4P670-1CC670
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  4P13237.D
Project: Sunoco - Marcus Hook Facility, PA
Response Factor Report NMS4P
Met hod : C:\ MSDCHEM 1\ METHODS\ MAP670SI M M ( RTE | nt egr at or)
Title : Sem Vol atile Extractables by GO MS
Last Update : Thu Sep 17 10: 14:56 2015
Response via : Initial Calibration
Calibration Files
2.5 =4p13244.D 1.0 =4p13237.D 0.5 =4p13238.D 0.2 =4p13239.D
0.1 =4p13240.D 0.05=4p13243.D 0.02=4p13241.D 0.01=4p13242.D
5  =4p13236.D = = =
Conpound .
2.5 1.0 0.5 0.2 0.1 0.05 0.02 0.01 5 Avg YRSD iy
___________________________________________________________________________ %
1) 1 1- Met hyl napht hal ene-d ---------------- ISTD------ - m oo -
2) 1, 4-Dioxane
0.239 0.237 0.294 0.353 0.292 0. 367 0.252 0.290 18.19
3) 2-Fl uorophenol
0.618 0.588 0.678 0.856 0.651 0.667 0.678 0.573 0.663 13.18
4)  Phenol -d5
0.969 1.025 1.168 1.479 1.126 1.159 1.157 0. 856 1.117  16.43
5) Phenol
1.214 1.063 1.228 1.531 1.155 1.192 1.211 1.094 1.211  11.75
6) bis(2-Chloroethyl)ether
0.892 0.769 0.906 1.110 0.845 0.901 0.947 0.924 0.837 0.903  10.44
7) N trobenzene-d5
0.747 0.723 0.820 1.025 0.783 0.781 0.803 0.723 0.801 12.15
8) Napht hal ene
2.542 2.348 2.669 3.351 2.548 2.714 2.785 2.990 2. 447 2.710 11.30
9) Hexachl or obut adi ene
0.370 0.336 0.382 0.476 0.363 0.377 0.381 0.393 0.361 0.382 10.11
10) 2- Met hyl napht hal ene
1.401 1.310 1.355 1.855 1.419 1.533 1.568 1.696 1.298 1.493 12. 62
11) 1- Met hyl napht hal ene
1.449 1.348 1.446 1.936 1.500 1.549 1.595 1.731 1.329 1.543 12.48
12) Hexachl or ocycl opent adi ene
0.430 0.363 0.373 0.463 0.314 0.305 0. 460 0.387 16.93
13) | Fl uorene-di0 ~  ---------------- ISTD----------mmmmmm o
14)  2-Fl uor obi phenyl
1.001 0.895 0.929 1.271 1.037 1.012 1.036 0.909 1.011 11.81
15) Acenapht hyl ene
1.399 1.390 1.434 1.929 1.517 1.527 1. 247 1.492 14.36
16) Acenapht hene
0.778 0.743 1.023 1.039 0.789 0.843 0.802 0.860 14.05
17) Di benzofuran
1.024 0.969 1.411 1.400 1.039 1.093 1.008 1.135 16.62
18) Fluorene
1.211 1.221 1.259 1.676 1.259 1.316 1.147 1.298 13. 42
19) 4, 6-dinitro-2-methyl phenol
0.092 0.066 0.055 0.054 0.020 0.154 0.074 62.12
---- Quadratic regression ---- Coefficient = 0.9998
Response Ratio = 0.00398 + 0.03274 *A + 0.01923 *A"2
20) n-nitrosodi phenyl am ne
0.674 0.650 0.942 0.934 0.716 0.763 0. 602 0.754 17.90
21) 1, 2-Di phenyl hydr azi ne
0.929 0.862 0.949 1.191 0.895 0.906 0.935 0.952 11.44
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Initial Calibration Summary Page 2 of 2

Job Number: JC9206 Sample: E4P670-1CC670
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  4P13237.D
Project: Sunoco - Marcus Hook Facility, PA
22) 2,4,6-Tri bronopheno
0.151 0.143 0.162 0.191 0.130 0.121 0.136 0. 148 15. 86
23) Fl uor ant hene-d10 ---------------- ISTD--------mmmmmmmae - - -
24) Hexachl or obenzene
0.256 0.238 0.268 0.340 0.258 0.273 0.313 0.373 0.236 0. 284 16.75
25) Pent achl or ophenol
0.157 0.142 0.142 0.168 0.104 0.088 0.168 0.138 22.46
---- Quadratic regression ---- Coefficient = 0.9998

Response Ratio = -0.00284 + 0.14531 *A + 0.00368 *A"2

26) Phenant hrene

1.202 1.132 1.252 1.609 1.201 1.287 1.533 1.891 1.114 1.358 19. 37
27) Anthracene

1.208 1.115 1.216 1.595 1.165 1.267 1.482 1.892 1.123 1.340 19.68
28) Fluorant hene

1.254 1.194 1.298 1.707 1.297 1.503 1.175 1. 347 14. 23
29) Pyrene

1.280 1.221 1.306 1.712 1.290 1.387 1.778 1.247 1.403 15.52
30) Terphenyl -d14

0.559 0.563 0.628 0.789 0.600 0.612 0.613 0.634 0.455 0.606 14.50
31) Benzo[ a] ant hracene

1.041 0.998 1.104 1.403 1.051 1.164 1.036 1.114 12.44
32) Chrysene

1.043 0.985 1.086 1.428 1.088 1.252 1. 002 1.126  14.12
33) | Benzo(a) pyrene-dl12 = ----------o-oaa- | STD- - - emmmm e
34) Benzo[ b] fl uorant hene

1.318 1.313 1.331 1.695 1.390 1.515 1.343 1.415 10.05
35) Benzo[ k] fl uorant hene

1.336 1.111 1.373 1.748 1.194 1.291 1.088 1. 306 17.09
36) Benzo[ a] pyrene

1.227 1.133 1.289 1.602 1.181 1.288 1.135 1.265 12.80
37) Indeno[1, 2, 3-cd] pyrene

1.495 1.358 1.530 1.923 1.452 1.538 1. 425 1.532 11.98
38) Dibenz[a, h]anthracene

1.236 1.135 1.251 1.589 1.170 1.270 1.662 1.182 1.312 15.20
39) Benzo[g,h,i]perylene

1.242 1.142 1.280 1.628 1.200 1.314 1.667 1.173 1.331 15.29

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MAP670SI M M Thu Sep 17 10:29:55 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E4P670-ICV670
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  4P13245.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \nsdchem 1\ DATA\ e4p670\ 4p13245. D Vial: 12

Acq On : 16 Sep 2015 8:55 pm Qperator: |inseyk
Sampl e : icve70-1 I nst . MB4P

M sc . op85661a, e4p670 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C\ MSDCHEM 1\ METHODS\ MAP670SI M M ( RTE | nt egr at or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Sep 17 10: 14:56 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 151 0. 00 8. 85
6t bi s(2- Chl or oet hyl ) et her 0.903 0.834 7.6 164 0. 00 4.75
8t Napht hal ene 2.710 2.502 7.7 161 0.00 7.38
9t Hexachl or obut adi ene 0. 382 0. 367 3.9 164 0. 00 7.68
10 t 2- Met hyl napht hal ene 1.493 1. 406 5.8 162 0.00 8.73
13 | FI uor ene-d10 1. 000 1. 000 0.0 150 0.00 11.83
15 t Acenapht hyl ene 1.492 1.272 14.7 137 0.00 10. 49
16 t Acenapht hene 0. 860 0. 807 6.2 163 0.00 10. 83
17 Di benzof uran 1.135 1. 022 10.0 158 0. 00 11. 19
18 t Fl uor ene 1.298 1.226 5.5 150 0.00 11.88
----------------------- AvgRF CCRF % Dev R
20 n- ni t r osodi phenyl am ne 0. 754 0.719 4.6 166 0. 00 12.18
21 1, 2- Di phenyl hydr azi ne 0. 952 0.874 8.2 152 0. 00 12. 25
23 Fl uor ant hene- d10 1. 000 1. 000 0.0 141 0.00 16. 03
24 t Hexachl or obenzene 0. 284 0. 255 10.2 151 0. 00 13.01
----------------------- AvgRF  CCRF % Dev S
26 t Phenant hr ene 1.358 1.162 14.4 145 0.00 13. 80
27 t Ant hr acene 1. 340 1.149 14.3 146 0.00 13. 90
28 t Fl uor ant hene 1. 347 1.204 10.6 143 0. 00 16. 07
29 t Pyrene 1.403 1.203 14.3 139 0.00 16. 46
31t Benzo[ a] ant hr acene 1.114 0.951 14.6 135 0.00 18. 56
32t Chrysene 1.126 1.004 10.8 144 0.00 18. 62
33 1 Benzo(a) pyrene-di2 1. 000 1. 000 0.0 116 0. 00 20. 66
34 t Benzo[ b] f | uor ant hene 1. 415 1.258 11.1 111 0. 00 20. 22
35t Benzo[ k] f | uor ant hene 1. 306 1.308 -0.2 137 0. 00 20. 27
36t Benzo[ a] pyr ene 1. 265 1. 250 1.2 128 0. 00 20. 68
37 t I ndeno[ 1, 2, 3-cd] pyrene 1.532 1. 332 13.1 114 0. 00 22.24
38t Di benz[ a, h] ant hr acene 1.312 1.119 14.7 115 0. 00 22.28
39 t Benzo[ g, h,i] peryl ene 1.331 1.153 13.4 117 0.00 22.64
(#) = Qut of Range SPCCs out = 0 CCCs out =0
4p13237.D MAP670SIM M Thu Sep 17 10:23: 05 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E4P670-ICV670
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  4P13246.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \nsdchem 1\ DATA\ e4p670\ 4p13246. D Vial: 13

Acq On : 16 Sep 2015 9:25 pm Qperator: |inseyk
Sampl e : icve70-1 I nst . MB4P

M sc . op85661a, e4p670 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C\ MSDCHEM 1\ METHODS\ MAP670SI M M ( RTE | nt egr at or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Sep 17 10: 14:56 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 110 0. 00 8. 85
5 Phenol 1.211 1. 330 -9.8 138 0. 00 4.61
13 | Fl uor ene-d10 1. 000 1. 000 0.0 109 0. 00 11. 83
----------------------- True Cal c. %Drift ------------
19 4, 6-dini tro-2- et hyl pheno 5. 000 4.412 11.8 84 0. 00 12.03
----------------------- AvgRF CCRF % Dev
23 Fl uor ant hene- d10 1. 000 1. 000 0.0 104 0. 00 16. 03
----------------------- True Cal c. %Drift ------------
25t Pent achl or ophenol 5. 000 5.178 -3.6 112 0. 00 13. 42
(#) = Qut of Range SPCC's out =0 CCCs out =0
4p13237.D MAP670SIM M Thu Sep 17 10:23: 07 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: E4P670-ICV670
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  4P13247.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \nsdchem 1\ DATA\ e4p670\ 4p13247. D Vial: 14

Acq On : 16 Sep 2015 9:55 pm Qperator: |inseyk
Sampl e : icve70-1 I nst . MB4P

M sc . op85661a, e4p670 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C\ MSDCHEM 1\ METHODS\ MAP670SI M M ( RTE | nt egr at or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Sep 17 10: 14:56 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 183 0. 00 8. 85
2t 1, 4- Di oxane 0.290 0.250 13.8 193 0.00 2.00
11t 1- Met hyl napht hal ene 1.543 1.473 4.5 200 0. 00 8.92
12 Hexachl or ocycl opent adi ene 0. 387 0.402 3.9 101 0. 00 9. 08
13 | Fl uor ene-d10 1. 000 1. 000 0.0 184 0.00 11.83
----------------------- AvgRF  CCRF % Dev
23 FI uor ant hene- d10 1. 000 1. 000 0.0 178 0.00 16.03
----------------------- AvgRF  CCRF % Dev
33 1 Benzo(a) pyrene-di2 1. 000 1. 000 0.0 167 0. 00 20. 66
(#) = Qut of Range SPCC's out =0 CCCs out =0
4p13237.D MIP670SIM M Thu Sep 17 10:23:09 2015
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Continuing Calibration Summary Page 1 of 2

Job Number: JC9206 Sample: E4P711-CC670
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  4P13947.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C\nsdchem 1\ DATA\ e4p711\ 4p13947. D Vial: 2

Acg On : 2 Dec 2015 10:28 am Qperator: ashl eyd
Sampl e . €cc670-.5 I nst . MB4P

M sc . 0p89268a, e4p711, 1000 Mul tiplr: 1.00

M5 Integration Params: |scint.p

Met hod : C\ MSDCHEM 1\ METHODS\ MAP670SI M M ( RTE | nt egr at or)

Title : Sem Vol atile Extractables by GO M

Last Update : Wed Dec 02 15:19:12 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 20% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1- Met hyl napht hal ene-d10 1. 000 1. 000 0.0 112 0. 00 8. 44
2t 1, 4- Di oxane 0.290 0. 329 -13.4 126 0.00 1.78
3 S  2-Fl uorophenol 0. 663 0. 661 0.3 110 0.00 3.16
4 S  Phenol -d5 1.117 1. 099 1.6 106 0.00 4.38
5 Phenol 1.211 1.109 8.4 102 0.00 4. 39
6t bi s(2- Chl or oet hyl ) et her 0.903 0. 953 -5.5 118 0. 00 4.41
7 S N trobenzene-d5 0. 801 0.872 -8.9 120 0.00 5.69
8 t Napht hal ene 2.710 2.626 3.1 111 0.00 7.01
9t Hexachl or obut adi ene 0. 382 0. 382 0.0 112 0.00 7.29
10 t 2- Met hyl napht hal ene 1. 493 1. 462 2.1 121 0. 00 8. 34
11t 1- Met hyl napht hal ene 1.543 1.421 7.9 110 0. 00 8.53
12 Hexachl orocycl opent adi ene  0.387  0.100 74.2# 30# 0.00 8. 67
13 | Fl uor ene-d10 1. 000 1. 000 0.0 109 0.00 11. 43
14 S  2-Fl uorobi phenyl 1.011 1. 008 0.3 119 0. 00 9.11
15t Acenapht hyl ene 1.492 1.539 -3.2 117 0.00 10. 10
16 t Acenapht hene 0. 860 1.111 -29.2# 119 0.00 10. 44
17 Di benzof ur an 1.135 1.343 -18.3 104 0.00 10.81
18 t Fl uor ene 1.298 1. 264 2.6 110 0. 00 11. 48
----------------------- True Cal c. %Drift ------------
19 4, 6-di ni tro-2- et hyl pheno 2.500 2.634 -5.4 108 0.00 11. 71
----------------------- AvgRF  CCRF % Dev R
20 n- ni t r osodi phenyl am ne 0. 754 0. 854 -13.3 99 0. 00 11.81
21 1, 2- Di phenyl hydr azi ne 0. 952 1.159 -21.7# 134 0.00 11. 85
22 S 2,4,6-Tribronmophenol 0. 148 0. 156 -5.4 105 0. 00 12. 00
23 Fl uor ant hene- d10 1. 000 1. 000 0.0 106 0.00 15. 66
24 t Hexachl or obenzene 0. 284 0. 270 4.9 106 0. 00 12.61
----------------------- True Cal c. %Drift ------------
25 t Pent achl or ophenol 2.500 2.483 . 106 0.00 13.07
----------------------- AvgRF CCRF % Dev e
26 t Phenant hr ene 1. 358 1.248 8.1 105 0. 00 13. 40
27 t Ant hr acene 1. 340 1.252 6.6 109 0.00 13. 50
28 t FI uor ant hene 1. 347 1.314 2.4 107 0.00 15. 69
29 t Pyrene 1.403 1.358 3.2 110 0.00 16. 09
30 S Terphenyl -d14 0. 606 0. 643 -6.1 108 0.00 16. 46
31t Benzo[ a] ant hr acene 1.114 1.116 -0.2 107 0. 00 18. 21
32 t Chrysene 1.126 1.189 -5.6 116 0.00 18. 27
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Continuing Calibration Summary Page 2 of 2

Job Number: JC9206 Sample: E4P711-CC670

Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  4P13947.D

Project: Sunoco - Marcus Hook Facility, PA
33 1 Benzo(a) pyrene-di2 1. 000 1. 000 0.0 110 0. 00 20. 30
34 t Benzo[ b] f| uor ant hene 1.415 1. 428 -0.9 118 0. 00 19. 89
35t Benzo[ k] f | uor ant hene 1. 306 1. 296 0.8 104 0. 00 19. 92
36 t Benzo[ a] pyr ene 1. 265 1.285 -1.6 110 0. 00 20. 34
37 t I ndeno[ 1, 2, 3-cd] pyrene 1.532 1.591 -3.9 114 0. 00 21.85
38t Di benz[ a, h] ant hr acene 1.312 1. 359 -3.6 120 0. 00 21.87

t 1 1 3 0.

Benzo[ g, h,i] peryl ene

(#) = Qut of Range SPCC's out =0 CCCs out =0
4p13238.D MIP670SIM M Wed Dec 02 15:41:42 2015
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Initial Calibration Summary Page 1 of 3
Job Number: JC9206 Sample: EF6380-1CC6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: F151924.D
Project: Sunoco - Marcus Hook Facility, PA
Response Factor Report MSF
Met hod C. \ MSDCHEM 1\ METHODS\ M~6380. M ( RTE | nt egr at or)
Title Sem Vol atile Extractables by GO M
Last Update Tue Nov 10 13:41:26 2015
Response via : Initial Calibration
Calibration Files
2 =F151922. D =F151921.D 25 =F151925.D 80 =F151919.D
100 =F151918.D 50 =F151924.D 10 =F151920.D 1 =F151923. D
Conpound 2 5 25 80 100 50 10 1 Avg %R_SD
___________________________________________________________________________ o
1) | 1, 4-Di chl orobenzene-d ---------------- | STD---- e e e e e e e e S
2) 1,4-Dioxane 0.928 0.784 0.538 0.515 0.533 0.552 0.593 1.118 0.695 32.42 ©
----- Quadratic regression ----- Coefficient = 0.9990
Response Ratio = 0.02234 + 0.51284 *A + 0.00251 *A"r2
3) Pyridine 1.472 1.693 1.408 1.422 1.385 1.473 1.405 1.489 1.468 6. 69
4) N-NitrosodimO0.566 0.682 0.540 0.523 0.527 0.575 0.537 0.757 0.588 14.50
5) 2-Fluorophen 1.363 1.595 1.373 1.371 1.367 1.417 1.313 1.348 1.393 6. 22
6) | ndene 2.706 2.990 2.658 2.583 2.608 2.683 2.482 2.594 2.663 5.61
7) Cunene 3.275 3.690 3.184 3.104 3.068 3.256 3.071 3.280 3.241 6.23
8) Phenol -d5 1.694 2.056 1.787 1.774 1.748 1.843 1.712 1.743 1.795 6.41
9) Phenol 1.804 2.085 1.822 1.815 1.809 1.871 1.713 1.810 1.841 5.85
10) Aniline 2.299 2.576 2.236 1.993 1.938 2.296 2.147 2.231 2.215 8. 96
11) bis(2-Chloro 1.456 1.676 1.421 1.373 1.365 1.444 1.362 1.512 1.451 7.22
12) 2-Chl orophen 1.487 1.769 1.544 1.509 1.508 1.564 1.428 1.514 1.540 6. 55
13) Decane 1.391 1.620 1.362 1.302 1.310 1.387 1.323 1.537 1.404 8.18
14) 1,3-Dichloro 1.638 1.953 1.645 1.592 1.598 1.675 1.571 1.705 1.672 7.29
15) 1,4-Dichloro 1.774 1.965 1.688 1.630 1.621 1.720 1.631 1.798 1.729 6. 75
16) Benzyl alcoh 0.930 1.117 0.988 0.963 0.940 0.991 0.916 0.948 0.974 6.50
17) 1,2-Dichloro 1.615 1.853 1.589 1.533 1.537 1.620 1.521 1.631 1.613 6. 60
18) Acetophenone 2.028 2.343 2.053 1.913 1.902 2.059 1.945 2.062 2.038 6.88
19) 2-Methyl phen 1.269 1.550 1.371 1.311 1.295 1.388 1.289 1.328 1.350 6. 70
20) 2,2'-oxybis( 0.508 0.595 0.518 0.493 0.488 0.525 0.480 0.514 0.515 6.97
21) 38&4-Methylph 1.372 1.703 1.530 1.492 1.487 1.562 1.421 1.391 1.495 7.17
22) n-Nitroso-di 1.116 1.288 1.185 1.061 1.043 1.185 1.072 1.199 1.143 7.41
23) Hexachl oroet 0.534 0.597 0.538 0.508 0.505 0.532 0.503 0.554 0.534 5.87
24) | Napht hal ene-d8 -------ommo STD------m e i
25) Nitrobenzene 0.390 0.458 0.369 0.378 0.347 0.374 0.370 0.327 0.377 10.17
26) Nitrobenzene 0.360 0.424 0.350 0.351 0.352 0.350 0.345 0.373 0.363 7.21
27) Qinoline 0.763 0.876 0.764 0.710 0.715 0.744 0.710 0.752 0.754 7.18
28) |sophorone 0.646 0.742 0.644 0.635 0.626 0.639 0.621 0.655 0.651 5.90
29) 2-Nitropheno 0.181 0.216 0.199 0.208 0.210 0.201 0.194 0.162 0.197 8.87
30) 2,4-Dinmethyl 0.302 0.364 0.347 0.329 0.337 0.347 0.301 0.290 0.327 8.08
31) Benzoic acid 0.213 0.200 0.274 0.280 0.225 0.218 0.235 14.29
32) bis(2-Chloro 0.452 0.512 0.431 0.419 0.423 0.428 0.416 0.440 0.440 7.10
33) 2,4-Dichloro 0.298 0.340 0.300 0.300 0.302 0.299 0.294 0.273 0.301 6.14
34) 2,6-Dichloro 0.299 0.338 0.297 0.292 0.295 0.302 0.284 0.279 0.298 5.98
35) 1,3,5-Trichl 0.345 0.391 0.336 0.329 0.336 0.341 0.321 0.343 0.343 6.17
36) 1,2,4-Trichl 0.322 0.373 0.323 0.319 0.322 0.324 0.314 0.338 0.330 5.75
37) 1,2,3-Trichl 0.327 0.361 0.317 0.308 0.311 0.315 0.307 0.318 0.321 5.53
38) Naphthal ene 1.256 1.437 1.220 1.212 1.216 1.227 1.189 1.301 1.257 6. 39
39) 4-Chloroanil 0.468 0.550 0.481 0.459 0.468 0.487 0.452 0.503 0.484 6. 49
40) 2,3-Dichloro 0.393 0.433 0.387 0.364 0.372 0.385 0.367 0.415 0.390 6.20
41) Caprolactam 0.142 0.172 0.158 0.143 0.144 0.151 0.143 0.160 0.152 7.19
42) Hexachl orobu 0.164 0.191 0.163 0.158 0.161 0.163 0.156 0.162 0.165 6.69
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Initial Calibration Summary Page 2 of 3

Job Number: JC9206 Sample: EF6380-1CC6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: F151924.D

Project: Sunoco - Marcus Hook Facility, PA

43) 4-Chloro-3-m0.283 0.338 0.303 0.290 0.293 0.293 0.280 0.295 0.297 6.09
44) 2-Met hyl naph 0.615 0.709 0.614 0.602 0.601 0.612 0.583 0.618 0.619 6.16
45) 1- Met hyl naph 0.636 0.724 0.629 0.621 0.626 0.633 0.605 0.667 0.643 5.80
46) Di et hyl naph 0.622 0.734 0.649 0.621 0.623 0.646 0.609 0.673 0.647 6.28
47) | Acenapht hene-d10 ---------------- ISTD---------mmmm e e oo -

48) Hexachl orocy 0.262 0.358 0.340 0.342 0.359 0.355 0.312 0.260 0.323 12.81
49) 2,4,6-Trichl 0.335 0.427 0.377 0.366 0.372 0.385 0.355 0.338 0.369 7.98
50) 2,4,5-Trichl 0.366 0.453 0.378 0.384 0.398 0.393 0.375 0.356 0.388 7.63
51) 2-Fluorobiph 1.314 1.497 1.262 1.239 1.263 1.287 1.204 1.325 1.299 6.86
52) 2-Chl oronaph 1.168 1.405 1.147 1.152 1.157 1.183 1.117 1.150 1.185 7.66
53) Bi phenyl 1.464 1.738 1.475 1.481 1.516 1.516 1.409 1.533 1.516 6.45
54) 2-Nitroanili 0.279 0.351 0.310 0.312 0.317 0.318 0.294 0.265 0.306 8.64
55) Dinethylphth 1.296 1.547 1.323 1.253 1.267 1.318 1.244 1.386 1.329 7.47
56) Acenaphthyle 2.153 2.546 2.169 2.109 2.152 2.227 2.061 2.138 2.194 6.82
57) 2,6-Dinitrot 0.254 0.308 0.283 0.282 0.284 0.285 0.255 0.210 0.270 11.05
58) 3-Nitroanili 0.303 0.399 0.363 0.359 0.362 0.366 0.337 0.289 0.347 10.32
59) Acenaphthene 1.346 1.588 1.369 1.352 1.384 1.407 1.284 1.359 1.386 6.42
60) 2,4-Dinitrop 0.070 0.130 0.160 0.175 0.189 0.168 0.125 0.049 0.133 38.03

----- Quadratic regression ----- Coefficient = 0.9996
Response Ratio = -0.00637 + 0.14911 *A + 0.00786 *A"2

61) 4-Nitropheno 0.125 0.174 0.156 0.146 0.156 0.159 0.149 0.127 0.149 11.08
62) Di benzofuran 1.699 1.912 1.590 1.514 1.547 1.602 1.508 1.711 1.635 8.28
63) 2,4-Dinitrot 0.330 0.414 0.397 0.380 0.388 0.391 0.346 0.303 0.369 10.33
64) 2,3,4,6-Tetr 0.271 0.330 0.300 0.287 0.297 0.298 0.274 0.237 0.287 9.48
65) Diethylphtha 1.315 1.583 1.386 1.285 1.323 1.385 1.284 1.365 1.366 7.08
66) Fl uorene 1.487 1.742 1.519 1.469 1.515 1.558 1.403 1.483 1.522 6.56
67) 4-Chl orophen 0.592 0.710 0.618 0.575 0.591 0.626 0.566 0.599 0.610 7.40
68) 4-Nitroanili 0.333 0.437 0.400 0.372 0.384 0.410 0.361 0.328 0.378 9.92
69) | Phenant hr ene-d10 ---------------- ISTD----------mmm e e oo -

70) 4,6-Dinitro- 0.103 0.120 0.137 0.140 0.126 0.104 0.122 13.06
71) n-Nitrosodip 0.553 0.674 0.570 0.596 0.599 0.574 0.564 0.558 0.586 6.69
72) 1, 2-Diphenyl 0.755 0.897 0.737 0.777 0.779 0.752 0.759 0.785 0.780 6.38
73) 2,4,6-Tribro 0.098 0.118 0.102 0.109 0.108 0.104 0.097 0.085 0.103 9.42
74) 4-Bronopheny 0.208 0.239 0.206 0.208 0.209 0.204 0.198 0.207 0.210 5.86
75) Hexachl orobe 0.225 0.269 0.223 0.228 0.226 0.227 0.221 0.236 0.232 6.76
76) Pentachlorop 0.118 0.159 0.146 0.155 0.164 0.155 0. 142 0.148 10.24
77) Phenanthrene 1.308 1.517 1.265 1.283 1.294 1.293 1.222 1.388 1.321 6.93
78) Ant hracene 1.251 1.522 1.266 1.305 1.306 1.318 1.260 1.278 1.313 6.68
79) Carbazol e 1.082 1.270 1.089 1.078 1.104 1.121 1.062 1.103 1.114 5.90
80) Di-n-butylph 1.326 1.645 1.506 1.480 1.510 1.529 1.406 1.370 1.472 6.88
81) Fluoranthene 1.312 1.592 1.412 1.367 1.400 1.459 1.321 1.317 1.397 6.74
82) Cctadecane 0.445 0.566 0.490 0.508 0.508 0.501 0.470 0.473 0.495 7.27
83) | Chrysene-dl12 ---------------- ISTD----------mmmmme e oo -

84) Pyrene 1.424 1.745 1.431 1.478 1.445 1.412 1.454 1.413 1.475 7.54
85) Terphenyl-d1 0.822 0.935 0.771 0.787 0.770 0.747 0.784 0.884 0.813 8.00
86) Butyl benzylp 0.613 0.742 0.651 0.668 0.663 0.628 0.634 0.593 0.649 6.96
87) Butyl steara 0.295 0.363 0.334 0.357 0.356 0.323 0.330 0.274 0.329 9.55
88) Benzo[aJanth 1.413 1.537 1.282 1.279 1.268 1.287 1.271 1.456 1.349 7.75
89) 3,3 -Dichlor 0.393 0.496 0.455 0.433 0.435 0.443 0.427 0.389 0.434 7.87
90) Chrysene 1.287 1.470 1.229 1.222 1.219 1.216 1.205 1.418 1.283 8.05
91) bis(2-Ethylh 0.764 0.953 0.857 0.881 0.881 0.840 0.811 0.764 0.844 7.59
92) 1 Peryl ene-d12 = -------ooo--- ISTD- - - - - s e - - -

93) Di-n-octylph 1.394 1.808 1.702 1.848 1.906 1.755 1.603 1.355 1.671 12.28
94) Benzo[b]fluo 1.329 1.585 1.452 1.522 1.533 1.519 1.350 1.430 1.465 6.22
95) Benzo[k]fluo 1.343 1.495 1.357 1.383 1.426 1.404 1.269 1.495 1.396 5.50
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Initial Calibration Summary Page 3 of 3

Job Number: JC9206 Sample: EF6380-1CC6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: F151924.D
Project: Sunoco - Marcus Hook Facility, PA
96) Benzo[a]pyre 1.214 1.404 1.261 1.304 1.325 1.314 1.166 1.295 1.285 5.64
97) Indeno[1,2,3 0.986 1.143 1.078 1.168 1.194 1.135 0.968 0.924 1.075 9.53
98) Di benz(a,h)a 0.732 0.919 0.892 0.966 0.967 0.930 0.798 0.798 0.875 10.08
99) Dibenz[a,h]a 0.979 1.152 1.116 1.245 1.263 1.212 1.008 0.893 1.108 12.23
100) 7,12-Dinethy 0.484 0.598 0.586 0.603 0.623 0.616 0.517 0.491 0.565 10.16
101) Benzo[g,h,i] 1.149 1.272 1.192 1.231 1.244 1.238 1.070 1.156 1.194 5.55

(#) = Qut of Range ### Nunmber of calibration |evels exceeded format ###

MF6380. M Tue Nov 10 13:53:42 2015 RT1

[ | 143 of 268
W ACCUTEST
JC9206 ‘“AmomaTtomies



Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6381-1CV6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151939.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6381\ F151939. D Vial: 11

Acg On : 10 Nov 2015 7:44 pm Operator: |inseyk
Sampl e : 1cv6380-50 I nst . MBF

M sc . 0p88646, ef 6381 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Nov 12 11:06:54 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 110 0. 00 5.02
----------------------- AvgRF CCRF % Dev
3t Pyri di ne 1.468 1.558 -6.1 117 0. 05 2.98
10 t Ani l i ne 2.215 2.057 7.1 99 0. 00 4.78
16 t Benzyl al cohol 0.974 0. 953 2.2 106 0. 00 5.12
24 | Napht hal ene- d8 1. 000 1. 000 0.0 109 0. 00 5.95
390 t 4- Chl oroani |l i ne 0. 484 0. 438 9.5 98 0. 00 5.99
44 t 2- Met hyl napht hal ene 0.619 0. 580 6.3 103 0. 00 6. 49
47 | Acenapht hene- d10 1. 000 1. 000 0.0 114 0.00 7.47
54 t 2-Nitroaniline 0. 306 0.274 10.5 98 0.00 7.00
58 t 3-Nitroaniline 0. 347 0. 324 6.6 101 0. 00 7.41
----------------------- AvgRF CCRF % Dev
62 t Di benzof uran 1.635 1.477 9.7 105 0.00 7.69
68 t 4-Nitroaniline 0. 378 0. 319 15.6 88 0. 00 8.12
69 | Phenant hr ene-d10 1. 000 1. 000 0.0 117 0. 00 9.48
79 t Car bazol e 1.114 1. 006 9.7 105 0. 00 9. 89
83 | Chrysene-dl12 1. 000 1. 000 0.0 102 -0.01 14. 88
(#) = Qut of Range SPCC's out =0 CCCs out =0
F151975A. D MF6380. M Thu Nov 12 15:47:15 2015 RT1
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Initial Calibration Verification Page 1 of 1
Job Number: JC9206 Sample: EF6381-1CV6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151940.D
Project: Sunoco - Marcus Hook Facility, PA
Eval uate Continuing Calibration Report
Data File : C \ MSDCHEM 1\ DATA\ EF6381\ F151940. D Vial: 12
Acg On : 10 Nov 2015 8:13 pm Operator: |inseyk
Sampl e : 1cv6380-50 I nst . MBF
M sc . 0p88646, ef 6381 Mul tiplr: 1.00
M5 I ntegration Params: LSCINT. P
Met hod : C:\ MSDCHEM 1\ METHODS\ M~6380. M ( RTE | nt egr at or)
Title : Sem Vol atile Extractables by GO M
Last Update : Thu Nov 12 11:06:54 2015
Response via : Miltiple Level Calibration
Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 113 0. 00 5.02
----------------------- AvgRF  CCRF % Dev
5 S  2-Fluorophenol 1.393 1.373 1.4 109 0.00 4.04
8 S  Phenol -d5 1.795 1.674 6.7 102 0.00 4.74
24 | Napht hal ene- d8 1. 000 1. 000 0.0 109 0.00 5.95
25 S N trobenzene-d5 0. 377 0. 331 12.2 96 0. 00 5.42
47 | Acenapht hene- d10 1. 000 1. 000 0. 112 0. 00 7.47
51 S  2-Fl uorobi phenyl 1.299 1.287 0.9 112 0.00 6. 80
----------------------- AvgRF CCRF % Dev
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 113 0.00 9.48
73S 2,4,6-Tribronophenol 0.103 0. 094 8.7 102 0. 00 8.43
83 | Chrysene-d12 1. 000 1. 000 0.0 95 -0.01 14. 88
85 S Terphenyl -d14 0.813 0.819 -0.7 104 0.00 12.62
92 | Peryl ene-d12 1. 000 1. 000 0.0 102 -0.01 17.96
(#) = Qut of Range SPCC's out =0 CCCs out =0
F151975A. D MF6380. M Thu Nov 12 15:47:16 2015 RT1
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Initial Calibration Verification Page 1 of 2

Job Number: JC9206 Sample: EF6381-1CV6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: F151941.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6381\ F151941. D Vial: 13

Acg On : 10 Nov 2015 8:43 pm Operator: |inseyk
Sampl e : 1cv6380-50 I nst . MBF

M sc . 0p88646, ef 6381 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Nov 12 11:06:54 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 115 0. 00 5.02
----------------------- AvgRF  CCRF % Dev R
4t N-Ni t r osodi net hyl am ne 0. 588 0.481 18. 2 97 0. 00 2.89
11t bi s(2- Chl or oet hyl ) et her 1.451 1. 290 11.1 103 0.00 4.81
14 t 1, 3- Di chl orobenzene 1.672 1. 499 10.3 103 0. 00 4,98
15 t 1, 4- Di chl or obenzene 1.729 1. 540 10.9 103 0.00 5.03
17 t 1, 2- Di chl or obenzene 1.613 1.470 8.9 105 0. 00 5.15
20 t 2,2' - oxybi s(1- Chl or opr opa 0. 515 0.432 16.1 95 0.00 5.21
22 n-Ni t r oso-di - n- propyl anmi n 1.143 0.921 19. 4 90 0. 00 5. 30
23 t Hexachl or oet hane 0.534 0. 493 7.7 107 0.00 5. 40
24 | Napht hal ene- d8 1. 000 1. 000 0.0 113 0.00 5.95
26 t Ni t robenzene 0. 363 0. 310 14.6 100 0. 00 5.43
28 t | sophor one 0. 651 0. 585 10.1 103 0. 00 5. 60
32 t bi s(2- Chl or oet hoxy) met han 0. 440 0. 396 10.0 104 0.00 5.75
36 t 1,2,4-Trichl orobenzene 0. 330 0. 302 8.5 105 0.00 5.90
38 t Napht hal ene 1. 257 0. 996 20.8 92 0.00 5.96
42 t Hexachl or obut adi ene 0. 165 0. 156 5.5 108 0. 00 6. 05
47 | Acenapht hene- d10 1. 000 1. 000 0.0 111 0.00 7.47
48 t Hexachl or ocycl opent adi ene 0. 323 0. 300 7.1 94 0. 00 6. 63
52 t 2- Chl or onapht hal ene 1.185 1.111 6.2 105 0. 00 6.91
55 t Di met hyl pht hal at e 1.329 1.196 10.0 101 0.00 7.16
56 t Acenapht hyl ene 2.194 1.682 23.3 84 0. 00 7.33
57 t 2,6-Dinitrotol uene 0. 270 0. 245 9.3 96 0.00 7.22
59 t Acenapht hene 1. 386 1.184 14. 6 94 0. 00 7.51
----------------------- AvgRF  CCRF % Dev R
63 t 2,4-Dinitrotol uene 0. 369 0. 321 13.0 92 0. 00 7.66
65 t Di et hyl pht hal ate 1. 366 1.213 11.2 98 0. 00 7.94
66 t Fl uor ene 1.522 1.271 16.5 91 0.00 8.11
67 t 4- Chl or ophenyl - phenyl et he 0. 610 0.572 6.2 102 0. 00 8.10
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 114 0.00 9.48
71t n- Ni t r osodi phenyl am ne 0. 586 0. 447 23.7 89 0. 00 8.25
72 t 1, 2- Di phenyl hydr azi ne 0.780 0. 691 11.4 104 0.00 8.31
74 t 4- Br onophenyl - phenyl et her 0. 210 0. 188 10.5 104 0. 00 8.78
75 t Hexachl or obenzene 0. 232 0. 209 9.9 105 0. 00 8. 89
77 t Phenant hr ene 1.321 1. 052 20. 4 92 0. 00 9.53
78 t Ant hr acene 1.313 1.048 20.2 90 0.00 9.61
80 t D - n-butyl pht hal ate 1.472 1. 256 14.7 93 0.00 10. 59
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Initial Calibration Verification Page 2 of 2

Job Number: JC9206 Sample: EF6381-1CV6380

Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: F151941.D

Project: Sunoco - Marcus Hook Facility, PA
81 t Fl uor ant hene 1.397 1.149 17.8 89 0.00 11.75
83 | Chrysene-d12 1. 000 1. 000 0.0 114 0.00 14.89
84 t Pyrene 1. 475 1.097 25.6 88 0.00 12.21
86 t But yl benzyl pht hal at e 0. 649 0.519 20.0 94 0. 00 13.79
88 t Benzo[ a] ant hr acene 1. 349 1.010 25.1 89 0. 00 14. 87
90 t Chrysene 1.283 0.938 26.9 88 0.00 14.95
91 t bi s(2- Et hyl hexyl ) pht hal at 0.844  0.685 18.8 93 0.00 15.19
92 | Peryl ene-d12 1. 000 1. 000 0.0 108 0.00 17.96
93 t Di - n-octyl phthal ate 1.671 1.476 11.7 91 -0.01 16. 64
94 t Benzo[ b] f| uor ant hene 1. 465 1.146 21.8 81 0. 00 17. 20
95 t Benzo[ k] f | uor ant hene 1. 396 1.138 18.5 87 -0.01 17. 26
96 t Benzo[ a] pyr ene 1.285 1.082 15.8 89 -0.01 17. 84
97 t I ndeno[ 1, 2, 3-cd] pyrene 1.075 0. 856 20. 4 81 -0.01 19. 92
99 t Di benz[ a, h] ant hr acene 1.108 0.912 17.7 81 0. 00 19. 97

101 t Benzo[ g, h,i] peryl ene 1.194 0. 937 21.5 82 -0.01 20. 37

(#) = Qut of Range SPCC's out =0 CCCs out =0
F151975A. D MF6380. M Thu Nov 12 15:47:17 2015 RT1
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Initial Calibration Summary Page 1 of 1

Job Number: JC9206 Sample: EF6383-1CC6383
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: F151962.D
Project: Sunoco - Marcus Hook Facility, PA

Response Factor Report MSF

Met hod : C\ MSDCHEM 1\ METHODS\ M-6380. M ( RTE | nt egr at or)
Title : Semi Volatile Extractables by GO M

Last Update : Thu Nov 12 16:01:30 2015

Response via : Initial Calibration

Calibration Files
2 =F151958.D 5 =F151959.D 25 =F151961.D 80 =F151963.D
100 =F151964.D 50 =F151962.D 10 =F151960.D 1 =F151957. D

159) | 1, 4-Di chl orobenzene-d ---------------- ISTD- - - - - e e e e oo - -
160) Benzal dehyde 1.172 0.932 1.058 1.085 1.014 1.024 1.055 1.140 1.060 7.09

161) | Napht hal ene-d8b  ---------------- ISTD------------cmmm - - oo -
162) Hydroqui none 0.224 0.152 0.266 0.366 0.366 0.342 0.213 0.126 0.257 36.80
----- Quadratic regression ----- Coefficient = 0.9982
Response Ratio = -0.01676 + 0.31706 *A + 0.02418 *A"2

163) Acenapht hene-d10b ---------------- ISTD- - - - - e e m e oo - - -
164) 1,2,4,5-Tetr 0.576 0.409 0.472 0.530 0.520 0.492 0.481 0.506 0.498 9.80
165) Phenant hr ene-d10b ~  ---------------- ISTD--------------mm - oo -
166) Atrazine 0.150 0.119 0.153 0.184 0.183 0.174 0.141 0.140 0.155 14.88
167) Chrysene-d12b ---------------- | STD - - mmm e -
168) Benzi di ne 0.297 0.428 0.520 0.353 0.436 0.518 0.428 0.426 19.03

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MF6380. M Thu Nov 12 16:13:54 2015 RT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6383-1CV6383
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151965.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6383\ F151965. D Vial: 10

Acg On : 11 Nov 2015 1: 01 pm Operator: |inseyk
Sampl e : 1cv6383-50 I nst . MBF

M sc . 0p88646, ef 6383 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Nov 12 16:01: 30 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
----------------------- AvgRF  CCRF % Dev
163 Acenapht hene-d10b 1. 000 1. 000 0.0 98 0. 00 7.47
164 1, 2,4,5-Tetrachl orobenzen 0. 498 0. 529 -6.2 106 0.00 6.63
(#) = Qut of Range SPCC's out =0 CCCs out =0
F151975A. D MF6380. M Thu Nov 12 16:12:10 2015 RT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6383-1CV6383
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151967.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6383\ F151967. D Vial: 12

Acg On : 11 Nov 2015 1:59 pm Operator: |inseyk
Sampl e : 1cv6383-50 I nst . MBF

M sc . 0p88646, ef 6383 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Nov 12 16:01: 30 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
161 | Napht hal ene- d8b 1. 000 1. 000 0.0 112 0.00 5.95
----------------------- True Cal c. %Drift ------------
162 t Hydr oqui none 50.000 48.392 3.2 105 0. 00 6.21
(#) = Qut of Range SPCC s out = 0 CCCs out =0
F151975A. D MF6380. M Thu Nov 12 16:12:11 2015 RT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6384-1CV6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151969.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6384\ F151969. D Vial: 2

Acg On : 11 Nov 2015 3:33 pm Operator: |inseyk
Sampl e : 1cv6380-50 I nst . MBF

M sc . 0p88646, ef 6384 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Wed Nov 11 15:16: 07 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 147 0. 00 5.02
9t Phenol 1.841 1. 666 9.5 131 0.00 4.74
12 t 2- Chl or ophenol 1. 540 1. 420 7.8 134 0.00 4. 86
19 t 2- Met hyl phenol 1. 350 1.248 7.6 132 0.00 5.19
21 t 3&4- Met hyl phenol 1.495 1. 307 12.6 123 0.00 5.29
24 | Napht hal ene- d8 1. 000 1. 000 0.0 141 -0.01 5.94
29 t 2-Ni trophenol 0. 197 0.183 7.1 129 0.00 5. 66
30t 2, 4- Di net hyl phenol 0. 327 0. 322 1.5 131 -0.01 5.68
31t Benzoic acid 0. 235 0. 230 2.1 145 0. 00 5.75
33t 2, 4-Di chl or ophenol 0. 301 0.276 8.3 131 0. 00 5.83
34 2, 6- Di chl or ophenol 0.298 0.284 4.7 133 0.00 6. 00
43 t 4- Chl or o- 3- et hyl phenol 0. 297 0. 265 10.8 128 -0.02 6. 34
47 | Acenapht hene- d10 1. 000 1. 000 0.0 136 -0.01 7.46
49 t 2,4,6-Trichl orophenol 0. 369 0. 339 8.1 120 -0.01 6.72
50 t 2,4,5-Trichl orophenol 0. 388 0. 359 7.5 124 -0.02 6.75
----------------------- True Cal c. %Drift ------------
60 t 2, 4-Di ni t rophenol 50. 000 39.374 21.3 96 -0.02 7.50
----------------------- AvgRF CCRF % Dev
61 t 4-Ni t rophenol 0. 149 0.138 7.4 118 -0.01 7.56
64 2,3,4,6-Tetrachl or ophenol 0. 287 0. 259 9.8 118 -0.01 7.83
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 128 -0.02 9.47
70 t 4, 6-Dini tro-2-net hyl pheno 0.122 0. 098 19.7 100 -0.02 8. 15
76 t Pent achl or ophenol 0. 148 0. 136 8.1 112 -0.02 9.17
(#) = Qut of Range SPCC's out =0 CCCs out =0
F151952A. D MF6380. M Wwed Nov 11 23:20:31 2015 RT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6384-1CV6383
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151970A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6384\ F151970A. D Vial: 3

Acg On : 11 Nov 2015 4:03 pm Operator: |inseyk
Sampl e : 1cv6383-50 I nst . MBF

M sc . 0p88646, ef 6384 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Wed Nov 11 15:16: 07 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
159 | 1, 4- Di chl or obenzene-d4b 1. 000 1. 000 0.0 171 0. 00 5.02
160 t Benzal dehyde 1. 060 1. 022 3.6 171 0. 00 4. 69
165 Phenant hr ene- d10b 1. 000 1. 000 0.0 145 0.00 9. 47
166 Atrazi ne 0. 155 0.175 -12.9 146 0. 00 9.02
(#) = Qut of Range SPCC s out = 0 CCCs out =0
F151952A. D MF6380. M Wed Nov 11 23:24:39 2015 RT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6384-1CV6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151970.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6384\ F151970. D Vial: 3

Acg On : 11 Nov 2015 4:03 pm Operator: |inseyk
Sampl e : 1cv6380-50 I nst . MBF

M sc . 0p88646, ef 6384 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Wed Nov 11 15:16: 07 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 159 0. 00 5.02
----------------------- True Cal c. %Drift ------------
2t 1, 4- Di oxane 50. 000 49.374 1.3 151 0.03 2.63
----------------------- AvgRF CCRF % Dev
6t | ndene 2.663 2.333 12.4 138 -0.01 5.20
7t Cunene 3.241 2.978 8.1 145 0.00 4.43
13 t Decane 1.404 1.302 7.3 149 0. 00 4.89
18 t Acet ophenone 2.038 1. 695 16.8 130 -0.01 5. 30
24 | Napht hal ene- d8 1. 000 1. 000 0.0 168 -0.01 5.94
26 t Ni t r obenzene 0. 363 0. 294 19.0 142 -0.14 5.30
27 t Qui nol i ne 0. 754 0. 566 24.9 128 -0.01 6. 20
40 t 2,3-Dichloroaniline 0. 390 0. 241 38.2# 105 -0.01 6.72
41 t Capr ol act am 0. 152 0. 107 29.6 119 -0.03 6. 23
45 t 1- Met hyl napht hal ene 0.643 0. 481 25.2 128 0. 00 6. 57
46 t Di et hyl napht hal ene 0. 647 0. 483 25.3 126 -0.01 7.03
47 | Acenapht hene- d10 1. 000 1. 000 0.0 137 -0.01 7.46
53 t Bi phenyl 1.516 1.416 6.6 128 -0.01 6. 88
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 126 -0.02 9. 47
82 t Cct adecane 0. 495 0. 490 1.0 123 -0.02 9.34

92 | Peryl ene-d12 1. 1. .0 97 -0.03 17.94
100 t 7, 12- Di met hyl benz(a) ant hr 0. 565 0.512 .4 81 -0.04 17.19

(#) = Qut of Range SPCC's out =0 CCCs out =0
F151952A. D MF6380. M Wed Nov 11 23:20:32 2015 RT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6386-1CV6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151985.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6386\ F151985. D Vial: 2

Acg On : 12 Nov 2015 10:19 am Operator: |inseyk
Sampl e : 1cv6380-50 I nst . MBF

M sc . 0p88646, ef 6386 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Nov 12 16:01: 30 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn i,o
Max. RRF Dev : 30% Max. Rel. Area : 200% w
(00}
Conpound AVgRF  CCRF YDev Area% Dev(min)R T. H
83 | Chrysene-dl12 1. 000 1. 000 0.0 138 -0.03 14. 87
89 t 3, 3" -Di chl orobenzi di ne 0. 434 0. 405 6.7 126 -0.03 14. 87
(#) = Qut of Range SPCC's out =0 CCCs out =0
F151975A. D MF6380. M Thu Nov 12 16:25:43 2015 RT1
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EF6386-1CV6383
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F151985A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6386\ F151985A. D Vial: 2

Acg On : 12 Nov 2015 10:19 am Operator: |inseyk
Sampl e : 1cv6383-50 I nst . MBF

M sc . 0p88646, ef 6386 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Nov 12 16:01: 30 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
167 Chrysene-dl12b 1.000 1. 000 0.0 169 0. 00 14. 87
168 Benzi di ne 0. 426 0. 976 -129. 1# 378# 0.00 12. 06
(#) = Qut of Range SPCC's out =0 CCCs out =0
F151975A. D MF6380. M Thu Nov 12 16:24:31 2015 RT1
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Continuing Calibration Summary Page 1 of 3

Job Number: JC9206 Sample: EF6409-CC6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F152694.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6409\ F152694. D Vial: 2

Acg On 4 Dec 2015 9:34 am Operator: |inseyk
Sampl e . ¢cc6380-25 I nst . MBF

M sc . 0p89422, ef 6409 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Fri Dec 04 12:59:28 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn
Max. RRF Dev : 20% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 136 0. 00 4. 89
----------------------- True Cal c. %Drift ------------
2t 1, 4- Di oxane 25.000 28.665 -14.7 158 -0.05 2.49
----------------------- AvgRF CCRF % Dev
3t Pyri di ne 1.468 1. 489 -1.4 144 -0.02 2.81
4t N- Ni t r osodi net hyl am ne 0. 588 0. 699 -18.9 176 0. 00 2.77
58S 2- Fl uor ophenol 1.393 1.402 -0.6 139 0. 00 3.93
6t | ndene 2.663 2.630 1.2 134 0. 00 5.09
7t Cunene 3.241 3.315 -2.3 141 -0.02 4.31
8 S Phenol - d5 1.795 1.792 0.2 136 0.00 4. 64
9t Phenol 1.841 1.981 -7.6 148 0.01 4.65
10 t Ani li ne 2.215 1.958 11.6 119 0. 00 4. 65
11t bi s(2- Chl or oet hyl ) et her 1.451 1. 435 1.1 137 0. 00 4.70
12 t 2- Chl or ophenol 1. 540 1.529 0.7 134 0.00 4.75
13 t Decane 1.404 1.617 -15.2 161 0.00 4.77
14 t 1, 3-Di chl orobenzene 1.672 1. 643 1.7 136 0. 00 4. 86
15 t 1, 4- Di chl orobenzene 1.729 1.681 2.8 135 0. 00 4,90
16 t Benzyl al cohol 0.974 0. 939 3.6 129 0. 00 5.00
17 t 1, 2- Di chl orobenzene 1.613 1.575 2.4 135 0.00 5.02
18 t Acet ophenone 2.038 2.000 1.9 132 0. 00 5.18
19 t 2- Met hyl phenol 1. 350 1.324 1.9 131 -0.02 5.08
20t 2,2' -oxybis(1-Chloropropa 0.515 0. 509 1.2 133 0. 00 5.09
21 t 3&4- Met hyl phenol 1.495 1.410 5.7 125 0.02 5.19
22 n- Ni troso-di - n- propyl am n 1.143 1.131 1.0 129 0. 00 5.18
23 t Hexachl or oet hane 0.534 0. 545 -2.1 138 0. 00 5.27
24 | Napht hal ene- d8 1. 000 1. 000 0.0 129 0. 00 5.82
25 S Ni t r obenzene- d5 0. 377 0. 380 -0.8 133 0. 00 5.30
26 t Ni t r obenzene 0. 363 0. 393 -8.3 145 -0.01 5.31
27 t Qui nol i ne 0.754 0.726 3.7 123 0. 00 6. 08
28 t | sophor one 0. 651 0. 656 -0.8 132 0. 00 5.48
29 t 2- Ni trophenol 0.197 0. 209 -6.1 136 0. 00 5.54
30 t 2, 4- Di net hyl phenol 0. 327 0. 298 8.9 111 0. 00 5.57
31t Benzoi c acid 0. 235 0.201 14.5 130 0.02 5. 65
32 t bi s(2- Chl or oet hoxy) met han 0. 440 0.434 1.4 130 0. 00 5.63
33t 2, 4-Di chl or ophenol 0. 301 0. 301 0.0 129 0. 00 5.72
34 2, 6-Di chl or ophenol 0. 298 0.291 2.3 126 0. 00 5.88
35 1, 3,5-Tri chl orobenzene 0. 343 0. 337 1.7 130 0. 00 5.55
36t 1,2,4-Trichl orobenzene 0. 330 0. 326 1.2 130 0. 00 5.78
37 1, 2,3-Trichl orobenzene 0. 321 0. 318 0.9 129 0.00 5.94

[ | 156 of 268
@ ACCUTEST
JC9206 ‘-AmomaTomies



Continuing Calibration Summary Page 2 of 3

Job Number: JC9206 Sample: EF6409-CC6380

Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F152694.D

Project: Sunoco - Marcus Hook Facility, PA
38 t Napht hal ene 1. 257 1.243 1.1 132 0.00 5.83
39 t 4-Chl oroani line 0. 484 0. 446 7.9 120 0. 00 5.87
40 t 2, 3-Dichl oroaniline 0. 390 0. 364 6.7 121 0. 00 6.58
41 t Capr ol act am 0. 152 0. 160 -5.3 131 0.00 6.12
42 t Hexachl or obut adi ene 0. 165 0.175 -6.1 139 0. 00 5.92
43 t 4- Chl or o- 3- net hyl phenol 0. 297 0. 304 -2.4 130 0.00 6. 23
44 t 2- Met hyl napht hal ene 0.619 0.592 4.4 125 0. 00 6. 35
45 t 1- Met hyl napht hal ene 0. 643 0.612 4.8 126 0.00 6.43
46 t Di met hyl napht hal ene 0. 647 0. 624 3.6 124 0.00 6. 88
47 | Acenapht hene- d10 1. 000 1. 000 0.0 121 -0.09 7.30
48 t Hexachl or ocycl opent adi ene 0. 323 0. 349 -8.0 125 -0.07 6.48
49 t 2,4,6-Trichl orophenol 0. 369 0. 376 -1.9 121 -0.07 6. 58
50 t 2,4,5-Trichl or ophenol 0. 388 0. 393 -1.3 126 -0.10 6. 62
51 S  2-Fl uorobi phenyl 1.299 1. 300 -0.1 125 -0.07 6. 65
52 t 2- Chl or onapht hal ene 1.185 1.180 0.4 125 -0.08 6. 76
53 t Bi phenyl 1.516 1.507 0.6 124 -0.07 6.74
54 t 2-Nitroaniline 0. 306 0. 351 -14.7 137 -0.06 6. 85
55t Di et hyl pht hal ate 1. 329 1. 339 -0.8 123 -0.07 7.00
56 t Acenapht hyl ene 2.194 2.199 -0.2 123 -0.08 7.15
57 t 2,6-Dinitrotol uene 0. 270 0.281 -4.1 120 -0.07 7.07
58 t 3-Nitroaniline 0. 347 0. 349 -0.6 117 -0.08 7.24
59 t Acenapht hene 1.386 1.377 0.6 122 -0.09 7.33

----------------------- True Cal c. %Drift ------------
60 t 2, 4-Di ni t rophenol 50. 000 48.411 3.2 112 -0.07 7.36
----------------------- AvgRF CCRF % Dev

61 t 4-Ni trophenol 0. 149 0. 184 -23.5# 143 -0.11 7.43
62 t Di benzof ur an 1.635 1.628 0.4 124 -0.09 7.52
63 t 2,4-Dinitrotol uene 0. 369 0. 388 -5.1 119 -0.08 7.49
64 2,3,4,6-Tetrachl or ophenol 0. 287 0. 302 -5.2 122 -0.08 7.66
65 t Di et hyl pht hal at e 1.366 1.393 -2.0 122 -0.09 7.76
66 t Fl uor ene 1.522 1.493 1.9 119 -0.10 7.92
67 t 4- Chl or ophenyl - phenyl et he 0. 610 0.617 -1.1 121 -0.10 7.91
68 t 4-Nitroaniline 0.378 0. 364 3.7 111 -0.08 7.94
69 | Phenant hr ene-d10 1. 000 1. 000 0.0 118 -0.08 9.26
70 t 4,6-Dinitro-2-nmethyl pheno 0.122 0.121 0.8 119 -0.16 7.98
71t n- Ni t r osodi phenyl am ne 0. 586 0. 577 1.5 119 -0.17 8. 06
72 t 1, 2- Di phenyl hydr azi ne 0. 780 0. 829 -6.3 133 -0.06 8.12
73 S 2,4,6-Tribronophenol 0. 103 0.109 -5.8 127 -0.17 8.23
74 t 4- Br onophenyl - phenyl et her 0. 210 0.214 -1.9 123 -0.19 8.57
75 t Hexachl or obenzene 0. 232 0. 237 -2.2 125 -0.19 8. 68
76 t Pent achl or ophenol 0. 148 0.124 16.2 100 -0.19 8. 98
77 t Phenant hr ene 1.321 1. 260 4.6 117 -0.09 9. 30
78 t Ant hr acene 1.313 1.261 4.0 118 -0.02 9.38
79 t Car bazol e 1.114 1.064 4.5 115 -0.09 9. 66
80 t Di - n- but yl pht hal ate 1.472 1.478 -0.4 116 -0.09 10. 35
81t Fl uor ant hene 1. 397 1.374 1.6 115 -0.18 11. 49
82 t Cct adecane 0. 495 0. 532 -7.5 128 -0.09 9.12
83 | Chrysene- d12 1. 000 1. 000 0.0 111 -0.14 14. 62
84 t Pyrene 1.475 1.468 0.5 114 -0.02 11.95
85 S Terphenyl -d14 0. 813 0.792 2.6 114 -0.15 12. 36
86 t But yl benzyl pht hal at e 0. 649 0. 656 -1.1 112 -0.15 13.52
87 Butyl stearate 0. 329 0. 361 -9.7 120 -0.15 13.78
88 t Benzo[ a] ant hr acene 1. 349 1.274 5.6 111 -0.14 14. 60
89 t 3, 3' - Di chl or obenzi di ne 0.434  0.437 -0.7 107 -0.14 14. 62
90 t Chrysene 1.283 1.237 3.6 112 -0.15 14. 67
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Continuing Calibration Summary Page 3 of 3

Job Number: JC9206 Sample: EF6409-CC6380
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F152694.D
Project: Sunoco - Marcus Hook Facility, PA
91 t bi s(2- Et hyl hexyl ) pht hal at 0.844  0.848 -0.5 110 -0.14 14.92
92 | Peryl ene-d12 1. 000 1. 000 0.0 111 -0.14 17.68
93 t D - n-octyl phthal ate 1.671 1.682 -0.7 109 0. 00 16. 37
94 t Benzo[ b] f | uor ant hene 1. 465 1.464 0.1 112 -0.01 16. 92
95 t Benzo[ k] f| uor ant hene 1. 396 1. 357 2.8 111 -0.04 16. 98
96 t Benzo[ a] pyr ene 1.285 1.282 0.2 113 -0.04 17.57
97 t I ndeno[ 1, 2, 3- cd] pyrene 1.075 1.142 -6.2 117 -0.02 19. 64
98 t Di benz(a, h)acri di ne 0. 875 0.931 -6.4 116 -0.08 19. 26
99 t Di benz[ a, h] ant hr acene 1.108 1.129 -1.9 112 -0.14 19. 69
100 t 7, 12- Di met hyl benz(a) ant hr 0. 565 0. 548 3.0 104 -0.09 16. 94
101 t Benzo[ g, h,i] peryl ene 1.194 1.186 0.7 110 -0.03 20. 07
(#) = Qut of Range SPCC's out =0 CCCs out =0
F151976A. D M~6380. M Fri Dec 04 14:28:45 2015 RT1
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Continuing Calibration Summary Page 1 of 1

Job Number: JC9206 Sample: EF6409-CC6383
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  F152696.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EF6409\ F152696. D Vial: 3

Acg On : 4 Dec 2015 10:33 am Operator: |inseyk
Sampl e . €c6383-25 I nst . MBF

M sc . 0p89422, ef 6409 Mul tiplr: 1.00

M5 I ntegration Params: LSCINT. P

Met hod : C\ MSDCHEM 1\ METHODS\ MF6380. M ( RTE I nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Fri Dec 04 12:59:28 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 50% Max. R T. Dev 0.50mn
Max. RRF Dev : 20% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
102 | 1, 4- Di chl or obenzene-d4b 1. 000 1. 000 0.0 151 -0.06 4. 89
103 t Benzal dehyde 1. 060 1.170 -10.4 167 -0.06 4.57
104 | Napht hal ene- d8b 1. 000 1. 000 0.0 150 -0.05 5.82
----------------------- True Cal c. %Drift ------------
105 t Hydr oqui none 25.000 29.003 -16.0 203 -0.03 6.11
----------------------- AvgRF  CCRF % Dev
106 Acenapht hene- d10b 1. 000 1. 000 0.0 167 -0.09 7.29
107 1, 2,4,5-Tetrachl orobenzen 0. 498 0.542 -8.8 192 -0.07 6. 49
108 Phenant hr ene- d10b 1.000 1. 000 0.0 171 -0.08 9. 26
109 Atrazi ne 0. 155 0. 200 -29.0# 224# -0.24 8.82
110 Chrysene-di2b 1. 000 1. 000 0.0 187 -0.07 14.61
111 Benzi di ne 0. 426 0. 563 -32.2# 202# -0.09 11. 82
(#) = Qut of Range SPCCs out = 0 CCCs out =0
F151976A. D MF6380. M Fri Dec 04 14:28:46 2015 RT1
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Initial Calibration Summary Page 1 of 3

Job Number: JC9206 Sample: EP4318-1CC4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99097.D
Project: Sunoco - Marcus Hook Facility, PA

Response Factor Report NMSP

Met hod : C\ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egr at or)
Title : Semi Volatile Extractables by GO M

Last Update : Mon Cct 05 09:11:24 2015

Response via : Initial Calibration

Calibration Files
2 =P99111A.D 5 =P99110A.D 25 =P99108A.D 80 =P99106A.D
100 =P99103A.D 50 =P99107A.D 10 =P99109A.D 1 =P99112A. D

Conpound 2 5 25 80 100 50 10 1 Avg YRSD
1) | 1, 4-Di chl orobenzene-d ---------------- | STD---- e e e e e e e e
2) 1,4-Dioxane 0.870 0.815 0.764 0.676 0.719 0.737 0.832 0.890 0.788 9. 63
3) Pyridine 2.058 2.021 1.810 1.525 1.622 1.687 1.975 2.118 1.852 11.99
4) N-NitrosodimO0.642 0.597 0.554 0.511 0.512 0.547 0.612 0.684 0.582 10.68
5) 2-Fluorophen 1.760 1.733 1.569 1.355 1.375 1.494 1.739 1.796 1.603 11.17
6) | ndene 3.035 2.919 2.553 2.033 1.970 2.323 2.904 3.092 2.604 17.32
7) Cunene 4,086 3.924 3.337 2.606 2.444 2.990 3.841 4.132 3.420 19.73
8) Phenol -d5 2.220 2.186 1.978 1.635 1.663 1.833 2.185 2.260 1.995 12.84
9) Phenol 2.522 2.447 2.048 1.555 1.515 1.826 2.307 2.466 2.086 19.76
10) Aniline 2.910 2.784 2.285 1.722 2.013 2.626 3.052 2.485 19.82
11) bis(2-Chloro 1.603 1.577 1.385 1.163 1.204 1.277 1.535 1.674 1.427 13.77
12) 2-Chlorophen 1.769 1.689 1.447 1.178 1.158 1.321 1.595 1.855 1.502 17.77
13) Decane 1.462 1.398 1.160 0.924 0.931 1.056 1.338 1.522 1.224 19.46
14) 1,3-Dichloro 1.952 1.897 1.640 1.345 1.265 1.506 1.823 2.000 1.679 16.85
15) 1,4-Dichloro 1.747 1.738 1.535 1.290 1.234 1.432 1.703 1.853 1.566 14.65
16) Benzyl alcoh 1.108 1.095 1.021 0.829 0.827 0.947 1.097 1.149 1.009 12.64
17) 1,2-Dichloro 1.780 1.720 1.461 1.178 1.120 1.318 1.653 1.818 1.506 18.33
18) Acetophenone 2.242 2.264 2.037 1.664 1.616 1.865 2.233 2.310 2.029 13.84
19) 2-Methyl phen 1.541 1.474 1.272 1.038 1.048 1.150 1.451 1.545 1.315 16.39
20) 2,2'-oxybis( 0.499 0.484 0.436 0.377 0.388 0.422 0.491 0.548 0.456 13.06
21) 3&4-Methylph 1.614 1.588 1.402 1.160 1.141 1.291 1.561 1.671 1.428 14.75
22) n-Nitroso-di 1.129 1.095 0.954 0.786 0.758 0.857 1.073 1.142 0.974 16.12
23) Hexachl oroet 0.595 0.604 0.551 0.496 0.470 0.530 0.571 0.563 0.548 8. 55
24) | Napht hal ene-d8 - ----mmmmomaon | STD - - s e o -
25) Nitrobenzene 0.473 0.473 0.430 0.381 0.356 0.395 0.468 0.495 0.434 11.82
26) Nitrobenzene 0.475 0.482 0.428 0.362 0.337 0.386 0.470 0.525 0.433 15.21
27) Quinoline 0.982 0.947 0.852 0.731 0.696 0.780 0.922 0.991 0.863 13.37
28) | sophorone 0.876 0.864 0.786 0.658 0.620 0.708 0.856 0.894 0.783 13.70
29) 2-Nitropheno 0.260 0.257 0.253 0.220 0.211 0.235 0.266 0.255 0.245 8.30
30) 2,4-Dinmethyl 0.437 0.412 0.394 0.346 0.323 0.360 0.410 0.442 0.391 11.08
31) Benzoic acid 0.289 0.321 0.320 0.280 0.243 0.291 11.16
32) bis(2-Chloro 0.546 0.545 0.480 0.403 0.387 0.431 0.527 0.584 0.488 15.12
33) 2,4-Dichloro 0.362 0.389 0.353 0.294 0.269 0.321 0.387 0.352 0.341 12.53
34) 2,6-Dichloro 0.361 0.360 0.327 0.270 0.248 0.291 0.355 0.374 0.323 14.72
35) 1,3,5-Trichl 0.460 0.449 0.387 0.310 0.278 0.343 0.429 0.463 0.390 18.48
36) 1,2,4-Trichl 0.447 0.436 0.376 0.317 0.287 0.342 0.420 0.452 0.385 16.47
37) 1,2,3-Trichl 0.414 0.401 0.333 0. 267 0.292 0.383 0.448 0.363 18.44
38) Naphthalene 1.311 1.282 1.103 0.864 0.784 0.962 1.243 1.373 1.115 19.92
39) 4-Chloroanil 0.604 0.580 0.521 0.418 0.392 0.462 0.576 0.599 0.519 16.34
40) 2,3-Dichloro 0.488 0.482 0.424 0.358 0.324 0.386 0.469 0.511 0.430 15.88
41) Caprolactam 0.175 0.187 0.172 0.161 0.163 0.168 0.177 0.210 0.176 8.93
42) Hexachl orobu 0.202 0.199 0.176 0.150 0.126 0.161 0.192 0.210 0.177 16.54
43) 4-Chloro-3-m0.394 0.403 0.367 0.322 0.301 0.341 0.397 0.382 0.363 10.52
44) 2-Met hyl naph 0.770 0.755 0.653 0.520 0.468 0.573 0.731 0.819 0.661 19.42
45) 1- Met hyl naph 0.928 0.912 0.776 0.631 0.568 0.684 0.874 0.960 0.792 18.84
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Initial Calibration Summary Page 2 of 3
Job Number: JC9206 Sample: EP4318-1CC4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99097.D
Project: Sunoco - Marcus Hook Facility, PA
46) Di met hyl naph 0.799 0.774 0.679 0.539 0.488 0.596 0.748 0.828 0.681 18.66
47) | Acenapht hene-d10 - --------------- ISTD--------mmmmmm oo -
48) Hexachl orocy 0.251 0.300 0.336 0.300 0.301 0.317 0.330 0.203 0.292 15.15
49) 2,4,6-Trichl 0.422 0.442 0.408 0.358 0.378 0.383 0.458 0.417 0.408 8.30
50) 2,4,5-Trichl 0.470 0.449 0.433 0.386 0.408 0.412 0.481 0.436 0.434 7.38
51) 2-Fluorobiph 1.610 1.532 1.325 1.073 1.118 1.183 1.498 1.617 1.370 16.31
52) 2-Chl oronaph 1.399 1.331 1.108 0.861 0.952 1.281 1.155 18.80
53) Bi phenyl 1.896 1.806 1.454 1.082 1.070 1.233 1.719 2.015 1.534 24.48
----- Quadratic regression ----- Coefficient = 0.9977
Response Ratio = 0.05566 + 1.35546 *A + -0.13080 *A"2
54) 2-Nitroanili 0.397 0.397 0.375 0.343 0.375 0.358 0.397 0.390 0.379 5.35
55) Dinethyl phth 1.562 1.490 1.360 1.162 1.236 1.248 1.514 1.560 1.391 11.56 f
56) Acenaphthyle 2.388 2.316 1.946 1.520 1.586 1.711 2.220 2.465 2.019 18.72 ~
57) 2,6-Dinitrot 0.328 0.329 0.320 0.291 0.322 0.307 0.347 0.338 0.323 5.45 N
58) 3-Nitroanili 0.438 0.455 0.434 0.387 0.441 0.411 0.471 0.432 0.434 5.91
59) Acenaphthene 1.366 1.335 1.165 0.954 0.985 1.045 1.310 1.416 1.197 15.36
60) 2,4-Dinitrop 0.030 0.079 0.165 0.191 0.212 0.190 0.128 0.142 47.04
----- Quadratic regression ----- Coefficient = 0.9985
Response Ratio = -0.01695 + 0.16502 *A + 0.00949 *A 2
61) 4-Nitropheno 0.130 0.151 0.164 0.147 0.148 0.157 0.167 0.145 0.151 7.82
62) Di benzofuran 2.054 1.970 1.665 1.274 1.309 1.444 1.939 2.065 1.715 19.56
63) 2,4-Dinitrot 0.424 0.439 0.408 0.362 0.394 0.385 0.446 0.397 0.407 6.97
64) 2,3,4,6-Tetr 0.326 0.347 0.355 0.328 0.343 0.346 0.375 0.292 0.339 7.21
65) Diethyl phtha 1.869 1.457 1.328 1.151 1.218 1.240 1.486 1.552 1.413 16.46
66) Fl uorene 1.585 1.540 1.354 1.112 1.144 1.201 1.543 1.663 1.393 15.67
67) 4-Chl orophen 0.720 0.698 0.617 0.532 0.550 0.575 0.700 0.768 0.645 13.62
68) 4-Nitroanili 0.407 0.421 0.408 0.377 0.432 0.387 0.441 0.415 0.411 5.26
69) | Phenant hr ene-d10 ---------------- ISTD----------mmm e e oo -
70) 4,6-Dinitro- 0.081 0.111 0.162 0.182 0.179 0.176 0.145 0.055 0.136 35.69
----- Quadratic regression ----- Coefficient = 0.9995
Response Ratio = -0.00683 + 0.17965 *A + 0.00127 *A"2
71) n-Nitrosodip 0.720 0.708 0.672 0.599 0.564 0.633 0.715 0.752 0.670 9.84
72) 1, 2-Diphenyl 1.000 0.988 0.877 0.778 0.744 0.824 0.974 1.051 0.905 12.63
73) 2,4,6-Tribro 0.126 0.124 0.129 0.131 0.119 0.128 0.125 0.112 0.124 4.86
74) 4-Bronopheny 0.271 0.267 0.256 0.242 0.223 0.252 0.269 0.266 0.256 6.46
75) Hexachl orobe 0.281 0.281 0.270 0.255 0.233 0.264 0.284 0.294 0.270 7.25
76) Pentachlorop 0.087 0.125 0.158 0.157 0.144 0.160 0.146 0.069 0.131 26.49
----- Quadratic regression ----- Coefficient = 0.9991
Response Ratio = -0.01251 + 0.18319 *A + -0.00690 *A"r2
77) Phenanthrene 1.407 1.358 1.221 1.053 0.965 1.136 1.349 1.461 1.244 14.38
78) Ant hracene 1.474 1.445 1.306 1.098 1.009 1.196 1.417 1.509 1.307 14.29
79) Carbazol e 1.378 1.386 1.255 1.084 1.013 1.152 1.368 1.415 1.256 12.36
80) Di-n-butylph 1.664 1.644 1.520 1.307 1.196 1.426 1.637 1.683 1.510 12.12
81) Fluoranthene 1.497 1.492 1.390 1.200 1.097 1.289 1.514 1.579 1.382 12.35
82) Cctadecane 0.482 0.466 0.439 0.399 0.384 0.418 0.470 0.496 0.444 9.21
83) | Chrysene-dl2 = ----------oo--- ISTD-----------mm e m oo -
84) Pyrene 1.705 1.660 1.497 1.320 1.271 1.375 1.628 1.714 1.521 11.82
85) Terphenyl-d1 1.177 1.049 0.957 0.877 0.829 0.896 1.013 1.389 1.023 18.02
86) Butyl benzylp 0.715 0.745 0.739 0.700 0.688 0.705 0.764 0.722 0.722 3.53
87) Butyl steara 0.425 0.419 0.407 0.353 0.367 0.373 0.425 0.414 0.398 7.27
88) Benzo[a]anth 1.339 1.324 1.268 1.189 1.137 1.197 1.341 1.441 1.279 7.86
89) 3,3 -Dichlor 0.452 0.462 0.467 0.451 0.438 0.446 0.466 0.444 0.453 2.37
90) Chrysene 1.328 1.333 1.256 1.132 1.107 1.171 1.338 1.340 1.251 7.97
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Initial Calibration Summary Page 3 of 3

Job Number: JC9206 Sample: EP4318-1CC4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99097.D
Project: Sunoco - Marcus Hook Facility, PA

91) bis(2-Ethylh 0.995 1.000 0.990 0.912 0.902 0.935 1.016 0.953 0.963 4.50

92) | Peryl ene-d12 = -----ooao-- ISTD--------mmmmmm oo -

93) Di-n-octylph 1.717 1.718 1.621 1.240 1.178 1.408 1.751 1.642 1.534 14.83
94) Benzo[b]fluo 1.388 1.352 1.207 0.986 0.911 1.055 1.343 1.455 1.212 16.89
95) Benzo[k]fluo 1.378 1.268 1.156 0.924 0.831 1.013 1.249 1.374 1.149 17.93
96) Benzo[a] pyre 1.264 1.239 1.147 0.925 0.869 1.013 1.248 1.344 1.131 15.44
97) Indeno[1,2,3 1.148 1.117 1.063 0.922 0.854 0.967 1.149 1.180 1.050 11.55
98) Dibenz(a,h)a 1.067 1.044 0.994 0.832 0.773 0.887 1.053 1.092 0.968 12.46
99) Dibenz[a,h]a 1.209 1.151 1.097 0.911 0.838 0.983 1.154 1.060 1.050 12.32
100) 7,12-Dinethy 0.579 0.572 0.531 0.439 0.405 0.477 0.578 0.557 0.517 13.19
101) Benzo[g,h,i] 1.283 1.241 1.137 0.958 0.896 1.020 1.233 1.339 1.138 14.31

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MP4318. M Mon Cct 05 09:12:52 2015
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Initial Calibration Summary Page 1 of 1

Job Number: JC9206 Sample: EP4319-1CC4319
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99107.D
Project: Sunoco - Marcus Hook Facility, PA

Response Factor Report NMSP

Met hod : C\ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egr at or)
Title : Semi Volatile Extractables by GO M

Last Update : Thu Cct 01 11:43:29 2015

Response via : Initial Calibration

Calibration Files
2 =P99111.D 5 =P99110.D 25 =P99108.D 80 =P99106.D
100 =P99105.D 50 =P99107.D 10 =P99109.D 1 =P99112. D

159) | 1, 4-Di chl orobenzene-d ---------------- ISTD- - - - - e e e e oo - -
160) Benzal dehyde 1.274 1.217 1.033 0.947 1.125 1.387 1.164 13.89

161) | Phenant hr ene-d10b ~  ---------------- ISTD------------cmmm - - oo -
162) Atrazine 0.353 0.209 0.225 0.195 0.183 0.208 0.237 0.232 0.230 23.03
----- Quadratic regression ----- Coefficient = 0.9998
Response Ratio = 0.00151 + 0.23296 *A + -0.01996 *A"2

163) | Chrysene-d12b = --------------- ISTD- - - - - e e m e oo - - -
164) Benzi di ne 0.943 1.012 0.750 0.701 0.933 1.090 0.905 16.67

165) | Napht hal ene-d8b  ---------------- ISTD--------------mm - oo -
166) Hydroqui none 0.461 0.313 0.439 0.422 0.401 0.439 0.425 0.348 0.406 12.45

167) | Acenapht hene-d10b ---------------- | STD - - mmm e -
168) 1,2,4,5-Tetr 1.026 0.582 0.575 0.479 0.443 0.521 0.632 0.738 0.625 29.85
----- Quadratic regression ----- Coefficient = 0.9997
Response Ratio = 0.00943 + 0.59539 *A + -0.06193 *A"2

(#) = Qut of Range ### Nunber of calibration |evels exceeded format ###

MP4318. M Thu Cct 01 11:45:24 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4319-1CV4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99113.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4319\ P99113. D Vial: 10
Acg On : 30 Sep 2015 11:25 pm Operator: sarad
Sampl e : icv4318-50 I nst . MsP
M sc . 0op87554, ep4319, 1000 Mul tiplr: 1.00
M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Fri Oct 02 15:16:02 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area : 48% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 146 0. 00 4. 27
9t Phenol 2.086 1.694 18.8 135 -0.01 3.86
12 t 2- Chl or ophenol 1.502 1.277 15.0 141 -0.01 4.02
19 t 2- Met hyl phenol 1.315 1.219 7.3 154 0.00 4.61
21 t 3&4- Met hyl phenol 1.428 1.277 10.6 144 -0.01 4.82
24 | Napht hal ene- d8 1. 000 1. 000 0.0 137 -0.01 6.01
29 t 2-Ni trophenol 0.245 0.221 9.8 129 -0.01 5.47
30t 2, 4- Di net hyl phenol 0.391 0.344 12.0 131 0.00 5.58
31t Benzoic acid 0.291 0. 232 20.3 113 0. 00 5.77
33t 2, 4-Di chl or ophenol 0. 341 0.294 13.8 125 -0.01 5.83
34 2, 6- Di chl or ophenol 0.323 0.292 9.6 137 -0.01 6.16
43 t 4- Chl or o- 3- et hyl phenol 0. 363 0. 302 16.8 122 -0.02 6. 94
47 | Acenapht hene- d10 1. 000 1. 000 0.0 135 0. 00 8.74
49 t 2,4,6-Trichl orophenol 0.408 0.353 13.5 125 -0.01 7.57
50 t 2,4,5-Trichl or ophenol 0.434  0.349 19.6 115 -0.02 7.63
----------------------- True Cal c. %Drift ------------
60 t 2, 4-Di ni t rophenol 50. 000 38.015 24.0 84 -0.02 8.87
----------------------- AvgRF CCRF % Dev
61 t 4-Ni t rophenol 0. 151 0. 140 7.3 121 -0.02 9. 05
64 2,3,4,6-Tetrachl or ophenol 0. 339 0.283 16.5 111 0. 00 9.29
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 138 0.00 11.10
----------------------- True Cal c. %Drift ------------
70 t 4,6-Di ni tro-2-nethyl pheno 50.000 39.212 21.6 107 -0.02 9.73
----------------------- True Cal c. %Drift ------------
76 t Pent achl or ophenol 50.000 41.324 17.4 118 -0.01 10. 83
(#) = Qut of Range SPCC's out =0 CCCs out =0

PO99107A. D MP4318. M Fri Oct 02 15:26:44 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4319-1CV4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99114.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4319\ P99114. D Vial: 11
Acg On : 30 Sep 2015 11:54 pm Operator: sarad
Sampl e : icv4318-50 I nst . MsP
M sc . 0op87554, ep4319, 1000 Mul tiplr: 1.00
M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Mn Oct 05 08:46:38 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area : 48% Mux. R T. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 159 0. 00 4. 27
3t Pyri di ne 1.852 1.682 9.2 159 0.10 2.03
10 t Ani |l i ne 2.485 2.062 17.0 163 0. 00 3.88
16 t Benzyl al cohol 1. 009 0. 891 11.7 150 0.00 4.45
24 | Napht hal ene- d8 1. 000 1. 000 0.0 164 0. 00 6. 02
39 t 4- Chl oroani |l i ne 0.519 0. 399 23.1 142 0. 00 6. 15
44 t 2- Met hyl napht hal ene 0.661 0. 485 26.6 139 0.00 7.11
47 | Acenapht hene- d10 1. 000 1. 000 0.0 151 0. 00 8.74
----------------------- AvgRF CCRF % Dev
54 t 2-Nitroaniline 0. 379 0. 312 17.7 132 -0.01 8.05
58 t 3-Nitroaniline 0.434 0. 338 22.1 125 -0.01 8.71
----------------------- AvgRF CCRF % Dev
62 t Di benzof uran 1.715 1.313 23.4 137 0.00 9.07
68 t 4-Nitroaniline 0.411 0.331 19.5 129 -0.02 9. 68
69 | Phenant hr ene-d10 1. 000 1. 000 0.0 165 0. 00 11.10
----------------------- AvgRF CCRF % Dev
79 t Car bazol e 1. 256 0. 884 29.6 127 0. 00 11.52
83 | Chrysene-d12 1. 000 1. 000 0.0 159 -0.02 15. 80
92 | Peryl ene-d12 1. 000 1. 000 0.0 129 -0.02 18. 36
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Mon Cct 05 08:50:27 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4319-1CV4319
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: P99116A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4319\ P99116A. D Vial: 13
Acq On 1 Oct 2015 12:52 am Operator: sarad
Sampl e : 1cv4319-50 I nst . MsP
M sc . 0op87554, ep4319, 1000 Mul tiplr: 1.00
M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Oct 01 11:43:29 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area : 48% Mux. R T. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
167 1 Acenapht hene- d10b 1. 000 1. 000 0.0 105 0. 00 8.74
----------------------- True Cal c. %Drift ------------
168 1, 2,4,5-Tetrachl orobenzen 50.000 45.047 9.9 96 0. 00 7.38
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Thu Oct 01 16:19:51 2015
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Initial Calibration Verification Page 1 of 2

Job Number: JC9206 Sample: EP4319-1CV4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99116.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4319\ P99116. D Vial: 13
Acq On 1 Oct 2015 12:52 am Operator: sarad
Sampl e : icv4318-50 I nst . MsP
M sc . 0op87554, ep4319, 1000 Mul tiplr: 1.00
M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Mn Oct 05 08:46:38 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area : 48% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 140 0. 00 4. 27
4t N-Ni t r osodi net hyl am ne 0. 582 0. 544 6.5 139 0.01 1.91
11t bi s(2- Chl or oet hyl ) et her 1. 427 1.335 6.4 146 0.00 3.95
14 t 1, 3-Di chl orobenzene 1.679 1.395 16.9 129 0. 00 4.20
15 t 1, 4- Di chl orobenzene 1. 566 1. 308 16.5 127 0.00 4,29
17 t 1, 2- Di chl orobenzene 1. 506 1. 349 10.4 143 0. 00 4,49
20 t 2,2' -oxybis(1-Chloropropa 0.456 0. 427 6.4 141 0. 00 4. 64
22 n- Ni t r oso-di - n- propyl anmi n 0.974 0. 888 8.8 145 0. 00 4.81
23 t Hexachl or oet hane 0.548 0.476 13.1 125 0.00 4.93
24 | Napht hal ene- d8 1. 000 1. 000 0.0 130 0.00 6. 02
26 t Ni t r obenzene 0.433 0. 389 10.2 131 0.00 5.02
28 t | sophor one 0.783 0. 687 12.3 127 -0.01 5. 36
32 t bi s(2- Chl or oet hoxy) met han 0. 488 0. 466 4.5 141 0. 00 5.70
36t 1,2,4-Trichl orobenzene 0. 385 0. 323 16.1 123 0.00 5.94
38t Napht hal ene 1.115 0. 906 18.7 123 0.00 6. 05
42 t Hexachl or obut adi ene 0.177 0. 163 7.9 132 0. 00 6. 27
47 | Acenapht hene-d10 1. 000 1. 000 0.0 127 0. 00 8.74
48 t Hexachl or ocycl opent adi ene 0. 292 0. 246 15. 8 98 0. 00 7.38
52 t 2- Chl or onapht hal ene 1. 155 1.014 12.2 135 -0.01 7.86
----------------------- AvgRF CCRF % Dev e
55 t Di met hyl pht hal at e 1.391 1.123 19.3 115 0.00 8. 39
56 t Acenapht hyl ene 2.019 1.469 27.2 109 -0.01 8.50
57 t 2,6-Dinitrotol uene 0. 323 0. 257 20.4 107 0.00 8. 46
59 t Acenapht hene 1.197 0.974 18.6 119 0. 00 8.79
----------------------- AvgRF  CCRF % Dev R
63 t 2,4-Dinitrotol uene 0. 407 0. 345 15.2 114 -0.01 9. 09
65 t Di et hyl pht hal ate 1.413 1.074 24.0 110 -0.01 9.52
66 t Fl uor ene 1.393 1.093 21.5 116 0.00 9.61
67 t 4- Chl or ophenyl - phenyl ethe 0. 645 0. 506 21.6 112 0.00 9. 65
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 136 0.00 11. 10
----------------------- AvgRF  CCRF % Dev S
71 t n- Ni t r osodi phenyl am ne 0.670 0. 488 27.2 105 -0.01 9.84
72 t 1, 2- Di phenyl hydr azi ne 0. 905 0. 727 19.7 120 -0.01 9.90
74 t 4- Br onophenyl - phenyl et her 0. 256 0.199 22.3 107 0. 00 10. 43
75 t Hexachl or obenzene 0. 270 0. 201 25.6 104 0.00 10. 50
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Initial Calibration Verification Page 2 of 2

Job Number: JC9206 Sample: EP4319-1CV4318

Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99116.D

Project: Sunoco - Marcus Hook Facility, PA

----------------------- AvgRF CCRF % Dev

77 t Phenant hr ene 1.244 0.924 25.7 111 -0.01 11. 14
78 t Ant hr acene 1.307 0. 958 26.7 109 -0.01 11. 22
80 t Di - n-butyl pht hal ate 1.510 1.136 24.8 108 -0.01 12. 21
81t Fl uor ant hene 1.382 1.012 26.8 107 0.00 13. 15
83 | Chrysene-d12 1. 000 1. 000 0.0 106 -0.01 15.81
84 t Pyrene 1.521 1. 356 10.8 104 0.00 13.54
86 t But yl benzyl pht hal at e 0.722 0. 696 3.6 104 0. 00 14. 90
88 t Benzo[ a] ant hr acene 1.279 1. 147 10.3 101 -0.01 15.78
89 t 3, 3" -Di chl orobenzi di ne 0. 453 0.524 -15.7 124 -0.01 15. 81
90 t Chrysene 1.251 1.100 12.1 99 -0.01 15. 85
91 t bi s(2- Et hyl hexyl ) pht hal at 0. 963 0. 930 3.4 105 -0.01 16. 08
92 | Peryl ene-d12 1. 000 1. 000 0.0 100 -0.02 18. 36
93 t Di - n-octyl phthal ate 1.534 1. 467 4.4 104 -0.01 17.28
94 t Benzo[ b] f| uor ant hene 1.212 1. 046 13.7 99 -0.01 17.73
95 t Benzo[ k] f | uor ant hene 1.149 1.019 11.3 100 -0.02 17.78
96 t Benzol[ a] pyr ene 1.131 1.012 10.5 100 -0.01 18. 26
97 t I ndeno[ 1, 2, 3-cd] pyrene 1. 050 0. 909 13. 4 94 -0.02 19. 99
99 t Di benz[ a, h] ant hr acene 1. 050 0. 951 9.4 96 -0.02 20.03

101 t Benzo[ g, h,i] peryl ene 1.138 0.942 17.2 92 -0.02 20. 35

(#) = Qut of Range SPCC s out = 0 CCCs out =0
P99107A. D MP4318. M Mon Oct 05 08:50:29 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4319-1CV4319
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID: P99117A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4319\ P99117A. D Vial: 14
Acq On 1 Oct 2015 1:21 am Operator: sarad
Sampl e : 1cv4319-50 I nst . MsP
M sc . 0op87554, ep4319, 1000 Mul tiplr: 1.00
M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Oct 01 11:43:29 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area : 48% Mux. R T. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
159 | 1, 4- Di chl or obenzene-d4b 1. 000 1. 000 0.0 109 0. 00 4. 27
160 Benzal dehyde 1.164 1. 094 6.0 106 0. 00 3.74
161 | Phenant hr ene- d10b 1. 000 1. 000 0.0 99 0.00 11.09
----------------------- True Cal c. %Drift ------------
162 Atrazi ne 50. 000 50.638 -1.3 101 0. 00 10. 76
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Thu Cct 01 12:49:57 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4319-1CV4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99117.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4319\ P99117. D Vial: 14
Acq On 1 Oct 2015 1:21 am Operator: sarad
Sampl e : icv4318-50 I nst . MsP
M sc . 0op87554, ep4319, 1000 Mul tiplr: 1.00
M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Oct 01 11:43:29 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area : 48% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 139 0. 00 4. 27
2t 1, 4- Di oxane 0.788 0. 688 12.7 130 0.01 1.75
6t | ndene 2.604 2.216 14.9 132 0.00 4.60
7t Cunene 3.420 2.704 20.9 126 0. 00 3.37
13 t Decane 1.224 1.062 13.2 140 0.00 4.10
18 t Acet ophenone 2.029 1.727 14.9 129 -0.01 4. 79
24 | Napht hal ene- d8 1. 000 1. 000 0.0 140 -0.01 6.01
27 t Qui nol i ne 0. 863 0. 665 22.9 119 -0.02 6.54
41 t Capr ol act am 0.176 0. 139 21.0 116 -0.05 6. 64
45 t 1- Met hyl napht hal ene 0. 792 0.610 23.0 125 0. 00 7.26
46 t Di et hyl napht hal ene 0.681 0. 522 23.3 123 0. 00 8.10
47 | Acenapht hene-d10 1. 000 1. 000 0.0 119 0. 00 8.74
53 t Bi phenyl 50. 000 58.523 -17.0 136 0.00 7.86
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 129 -0.01 11. 09
82 t Cct adecane 0. 444 0. 390 12.2 120 0.00 11. 10
92 | Peryl ene-d12 1. 000 1. 000 0.0 111 -0.02 18. 36
100 t 7, 12-Di met hyl benz(a) ant hr 0. 517 0. 466 9.9 109 -0.02 17.74
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Thu Cct 01 12:50: 09 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4319-1CV4319
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99119.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4319\ P99119. D Vial: 16
Acq On 1 Ot 2015  2:19 am Operator: sarad
Sampl e : 1cv4319-50 I nst . MsP
M sc . 0op87554, ep4319, 1000 Mul tiplr: 1.00
M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Oct 01 11:43:29 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area : 48% Mix. RT. Dev 0.50nin
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
165 | Napht hal ene- d8b 1. 000 1. 000 0.0 141 0.00 6. 02
166 Hydr oqui none 0. 406 0. 555 -36.7# 178 0. 00 6.74
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Thu Cct 01 16:26: 08 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4321-1CV4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99143.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4321\ P99143. D Vial: 16

Acg On 1 Cct 2015 7:22 pm Operator: |inseyk
Sampl e : icv4318-50 I nst . MsP

M sc . op87554, ep4321, 1000 Mul tiplr: 1.00

M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Oct 01 11:43:29 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area : 48% Mix. RT. Dev 0.50mn
Max. RRF Dev : 30% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 146 0. 00 4. 27
5 S  2-Fl uorophenol 1. 603 1. 427 11.0 139 0. 00 2.88
8 S Phenol - d5 1.995 1.738 12.9 138 -0.01 3.84
24 | Napht hal ene- d8 1.000 1. 000 0.0 139 -0.01 6.01
25 S Ni t r obenzene-d5 0.434 0. 409 5.8 144 -0.01 4.99
47 | Acenapht hene-d10 1. 000 1. 000 0.0 132 -0.01 8.73
51 S 2- Fl uor obi phenyl 1.370 1.198 12.6 134 0. 00 7.71
69 | Phenant hr ene- d10 1. 000 1. 000 0.0 138 -0.01 11. 09
73 S 2,4,6-Tri bronophenol 0.124 0. 094 24.2 101 -0.02 9.99
83 | Chrysene-dl12 1.000 1. 000 0.0 128 -0.03 15.79
85 S  Terphenyl -d14 1.023 0.784 23.4 112 -0.01 13.91
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Thu Oct 01 19:56:42 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4322-1CV4319
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99146A.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4322\ P99146A. D Vial: 2

Acg On 2 COct 2015 11:58 am Operator: |inseyk
Sampl e : 1cv4319-50 I nst . MsP

M sc . op87554, ep4322, 1000 Mul tiplr: 1.00

M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Oct 01 11:43:29 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area: 48% Max. R T. Dev 0.50nin i‘o
Max. RRF Dev : 30% Max. Rel. Area : 200% o
N
Conpound AVgRF  CCRF YDev Area% Dev(min)R T. H
163 | Chrysene-dl12b 1. 000 1. 000 0.0 108 0.00 15. 80
164 Benzi di ne 0. 905 1. 248 -37.9# 145 0.00 13. 46
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Fri Cct 02 12:38:39 2015

[ | 173 of 268
W ACCUTEST
JC9206 ‘“AmomaTtomies



Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: EP4322-1CV4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P99146.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4322\ P99146. D Vial: 2

Acg On 2 COct 2015 11:58 am Operator: |inseyk
Sampl e : icv4318-50 I nst . MsP

M sc . op87554, ep4322, 1000 Mul tiplr: 1.00

M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Thu Oct 01 11:43:29 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area : 48% Mux. R T. Dev 0.50mn i‘o
Max. RRF Dev : 30% Max. Rel. Area : 200% o
w
Conpound AVgRF  CCRF YDev Area% Dev(min)R T. H
83 | Chrysene-dl12 1. 000 1. 000 0.0 130 -0.02 15. 80
89 t 3, 3" -Di chl orobenzi di ne 0. 453 0. 549 -21.2 160 -0.01 15. 81
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99107A. D MP4318. M Fri Cct 02 12:38:38 2015
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Continuing Calibration Summary Page 1 of 3

Job Number: JC9206 Sample: EP4403-CC4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P100741.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4403\ P100741. D Vial: 2

Acg On 1 Dec 2015 3:47 pm Operator: |inseyk
Sampl e . ¢cc4318-50 I nst . MsP

M sc . 0p89240, ep4403 Mul tiplr: 1.00

M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Wed Dec 02 08:41: 00 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.050 Mn. Rel. Area : 48% Mix. RT. Dev 0.50mn
Max. RRF Dev : 20% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
11 1, 4- Di chl orobenzene-d4 1. 000 1. 000 0.0 82 0.11 4,12
2t 1, 4- Di oxane 0. 788 0. 705 10.5 78 0.02 1.64
3t Pyri di ne 1.852 1.758 5.1 85 0.03 1.84
4t N- Ni t r osodi net hyl am ne 0. 582 0. 649 -11.5 97 0.03 1.81
58S 2- Fl uor ophenol 1.603 1.524 4.9 84 0. 06 2.78
6t | ndene 2.604 2.685 -3.1 95 0. 06 4. 44
7t Cunene 3.420 3.621 -5.9 99 0.11 3.22
8 S Phenol - d5 1.995 2.077 -4.1 93 0.10 3.75
9t Phenol 2.086 2.296 -10.1 103 0.03 3.76
10 t Ani li ne 2.485 1.996 19.7 81 0. 09 3.74
11t bi s(2- Chl or oet hyl ) et her 1. 427 1.617 -13.3 104 0. 05 3.80
12 t 2- Chl or ophenol 1.502 1. 480 1.5 92 0.11 3.89
13 t Decane 1.224 1.461 -19.4 113 0.04 3.93
14 t 1, 3-Di chl orobenzene 1.679 1.632 2.8 89 0.09 4,05
15 t 1, 4- Di chl or obenzene 1. 566 1.609 -2.7 92 0. 06 4. 14
16 t Benzyl al cohol 1. 009 0. 997 1.2 86 0. 06 4,32
17 t 1, 2- Di chl orobenzene 1. 506 1.488 1.2 93 0. 05 4. 33
18 t Acet ophenone 2.029 2.090 -3.0 92 0.10 4. 65
19 t 2- Met hyl phenol 1. 315 1. 389 -5.6 99 0. 04 4.50
20 t 2,2' - oxybi s(1- Chl or opr opa 0. 456 0. 522 -14.5 101 0. 07 4.48
21 t 3&4- Met hyl phenol 1.428 1.579 -10.6 100 0. 05 4.71
22 n- Ni troso-di - n-propyl amn 0.974 1.166 -19.7 111 0. 00 4. 66
23 t Hexachl or oet hane 0. 548 0.513 6.4 79 0. 06 4.76
24 | Napht hal ene- d8 1. 000 1. 000 0.0 88 0.12 5.85
25 S Ni t r obenzene-d5 0.434 0. 461 -6.2 102 0.13 4.85
26 t Ni t r obenzene 0. 433 0. 451 -4.2 102 0.13 4.87
27 t Qui nol i ne 0. 863 0.768 11.0 86 0.18 6.41
28 t | sophor one 0.783 0. 806 -2.9 100 0.14 5.21
29 t 2- Ni trophenol 0. 245 0.221 9.8 82 0.15 5.32
30t 2, 4- Di net hyl phenol 0.391 0. 379 3.1 92 0.14 5.44
31t Benzoi c acid 0.291 0. 269 7.6 84 0.19 5.74
32 t bi s(2- Chl or oet hoxy) met han 0. 488 0. 506 -3.7 103 0.14 5.54
33 t 2, 4- Di chl or ophenol 0. 341 0. 310 9.1 85 0.13 5.71
34 2, 6-Di chl or ophenol 0. 323 0.298 7.7 90 0.16 6.02
35 1, 3,5-Tri chl orobenzene 0. 390 0. 337 13.6 86 0.14 5.33
36t 1,2,4-Trichl orobenzene 0. 385 0. 330 14. 3 85 0.15 5.78
37 1, 2,3-Trichl orobenzene 0. 363 0. 311 14. 3 93 0.16 6.11
38 t Napht hal ene 1.115 1.161 -4.1 106 0.13 5.88
39 t 4- Chl oroani |l i ne 0.519 0.429 17.3 81 0.17 6.01
40 t 2,3-Dichloroaniline 0. 430 0. 371 13.7 84 0.21 7.39
41 t Caprol act am 0.176 0. 193 -9.7 101 0.21 6. 55
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Continuing Calibration Summary Page 2 of 3

Job Number: JC9206 Sample: EP4403-CC4318
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P100741.D
Project: Sunoco - Marcus Hook Facility, PA
42 t Hexachl or obut adi ene 0.177 0. 162 8.5 88 0.16 6. 09
43 t 4- Chl or o- 3- et hyl phenol 0. 363 0. 362 0.3 93 0.12 6. 84
44 t 2- Met hyl napht hal ene 0.661 0.591 10. 6 90 0.18 6.93
45 t 1- Met hyl napht hal ene 0.792 0.715 9.7 92 0.20 7.08
46 t Di et hyl napht hal ene 0.681 0. 608 10.7 89 0.16 7.92
47 | Acenapht hene- d10 1. 000 1. 000 0.0 86 0. 06 8. 55
48 t Hexachl or ocycl opent adi ene 0. 292 0.197 32.5# 53 0. 05 7.20
49 t 2,4,6-Trichl orophenol 0. 408 0. 368 9.8 83 0.05 7.43
50 t 2,4,5-Trichl or ophenol 0.434  0.382 12.0 80 0.03 7.52
51 S  2-Fl uorobi phenyl 1. 370 1.185 13.5 86 0. 06 7.53
52 t 2- Chl or onapht hal ene 1. 155 1. 036 10. 3 94 0. 06 7.69
----------------------- True Cal c. %Drift ------------
53 t Bi phenyl 50. 000 57.355 -14.7 97 0.06 7.68
----------------------- AvgRF  CCRF % Dev
54 t 2-Nitroaniline 0. 379 0. 415 -9.5 100 0. 07 7.90
55t Di et hyl pht hal ate 1.391 1. 245 10.5 86 0. 06 8.21
56 t Acenapht hyl ene 2.019 1.944 3.7 98 0. 07 8.33
57 t 2,6-Dinitrotol uene 0. 323 0. 297 8.0 83 0.08 8. 30
58 t 3-Nitroaniline 0.434 0.341 21.4# 71 0.09 8. 56
59 t Acenapht hene 1.197 1.198 -0.1 99  0.07 8.61
----------------------- True Cal c. %Drift ------------
60 t 2, 4-Di ni t rophenol 100. 000 88.832 11.2 72 0.09 8.75
----------------------- AvgRF CCRF % Dev
61 t 4-Ni trophenol 0. 151 0.128 15.2 70 0. 00 9.02
62 t Di benzof ur an 1.715 1.497 12.7 89 0.07 8. 89
63 t 2,4-Dinitrotol uene 0. 407 0. 392 3.7 87 0.09 8.94
64 2,3,4,6-Tetrachl or ophenol 0. 339 0. 270 20. 4# 67 0.08 9.14
65 t Di et hyl pht hal ate 1.413 1. 257 11.0 87 0.08 9.34
66 t Fl uor ene 1.393 1. 386 0.5 99 0.08 9.43
67 t 4- Chl or ophenyl - phenyl et he 0. 645 0. 576 10.7 86 0.08 9. 46
68 t 4-Nitroaniline 0.411 0. 342 16.8 76 0.10 9.55
69 | Phenant hr ene-d10 1. 000 1. 000 0.0 92 0.07 10.91
----------------------- True Cal c. %Drift ------------
70 t 4,6-Dinitro-2-net hyl pheno 50.000 41.114 17.8 75 0.08 9.61
----------------------- AvgRF CCRF % Dev
71t n- Ni t r osodi phenyl am ne 0.670 0. 588 12.2 85 0. 06 9. 67
72 t 1, 2- Di phenyl hydr azi ne 0. 905 0.917 -1.3 102 0. 05 9.71
73S 2,4,6-Tribronmophenol 0.124 0. 105 15.3 75 0. 06 9.83
74 t 4- Br onophenyl - phenyl et her 0. 256 0.221 13.7 80 0. 05 10. 23
75 t Hexachl or obenzene 0. 270 0. 226 16. 3 78 0. 06 10. 32
----------------------- True Cal c. %Drift ------------
76 t Pent achl or ophenol 100. 000 68. 388 31.6# 64 0. 07 10. 68
----------------------- AvgRF CCRF % Dev
77 t Phenant hr ene 1.244 1.222 1.8 98 0. 07 10. 95
78 t Ant hr acene 1.307 1.261 3.5 96 0.05 11.03
79 t Car bazol e 1. 256 1. 060 15.6 84 0.07 11. 34
80 t Di - n- butyl pht hal ate 1.510 1.368 9.4 88 0.07 12. 00
81 t Fl uor ant hene 1.382 1.329 3.8 94 0.08 12.94
82 t Cct adecane 0.444  0.544 -22.5# 119 0.05 10. 89
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Continuing Calibration Summary Page 3 of 3

Job Number: JC9206 Sample: EP4403-CC4318

Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P100741.D

Project: Sunoco - Marcus Hook Facility, PA
83 | Chrysene-d12 1. 000 1. 000 0.0 87 0.08 15.59
84 t Pyrene 1.521 1. 506 1.0 95 0.06 13.33
85 S  Terphenyl -d14 1.023 0.867 15.2 84 0.05 13.69
86 t But yl benzyl pht hal at e 0.722 0.729 -1.0 89 0.06 14.67
87 Butyl stearate 0.398 0.451 -13.3 105 0.05 14.88
88 t Benzo[ a] ant hr acene 1.279 1. 303 -1.9 94 0. 07 15. 57
89 t 3, 3" -Di chl orobenzi di ne 0. 453 0. 430 51 83 0. 07 15. 59
90 t Chrysene 1.251 1.296 -3.6 96 0.08 15.64
91 t bi s(2- Et hyl hexyl ) pht hal at 0.963 0.979 -1.7 91 0.06 15.82
92 | Peryl ene-d12 1. 000 1. 000 0.0 78 0.06 18.15
93 t D - n-octyl phthal ate 1.534 1. 636 -6.6 90 0.02 17.03
94 t Benzo[ b] f | uor ant hene 1.212 1.274 -5.1 94 0.09 17.53
95 t Benzo[ k] f | uor ant hene 1.149 1. 229 -7.0 94 0.04 17.57
96 t Benzo[ a] pyr ene 1.131 1.212 -7.2 93 0. 06 18. 06
97 t I ndeno[ 1, 2, 3-cd] pyrene 1. 050 1.190 -13.3 96 0. 09 19. 80
98 t Di benz(a, h)acridi ne 0. 968 0.971 -0.3 85 0. 07 19. 47
99 t Di benz[ a, h] ant hr acene 1. 050 1. 207 -15.0 96 0.08 19.83

100 t 7, 12- Di met hyl benz(a) ant hr 0.517 0. 539 -4.3 88 0. 04 17.51

101 t Benzo[ g, h,i] peryl ene 1.138 1. 256 -10.4 96 0.09 20.16

(#) = Qut of Range SPCC's out =0 CCCs out =0
P99808. D  MP4318. M Wed Dec 02 08:43:03 2015

[ | 177 of 268
@ ACCUTEST
JC9206 ‘-AmomaTomies



Continuing Calibration Summary Page 1 of 1

Job Number: JC9206 Sample: EP4403-CC4319
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  P100742.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Data File : C \ MSDCHEM 1\ DATA\ EP4403\ P100742. D Vial: 3

Acg On 1 Dec 2015 4:16 pm Operator: |inseyk
Sampl e . ¢cc4319-50 I nst . MsP

M sc . 0p89240, ep4403 Mul tiplr: 1.00

M5 Integration Paranms: rteint.p

Met hod : C. \ MSDCHEM 1\ METHODS\ MP4318. M ( RTE | nt egrat or)

Title : Sem Vol atile Extractables by GO M

Last Update : Wed Dec 02 08:41: 00 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.050 Mn. Rel. Area : 48% Mix. RT. Dev 0.50nin
Max. RRF Dev : 20% Max. Rel. Area : 200%
Conmpound AvgRF  CCRF %ev Area% Dev(min)R T.
102 | 1, 4- Di chl or obenzene-d4b 1. 000 1. 000 0.0 63 0. 04 4,12
103 Benzal dehyde 1.164 1.126 3.3 63 0. 06 3.61
104 | Phenant hr ene- d10b 1. 000 1. 000 0.0 70 0.05 10.91
----------------------- True Cal c. %Drift ------------
105 Atrazi ne 50. 000 54.051 -8.1 76 0.04 10. 58
----------------------- AvgRF  CCRF % Dev
106 | Chrysene-d12b 1. 000 1. 000 0.0 73 0.04 15.58
107 Benzi di ne 0. 905 0. 593 34.5# 46# -0.03 13. 25
108 | Napht hal ene- d8b 1. 000 1. 000 0.0 69 0.04 5.85
109 Hydr oqui none 0. 406 0.411 -1.2 65 0. 04 6. 66
110 | Acenapht hene- d10b 1. 000 1. 000 0.0 68 0.05 8.55
----------------------- True Cal c. %Drift ------------
111 1,2,4,5-Tetrachl orobenzen 50.000 53.570 -7.1 72 0.02 7.21
(#) = Qut of Range SPCC's out =0 CCCs out =0
P99808.D MP4318. M Wed Dec 02 08:43:04 2015
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Sample Results: P100749.D

Quantitation Report

(QT Reviewed)

Vial:
Operator:

Inst :
Multiplr:

Quant Results File:

C:\MSDCHEM\1\METHODS\MP4318_M (RTE Integrator)

10
linseyk
MSP
1.00

MP4318.RES

Conc Units Dev(Min)

99
82
172
330
244

153
166
178
178
202
202
149

Response
173669 40.00
634660 40.00
358609 40.00
599123 40.00
606193 40.00
579067 40.00
173669 40.00
599123 40.00
606193 40.00
634660 40.00
358609 40.00
129726 18.65
Recovery =
118792 13.72
Recovery =
269100 39.10
Recovery =
463444 37.74
Recovery =
70989 38.17
Recovery =
461567 29.76
Recovery =
33073 3.08
56421 4.52
89975 4.83
38442 1.96
14362 0.69
75329 3.27
82051 5.62

Data File : C:\MSDCHEM\1\DATA\EP4403\P100749.D
Acq On 1 Dec 2015 7:41 pm
Sample : jc9206-1
Misc > 0p89248,ep4403,1000
MS Integration Params: rteint.p
Quant Time: Dec 02 08:59:24 2015
Quant Method :
Title : Semi Volatile Extractables by GC/MS
Last Update : Wed Dec 02 08:59:20 2015
Response via : Initial Calibration
DataAcq Meth : MP4318
Internal Standards R.T.
1) 1,4-Dichlorobenzene-d4 4.12
24) Naphthalene-d8 5.85
47) Acenaphthene-d10 8.55
69) Phenanthrene-d10 10.91
83) Chrysene-di12 15.59
92) Perylene-di12 18.15
102) 1,4-Dichlorobenzene-d4b 4.12
104) Phenanthrene-d10b 10.91
106) Chrysene-di12b 15.59
108) Naphthalene-d8b 5.85
110) Acenaphthene-d10b 8.55
System Monitoring Compounds
5) 2-Fluorophenol 2.79
Spiked Amount 50.000
8) Phenol-d5 3.77
Spiked Amount 50.000
25) Nitrobenzene-d5 4.85
Spiked Amount 50.000
51) 2-Fluorobiphenyl 7.53
Spiked Amount 50.000
73) 2,4,6-Tribromophenol 9.83
Spiked Amount 50.000
85) Terphenyl-d14 13.69
Spiked Amount 50.000
Target Compounds
59) Acenaphthene 8.61
66) Fluorene 9.43
77) Phenanthrene 10.95
78) Anthracene 11.04
81) Fluoranthene 12.95
84) Pyrene 13.33
91) bis(2-Ethylhexyl)phthalate 15.82

ppm 0.11
ppm 0.12
ppm 0.06
ppm 0.07
ppm 0.08
ppm 0.06
ppm 0.04
ppm 0.05
ppm 0.05
ppm 0.05
ppm 0.05
ppm 0.07
37.30%

ppm 0.12
27 .44%

ppm 0.00
78.20%

ppm 0.06
75.48%

ppm 0.06
76.34%

ppm 0.06
59.52%

Qvalue

ppm 93
ppm 86
ppm 95
ppm 94
ppm 89
ppm 95
ppm 96

(#) = qualifier out of range (m) = manual
Wed Dec 02 14:15:40 2015

P1007

P100749.D: JC9206-1 MW-555-20151123 page 1 of 6

49.D MP4318.M

integration (+) = signals summed
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Sample Results: P100749.D

Quantitation Report (QT Reviewed)

Data File : C:\MSDCHEM\1\DATA\EP4403\P100749.D Vial: 10

Acq On : 1 Dec 2015 7:41 pm Operator: linseyk
Sample : jc9206-1 Inst : MSP

Misc : 0p89248,ep4403,1000 Multiplr: 1.00

MS Integration Params: rteint.p

Quant Time: Dec 2 14:15 2015 Quant Results File: MP4318.RES
Method C:\MSDCHEM\1\METHODS\MP4318 .M (RTE Integrator)

Title Semi Volatile Extractables by GC/MS

Last Update Wed Dec 02 08:58:56 2015
Response via Initial Calibration
Abundance TIC: P100749.D

2000000

1900000

1800000

1700000

2-Fluorobiphenyl,S
Acenaphthene-d104,1

Naphthalene-d8y, |
Ae-e10(, |

1600000

1500000

Terphenyl-d14,S
Chrysene-d124,!

1400000

Perylene-d12,1

1300000

1200000

2,4,6-Tribromophenol,S

1100000

Nitrobenzene-d5,S

1,4-Dichlorobenzene-d4i,|

1000000

Pietantene, t

900000

__Fluorene,t

800000

Anthracene,t

700000

ranthene,t

600000

Pyrene,t
bis(2-Ethylhexyl)phthalate,t

500000

400000

2-Fluorophenol,S

300000

Phenol-d5,S

200000

100000

Time--> 200 3.00 400 5.00 6.00 7.00 8.00 9.00 10.00 1100 12.00 13.00 1400 1500 16.00 1700 18.00 19.00 20.00 21.00
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Sample Results:

Abundance Scan 1351 (8.797 min): P99097.D (-1341) (-) #59
133 Acenaphthene
Concen: 3.08 ppm

RT: 8.61 min Scan# 1409
Delta R.T. 0.07 min

Lab File: P100749.D

Acq: 1 Dec 2015 7:41 pm

Ref50

98 113126 139

0 . ]
miz--> 40 60 80 100 120 140 160 180 200 220 | 19t lon:153 Resp: 33073
Abundance Scan 1409 (8.607 min): P100749.D lon Ratio Lower Upper
153 153 100

152 51.9 18.4 78.4

55 154 90.2 67.7 127.7

41

Raw, 69 g, 95
115128 /Abundance |on 153.00 (152.70 to 153.70): F
lon 152.00 (151.70 to 152.70): A
30000
0 8.61
mz--> 40 60 80 100 120 140 160 180 200 220 ;
Abundance
154 20000
71
Sub
50 43 55 97 158 173 10000
83 119 186
203 918
oﬁmmmwr‘r’m 0""""""""'
mz--> 40 60 80 100 120 140 160 180 200 220 [Time--> 855 860 865
Abundance Scan 1505 (9.620 min): P99097.D (-1497) (-) #66
166 Fluorene
Concen: 4 .52 ppm
RT: 9.43 min Scan# 1563
Ref50 Delta R.T. 0.08 min
Lab File: P100749.D
82 Acq: 1 Dec 2015 7:41 pm
69 115 139
0l 37,50 99 185
miz--> 40 60 80 100 120 140 160 180 200 200 240 | 19T lon:166 Resp: 56421
Abundance Scan 1563 (9.430 min): P100749.D lon Ratio Lower Upper
165 166 100

165 102.2 58.5 118.5
167 19.6 0.0 447

Rawgq
/Abundance lon 166.00 (165.70 to 166.70): F
182 60000| 100 165.00 (164.70 to 165.70): A
201 216230
0 24 50000
miz--> 40 60 80 100 120 140 160 180 200 220 240
Abundance 40000
165
30000
Sub, | 20000
6 2 115 139152 | 182 10000
201
OMM Olllllllllllllllll
miz--> 40 60 80 100 120 140 160 180 200 220 240 [Time--> 940 945 950
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Sample Results:

Abundance Scan 1791 (11.148 min): P99097.D (-1781) (-) #77
178 Phenanthrene
Concen: 4.83 ppm
RT: 10.95 min Scan# 1848
Ref50 Delta R.T. 0.07 min

Lab File: P100749.D
89 152 Acq: 1 Dec 2015 7:41 pm
50 P | 110126 "y

Ol e e O e dbe el e . .
mz-> 40 60 80 100 120 140 160 180 200 220 240 260 | 19T 10n:178 Resp: 89975
Abundance Scan 1848 (10.952 min): P100749.D lon Ratio Lower Upper
178 178 100

179 14.0 0.0 47.1
176 18.6 0.0 50.0

Rawg,
57 /Abundance |on 178.00 (177.70 to 178.70): F
lon 179.00 (178.70 to 179.70): H
o 197212226241 256 272 80000
m/z--> 40 60 80 100 120 140 160 180 200 220 240 260 10.95
Abundance 60000
178
40000
Sub
50
57 20000
43 85 151
0 113 13, 197212 235 256272
mmmmrm T T T T T T T T T T T T T
m/z--> 40 60 80 100 120 140 160 180 200 220 240 260  [Time--> 10.90 10.95 11.00
Abundance Scan 1806 (11.228 min): P99097.D (-1799) (-) #78
178 Anthracene
Concen: 1.96 ppm
RT: 11.04 min Scan# 1864
Ref50 Delta R.T. 0.06 min

Lab File: P100749.D
Acq: 1 Dec 2015 7:41 pm

75 89 152
ol378L b | 100126 7 | 202 265
ot e 0 bl 2% e 200 ] ;
mz-> 40 60 80 100 120 140 160 180 200 220 240 260 | 19t lon:178 Resp: 38442
Abundance Scan 1864 (11.038 min): P100749.D lon Ratio Lower Upper
178 178 100

179 23.8 0.0 50.3
176 19.6 0.0 47.9

Rawgq
/Abundance lon 178.00 (177.70 to 178.70): F
40000/ lon 179.00 (178.70 to 179.70): F
04
miz--> 40 60 80 100 120 140 160 180 200 220 240 260 30000
Abundance
178
20000
Sub
50
10000
195
89 210
L7 51 67 108 134151 229243757 o
mﬁmmm’wm Trr [ rrrr [ rrr ot
mz--> 40 60 80 100 120 140 160 180 200 220 240 260 Time--> 11.00 11.05 11.10
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Sample Results:

Abundance Scan 2167 (13.156 min): P99097.D (-2159) (-) #81
202 Fluoranthene
Concen: 0.69 ppm
RT: 12.95 min Scan# 2222
Ref50 Delta R.T. 0.09 min
Lab File: P100749.D
101 Acq: 1 Dec 2015 7:41 pm
o 123 150 174
mz-> 40 60 80 100 120 140 160 180 200 220 240 260 260 300 | 19T 10n:-202 Resp: 14362
Abundance Scan 2222 (12.950 min): P100749.D lon Ratio Lower Upper
202 100
8l 202 101 18.5 0.0 43.9
100 6.8 0.0 40.7
Rav, 109
128 165 /Abundance |on 202.00 (201.70 to 202.70): F
39 145 a1 226 12000} lon 101.00 (100.70 to 101.70): H
252 272
0 288 10000 19.05
miz--> 40 60 80 100 120 140 160 180 200 220 240 260 280 300 '
Abundance 8000
202
6000
Sub_, 4000
101 226 2000
45 64 81 134 162 1gg 250 278 300
miz--> 40 60 80 100 120 140 160 180 200 220 240 260 280 300 Time--> 12,00 12.95 13.00
Abundance Scan 2240 (13.546 min): P99097.D (-2231) () #84
202 Pyrene
Concen: 3.27 ppm
RT: 13.33 min Scan# 2294
Ref50 Delta R.T. 0.07 min
Lab File: P100749.D
101 Acq: 1 Dec 2015 7:41 pm
oaosyra, | 2 a0 | _ _
miz--> 40 60 80 100 120 140 160 180 200 220 240 260 280 300 | 19T 1002202 Resp: 75329
Abundance Scan 2294 (13.335 min): P100749.D lon Ratio Lower Upper
202 202 100
101 21.1 0.0 48.4
100 14.8 0.0 43.7
Rawsg
/Abundance lon 202.00 (201.70 to 202.70): F
55 101 lon 101.00 (100.70 to 101.70):
8 e 141 165 220
o 3& 181 236252269286 306 60000
miz-> 40 60 80 100 120 140 160 180 200 220 240 260 280 300 13.33
Abundance
202 40000
Sub
50 20000
101
220
o 5874 125 150 174 240 260 278296 o=

m/z--> 40 60 80 100 120 140 160 180 200 220 240 260 280 300 [Time-->
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Sample Results:

Abundance Scan 2716 (16.089 min): P99097.D (-2708) (-) #91
149 bis(2-Ethylhexyl)phthalate
Concen: 5.62 ppm
RT: 15.82 min Scan# 2760
Ref50 Delta R.T. 0.06 min
57 Lab File: P100749.D
13 4 Acq: 1 Dec 2015  7:41 pm
AEEN R E T
miz--> 50 100 150 200 250 300  aso 19T lon:149 Resp: 82051
Abundance Scan 2760 (15.824 min): P100749.D lon Ratio Lower Upper
149 149 100
167 28.8 1.0 61.0
279 5.7 0.0 35.5
Rawg,
57 /Abundance [on 149,00 (148.70 to 149.70): F
800001 |on 167.00 (166.70 to 167.70): A
83 113 279
ol 3 168 189208 229248 208320 352
miz--> 50 100 150 200 250 300 350 60000 1582
Abundance
149
40000
Sub
%0 20000
57 /\\
/
113
0L38 8 168191212 245 279301300 352 0 .
LI AL UL LS UL BUNLELELSS SUNLEL R SRR B
miz--> 50 100 150 200 250 300 350 Tme-> 1575 1580 15.85 '
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Sample Resu

I 4M62080.D

Quantitation Report

Data Path : C:\msdchem\1\DATA\
Data File : 4m62080.D

Acq On : 4 Dec 2015 11:27
Operator : ashleyd

Sample : jc9206-1

Misc : 0p89248a,e4m2731,1
ALS Vial 17 Sample Multip

E4M2731\

pm

000
lier: 1

Quant Time: Dec 05 08:36:46 2015

Quant Method :
Quant Title
QLast Update

Respo

; Semi Volatile
: Wed Dec 02 08:3
nse via : Initial Calibra

Compound

C:\MSDCHEM\1\METHODS\M4M2727SIM.M

GC/MS,zb-5 15m x .25mm x .50um

4:05 2015
tion

(QT Reviewed)

Manual Integrations
APPROVED
(compounds with "m" flag)

Kristi Schollenberger
12/05/15 09:57

Conc Units Dev(Min)

Inte
1)
12)
22)
28)
35)
38)

rnal Standards
1-Methylnaphthalene-d10
Fluorene-di10
Fluoranthene-d10
Benzo(a)pyrene-di2
1-Methylnaphthalene-d10a
Fluorene-d10a

System Monitoring Compounds

2)
Sp
3)
Sp
6)
Sp
11)
Sp
17)
Sp
25)
Sp

Targ
14)
16)
20)
21)
23)
24)
26)
27)

2-Fluorophenol

iked Amount 50.000
Phenol-d5

iked Amount 50.000

Nitrobenzene-d5
iked Amount 50.000
2-Fluorobiphenyl
iked Amount 50.000
2,4,6-Tribromophenol
iked Amount 50.000
Terphenyl-d14
iked Amount 50.000
et Compounds
Acenaphthene

Fluorene

Phenanthrene
Anthracene
Fluoranthene

Pyrene
Benzo[a]anthracene
Chrysene
Benzo[a]pyrene
Benzo[g,h, i]perylene

10.155
13.151
17.319
21.897
10.155
13.151

4.429
Range 11
5.825

7.329
10.811
13.697

18.091

12.153
13.196
15.103
15.211
17.338
17.733
19.804
19.861
21.924
24.003

112

- 58

99
82
172
330

244

Response
156636 4.00
259148 4.00
299612 4.00
209345 4.00
156636 4.00
259148 4.00
413287 22.32
Recovery =
417217 15.06
Recovery =
1016027 43.27
Recovery =
1932872 34.96
Recovery =
402828 39.92
Recovery =
2025611 34.05
Recovery =
120011 2.60
256307 3.75
413339 3.89
182932 1.77
59919 0.68
306312 3.42
31199m 0.35
25827 0.31
9962 0.15
7257 0.12

ppm #-0.04
ppm -0.02
ppm -0.02
ppm -0.02
ppm #-0.04
ppm -0.02
ppm -0.03
44 _64%
ppm -0.04
30.12%
ppm -0.03
86.54%
ppm -0.02
69.92%
ppm -0.02
79.84%
ppm -0.02
68.10%
Qvalue
ppm # 69
ppm 92
ppm 92
ppm 96
ppm 90
ppm 97
ppm
ppm 95
ppm 99
ppm 95

= qualifier out of range (m) = manual
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Sample Results: VP o)b]

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\E4M2731\
Data File : 4m62080.D

Acq On > 4 Dec 2015 11:27 pm
Operator : ashleyd
Sample : jc9206-1
Misc : 0p89248a,e4m2731,1000

ALS Vial : 17 Sample Multiplier: 1

Quant Time: Dec 05 08:36:46 2015

Quant Method : C:\MSDCHEM\1\METHODS\M4M2727SIM.M

Quant Title : Semi Volatile GC/MS,zb-5 15m x .25mm x .50um
QLast Update : Wed Dec 02 08:34:05 2015

Response via : Initial Calibration

Abundance TIC: 4m62080.D\data.ms
2000000
1900000

1800000

1700000

teld

2-Fluorobipheny!,S
Forphenyldia-S

1600000

1500000

1400000

Nitrobenzene-d5,S

1300000

1200000

1100000

1000000

900000

2,4,6-Tribromophenol,S

800000

700000

600000

2-Fluorophenol,S
Fluorgniesd 0d, |

500000

Phenol-d5,S
Phenanthrene,t

Fluoranthene-d10, !

Pyrene,t

400000

1-Methylnaphthalene-d10d, |

Acenaphthene,t

ene,t

300000

nthracene,t

iRgseakatanthracene,t

200000

nlalnyreddanzo(a)pyrene-d12.1

Benzo[g, h,i]perylene,t

. ) J

P T T T T T T T T T T T T[T T T T

T T T T T
Time--> 4.00 6.00 8.00 10.00 12.00 14.00

L — T T T T T T T T T T T T T T T

— T
16.00 18.00 20.00 22.00 24.00
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Sample Results: VP o)b]

Abundance Scan 729 (12.205 min): 4m57511.D\data.ms (-727) (-) #14
158.0 Acenaphthene
Concen: 2.60 ppm
RT: 12.153 min Scan# 705
Ref 50 Delta R.T. -0.046 min
Lab File: 4m62080.D
63.0 Acq: 4 Dec 2015 11:27 pm
miz--> 60 70 80 90 100 110 120 130 140 150 160 170 180 190 Igt Ign- 153 Eesp- 120011
Abundance Scan 705 (12.153 min): 4m62080.D\data.ms on Ratio Lower Upper
158.0 153 100
152 54.2 7.5 67.5
154 79.1 84.1 144.1#
Raw gq
Abundance
12.453
63.0 139.0 165.0 60000
l . ,,184.0
s RN Ko 50000
mz--> 60 70 80 90 100 110 120 130 140 150 160 170 180 190
Abundance Scan 705 (12.153 min): 4m62080.D\data.ms (-685) (-)
1550 40000
30000
Sub 20000
10000
63.0
0 167:0 1840
R LT car e
mz--> 60 70 80 90 100 110 120 130 140 150 160 170 180 190 Time--> 12.10 1215 12.20
Abundance Scan 780 (13.251 min): 4m57511.D\data.ms (-778) (-) #16
166.0 Fluorene
Concen: 3.75 ppm
RT: 13.196 min Scan# 752
Ref 50 Delta R.T. -0.024 min
Lab File: 4m62080.D
1390 Acq: 4 Dec 2015 11:27 pm
oL 830 i | 1840
e T e e L et S . .
miz--> 60 80 100 120 140 160 180 200 19T 10n:166 Resp: 256307
Abundance Scan 752 (13.196 min); 4m62080.D\data.ms lon Ratio Lower Upper
16%.0 166 100
165 94.2 71.4 131.4
167 16.7 0.0 41.4
Raw g
Abundance
77.0 139.0 13496
: 105.0 151 9 : ‘ 184.0
bl 1980 150000
mz--> 60 80 100 120 140 160 180 200
Abundance Scan 752 (13.196 min): 4m62080.D\data.ms (-731) (-)
16p.0 100000
Sub
50 50000
139.0
77.0 1050 1210 | | 198.0 0
e o = S Sl I, | TR e ———————————
mz--> 60 80 100 120 140 160 180 200 Time-> 13.15 13.20 13.25
4m62080.D M4M2727SIM.M Sat Dec 05 08:37:03 2015 MANAGER Page 3
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Sample Results: VP o)b]

Abundance Scan 890 (15.138 min): 4m57511.D\data.ms (-887) (-) #20
178.0 Phenanthrene
Concen: 3.89 ppm
RT: 15.103 min Scan# 865
Ref 50 Delta R.T. -0.033 min
Lab File: 4m62080.D
Acq: 4 Dec 2015 11:27 pm
miz—> 170 180 190 200 210 220 230 240 250 260 270 280 290 Igt Ign-}78 Eesp- 413339
Abundance Scan 865 (15.103 min): 4m62080.D\data.ms on Ratio Lower Upper
178.0 178 100
179 13.9 0.0 45.9
176 21.3 0.0 46.9
Raw g
Abundance
15.M03
ol om0 0000
m/z--> 170 180 190 200 210 220 230 240 250 260 270 280 290
Abundance Scan 865 (15.103 min): 4m62080.D\data.ms (-835) (-) 150000
178.0
100000
Sub
50
50000
T s
m/z--> 170 180 190 200 210 220 230 240 250 260 270 280 290 Time--> 15.05 1510  15.15
Abundance Scan 896 (15.231 min): 4m57511.D\data.ms (-894) (-) #21
178.0 Anthracene
Concen: 1.77 ppm
RT: 15.211 min Scan# 872
Ref 50 Delta R.T. -0.018 min

Lab File: 4m62080.D
Acq: 4 Dec 2015 11:27 pm

miz-> 170 180 190 200 210 220 230 240 250 260 270 280 200 19t 10n:178 Resp: 182932
Abundance Scan 872 (15.211 min): 4mB2080.D\data. ms lon Ratio Lower Upper
178.0 178 100
179 12.7 0.0 44 .1
176 16.5 0.0 48.5
Raw g
Abundance
. 266.0  284.0 200000
rrrH T e o
miz—-> 170 180 190 200 210 220 230 240 250 260 270 280 290
Abundance Scan 872 (15.211 min): 4m62080.D\data.ms (-841) (-) 150000
178.0
Sub
50
50000
0 268.0  286.0
SR MU UUMNUNUMUS—— 17 ML S e —
miz—> 170 180 190 200 210 220 230 240 250 260 270 280 290 Time--> 15,15 1520 15.25
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Sample Results: VP o)b]

Abundance  Scan 1021 (17.416 min): 4m57511.D\data.ms (-1019) (-) #23
202.0 Fluoranthene
Concen: 0.68 ppm
RT: 17.338 min Scan# 993
Ref 50 Delta R.T. -0.021 min
Lab File: 4m62080.D
101.0 Acq: 4 Dec 2015 11:27 pm
ol azzo | g
mz-> 100 120 140 160 180 200 220 240 19T lon:202 Resp: 59919
Abundance Scan 993 (17.338 min): 4m62080.D\data.ms lon Ratio Lower Upper
202.0 202 100
203 23.1 0.0 46.4
226.0 101 9.9 0.0 39.5
Raw g
Abundance
17.538
101.0 1299 40000
244.0
e e e
miz--> 100 120 140 160 180 200 220 240 30000
Abundance Scan 993 (17.338 min): 4m62080.D\data.ms (-968) (-)
202.0
296.0 20000
Sub
50
10000
101.0
o S [ N —
miz--> 100 120 140 160 180 200 220 240  Time--> 17.30 17.35 17.40
Abundance  Scan 1042 (17.812 min): 4m57511.D\data.ms (-1039) (-) #24
202.0 Pyrene
Concen: 3.42 ppm
RT: 17.733 min Scan# 1014
Ref 50 Delta R.T. -0.021 min
Lab File: 4m62080.D
101.0 Acq: 4 Dec 2015 11:27 pm
ofzzo | 2ze0zu0
mz-> 100 120 140 160 180 200 220 240 19t 10n:202 Resp: 306312
Abundance Scan 1014 (17.733 min): 4m62080.D\data.ms fon Ratio Lower Upper
202.0 202 100
203 21.4 0.0 49.3
101 9.3 0.0 39.4
Raw g
Abundance
1733
101.0
o 122.0 L 226.0 2440
e P e e
m/z--> 100 120 140 160 180 200 220 240 150000
Abundance Scan 1014 (17.733 min): 4m62080.D\data.ms (-989) (-)
202.0
100000
Sub 50
50000
101.0
O 228 e e
miz--> 100 120 140 160 180 200 220 240  Time-> 17.65 17.70 17.75 17.80
4m62080.D MAM2727SIM.M Sat Dec 05 08:37:03 2015 MANAGER Page 5
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Sample Results: VP o)b]

Abundance  Scan 1153 (19.901 min): 4m57511.D\data.ms (-1151) (-) #26
228.0 Benzo[a]anthracene
Concen: 0.35 ppm m
RT: 19.804 min Scan# 1124
Ref 50 Delta R.T. -0.021 min
Lab File: 4m62080.D
Acq: 4 Dec 2015 11:27 pm
1010 .0 202.0 ‘
L NNMERREN A S -208 - 31199
miz--> 100 120 140 160 180 200 220 240 Tgt lon:228 Resp: 11
Abundance Scan 1124 (19.804 min): 4m62080.D\data.ms lon Ratio Lower Upper
212.0 228.0 228 100
2440 226 48.7 0.0 53.7
229 81.2 17.7 21.7#
Raw g
101.0 122.0 Abundance
19.804
Ot e e e A 15000
mz--> 100 120 140 160 180 200 220 240
Abundance  Scan 1124 (19.804 min): 4m62080.D\data.ms (-1099) (-)
219.0 228.0 10000
244.0
Sub
50 5000
101.0 122.0 ‘
o,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,u,,‘ —— o S
mz--> 100 120 140 160 180 200 220 240  Time-> 19.80 19.85
Abundance  Scan 1156 (19.958 min): 4m57511.D\data.ms (-1155) (-) #H27
228.0 Chrysene
Concen: 0.31 ppm
RT: 19.861 min Scan# 1127
Ref 50 Delta R.T. -0.020 min
Lab File: 4m62080.D
Acq: 4 Dec 2015 11:27 pm
o0 a220 220 || om0
miz--> 100 120 140 160 180 200 220 240 Tgt lon:228 Resp: 25827
Abundance Scan 1127 (19.861 min): 4m62080.D\data.ms lon Ratio Lower Upper
228.0 228 100
226 30.8 0.0 56.7
229 19.9 0.0 39.2
Raw g
203.0 244.0 Abundance
101.0 1220 19/861
o,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,h, A~ 15000
mz--> 100 120 140 160 180 200 220 240
Abundance  Scan 1127 (19.861 min): 4m62080.D\data.ms (-1102) (-)
228.0 10000
Sub
%0 244.0 5000
101.0 122.0
T S L o L S S e ————]
mz--> 100 120 140 160 180 200 220 240  Time-> 19.85  19.90
4m62080.D M4M2727SIM.M Sat Dec 05 08:37:03 2015 MANAGER Page 6
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Sample Results: VP o)b]

Abundance  Scan 1285 (22.017 min): 4m57511.D\data.ms (-1282) (-)
252.0
Ref 50
m/iz--> 240 245 250 255 260 265 270 275 280 285
Abundance Scan 1264 (21.924 min): 4m62080.D\data.ms
252.0
Raw g
265.0
279.0
ot
m/iz--> 240 245 250 255 260 265 270 275 280 285
Abundance  Scan 1264 (21.924 min): 4m62080.D\data.ms (-1229) (-)
252.0
Sub
50
264.0
279.0
ot
m/z--> 240 245 250 255 260 265 270 275 280 285
Abundance  Scan 1415 (23.807 min): 4m57511.D\data.ms (-1411) (-)
276.0
Ref 50
R = B S s o S,
m/iz--> 240 245 250 255 260 265 270 275 280 285
Abundance Scan 1415 (24.003 min): 4m62080.D\data.ms
276.0
Raw 265.0
50 253.0
m/iz--> 240 245 250 255 260 265 270 275 280 285
Abundance  Scan 1415 (24.003 min): 4m62080.D\data.ms (-1381) (-)
276.0
Sub
50
L o T L o e S R
m/iz--> 240 245 250 255 260 265 270 275 280 285

4m62080.D

M4AM2727SIM .M

4M62080.D: JC9206-1 MW-555-20151123 page 7 of 7

Sat Dec 05 08:37:03 2015

#31
Benzo[a]pyrene
Concen: 0.15 ppm
RT: 21.924 min Scan# 1264
Delta R.T. -0.016 min
Lab File: 4m62080.D
Acq: 4 Dec 2015 11:27 pm
Tgt lon:252 Resp: 9962
lon Ratio Lower Upper
252 100
253 21.3 0.0 51.4
250 20.8 0.0 51.4
Abundance
10000
21.924
8000
6000
4000
2000
Time--> 2185 2190 2195
#34
Benzo[g,h,i]perylene
Concen: 0.12 ppm
RT: 24.003 min Scan# 1415
Delta R.T. -0.030 min
Lab File: 4m62080.D
Acq: 4 Dec 2015 11:27 pm
Tgt lon:276 Resp: 7257
lon Ratio Lower Upper
276 100
278 1.0 0.0 32.7
279 0.0 0.0 30.2
Abundance
4000 24,4503
3000
2000
1000
0 ' T T T T T T T T ' T T
Time-->  23.90 24.00 24.10
MANAGER
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QC Report: 3E78381.D

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\E3E3413\
Data File : 3E78381.D

Acq On 2 Dec 2015 10:20 am
Operator : ashleyn

Sample : 0p89248-mb1l

Misc : 0p89248,e3e3413,1000

ALS Vial : 4 Sample Multiplier: 1

Quant Time: Dec 02 11:19:58 2015

Quant Method : C:\MSDCHEM\1\METHODS\M3E3402.M

Quant Title Semi Volatile GC/MS,zb-5msi 30m x .25mm X .25MoTuTue Dec 01 15:37:37 2015

QLast Update

Tue Dec 01 15:37:37 2015

Initial

Calibration

Response via

Internal Standards R.T. Qlon Response Conc Units Dev(Min)

1) 1,4-Dichlorobenzene-d4 4.754 152 527435 40.00 ppm -0.04
24) Naphthalene-d8 5.861 136 2061123 40.00 ppm -0.05
47) Acenaphthene-d10 7.947 164 1076856 40.00 ppm -0.06
69) Phenanthrene-di10 10.134 188 1718242 40.00 ppm -0.06
83) Chrysene-di12 14.328 240 1470435 40.00 ppm -0.07
92) Perylene-di2 16.451 264 1036723 40.00 ppm -0.07
102) 1,4-Dichlorobenzene-d4a 4.754 152 527435 40.00 ppm -0.03
104) Acenaphthene-dl10a 7.947 164 1076856 40.00 ppm -0.06
106) Phenanthrene-dl10a 10.134 188 1718242 40.00 ppm -0.06
108) Chrysene-di2a 14.328 240 1470435 40.00 ppm -0.07
110) Naphthalene-d8a 5.861 136 2061123 40.00 ppm -0.05
System Monitoring Compounds

5) 2-Fluorophenol 3.796 112 386448 23.25 ppm -0.03

Spiked Amount 50.000 Recovery = 46 .50%

8) Phenol-d5 4.513 99 283807 13.39 ppm -0.02

Spiked Amount 50.000 Recovery = 26.78%

25) Nitrobenzene-d5 5.203 82 644969 36.24 ppm -0.04

Spiked Amount 50.000 Recovery = 72.48%

51) 2-Fluorobiphenyl 7.064 172 1439661 38.63 ppm -0.06

Spiked Amount 50.000 Recovery = 77 .26%

73) 2,4,6-Tribromophenol 9.091 330 203515 41.29 ppm -0.12

Spiked Amount 50.000 Recovery = 82.58%

85) Terphenyl-d14 12.691 244 1410522 41.43 ppm -0.07

Spiked Amount 50.000 Recovery = 82.86%
Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed

M3E3402.M Wed Dec 02 11:20:07 2015 MS3E page: 1
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QC Report: 3E78381.D

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\E3E3413\
Data File : 3E78381.D

Acq On : 2 Dec 2015 10:20 am
Operator : ashleyn

Sample : 0p89248-mbl

Misc : 0p89248,e3e3413,1000

ALS Vial : 4 Sample Multiplier: 1

Quant Time: Dec 02 11:19:58 2015

Quant Method : C:\MSDCHEM\1\METHODS\M3E3402.M

Quant Title : Semi Volatile GC/MS,zb-5msi 30m x .25mm x .25MoTuTue Dec 01 15:37:37 2015
QLast Update : Tue Dec 01 15:37:37 2015

Response via : Initial Calibration

Abundance TIC: 3E78381.D\data.ms
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QC Report: EEiVistisyicHn)

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\E3M2737\
Data File : 3m58823.D

Acq On : 1 Dec 2015 11:31 am
Operator : ashleyd

Sample : 0p89248a-mbl

Misc . 0p89248a,e3m2737,1000

ALS Vial : 4 Sample Multiplier: 1

Quant Time: Dec 01 13:53:06 2015

Quant Method : C:\MSDCHEM\1\METHODS\M3M2687SIM.M

Quant Title
QLast Update

Semi Volatile Extractables by GC/MS

- Tue Nov 24 16:33:24 2015

Response via Initial Calibration

Compound R.T. Qlon Response Conc Units Dev(Min)
Internal Standards
1) 1-Methylnaphthalene-d10 8.187 150 342988 4.00 ppm -0.06
13) Fluorene-d10 11.098 176 514667 4_.00 ppm -0.06
20) Fluoranthene-d10 15.298 212 881604 4_00 ppm -0.05
30) Benzo(a)pyrene-dil2 19.949 264 742664 4.00 ppm -0.05
System Monitoring Compounds
3) 2-Fluorophenol 3.076 112 1314581 26.33 ppm -0.06
Spiked Amount 50.000 Recovery = 52.66%
4) Phenol-d5 4.493 99 1080257 16.02 ppm -0.03
Spiked Amount 50.000 Recovery = 32.04%
7) Nitrobenzene-d5 5.577 82 3017427 46.13 ppm -0.06
Spiked Amount 50.000 Recovery = 92.26%
14) 2-Fluorobiphenyl 8.864 172 7109632 42 .37 ppm -0.06
Spiked Amount 50.000 Recovery = 84.74%
19) 2,4,6-Tribromophenol 11.701 330 1041574 55.87 ppm -0.06
Spiked Amount 50.000 Recovery = 111.74%
27) Terphenyl-d14 16.133 244 10939589 58.90 ppm -0.02
Spiked Amount 50.000 Recovery = 117.80%
Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed

M3M2687SIM.M Tue Dec 01 13:53:11 2015 RPT1 Page: 1
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QC Report: EEiVistisyicHn)

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\E3M2737\
Data File : 3m58823.D

Acq On : 1 Dec 2015 11:31 am
Operator : ashleyd

Sample : 0p89248a-mb1l

Misc : 0p89248a,e3m2737,1000

ALS Vial : 4 Sample Multiplier: 1

Quant Time: Dec 01 13:53:06 2015

Quant Method : C:\MSDCHEM\1\METHODS\M3M2687SIM.M
Quant Title : Semi Volatile Extractables by GC/MS
QLast Update : Tue Nov 24 16:33:24 2015

Response via : Initial Calibration

Abundance TIC: 3m58823.D\data.ms
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QC Report: |ENEYAeysNb)

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\E4M2731\
Data File : 4m62079.D

Acq On : 4 Dec 2015 10:57 pm
Operator : ashleyd

Sample : 0p89248a-mbl

Misc : 0op89248a,e4m2731,1000

ALS Vial : 16 Sample Multiplier: 1

Quant Time: Dec 07 10:40:26 2015

Quant Method : C:\MSDCHEM\1\METHODS\M4M2727SIM.M

Quant Title : Semi Volatile GC/MS,zb-5 15m x .25mm x .50um
QLast Update : Wed Dec 02 08:34:05 2015

Response via : Initial Calibration

Compound R.T. Qlon Response Conc Units Dev(Min)

Internal Standards

1) 1-Methylnaphthalene-d10 10.157 152 139696 4.00 ppm -0.04
12) Fluorene-d10 13.153 176 171369 4_.00 ppm -0.02
22) Fluoranthene-d10 17.302 212 273484 4.00 ppm -0.04
28) Benzo(a)pyrene-dl2 21.885 264 204116 4.00 ppm -0.03
35) 1-Methylnaphthalene-d10a 10.157 152 139696 4_00 ppm -0.04 ©
38) Fluorene-di10a 13.153 176 171369 4_.00 ppm -0.02 5
System Monitoring Compounds
2) 2-Fluorophenol 4.429 112 447448 27.09 ppm -0.03
Spiked Amount 50.000 Range 11 - 58 Recovery = 54.18%
3) Phenol-d5 5.825 99 417911 16.92 ppm -0.04
Spiked Amount 50.000 Recovery = 33.84%
6) Nitrobenzene-d5 7.316 82 902909 43.12 ppm -0.05
Spiked Amount 50.000 Recovery = 86.24%
11) 2-Fluorobiphenyl 10.792 172 1567026 31.78 ppm -0.04
Spiked Amount 50.000 Recovery = 63.56%
17) 2,4,6-Tribromophenol 13.698 330 345956 51.84 ppm -0.02
Spiked Amount 50.000 Recovery = 103.68%
25) Terphenyl-d14 18.074 244 1873739 34.50 ppm -0.04
Spiked Amount 50.000 Recovery = 69.00%
Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed

MAM2727SIM.M Mon Dec 07 10:40:33 2015 MANAGER Page: 1
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QC Report: |ENEYAeysNb)

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\E4M2731\
Data File : 4m62079.D

Acq On > 4 Dec 2015 10:57 pm
Operator : ashleyd

Sample : 0p89248a-mb1l

Misc : 0p89248a,e4m2731,1000

ALS Vial : 16 Sample Multiplier: 1

Quant Time: Dec 07 10:40:26 2015

Quant Method : C:\MSDCHEM\1\METHODS\M4M2727SIM.M

Quant Title : Semi Volatile GC/MS,zb-5 15m x .25mm x .50um
QLast Update : Wed Dec 02 08:34:05 2015

Response via : Initial Calibration

Abundance TIC: 4m62079.D\data.ms
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QC Report: 4P13968.D

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\e4p711\
Data File : 4pl13968.D

Acq On : 2 Dec 2015 2:22 pm
Operator : ashleyd

Sample : 0p89248a-mbl

Misc : 0op89248a,e4p711,1000

ALS Vial : 23 Sample Multiplier: 1

Quant Time: Dec 02 15:39:20 2015

Quant Method : C:\MSDCHEM\1\METHODS\M4P670SIM.M
Quant Title : Semi Volatile Extractables by GC/MS
QLast Update : Wed Dec 02 15:19:12 2015

Response via : Initial Calibration

Compound R.T. Qlon Response Conc Units Dev(Min)

Internal Standards

1) 1-Methylnaphthalene-d10 8.467 150 100301 4.00 ppm 0.02
13) Fluorene-d10 11.438 176 160088 4_.00 ppm 0.00
23) Fluoranthene-d10 15.672 212 207431 4.00 ppm 0.02
33) Benzo(a)pyrene-dil2 20.313 264 175773 4.00 ppm 0.01

System Monitoring Compounds

3) 2-Fluorophenol 3.170 112 399413 24.01 ppm 0.01

Spiked Amount 50.000 Recovery = 48.02%

4) Phenol-d5 4.394 99 420188 15.00 ppm 0.02

Spiked Amount 50.000 Recovery = 30.00%

7) Nitrobenzene-d5 5.696 82 870309 43.35 ppm 0.00

Spiked Amount 50.000 Recovery = 86.70%

14) 2-Fluorobiphenyl 9.114 172 1775241 43.87 ppm 0.00

Spiked Amount 50.000 Recovery = 87.74%

22) 2,4,6-Tribromophenol 11.999 330 250868 42 .42 ppm 0.00

Spiked Amount 50.000 Recovery = 84.84%

30) Terphenyl-d14 16.464 244 1398953 44 .51 ppm 0.00

Spiked Amount 50.000 Recovery = 89.02%

Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed

M4P670SIM.M Wed Dec 02 15:39:28 2015 Page: 1
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QC Report: 4P13968.D

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\e4p711\
Data File : 4pl13968.D

Acq On : 2 Dec 2015 2:22 pm
Operator : ashleyd

Sample : 0p89248a-mb1l

Misc : op89248a,e4p711,1000

ALS Vial : 23 Sample Multiplier: 1

Quant Time: Dec 02 15:39:20 2015

Quant Method : C:\MSDCHEM\1\METHODS\M4P670SIM.M

Quant Title : Semi Volatile Extractables by GC/MS
QLast Update : Wed Dec 02 15:19:12 2015

Response via : Initial Calibration

Abundance TIC: 4p13968.D\data.ms
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QC Report: F152702.D

Quantitation Report (QT Reviewed)

Data File : C:\MSDCHEM\1\DATA\EF6409\F152702.D Vial: 9

Acq On 4 Dec 2015 1:34 pm Operator: linseyk
Sample > 0p89248-mb1l Inst : MSF
Misc : 0p89248,ef6409,1000 Multiplr: 1.00

MS Integration Params: LSCINT.P
Quant Time: Dec 04 13:56:02 2015 Quant Results File: MF6380.RES
Quant Method
Title

: C:\MSDCHEM\1\METHODS\MF6380.M (RTE Integrator)
Last Update ;

Semi Volatile Extractables by GC/MS
Fri Dec 04 12:59:28 2015

Response via Initial Calibration

DataAcq Meth MF6380
Internal Standards R.T. Qlon Response Conc Units Dev(Min)
1) 1,4-Dichlorobenzene-d4 4.89 152 368980 40.00 ppm 0.00
24) Naphthalene-d8 5.82 136 1440347 40.00 ppm 0.00
47) Acenaphthene-d10 7.29 164 823642 40.00 ppm -0.09
69) Phenanthrene-d10 9.26 188 1352896 40.00 ppm -0.08
83) Chrysene-di2 14.62 240 1282131 40.00 ppm -0.14
92) Perylene-di12 17.69 264 1190085 40.00 ppm -0.14
102) 1,4-Dichlorobenzene-d4b 4.89 152 368980 40.00 ppm -0.06
104) Naphthalene-d8b 5.82 136 1440347 40.00 ppm -0.05
106) Acenaphthene-d10b 7.29 164 823642 40.00 ppm -0.09
108) Phenanthrene-di10b 9.26 188 1352896 40.00 ppm -0.08
110) Chrysene-di12b 14.62 240 1282131 40.00 ppm -0.06
System Monitoring Compounds
5) 2-Fluorophenol 3.93 112 289290 22_.51 ppm 0.00
Spiked Amount 50.000 Recovery = 45.02%
8) Phenol-d5 4.64 99 236392 14.28 ppm 0.00
Spiked Amount 50.000 Recovery = 28.56%
25) Nitrobenzene-d5 5.29 82 502852 37.08 ppm -0.01
Spiked Amount 50.000 Recovery = 74 .16%
51) 2-Fluorobiphenyl 6.65 172 1038576 38.84 ppm -0.07
Spiked Amount 50.000 Recovery = 77 .68%
73) 2,4,6-Tribromophenol 8.23 330 147611 42 .53 ppm -0.18
Spiked Amount 50.000 Recovery = 85.06%
85) Terphenyl-d14 12.36 244 1118601 42 .95 ppm -0.15
Spiked Amount 50.000 Recovery = 85.90%
Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed
F152702.D MF6380.M Fri Dec 04 14:31:03 2015 RT1 page 1
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QC Report: F152702.D

Quantitation Report (QT Reviewed)

Data File : C:\MSDCHEM\1\DATA\EF6409\F152702.D Vial: 9

Acq On : 4 Dec 2015 1:34 pm Operator: linseyk
Sample : 0p89248-mbl Inst : MSF

Misc : 0p89248,ef6409,1000 Multiplr: 1.00

MS Integration Params: LSCINT.P

Quant Time: Dec 4 14:30 2015 Quant Results File: MF6380.RES
Method C:\MSDCHEM\1\METHODS\MF6380.M (RTE Integrator)

Title Semi Volatile Extractables by GC/MS

Last Update Fri Dec 04 12:59:28 2015
Response via Initial Calibration
Abundance TIC: F152702.D
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QC Report: P100746.D

Quantitation Report (QT Reviewed)

Data File : C:\MSDCHEM\1\DATA\EP4403\P100746.D Vial: 7

Acq On 1 Dec 2015 6:13 pm Operator: linseyk
Sample > 0p89248-mb1l Inst : MSP
Misc : 0p89248,ep4403,1000 Multiplr: 1.00

MS Integration Params: rteint.p
Quant Time: Dec 01 18:35:25 2015 Quant Results File: MP4318_RES
Quant Method
Title

: C:\MSDCHEM\1\METHODS\MP4318_.M (RTE Integrator)
Last Update ;

Semi Volatile Extractables by GC/MS
Mon Nov 30 15:38:16 2015

Response via Initial Calibration

DataAcq Meth MP4318
Internal Standards R.T. Qlon Response Conc Units Dev(Min)
1) 1,4-Dichlorobenzene-d4 4.11 152 202004 40.00 ppm 0.10
24) Naphthalene-d8 5.85 136 764456 40.00 ppm 0.12
47) Acenaphthene-d10 8.55 164 428889 40.00 ppm 0.06
69) Phenanthrene-d10 10.91 188 700634 40.00 ppm 0.06
83) Chrysene-di12 15.58 240 670651 40.00 ppm 0.07
92) Perylene-di12 18.14 264 631462 40.00 ppm 0.05
102) 1,4-Dichlorobenzene-d4b 4.11 152 202004 40.00 ppm 0.04
104) Phenanthrene-d10b 10.91 188 700634 40.00 ppm 0.05
106) Chrysene-d12b 15.58 240 670651 40.00 ppm 0.04
108) Naphthalene-d8b 5.85 136 764456 40.00 ppm 0.04
110) Acenaphthene-d10b 8.55 164 428889 40.00 ppm 0.04
System Monitoring Compounds
5) 2-Fluorophenol 2.78 112 174322 21.54 ppm 0.06
Spiked Amount 50.000 Recovery = 43.08%
8) Phenol-d5 3.76 99 158353 15.72 ppm 0.11
Spiked Amount 50.000 Recovery = 31.44%
25) Nitrobenzene-d5 4.85 82 337203 40.68 ppm 0.13
Spiked Amount 50.000 Recovery = 81.36%
51) 2-Fluorobiphenyl 7.53 172 539870 36.76 ppm 0.05
Spiked Amount 50.000 Recovery = 73.52%
73) 2,4,6-Tribromophenol 9.83 330 73877 33.97 ppm 0.05
Spiked Amount 50.000 Recovery = 67.94%
85) Terphenyl-d14 13.69 244 580545 33.84 ppm 0.05
Spiked Amount 50.000 Recovery = 67.68%
Target Compounds Qvalue

(#) = qualifier out of range (m) = manual integration (+) = signals summed
P100746.D MP4318.M Wed Dec 02 08:51:09 2015 Page 1
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QC Report: P100746.D

Quantitation Report (QT Reviewed)

Data File : C:\MSDCHEM\1\DATA\EP4403\P100746.D Vial: 7

Acq On : 1 Dec 2015 6:13 pm Operator: linseyk
Sample : 0p89248-mbl Inst : MSP

Misc : 0p89248,ep4403,1000 Multiplr: 1.00

MS Integration Params: rteint.p

Quant Time: Dec 2 8:50 2015 Quant Results File: MP4318.RES
Method C:\MSDCHEM\1\METHODS\MP4318 .M (RTE Integrator)

Title Semi Volatile Extractables by GC/MS

Last Update Wed Dec 02 08:41:00 2015
Response via Initial Calibration

Abundance TIC: P100746.D
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QC Data Summaries

Includes the following where applicable:

= Method Blank Summaries

= Blank Spike Summaries

= Matrix Spike and Duplicate Summaries

= Surrogate Recovery Summaries

= GC Surrogate Retention Time Summaries

= Initial and Continuing Calibration Summaries
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Raw Data: 7G15911.D

Method Blank Summary Page 1 of 1

Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch

OP89252-MB1 7G15911.D 1 11/30/15 VDT  11/25/15 0OP89252 G7G586

The QC reported here applies to the following samples: Method: SW846-8011

JC9206-1, JC9206-2

CAS No. Compound Result RL MDL  Units Q

106-93-4  1,2-Dibromoethane ND 0.020 0.0086 ug/l
H
©

CAS No.  Surrogate Recoveries Limits =
H

3017-95-6 2-Bromo-1-chloropropane 78% 17-143% [EY

3017-95-6 2-Bromo-1-chloropropane 79% 17-143% o
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Blank Spike Summary Page 1 of 1
Job Number: JC9206

Account: SECORPAE Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA

Sample File ID DF Analyzed By Prep Date Prep Batch  Analytical Batch
0OP89252-BS1 7G15912.D 1 11/30/15 VDT 11/25/15 0OP89252 G7G586

The QC reported here applies to the following samples: Method: SW846-8011

JC9206-1, JC9206-2

CAS No. Compound

106-93-4  1,2-Dibromoethane

CAS No.  Surrogate Recoveries

3017-95-6 2-Bromo-1-chloropropane
3017-95-6 2-Bromo-1-chloropropane

Spike
ug/l

0.5

BSP

76%
7%

BSP BSP
ug/l % Limits

0.41 82 40-161

o
Limits N
H
17-143% =
17-143% o

* = Qutside of Control Limits.
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CAS No.

106-93-4

CAS No.

3017-95-6
3017-95-6

Matrix Spike/Matrix Spike Duplicate Summary Page 1 of 1
Job Number: JC9206
Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Sample File ID D Analyzed By Prep Date Prep Batch  Analytical Batch
OP89252-MS 7G15913.D 1 11/30/15 VDT  11/25/15 0OP89252 G7G586
OP89252-MSD 7G15914.D 1 11/30/15 VDT  11/25/15 0OP89252 G7G586
JC9096-2 7G15915.D 1 11/30/15 VDT  11/25/15 0OP89252 G7G586
The QC reported here applies to the following samples: Method: SW846-8011
JC9206-1, JC9206-2

JC9096-2 Spike MS MS Spike MSD  MSD Limits
Compound ug/l Q ug/l ug/l % ug/l ug/l % RPD Rec/RPD
1,2-Dibromoethane ND 0.875 0.88 101 0.875 0.82 94 7 47-167/25
Surrogate Recoveries MS MSD JC9096-2  Limits
2-Bromo-1-chloropropane 86% 81% 72% 17-143%
2-Bromo-1-chloropropane 94% 90% 7% 17-143%

* = Qutside of Control Limits.
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Volatile Surrogate Recovery Summary

Job Number: JC9206

Page 1 of 1

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Method: SW=846-8011 Matrix:

AQ

Samples and QC shown here apply to the above method

Lab Lab
Sample ID File ID
JC9206-1 7G15916.D
JC9206-2 7G15917.D

OP89252-BS1 7G15912.D
OP89252-MB1  7G15911.D
OP89252-MS 7G15913.D
OP89252-MSD  7G15914.D

Surrogate
Compounds

S1 = 2-Bromo-1-chloropropane

(a) Recovery from GC signal #2
(b) Recovery from GC signal #1

S12 S1b
57 63
84 85
76 77
78 79
86 94
81 90
Recovery
Limits
17-143%

m TvO0T
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GC Surrogate Retention Time Summary

Job Number: JC9206

Page 1 of 1

Account: SECORPAE Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
Check Std: G7G586-CC577 Injection Date: 11/30/15
Lab File ID: 7G15909.D Injection Time: 12:18
Instrument ID: GC7G Method: SW846-8011
sia s1b
RT RT
Check Std 1.60 2.03
Lab Lab Date Time s1a  g1b
Sample ID File ID Analyzed Analyzed RT RT
OP89252-MB1  7G15911.D  11/30/15  12:55 1.60 2.03
OP89252-BS1 7G15912.D  11/30/15 13:14 1.60 2.03
OP89252-MS 7G15913.D  11/30/15  13:33 1.60 2.03
OP89252-MSD  7G15914.D  11/30/15 13:51 1.60 2.03
JC9096-2 7G15915.D  11/30/15 14:10 1.60 2.03
JC9206-1 7G15916.D  11/30/15 14:29 1.60 2.03
JC9206-2 7G15917.D  11/30/15 14:48 1.60 2.03
Surrogate
Compounds

S1 = 2-Bromo-1-chloropropane

(a) Retention time from GC signal #2
(b) Retention time from GC signal #1

m T'90T
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Initial Calibration Summary Page 1 of 1
Job Number: JC9206 Sample: G7G577-1CC577
Account: SECORPAE Stantec Consulting Services Inc. Lab FilelD: 7G15731.D
Project: Sunoco - Marcus Hook Facility, PA
Response Factor Report HP GL530A
Met hod : C:\ MSDCHEM 1\ METHODS\ 7G504NM677. M ( Chenst ati on | ntegrator)
Title . GC/ECD- EDB
Last Update : Fri Nov 13 14:22:01 2015
Response via : Initial Calibration
Calibration Files
2 =7G15730.D 1 =7Gl5731.D 0.5 =7Gl5732.D 0.2 =7G15733.D
0.1 =7Gl5734. D 0.02 =7G15735. D
Conpound 2 1 0.5 0.2 0.1 0.02 Avg %RSD
1) S 2-Bronp-1-Chloropro 4.895 5.110 5.354 5.790 5.911 5.412 E5 8.03
2) 1, 2-Di bronbet hane  2.789 2.616 2.757 2.969 2.796 3.191 2.853 E6 7.02
3) 1,2,3-Trichloroprop 2.507 2.617 2.420 1.973 2.379 E5 11.87
4) 1, 2-Di bronp- 3-Chl or 4.330 4.111 4.166 3.800 4.077 3.670 4.026 E6 6.08
Si gnal #2
o
1) S 2-Bronp-1-Chloropro 2.627 2.768 2.985 3.090 3.456 2.985 E5 10.70 o
2) 1, 2- Di br onpet hane 1.419 1.497 1.487 1.531 1.411 1.600 1.491 E6 4.74 [
3) 1,2,3-Trichloroprop 1.661 1.737 1.702 1.491 1.648 E5 6.61
4) 1, 2-Di bronmp- 3- Chl or 2.632 2.623 2.624 2.475 2.734 2.464 2.592 E6 4.00
(#) = Qut of Range
7G504MB77. M Fri Nov 13 14:26:19 2015
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Initial Calibration Verification Page 1 of 1

Job Number: JC9206 Sample: G7G577-ICV577
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  7G15736.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Signal #1 : C \nsdchem 1\ DATA\ 7g577\ 7GL5736. D\ECD1A.CH Vial: 8
Signal #2 : C:\nmsdchem 1\ DATA\ 7g577\ 7G15736. D\ ECD2B. CH

Acg On : 13 Nov 2015 11:38 am Operator: vinced
Sanpl e : icvb77-1.0 | nst . HP G1530A
M sc . 0op88799, g79577,37.9,,,2,1 Mul tiplr: 1.00
IntFile Signal #1: autointl.e IntFile Signal #2: autoint2.e

Met hod . C \ MSDCHEM 1\ METHODS\ 7G504Mb77. M ( Chenst at i on | nt egr at or)
Title : GO/ ECD- EDB

Last Update : Fri Nov 13 14:22:01 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.000 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 15% Max. Rel. Area : 150%
Conpound AvgRF  CCRF %ev Area% Dev(mi n) RT W ndow
1 S 2-Bronp-1-Chloropropan 541.213 510. 825 E3 5.6 100 0. 00 1.96- 2.02
2 1, 2- Di br onpet hane 2.853 2.641 E6 7.4 101 0.00 2.17- 2.23
3 1,2, 3-Trichl oropropane 237.897 284.875 E3 -19.7# 109 0. 00 3.75- 3.81
4 1, 2- Di br ono- 3- Chl or opr 4.026 4.059 E6 -0.8 99 0. 00 5.45- 5.51
* %k k k% SI gnal #2 * %k k k%
1S 2-Brono-1-Chl oropropan 298.515 290. 873 E3 2.6 105 0. 00 1.54- 1.60
2 1, 2- Di br onpet hane 1.491 1.559 E6 -4.6 104 0.01 1.88- 1.94
3 1,2,3-Trichl oropropane 164.755 172.722 E3 -4.8 99 0. 00 3.40- 3.46
4 1, 2- Di br omo- 3- Chl or opr 2.592 2.604 E6 -0.5 99 0. 00 5.32- 5.38
(#) = Qut of Range SPCC's out = 0 CCCs out =0

7GL5731. D 7G504Mb77. M Fri Nov 13 14:26:56 2015

o
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Continuing Calibration Summary Page 1 of 1

Job Number: JC9206 Sample: G7G586-CC577
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  7G15909.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Signal #1 : C \nsdchem 1\ DATA\ 7g586\ 7G1L5909. D\ECD1A.CH Vial: 3
Signal #2 : C \nmsdchem 1\ DATA\ 79586\ 7G15909. D\ ECD2B. CH

Acq On : 30 Nov 2015 12:18 pm Operator: vinced
Sanpl e : ¢cch77-1.0 I nst : HP G1530A
M sc . op87882, g7g586,35.0,,,2,1 Mul tiplr: 1.00
IntFile Signal #1: autointl.e IntFile Signal #2: autoint2.e

Met hod . C \ MSDCHEM 1\ METHODS\ 7G504Mb77. M ( Chenst at i on | nt egr at or)
Title : GO/ ECD- EDB

Last Update : Mn Nov 30 15:27:40 2015
Response via : Miltiple Level Calibration

M n. RRF : 0.000 Mn. Rel. Area: 50% Mix. RT. Dev 0.50nin
Max. RRF Dev : 15% Max. Rel. Area : 150%
Conpound AvgRF  CCRF %ev Area% Dev(mi n) RT W ndow
1 S 2-Bronp-1-Chloropropan 541.213 485.481 E3 10.3 95 0. 00 2.00- 2.06
2 1, 2- Di br onpet hane 2.853 2.545 E6 10.8 97 0.00 2.21- 2.27
3 1,2, 3-Trichl oropropane 237.897 243.311 E3 -2.3 93 0. 00 3.79- 3.85
4 1, 2- Di br ono- 3- Chl or opr 4.026 4.228 E6 -5.0 103 0.00 5.48- 5.54
* %k k k% SI gnal #2 * %k k k%
1S 2-Bronp-1-Chloropropan 298.515 251. 067 E3 15.9# 91 0.00 1.57- 1.63
2 1, 2- Di br onpet hane 1.491 1.366 E6 8.4 91 0.00 1.91- 1.97
3 1,2, 3-Trichl oropropane 164.755 184.788 E3 -12.2 106 0. 00 3.43- 3.49
4 1, 2- Di br omo- 3- Chl or opr 2,592 2.448 E6 5.6 93 0.00 5.35- 5.41
(#) = Qut of Range SPCC's out =0 CCCs out =0

7GL5731. D 7G504Mb77. M Tue Dec 01 15:01:07 2015
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Continuing Calibration Summary Page 1 of 1

Job Number: JC9206 Sample: G7G586-CC577
Account: SECORPAE Stantec Consulting Services Inc. Lab FileID:  7G15918.D
Project: Sunoco - Marcus Hook Facility, PA

Eval uate Continuing Calibration Report

Signal #1 : C \nsdchem 1\ DATA\ 7g586\ 7G1L5918. D\ECD1A.CH Vial: 2
Signal #2 : C \nsdchenm 1\ DATA\ 79586\ 7G15918. D\ ECD2B. CH

Acg On : 30 Nov 2015 3: 07 pm Operator: vinced
Sanpl e : ¢ch77-0.5 I nst : HP G1530A
M sc . 0p89252, g79586,36.1,,,2,1 Mul tiplr: 1.00
IntFile Signal #1: autointl.e IntFile Signal #2: autoint2.e

Met hod . C \ MSDCHEM 1\ METHODS\ 7G504Mb77. M ( Chenst at i on | nt egr at or)
Title : GO/ ECD- EDB

Last Update : Mn Nov 30 15:27:40 2015
Response via : Miltiple Level Calibration

Mn. RRF : 0.000 Mn. Rel. Area: 50% Max. RT. Dev 0.50nm n
Max. RRF Dev : 15% Max. Rel. Area : 150%
Conpound AvgRF  CCRF %ev Area% Dev(mi n) RT W ndow
1 S 2-Bronp-1-Chloropropan 541.213 520.292 E3 3.9 97 0. 00 2.00- 2.06
2 1, 2- Di br onpet hane 2.853 2.621 E6 8.1 95 0.00 2.22- 2.28
3 1,2, 3-Trichl oropropane 237.897 214.479 E3 9.8 89 0. 00 3.80- 3.86
4 1, 2- Di br ono- 3- Chl or opr 4.026 4.009 E6 0.4 96 0.00 5.49- 5.55
* %k k k% SI gnal #2 * %k k k%
1S 2-Brono-1-Chloropropan 298.515 276.407 E3 7.4 93 0.00 1.57- 1.63
2 1, 2- Di br onpet hane 1.491 1.471 E6 1.3 99 0.00 1.91- 1.97
3 1,2, 3-Trichl oropropane 164.755 138.136 E3 16.2# 81 0. 00 3.44- 3.50
4 1, 2- Di br omo- 3- Chl or opr 2,592 2.354 E6 9.2 90 0.00 5.35- 5.41
(#) = Qut of Range SPCC's out = 0 CCCs out =0
7G1l5732. D 7G504M677. M Tue Dec 01 15:01:22 2015
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Sample Results: |ACHEIHHD)

Quantitation Report QT

Data Path : C:\msdchem\1\DATA\7g586\
Data File : 7G15916.D
Signal(s) : Signal #1: ECD1A.CH Signal #2: ECD2B.CH

Acq On - 30 Nov 2015 2:29 pm
Operator : vinced

Sample : jc9206-1

Misc > 0p89252,979586,35.8,,,2,1

ALS Vial : 9 Sample Multiplier: 1

Integration File signal 1: autointl.e
Integration File signal 2: autoint2.e

Quant Time: Dec 01 14:54:45 2015

Quant Method : C:\MSDCHEM\1\METHODS\7G504M577 .M

Reviewed)

Quant Title : GC/ECD- EDB

QLast Update : Mon Nov 30 15:27:40 2015

Response via : Initial Calibration

Integrator: ChemStation 6890 Scale Mode: Small noise peaks clipped
Volume Inj. : 1UL/COLUMN

Signal #1 Phase : RTXCLP Signal #2 Phase: RTXCLPII

Signal #1 Info

Compound RT#1 RT#2 Resp#1 Resp#2 PPB

System Monitoring Compounds

1) S 2-Bromo-1... 2.032 1.599 3408734 1701477 6.298m

Spiked Amount 10.000 Recovery

Target Compounds

(F)=RT Delta > 1/2 Window (#)=Amounts differ by > 25%

7G504M577 .M Tue Dec 01 14:54:58 2015

7G15916.D: JC9206-1 MW-555-20151123 page 1 of 2

62.98%

(m)=manual

57.

int.

Manual Integrations
APPROVED
(compounds with "m" flag)

Gwendolyn Burns
12/03/15 10:02

30mx0.32mmx0.50um Signal #2 Info : 30m x 0.32mm Xx 0.25um

5.700m
00%

IiiIIT"FTT
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Sample Results: |ACHEIHHD)

Data Path
Data File
Signal (s)
Acq On
Operator
Sample
Misc

ALS Vial

Integration
Integration
Quant Time:

Quant Method :

Quant Title

QLast Update
Response via :

Integrator:

Volume Inj.

Quantitation Report (QT Reviewed)

: C:\msdchem\1\DATA\7g586\

7G15916.D

Signal #1: ECD1A.CH Signal #2: ECD2B.CH
- 30 Nov 2015 2:29 pm
: vinced
: jc9206-1

op89252,979586,35.8,,,2,1
9 Sample Multiplier: 1

File signal 1: autointl.e

File signal 2: autoint2.e

Dec 01 14:54:45 2015

C:\MSDCHEM\1\METHODS\7G504M577 .M

GC/ECD- EDB

Mon Nov 30 15:27:40 2015

Initial Calibration

ChemStation 6890 Scale Mode: Small noise peaks clipped

1UL/COLUMN

Signal #1 Phase

Signal #2 Phase

- RTXCLP

Signal #1 Info 30mx0.32mmx0.50um Signal #2 Info

RTXCLPI1
30m x 0.32mm x 0.25um

Response_

220000

200000

180000

160000

140000

120000

100000

80000

60000

Signal: 7G15916.D\ECD1A.CH

2.032

IiiIIT"FTT

-Bromo-1-

T

Time 1.50

Response_

160000

140000

1.599

120000

100000

80000

60000

40000

T T

2.

T T T T T T T T T T T T T

2.50

LI |

3.00

LA S S B B B B |

I I
3.50 4.00 4.50 5.00
Signal: 7G15916.D\ECD2B.CH

L

5.50

L S S B S R |

6.00 6.50

LI |

7.00

o
o

© H-Bromo-1-

=
13

Time

7G504M577 .M Tue Dec 01 14:54:58 2015

7G15916.D: JC9206-1 MW-555-20151123 page 2 of 2
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Sample Results: LKy HD)

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\7g586\
Data File : 7G15917.D
Signal(s) : Signal #1: ECD1A.CH Signal #2: ECD2B.CH

Acq On - 30 Nov 2015 2:48 pm
Operator : vinced

Sample : Jc9206-2

Misc > 0p89252,979586,36.1,,,2,1
ALS Vial : 10 Sample Multiplier: 1

Integration File signal 1: autointl.e
Integration File signal 2: autoint2.e

Quant Time: Dec 01 14:55:18 2015

Quant Method : C:\MSDCHEM\1\METHODS\7G504M577 .M

Quant Title : GC/ECD- EDB

QLast Update : Mon Nov 30 15:27:40 2015

Response via : Initial Calibration

Integrator: ChemStation 6890 Scale Mode: Small noise peaks clipped
Volume Inj. : 1UL/COLUMN

Signal #1 Phase : RTXCLP Signal #2 Phase: RTXCLPII

Signal #1 Info 30mx0.32mmx0.50um Signal #2 Info : 30m x 0.32mm Xx 0.25um

Compound RT#1 RT#2 Resp#1 Resp#2 PPB PPB

System Monitoring Compounds
1) S 2-Bromo-1... 2.033 1.601 4617209 2516683 8.531 8.431
Spiked Amount 10.000 Recovery = 85.31% 84.31%

Target Compounds

(F)=RT Delta > 1/2 Window (#)=Amounts differ by > 25% (m)=manual int.

IiiIIZ"FTT

7G504M577 .M Tue Dec 01 14:55:27 2015 Page: 1
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Sample Results: LKy HD)

Data Path
Data File
Signal (s)
Acq On
Operator
Sample
Misc

ALS Vial

Integration
Integration
Quant Time:
Quant Method
Quant Title
QLast Update

Response via :

Integrator:

Volume Inj.
Signal #1 Ph
Signal #1 In

Response_

250000

200000

150000

100000

50000

Quantitation Report (QT Reviewed)

: C:\msdchem\1\DATA\7g586\

7G15917.D

Signal #1: ECD1A.CH Signal #2: ECD2B.CH
- 30 Nov 2015 2:48 pm
: vinced
: jc9206-2

op89252,979586,36.1,,,2,1
10 Sample Multiplier: 1

File signal 1: autointl.e
File signal 2: autoint2.e
Dec 01 14:55:18 2015
: C:\MSDCHEM\1\METHODS\7G504M577 .M
GC/ECD- EDB
Mon Nov 30 15:27:40 2015

Initial Calibration

ChemStation 6890 Scale Mode: Small noise peaks clipped
- 1UL/COLUMN

ase : RTXCLP Signal #2 Phase: RTXCLPII

fo 30mx0.32mmx0.50um Signal #2 Info E 30m x 0.32mm x 0.25um

Signal: 7G15917.D\ECD1A.CH

2.033

-Bromo-1-

T
Time 1.50

Response_

160000

1.601

140000

120000

100000

80000

60000

40000

T T

2.

L T T T T T T T T T T

2.50

LI |

3.00

LA S B B B B |

I I
3.50 4.00 4.50 5.00
Signal: 7G15917.D\ECD2B.CH

LI |

5.50

LI L B B S S A |

6.00 6.50

LI |

7.00

o
o

© “2-Bromo-1-

=
o

Time

7G504M577 .M Tu

7G15917.D: JC9206-2 TB-20151123 page 2 of 2

e Dec 01 14:55:27 2015
[
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QC Report: |{eNEINNNb}

Quantitation Report (QT Reviewed)

Data Path : C:\msdchem\1\DATA\7g586\
Data File : 7G15911.D
Signal(s) : Signal #1: ECD1A.CH Signal #2: ECD2B.CH

Acq On - 30 Nov 2015 12:55 pm
Operator : vinced

Sample : 0p89252-mb1l

Misc > 0p89252,979586,35.0,,,2,1

ALS Vial : 4 Sample Multiplier: 1

Integration File signal 1: autointl.e
Integration File signal 2: autoint2.e

Quant Time: Dec 01 14:49:28 2015

Quant Method : C:\MSDCHEM\1\METHODS\7G504M577 .M

Quant Title
QLast Update
Response via : Ini

GC/ECD- EDB
Mon Nov 30 15:27:40 2015

tial Calibration

Integrator: ChemStation 6890 Scale Mode: Small noise peaks clipped

Volume Inj.
Signal #1 Phase
Signal #1 Info

Compound

1UL/COLUMN
RTXCLP Signal #2 Phase: RTXCLPII
30mx0.32mmx0.50um Signal #2 Info : 30m x 0.32mm Xx 0.25um

RT#1 RT#2 Resp#1 Resp#2 PPB PPB

System Monitoring Compounds

1) S 2-Bromo-1. ..

2.033 1.602 4275269 2316873 7.899 7.761

Spiked Amount 10.000 Recovery = 78.99% 77.61%

Target Compounds

(F)=RT Delta > 1/2 Window (#)=Amounts differ by > 25% (m)=manual int.

7G504M577 .M Tue Dec 01 14:49:36 2015

7G15911.D: OP89252-MB1 Method Blank page 1 of 2

Iiiil]TZTT
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QC Report: |{eNEINNNb}

Data Path
Data File
Signal (s)
Acq On
Operator
Sample
Misc

ALS Vial

Integration
Integration
Quant Time:
Quant Method
Quant Title
QLast Update
Response via
Integrator:

Volume Inj.
Signal #1 Ph
Signal #1 In

Response_

250000

200000

150000

100000

50000

- 4

Quantitation Report (QT Reviewed)

: C:\msdchem\1\DATA\7g586\

7G15911.D
Signal #1: ECD1A.CH Signal #2: ECD2B.CH
30 Nov 2015 12:55 pm

> vinced

0p89252-mb1l
op89252,979586,35.0,,,2,1
Sample Multiplier: 1

File signal 1: autointl.e

File signal 2: autoint2.e

Dec 01 14:49:28 2015
C:\MSDCHEM\1\METHODS\7G504M577 .M
GC/ECD- EDB

Mon Nov 30 15:27:40 2015

: Initial Calibration
ChemStation 6890 Scale Mode: Small noise peaks clipped
- 1UL/COLUMN
ase : RTXCLP Signal #2 Phase: RTXCLPII

fo E

30mx0.32mmx0.50um Signal #2 Info 30m x 0.32mm Xx

Signal: 7G15911.D\ECD1A.CH

2.032

-Bromo-1-

0.25um

Iiiil]TZTT

T

I

Time 1.50

Response_

160000

1.601

140000

120000

100000

80000

60000

40000

T T

2.

L T T T T T T T T T T LI

2.50

LI |

3.00

T T

3.50

I I I
4.00 4.50 5.00

Signal: 7G15911.D\ECD2B.CH

LI |

5.50

o
o

T

6.00

T T T

I
6.50

LI |

7.00

© “2-Bromo-1-

=
o

Time

7G504M577 .M Tu

e Dec 01 14:49:36 2015
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New Jersey
. ACCUTEST:

LABORATORIES

Metals Analysis

QC Data Summaries

Includes the following where applicable:

= Instrument Runlogs

= |Initial and Continuing Calibration Blanks

= Initial and Continuing Calibration Checks

= High and Low Check Standards

= Interfering Element Check Standards

= Method Blank Summaries

= Matrix Spike and Duplicate Summaries

= Blank Spike and Lab Control Sample Summaries
= Serial Dilution Summaries
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Accut est Laboratories Instrument Runlog
I nor gani cs Anal yses

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
Anal yst: BS Run 1 D: MA38171
Parameters: Co, Pb,Ni,V, Zn
Sanpl e Dilution PS
Ti me Description Fact or Recov Conmment s
16:20 MA38171-STD1 1 STDA
16: 23 MA38171- STD2 1 STDB
16: 26 272272777 1
16:29 2zz27777 1
16: 32 MA38171-1CV1 1
16:34 MA38171-1CB1 1
16: 37 MA38171- CCV1 1
16:40 MA38171- CCB1 1
16:43 MA38171-CRI 1 1
16:46 MA38171-CRI D1 1
16:49 MA38171-CRI Al 1
16: 52 MA38171-1CSAl 1
16:55 MA38171-1CSAB1L 1
16: 58 MA38171- HSTD1 1
17: 01 MA38171- HSTD2 1
17: 04 MA38171-CCV2 1
17: 07 MA38171- CCB2 1
17:10 MA38171-CRI D2 1
17:13 7727777 1
17:16 2Zz2z2777 1
17:19 27727777 1
17:22 MA38171- CCV3 1
17:25 MA38171- CCB3 1
17:28 MP90604- VBl 1
17:31 MP90604- Bl 1
17:33 MP90604- S1 1 needs post spike
17:36 MP90604- S2 1
17:39 JC9096- 2 1 (sanpl e used for QC only; not part of |ogin JC9206)
17:42 MP90604- SD1 5
17:45 7772777 1
17:48 2Z7z2z7777 1
17:51 277272777 1
17:54 MA38171- CCv4 1
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Accut est Laboratories Instrument Runlog
I nor gani cs Anal yses

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e Dilution PS
Ti me Description Fact or Recov Conmment s
17:57 NMA38171- CCB4 1
18: 00 Zzz7777 1
18: 03 Zz7zz777 1
18: 06 27277777 1
18: 09 Zz7zz777 1
18:12 2777777 1
18: 15 Z7zz777 1
18:18 777777 1
18:21 Zzz77777 1
18:24 777777 1
18:27 MA38171- CCV5 1
18:30 MA38171- CCB5 1
18:33 Z7z27777 1
18:36 777777 1
18:39 Zzz77777 1
18:42 777777 1
18:45 Z777777 1
18:48 777777 1
18:51 MP90648- Bl 1
18:53 MP90648- MB1 1
18:56 MP90648- S1 1
18:59 MA38171- CCV6 1
19: 02 MA38171- CCB6 1
19: 05 MP90648- S2 1
19: 07 JC9173-4 1 (sanpl e used for QC only; not part of |ogin JC9206)
19:10 MP90648- SD1 5
19:13 777777 1
19: 16 Zzz27777 1
19:19 Zzz7777 1
19:22 2777777 1
19:25 Z777777 1
19: 28 Z7z727777 1
19:31 NMA38171- CCV7 1
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Accut est Laboratories Instrument Runlog
I nor gani cs Anal yses

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e Dilution PS
Ti me Description Fact or Recov Conmment s
19:34 NMA38171- CCB7 1
19: 37 MP90604- Bl 1
19:39 277272777 1
19:42 2777777 1
19: 45 277272777 1
19:48 2777777 1
19: 51 277272777 1
19:54 777777 1
19: 57 Z7z27777 1
20: 00 Zz7777 1
20: 03 777777 1
20: 06 MA38171- CCV8 1
20: 08 MA38171- CCB8 1
20:13 777777 1
20:16 777777 1
20:19 Zzz7777 1
20:22 MP90651- Bl 1
20: 24 MP90651- MB1 1
20:27 MP90651- S1 1
20:30 MP90651- S2 1
20:33 JC9412-5 1 (sanpl e used for QC only; not part of |ogin JC9206)
20:36 MP90651- SD1 5
20:39 MA38171- CCV9 1
20:41 MA38171- CCB9 1
20: 44 JC9206- 1F 1
Last reportabl e sanple/prep for job JC9206
20:48 777777 1
20:50 Zz7777 1
20: 53 777777 1
20:56 777777 1
21: 04 2777777 1
21:07 Zz7777 1
21:10 27277777 1
21:13 777777 1
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Accut est Laboratories Instrument Runlog
I nor gani cs Anal yses

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File I D: SE120115M2. 1 CP
Anal yst: BS
Paraneters: Co, Pb, N, V, Zn

Run | D: MA38171

Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C

Sanpl e Dilution PS
Ti me Description Fact or Recov Conmment s

21:16 MA38171-CCV1O0 1
21:19 MA38171- CCB10 1
21:22 MA38171-CRI 2 1
21:25 MA38171-CRI D3 1
21:28 MA38171-CRI A2 1
21:31 MA38171-1 CSA2 1
21:34 MA38171-1CSAB2 1
21:37 MA38171-CCVil 1

21:40 MA38171-CCBl1l 1
Last reportable CCB for job JC9206

21:46 777777 1
21:49 2777777 1
21:52 777777 1
21:55 2777777 1
21:58 Z7z7777 1
22:01 2zzz777 1
22:04 2777777 1
22:07 2zzz777 1
22:10 Zzzz777 1

22:13 MA38171-CCV12 1

22:16 MA38171-CCB12 1

22:19 2777777 1
22:22 MP90653- Bl 1
22:24 MP90653- MB1 1
22:27 777777 1
22:30 Zzzz777 1
22:33 777777 1
22:36 777777 1
22:39 2777777 1
22:42 777777 1

22:45 MA38171- CCV13 1

22:48 MA38171- CCB13 1

22:51 2z7z7777 1

22:54 777777 1
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Accut est Laboratories Instrument Runlog
I nor gani cs Anal yses

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e Dilution PS
Ti me Description Fact or Recov Conmment s
22:57 777777 1
23: 00 MP90645- Bl 5
23: 03 MP90645- MB1 5
23:06 MP90645- S1 5 needs post spike
23: 09 MP90645- S2 5 hi gh rsd
23:12 JC9237-1 5 (sanpl e used for QC only; not part of |ogin JC9206)
23:15 MP90645- SD1 25
23:20 MA38171-CCV14 1
23:29 MA38171- CCBl4 1
23:32 777777 1
23:35 777777 1
23:38 777777 1
23:41 777777 1
23: 44 777777 1
23: 47 777777 1
23:50 777777 1
23:53 777777 1
23:56 777777 1
23:59 MA38171- CCV15 1
00: 01 MA38171- CCB15 1
00: 04 777777 1
00: 08 MP90639- B1 1
00:10 MP90639- MB1 1
00:13 MP90639- S1 1 hi gh rsd-s
00:16 MP90639- S2 1 hi gh rsd-s
00:19 JC9015-1 1 (sanpl e used for QC only; not part of |ogin JC9206)
00: 22 MP90639- SD1 5
00: 25 777777 1
00: 28 777777 1
00: 31 MA38171- CCV16 1
00: 34 MA38171- CCB16 1
00: 37 777777 1
00: 40 Z77777 1

Page 5

E Tt

227 of 268

@ ACCUTEST

JC9206

LABORATORIES



Accut est Laboratories Instrument Runlog
I nor gani cs Anal yses

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e Dilution PS
Ti me Description Fact or Recov Conmment s
00: 43 777777 1
00: 46 777777 1
00:49 Zzz77777 1
00: 52 777777 1
00:55 777777 1
00: 58 777777 1
01: 01 Zzzz7777 1
01: 04 MA38171-CCV1i7 1
01: 07 MA38171- CCB17 1
01:10 Zzz7777 1
01:13 27277777 1
01:16 Zz7777 1
01:19 2777777 1
01:22 Zz7777 1
01: 25 2777777 1
01:28 MA38171-CCvi8 1
01:30 MA38171-CCB18 1
01:33 NMA38171-CRI 3 1
01:36 MA38171-CRID4 1
01:39 MA38171-CRIA3 1
01:42 MA38171-1CSA3 1
01:46 MA38171-1CSAB3 1
01:49 MA38171-CCV1i9 1
01:51 MA38171-CCB19 1
01:54 2777777 1
01:57 Zzz77777 1
02: 00 Zzz7777 1
02: 03 2777777 1
02: 06 Zz7777 1
02: 09 2777777 1
02:12 777777 1
02:15 2777777 1
02:19 Zz7777 1
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Accut est Laboratories Instrument Runlog

I nor gani cs Anal yses

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility,

PA
File I D: SE120115M2. 1 CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e Dilution PS
Ti me Description Fact or Recov Conmment s
02:22 2777777 1

Refer to raw data for calibration curve and standards.
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| NTERNAL STANDARD SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File I D: SE120115M2. 1 CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C

Anal yst: BS Run 1 D: MA38171
Parameters: Co, Pb,Ni,V, Zn
Sanpl e
Ti me Description I st d#1 | st d#2 | st d#3 | st d#4
16:20 MA38171-STD1 2724 R 71477 R 16948 R 6529 R
16: 23 MA38171- STD2 2514 63766 16619 5641
16: 26 Zz27777 2609 65918 16880 5915
16:29 2zz27777 2739 70580 17040 6592
16:32 MA38171-1Cvl 2590 65864 16808 5889
16:34 MA38171-1CB1 2705 70471 17068 6486
16:37 MA38171-CCVl 2599 66363 16616 5889
16:40 MA38171- CCB1 2726 69985 18181 6573
16: 43 MA38171-CRI 1 2716 69601 16552 6481
16: 46 MA38171-CRID1 No results reported for the elenents associated with this internal standard.
16:49 MA38171-CRIAlL 2652 70583 16898 6408
16: 52 MA38171-1CSA1 2366 60743 16266 5213
16: 55 MA38171-1CSABl1 2364 59881 16122 5216
16: 58 MA38171-HSTDL 2682 67124 17007 6367
17: 01 MA38171-HSTD2 2429 60858 16194 5280
17: 04 MA38171-CCV2 2603 66437 16655 5904
17: 07 MA38171- CCB2 2743 66512 16641 6586
17:10 MA38171-CRID2 2709 69737 16579 6497
17:13 7727777 2714 68587 16885 6564
17:16 2Zz2z2777 2716 70478 17044 6553
17:19 27727777 2725 70578 17057 6539
17:22 MA38171- CCV3 2627 65443 16568 5982
17:25 MA38171- CCB3 2752 69754 17170 6632
17:28 MP90604- MB1 2635 71174 17316 6415
17:31 MP90604- Bl 2649 65324 17237 6146
17:33 MP90604- S1 2514 64181 17034 5513
17:36 MP90604- S2 2527 64056 16977 5549
17:39 JC9096- 2 2600 66368 17273 5718
17:42 MP90604- SD1 2674 67918 16524 6159
17:45 7772777 2577 62383 17059 5997
17:48 2Z7z2z7777 2643 68082 17092 6250
17:51 277272777 2627 70070 17235 6309
17:54 MA38171- CCv4 2626 66532 16703 5925
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| NTERNAL STANDARD SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc
Project: Sunoco - Marcus Hook Facility, PA

File I D: SE120115M2. 1 CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C

Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e
Ti me Description I st d#1 | st d#2 | st d#3 | st d#4
17:57 MA38171-CCB4 2700 71142 16800 6481
18: 00 Zzz7777 2581 60912 16908 6046
18: 03 Zzzzz777 2568 66259 17509 5812
18: 06 27277777 2450 59856 16514 5414
18: 09 Zz7zz777 2548 64445 17786 5862
18:12 2777777 2381 60639 16613 5377
18: 15 Z7zz777 2491 66430 17034 5677
18:18 777777 2412 62143 17888 5475
18:21 Zzz77777 2542 64428 17060 5832
18:24 777777 2111 51782 15685 4466 !a
18:27 MA38171-CCV5 2624 66199 16809 5979
18:30 MA38171-CCB5 2662 69867 17322 6452
18:33 Z7z27777 2171 53731 15839 4709
18:36 777777 2157 58557 15603 4714
18:39 Zzz77777 2490 63501 17209 5719
18:42 777777 2187 55045 16210 4764
18:45 Z777777 2724 74327 17399 6625
18:48 777777 2707 68491 16911 6226
18:51 MP90648- Bl 2641 66893 17051 6080
18:53 MP90648- MB1 2758 70799 17354 6613
18:56 MP90648- S1 2562 65985 17391 5917
18:59 MA38171-CCV6 2639 67286 17046 5986
19: 02 MA38171-CCB6 2769 70703 16956 6618
19: 05 MP90648- S2 2528 66530 17248 5932
19: 07 JC9173-4 2667 68584 17282 6188
19: 10 MP90648- SD1 2710 70801 17339 6390
19:13 777777 2789 70999 18189 6242
19: 16 777777 2673 67178 17571 6058
19:19 Zzz7777 2810 69857 17984 6241
19:22 2777777 2774 69678 18243 6159
19:25 Z777777 2818 71689 18267 6111
19: 28 Z7z727777 2764 69871 18463 6174
19:31 MA38171-CCV7 2615 66018 16570 5932
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| NTERNAL STANDARD SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C

Anal yst: BS Run 1 D: MA38171

Paraneters: Co, Pb, Ni,V, Zn

Sanpl e

Ti me Description I st d#1 | st d#2 | st d#3 | st d#4
19:34 MA38171-CCB7 2791 70660 16990 6607
19: 37 MP90604- Bl 2656 67741 16553 6132
19:39 Zzz77777 2790 70817 18189 6083
19:42 2777777 2602 66389 17256 5805
19: 45 777777 2789 69563 16948 6260
19:48 2777777 2795 70998 18055 6198
19: 51 277272777 2734 66248 18252 6242
19:54 777777 2763 69125 18785 6075
19: 57 Z7z27777 2814 71647 18222 6208
20: 00 Zz7777 2979 75763 19413 6071
20: 03 Z7z7777 2661 69195 17432 6286
20: 06 MA38171-CCV8 2550 66934 16762 5811
20: 08 MA38171-CCB8 2780 71068 17164 6642
20:13 777777 2579 66856 17365 6297
20: 16 Zz7777 2811 70089 17699 6310
20:19 Zzz7777 2759 68504 17594 6201
20:22 MP90651- Bl 2678 67608 16952 6194
20: 24 MP90651- MB1 2714 70481 17291 6585
20:27 MP90651- S1 2534 64549 16768 5753
20:30 MP90651- S2 2587 65311 16678 5868
20:33 JC9412-5 2630 65374 17102 6098
20:36 MP90651- SD1 2698 68066 16439 6361
20: 39 MA38171-CCV9 2609 65959 16645 5952
20:41 MA38171-CCB9 2734 69889 16995 6621
20: 44 JC9206- 1F 2429 64353 17408 5655
20:48 777777 2648 67042 16651 6250
20:50 Zz7777 2638 67012 17493 6221
20:53 777777 2606 66501 17006 6132
20:56 777777 2575 62501 16882 6059
21:04 Zz7777 2617 65186 16680 6028
21:07 Zz7777 2547 63450 16654 5787
21:10 Zzz7777 2503 65083 16783 5763
21:13 777777 2527 63890 16408 5734
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| NTERNAL STANDARD SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc
Project: Sunoco - Marcus Hook Facility, PA

File I D: SE120115M2. 1 CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C

Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e
Ti me Description I st d#1 | st d#2 | st d#3 | st d#4
21:16 NMA38171-CCV10 2645 67403 16771 6017
21:19 MA38171-CCB10 2794 70973 17089 6751
21:22 MA38171-CRI 2 2790 69582 16884 6578
21:25 NMA38171-CRID3 2791 70070 16892 6721
21:28 MA38171-CRI A2 2792 70534 17050 6744
21:31 MA38171-1CSA2 2477 60876 16085 5390
21:34 MA38171-1CSAB2 2420 60561 16213 5350
21:37 MA38171-CCV1il 2670 66781 16794 6085
21:40 MA38171-CCBll1 2790 69383 17311 6742
21:46 777777 2523 62130 16594 5764
21:49 777777 2563 63301 16721 5823
21:52 777777 2809 69798 17334 6819
21:55 2777777 2642 66292 17040 6120
21:58 777777 2743 66980 17323 6431
22:01 2777777 2323 54945 15907 5053
22:04 777777 2546 63999 16736 5709
22:07 2777777 2754 69654 17056 6515
22:10 Zzzz7777 2711 66555 16947 6376
22:13 MA38171-CCV12 2638 66286 16785 6034
22:16 MA38171-CCBl2 2732 70921 16856 6631
22:19 777777 2806 66975 17216 6816
22:22 MP90653- Bl 2668 67605 17012 6190
22:24 MP90653- MB1 2777 70863 17392 6755
22:27 777777 2756 71769 17259 6690
22:30 Zzz7777 2731 70839 17292 6635
22:33 777777 2807 69932 17313 6800
22:36 777777 2810 71589 17770 6750
22:39 777777 2762 73488 17696 6693
22:42 777777 2747 70945 17280 6660
22:45 NMA38171-CCV13 2673 67005 16737 6093
22:48 NMA38171-CCB13 2733 70328 17267 6613
22:51 2777777 2766 70608 16935 6581
22:54 777777 2754 73138 17043 6673
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| NTERNAL STANDARD SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc
Project: Sunoco - Marcus Hook Facility, PA

File I D: SE120115M2. 1 CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C

Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e
Ti me Description I st d#1 | st d#2 | st d#3 | st d#4
22:57 777777 2763 71458 17301 6666
23:00 MP90645- Bl 2637 63958 16757 5791
23:03 MP90645- MB1 2592 63351 16745 5817
23:06 MP90645- S1 2473 62695 16893 5614
23:09 MP90645- S2 2463 60531 16302 5593
23:12 JC9237-1 2464 60730 16766 5546
23:15 MP90645- SD1 2634 67898 17358 6206
23:20 MA38171-CCV14 2675 65962 16870 6111
23:29 MA38171-CCBl4 2759 70819 16811 6667
23:32 777777 2765 70822 17305 6725
23:35 777777 2683 69872 17260 6120
23:38 777777 2537 65187 16897 5862
23:41 777777 2610 64870 17004 6121
23:44 777777 2637 64756 16507 6016
23: 47 777777 2499 64888 17164 5750
23:50 Zz77777 2601 64583 16908 5927
23:53 777777 2636 68169 16820 5981
23:56 777777 2663 64885 17528 6082
23:59 MA38171-CCV15 2679 66410 16811 6119
00: 01 MA38171-CCB15 2753 70894 17078 6659
00: 04 2777777 2619 65474 16902 5923
00: 08 MP90639- B1 2673 68655 17208 6170
00: 10 MP90639- MB1 2768 70884 17304 6727
00: 13 MP90639- S1 2622 63847 17500 5871
00: 16 MP90639- S2 2584 61939 16413 5818
00:19 JC9015-1 2595 64327 17084 5945
00: 22 MP90639- SD1 2722 67946 17035 6478
00: 25 Zz77777 2478 69645 17083 999999 'a
00: 28 777777 2513 65871 17431 5747
00: 31 MA38171-CCV16 2664 65085 17188 6104
00: 34 MA38171-CCB16 2807 70882 17491 6721
00: 37 777777 2787 71884 17648 6794
00: 40 Zz7777 2613 64875 17180 5897
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| NTERNAL STANDARD SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C

Anal yst: BS Run 1 D: MA38171

Paraneters: Co, Pb, Ni,V, Zn

Sanpl e

Ti me Description I st d#1 | st d#2 | st d#3 | st d#4
00: 43 777777 2627 63447 16889 6011
00: 46 777777 2803 67382 17706 6789
00:49 Zzz77777 2466 60364 16770 5431
00: 52 777777 2250 64748 16689 5062
00:55 777777 2622 63694 17429 6143
00: 58 777777 2519 63706 17073 5740
01: 01 Zzzzz777 2297 53157 16034 5038
01: 04 NMA38171-CCV17 2688 65095 16985 6153
01: 07 MA38171-CCBl17 2877 70269 17412 6879
01:10 Zzz7777 2688 70205 17220 6454
01:13 27277777 2669 65770 17497 6159
01:16 Zz7777 2687 70167 17276 6304
01:19 2777777 2821 70642 17387 6750
01:22 Zz7777 2678 65010 17137 6186
01: 25 2777777 2634 65589 17153 6090
01:28 MA38171-CCV18 2671 70188 16585 6126
01: 30 MA38171-CCB18 2775 70710 17194 6774
01:33 MA38171-CRI3 2767 69942 17295 6556
01:36 MA38171-CRID4 2776 69952 17255 6755
01:39 MA38171-CRIA3 2768 70443 17147 6756
01:42 MA38171-1CSA3 2465 60042 16443 5468
01:46 MA38171-1CSAB3 2462 60888 16474 5403
01:49 NMA38171-CCV19 2699 66132 16864 6209
01:51 MA38171-CCB19 2768 70790 17344 6729
01:54 2777777 2804 71052 17386 6747
01:57 Zzz77777 2828 70824 17210 6911
02: 00 Zzz7777 2849 70641 17331 6775
02: 03 Z7z7777 2798 69955 17341 6794
02: 06 Zz7777 2790 69983 17238 6777
02: 09 Zzz7777 2819 70684 17583 6831
02:12 777777 2859 69549 17914 6076
02:15 2777777 2550 63890 16444 5884
02:19 Zz7777 2635 62753 16598 5971
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| NTERNAL STANDARD SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
Anal yst: BS Run 1 D: MA38171
Paraneters: Co, Pb, Ni,V, Zn
Sanpl e
Ti me Description I st d#1 | st d#2 | st d#3 | st d#4
02:22 2777777 2754 70648 17262 6710
R = Reference for ISTDlimts. ! = Qutside limts.
LEGEND:
I std# Par anet er Linmts
Istd#1 Yttrium (2243) 70-130 %
I'std#2 Yttrium (3600) 70-130 %
I'std#3 Yttrium (3710) 70-130 %
I std#4 Indium 70-130 %

(a) No sanples reported for the elenments associated with this internal standard.
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BLANK RESULTS SUMVARY

Part 1 - Initial and Continuing Calibration Bl anks
Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: result < RL Run 1 D: MA38171 Units: ug/l
Ti me: 16: 34 16: 40 17: 07 17: 25
Sanple I D | CB1 CCB1 ccB2 ccB3
Met al RL I DL raw final raw final raw final raw final
Al um num 200 7.8 anr
Ant i nony 6.0 2.9 anr
Arseni c 3.0 1.3 anr
Bari um 200 .1 anr
Beryllium 1.0 .04 anr
Bi snut h 20 1.6
Boron 100 1.1 anr
Cadmi um 3.0 .4 anr
Cal ci um 5000 52 anr
Chr omi um 10 1 anr
Cobal t 50 .6 0.30 <50 0.0 <50 0.10 <50 0.30 <50
Copper 10 1.2 anr
Iron 100 2.5 anr
Lead 3.0 2 0. 40 <3.0 -0.10 <3.0 -0.20 <3.0 0.90 <3.0 ll:)
Li t hi um 20 .4 l:J
Magnesi um 5000 21 anr
Manganese 15 .2 anr N
Mol ybdenum 20 .7
Ni ckel 10 .5 -0.40 <10 0. 20 <10 0. 40 <10 -0.10 <10
Pal | adi um 50 2
Pot assi um 10000 23 anr
Sel eni um 10 3.3 anr
Silicon 200 5.3
Silver 10 .9 anr
Sodi um 10000 6.9 anr
Sul fur 50 4.5
Strontium 10 .1
Thal I'i um 2.0 2 anr
Tin 10 2
Ti tani um 10 1.3
Tungst en 50 1.8
Vanadi um 50 1.1 0.10 <50 0. 40 <50 0. 30 <50 0.10 <50
Zi nc 20 2 0.0 <20 0.0 <20 0.0 <20 -0.20 <20
Page 1

@B 237 of 268
W ACCUTEST
JC9206 LABORATORIES



BLANK RESULTS SUMVARY
Part 1 - Initial and Continuing Calibration Bl anks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: result < RL Run 1 D: MA38171 Units: ug/l
Ti ne: 16: 34 16: 40 17: 07 17: 25
Sanpl e |1 D | CB1 CCB1 CCB2 CCB3
Met al RL | DL raw final raw final raw final raw final

Zi rconi um 10 .6

(*) Qutside of QClimts
(anr) Analyte not requested
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BLANK RESULTS SUMVARY
Part 1 - Initial and Continuing Calibration Bl anks

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: result < RL Run 1 D: MA38171 Units: ug/l
Ti me: 17: 57 18: 30 19: 02 19: 34
Sanple I D CCB4 CCB5 CCB6 ccB7

Met al RL I DL raw final raw final raw final raw final

Al um num 200 7.8 anr

Ant i nony 6.0 2.9 anr

Arseni c 3.0 1.3 anr

Bari um 200 .1 anr

Beryllium 1.0 .04 anr

Bi snut h 20 1.6

Boron 100 1.1 anr

Cadmi um 3.0 .4 anr

Cal ci um 5000 52 anr

Chr omi um 10 1 anr

Cobal t 50 .6 0. 60 <50 0.20 <50 -0.20 <50 0.20 <50

Copper 10 1.2 anr

Iron 100 2.5 anr

Lead 3.0 2 0.10 <3.0 -1.2 <3.0 -0.20 <3.0 0. 60 <3.0 ll:)
=

Li t hi um 20 .4 N

Magnesi um 5000 21 anr

Manganese 15 .2 anr N

Mol ybdenum 20 .7

Ni ckel 10 .5 0. 20 <10 0.10 <10 0. 30 <10 0.10 <10

Pal | adi um 50 2

Pot assi um 10000 23 anr

Sel eni um 10 3.3 anr

Silicon 200 5.3

Silver 10 .9 anr

Sodi um 10000 6.9 anr

Sul fur 50 4.5

Strontium 10 .1

Thal I'i um 2.0 2 anr

Tin 10 2

Ti tani um 10 1.3

Tungst en 50 1.8

Vanadi um 50 1.1 0. 20 <50 0.10 <50 0. 40 <50 0.0 <50

Zi nc 20 2 0.0 <20 0.0 <20 0.0 <20 -0.10 <20
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BLANK RESULTS SUMVARY
Part 1 - Initial and Continuing Calibration Bl anks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: result < RL Run 1 D: MA38171 Units: ug/l
Ti ne: 17: 57 18: 30 19: 02 19: 34
Sanpl e |1 D CCB4 CCB5 CCB6 CCB7
Met al RL | DL raw final raw final raw final raw final

Zi rconi um 10 .6

(*) Qutside of QClimts
(anr) Analyte not requested
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BLANK RESULTS SUMVARY

Part 1 - Initial and Continuing Calibration Bla

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services

Project: Sunoco - Marcus Hook Facility, PA

nks

I nc.

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: result < RL Run 1 D: MA38171 Units: ug/l
Ti me: 20: 08 20: 41 21:19 21: 40
Sanple I D CccB8 CCcB9 CCB10 CCB11

Met al RL I DL raw final raw final raw final raw final

Al um num 200 7.8 anr

Ant i nony 6.0 2.9 anr

Arseni c 3.0 1.3 anr

Bari um 200 .1 anr

Beryllium 1.0 .04 anr

Bi snut h 20 1.6

Boron 100 1.1 anr

Cadmi um 3.0 .4 anr

Cal ci um 5000 52 anr

Chr omi um 10 1 anr

Cobal t 50 .6 0.30 <50 0.20 <50 0.10 <50 -0.20 <50

Copper 10 1.2 anr

Iron 100 2.5 anr

Lead 3.0 2 -0.30 <3.0 0.30 <3.0 -0.60 <3.0 0.0 <3.0 ll:)
=

Li t hi um 20 .4 N

Magnesi um 5000 21 anr

Manganese 15 .2 anr N

Mol ybdenum 20 .7

Ni ckel 10 .5 0.10 <10 -0.10 <10 -0.20 <10 -0.10 <10

Pal | adi um 50 2

Pot assi um 10000 23 anr

Sel eni um 10 3.3 anr

Silicon 200 5.3

Silver 10 .9 anr

Sodi um 10000 6.9 anr

Sul fur 50 4.5

Strontium 10 .1

Thal I'i um 2.0 2 anr

Tin 10 2

Ti tani um 10 1.3

Tungst en 50 1.8

Vanadi um 50 1.1 0. 30 <50 0.10 <50 0. 20 <50 0.0 <50

Zi nc 20 2 0.0 <20 0.0 <20 -0.10 <20 -0.10 <20
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BLANK RESULTS SUMVARY
Part 1 - Initial and Continuing Calibration Bl anks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: result < RL Run 1 D: MA38171 Units: ug/l
Ti ne: 20: 08 20: 41 21:19 21: 40
Sanpl e |1 D CCB8 CCB9 CCB10 CCB11
Met al RL | DL raw final raw final raw final raw final

Zi rconi um 10 .6

(*) Qutside of QClimts
(anr) Analyte not requested
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CALI BRATI ON CHECK STANDARDS SUMVARY

Initial and Continuing Calibration Checks
Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti me: 16: 32 16: 37 17: 04
Sanple ID:. ICV I Cvi ccv Cccvl ccv cev2
Met al True Results % Rec True Results % Rec True Results % Rec
Al um num anr
Ant i nony anr
Arsenic anr
Bari um anr
Beryllium anr
Bi snut h
Boron anr
Cadmi um anr
Cal ci um anr
Chr omi um anr
Cobal t 2000 2040 102.0 2000 2030 101. 5 2000 2040 102.0
Copper anr
Iron anr
Lead 2000 2060 103.0 2000 2060 103.0 2000 2070 103.5 ll:)
Li t hi um g
Magnesi um anr
Manganese anr N
Mol ybdenum
Ni ckel 2000 2040 102.0 2000 2040 102.0 2000 2050 102.5
Pal | adi um
Pot assi um anr
Sel eni um anr
Silicon
Silver anr
Sodi um anr
Sul fur
Strontium
Thal I'i um anr
Tin
Ti tani um
Tungst en
Vanadi um 2000 2020 101.0 2000 2010 100.5 2000 2010 100.5
Zi nc 2000 2070 103.5 2000 2070 103. 5 2000 2080 104.0
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CALI BRATI ON CHECK STANDARDS SUMVARY
Initial and Continuing Calibration Checks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti ne: 16: 32 16: 37 17: 04
Sanple ID: ICV I cvl cev Ccvi ccv Ccv2
Met al True Results % Rec True Results % Rec True Results % Rec

Zi rconi um

(*) Qutside of QClimts
(anr) Analyte not requested
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CALI BRATI ON CHECK STANDARDS SUMVARY

Initial and Continuing Calibration Checks
Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti me: 17: 22 17:54 18: 27
Sanple ID.  CCV ccv3 ccv CCv4 ccv CCV5
Met al True Results % Rec True Results % Rec True Results % Rec
Al um num anr
Ant i nony anr
Arsenic anr
Bari um anr
Beryllium anr
Bi snut h
Boron anr
Cadmi um anr
Cal ci um anr
Chr omi um anr
Cobal t 2000 2000 100.0 2000 2010 100. 5 2000 2000 100.0
Copper anr
Iron anr
Lead 2000 2020 101.0 2000 2040 102.0 2000 2030 101.5 ll:)
Li t hi um g
Magnesi um anr
Manganese anr N
Mol ybdenum
Ni ckel 2000 2000 100.0 2000 2030 101.5 2000 2000 100.0
Pal | adi um
Pot assi um anr
Sel eni um anr
Silicon
Silver anr
Sodi um anr
Sul fur
Strontium
Thal I'i um anr
Tin
Ti tani um
Tungst en
Vanadi um 2000 2030 101.5 2000 2000 100.0 2000 2010 100.5
Zi nc 2000 2040 102.0 2000 2040 102.0 2000 2030 101.5
Page 3

[ | 245 of 268
W ACCUTEST
JC9206 LABORATORIES



CALI BRATI ON CHECK STANDARDS SUMVARY
Initial and Continuing Calibration Checks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti ne: 17: 22 17: 54 18: 27
Sanple ID:  CCV CCcv3 cev CCv4 ccv CCV5
Met al True Results % Rec True Results % Rec True Results % Rec

Zi rconi um

(*) Qutside of QClimts
(anr) Analyte not requested
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CALI BRATI ON CHECK STANDARDS SUMVARY

Initial and Continuing Calibration Checks
Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti me: 18: 59 19:31 20: 06
Sanple ID.  CCV CCV6 ccv cevr ccv ccve
Met al True Results % Rec True Results % Rec True Results % Rec
Al um num anr
Ant i nony anr
Arsenic anr
Bari um anr
Beryllium anr
Bi snut h
Boron anr
Cadmi um anr
Cal ci um anr
Chr omi um anr
Cobal t 2000 2000 100.0 2000 2020 101.0 2000 2070 103.5
Copper anr
Iron anr
Lead 2000 2030 101.5 2000 2050 102. 5 2000 2100 105.0 ll:)
Li t hi um g
Magnesi um anr
Manganese anr N
Mol ybdenum
Ni ckel 2000 2020 101.0 2000 2030 101.5 2000 2080 104.0
Pal | adi um
Pot assi um anr
Sel eni um anr
Silicon
Silver anr
Sodi um anr
Sul fur
Strontium
Thal I'i um anr
Tin
Ti tani um
Tungst en
Vanadi um 2000 1980 99.0 2000 2030 101.5 2000 1990 99.5
Zi nc 2000 2040 102.0 2000 2050 102. 5 2000 2120 106.0
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CALI BRATI ON CHECK STANDARDS SUMVARY
Initial and Continuing Calibration Checks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti ne: 18: 59 19: 31 20: 06
Sanple ID:  CCV CCV6 cev ccv7 ccv ccve
Met al True Results % Rec True Results % Rec True Results % Rec

Zi rconi um

(*) Qutside of QClimts
(anr) Analyte not requested
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CALI BRATI ON CHECK STANDARDS SUMVARY

Initial and Continuing Calibration Checks
Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti me: 20: 39 21: 16 21: 37
Sanple ID.  CCV Cccvo ccv Ccvio ccv CCvil
Met al True Results % Rec True Results % Rec True Results % Rec
Al um num anr
Ant i nony anr
Arsenic anr
Bari um anr
Beryllium anr
Bi snut h
Boron anr
Cadmi um anr
Cal ci um anr
Chr omi um anr
Cobal t 2000 2030 101.5 2000 2020 101.0 2000 1990 99.5
Copper anr
Iron anr
Lead 2000 2050 102.5 2000 2050 102. 5 2000 2020 101.0 ll:)
Li t hi um g
Magnesi um anr
Manganese anr N
Mol ybdenum
Ni ckel 2000 2030 101.5 2000 2010 100. 5 2000 1980 99.0
Pal | adi um
Pot assi um anr
Sel eni um anr
Silicon
Silver anr
Sodi um anr
Sul fur
Strontium
Thal I'i um anr
Tin
Ti tani um
Tungst en
Vanadi um 2000 2030 101.5 2000 1980 99.0 2000 2000 100.0
Zi nc 2000 2070 103.5 2000 2080 104.0 2000 2050 102.5
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CALI BRATI ON CHECK STANDARDS SUMVARY
Initial and Continuing Calibration Checks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti ne: 20: 39 21: 16 21: 37
Sanple ID:  CCV CCv9 cev CCV10 ccv CCv11l
Met al True Results % Rec True Results % Rec True Results % Rec

Zi rconi um

(*) Qutside of QClimts
(anr) Analyte not requested
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HI GH STANDARD CHECK SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti me: 16: 58 17:01
Sanple ID:  HSTD HSTD1 HSTD2

Met al True Results % Rec Results % Rec

Al um num

Ant i nony anr

Arsenic anr

Bari um anr

Beryllium anr

Bi snut h

Boron anr

Cadmi um anr

Cal ci um

Chr omi um anr

Cobal t 5000 5050 101.0

Copper anr

Iron

Lead 5000 5060 101. 2 lI:)
=

Li t hi um N

Magnesi um

Manganese anr N

Mol ybdenum

Ni ckel 5000 5000 100.0

Pal | adi um

Pot assi um

Sel eni um anr

Silicon

Silver anr

Sodi um

Sul fur

Strontium

Thal I'i um anr

Tin

Ti tani um

Tungst en

Vanadi um 5000 5220 104. 4

Zi nc 5000 5170 103. 4
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HI GH STANDARD CHECK SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D: SE120115M2. 1 CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 90 to 110 % Recovery Run 1 D: MA38171 Units: ug/l
Ti me: 16: 58 17:01
Sanple ID:  HSTD HSTD1 HSTD HSTD2
Met al True Results % Rec True Results % Rec
Zirconium
(*) Qutside of QClimts
(anr) Analyte not requested
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LOW CALI BRATI ON CHECK STANDARDS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services
Project: Sunoco - Marcus Hook Facility, PA

nc.

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: CRl 70-130% CRIA 70-130% Run 1 D: MA38171 Units: ug/l
Ti me: 16: 43 16: 49 17: 10
Sanple ID:  CRI CRI A CRI D CRI 1 CRI A1 CRI D2

Met al True True True Results % Rec Results % Rec Results % Rec

Al um num 200 500 100 anr

Ant i nony 6.0 20 3.0 anr

Arseni c 8.0 20 3.0 anr

Bari um 200 4.0 anr

Beryllium 2.0 1.0 anr

Bi snut h 20

Boron 100 10 anr

Cadmi um 3.0 1.0 anr

Cal ci um 5000 2000 1000 anr

Chr omi um 10 2.0 anr

Cobal t 50 3.0 48.8 97.6 3.1 103.3

Copper 10 2.0 anr

Iron 100 500 anr

Lead 3.0 20 2.5 2.3 76.7 21.0 105.0 2.5 100.0 ll:)
=

Li t hi um 20 )]

Magnesi um 5000 2000 100 anr

Manganese 15 3.0 anr N

Mol ybdenum 20

Ni ckel 10 4.0 9.6 96.0 3.9 97.5

Pal | adi um 50

Pot assi um 5000 2000 anr

Sel eni um 10 20 5.0 anr

Silicon 200

Silver 5.0 2.0 anr

Sodi um 5000 1000 anr

Sul fur 50

Strontium 10

Thal I'i um 10 2.0 anr

Tin 10

Ti tani um 10

Tungst en 50

Vanadi um 50 2.0 49.3 98. 6 2.5 125.0

Zi nc 20 10 20.2 101.0 10.0 100.0
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LOW CALI BRATI ON CHECK STANDARDS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: CRl 70-130% CRIA 70-130% Run 1 D: MA38171 Units: ug/l
Ti ne: 16: 43 16: 49 17: 10
Sanple ID:  CRI CRI A CRI D CRI 1 CRI A1 CRI D2
Met al True True True Results % Rec Results % Rec Results % Rec
Zirconium 10

(*) Qutside of QClimts
(anr) Analyte not requested
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LOW CALI BRATI ON CHECK STANDARDS SUMVARY

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: CRl 70-130% CRIA 70-130% Run 1 D: MA38171 Units: ug/l
Ti me: 21: 22 21: 25 21: 28
Sanple ID:  CRI CRI A CRI D CRI 2 CRI D3 CRI A2

Met al True True True Results % Rec Results % Rec Results % Rec

Al um num 200 500 100 anr

Ant i nony 6.0 20 3.0 anr

Arseni c 8.0 20 3.0 anr

Bari um 200 4.0 anr

Beryllium 2.0 1.0 anr

Bi snut h 20

Boron 100 10 anr

Cadmi um 3.0 1.0 anr

Cal ci um 5000 2000 1000 anr

Chr omi um 10 2.0 anr

Cobal t 50 3.0 49.0 98.0 3.0 100.0

Copper 10 2.0 anr

Iron 100 500 anr

Lead 3.0 20 2.5 2.3 76.7 2.6 104.0 19.7 98.5 ll:)
=

Li t hi um 20 )]

Magnesi um 5000 2000 100 anr

Manganese 15 3.0 anr N

Mol ybdenum 20

Ni ckel 10 4.0 9.7 97.0 3.9 97.5

Pal | adi um 50

Pot assi um 5000 2000 anr

Sel eni um 10 20 5.0 anr

Silicon 200

Silver 5.0 2.0 anr

Sodi um 5000 1000 anr

Sul fur 50

Strontium 10

Thal I'i um 10 2.0 anr

Tin 10

Ti tani um 10

Tungst en 50

Vanadi um 50 2.0 49.2 98.4 2.1 105.0

Zi nc 20 10 20.4 102.0 10.0 100.0
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LOW CALI BRATI ON CHECK STANDARDS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: CRl 70-130% CRIA 70-130% Run 1 D: MA38171 Units: ug/l
Ti ne: 21: 22 21: 25 21:28
Sanple ID:  CRI CRI A CRI D CRI 2 CRI D3 CRI A2
Met al True True True Results % Rec Results % Rec Results % Rec
Zirconium 10

(*) Qutside of QClimts
(anr) Analyte not requested
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| NTERFERI NG ELEMENT CHECK STANDARDS SUMVARY
Part 1 - ICSA and | CSAB Standards

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

File ID: SE120115M2. | CP Dat e Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 80 to 120 % Recovery Run 1 D: MA38171 Units: ug/l
Ti me: 16: 52 16: 55 21:31 21: 34
Sanple ID:  ICSA | CSAB | CSAL | CSABL | CSA2 | CSAB2
Met al True True Results % Rec Results % Rec Results % Rec Results % Rec
Al umi num 500000 500000 495000 99.0 496000 99.2 489000 97.8 484000 96.8
Ant i nony 1000 3.3 988 98.8 1.9 962 96. 2
Arseni c 1000 -0.70 994 99. 4 0. 60 1010 101.0
Bari um 500 -0.30 489 97.8 -0.20 472 94. 4
Beryllium 500 -0.10 471 94.2 -0.10 460 92.0
Bi smut h 500 19.3 513 102. 6 19.1 502 100. 4
Boron -1.8 0.0 -2.3 0. 30
Cadmi um 1000 1.9 1000 100. 0 2.6 979 97.9
Cal ci um 400000 400000 371000 92.8 370000 92.5 367000 91.8 361000 90.3
Chroni um 500 -1.3 481 96. 2 -0.90 482 96. 4
Cobal t 500 1.3 473 94. 6 1.4 468 93.6
Copper 500 4.5 494 98.8 2.1 487 97. 4
Iron 200000 200000 186000 93.0 186000 93.0 184000 92.0 182000 91.0
Lead 1000 5.4 923 92.3 3.4 919 91.9 ll:)
Li t hi um 500 7.0 484 96. 8 6.4 464 92.8 l;)
Magnesi um 500000 500000 489000 97.8 496000 99.2 486000 97.2 484000 96.8
Manganese 500 2.4 480 96.0 2.2 482 96. 4 N
Mol ybdenum 500 1.5 489 97.8 1.3 482 96. 4
Ni ckel 1000 5.2 942 94.2 5.2 930 93.0
Pal | adi um 500 0. 90 539 107. 8 3.8 533 106. 6
Pot assi um 161 159 208 185
Sel eni um 1000 -4.5 977 97.7 0.50 964 96. 4
Silicon 1.7 5.9 1.8 6.2
Si | ver 1000 6.9 1020 102.0 5.6 1000 100. 0
Sodi um 27.6 34.7 99.1 107
Sul fur 500 13.5 510 102.0 16.9 499 99.8
Strontium 5.2 5.1 4.9 4.7
Thal i um 1000 -0.20 890 89.0 0.0 878 87.8
Tin -3.3 -2.0 -2.3 -3.7
Ti tani um 1.1 1.0 1.1 1.4
Tungst en 500 0. 30 494 98.8 -0.90 491 98.2
Vanadi um 500 -3.9 464 92.8 -3.5 464 92.8
Zi nc 1000 7.4 941 94.1 7.5 944 94. 4
Page 1

[ | 257 of 268
@ ACCUTEST
JC9206 LABORATORIES



| NTERFERI NG ELEMENT CHECK STANDARDS SUMVARY
Part 1 - ICSA and | CSAB Standards

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
File I D SE120115M2. | CP Date Anal yzed: 12/01/15 Met hods: EPA 200.7, SWB46 6010C
QC Limts: 80 to 120 % Recovery Run 1 D: MA38171 Units: ug/l
Ti ne: 16: 52 16: 55 21:31 21: 34
Sanple ID: | CSA | CSAB | CSA1 | CSAB1 | CSA2 | CSAB2

Met al True True Results % Rec Results % Rec Results % Rec Results % Rec
Zi rconi um 500 21. 6* 457 91.4 21.5* 458 91. 6

(*) Qutside of QClimts
(anr) Analyte not requested
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BLANK RESULTS SUMVARY

Part 2 -

Met hod Bl ank

Logi n Nunber: JC9206

S

Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
QC Batch I D MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
MB

Met al RL I DL MDL raw final
Al umi num 200 7.8 33
Ant i nony 6.0 2.9 3
Arseni c 3.0 1.3 2
Barium 200 .1 .8
Beryl lium 1.0 .04 .35
Bi smut h 20 1.6 4.2
Bor on 100 1.1 4.4
Cadmi um 3.0 .4 .28
Cal ci um 5000 52 23
Chr omi um 10 1 .77
Cobal t 50 .6 .54 0. 40 <50
Copper 10 1.2 1.9
Iron 100 2.5 21
Lead 3.0 2 2.3 0.50 <3.0
Li t hi um 20 .4 3.8
Magnesi um 5000 21 49
Manganese 15 .2 .18
Mol ybdenum 20 .7 .85
Ni ckel 10 .5 .79 0.10 <10
Pal | adi um 50 2 4.5
Pot assi um 10000 23 65
Sel eni um 10 3.3 3.3
Silicon 200 5.3 22
Silver 10 .9 1.3
Sodi um 10000 6.9 35
Sul fur 50 4.5 7.2
Strontium 10 .1 .36
Thal I'i um 2.0 2 1.7
Tin 10 2 1.9
Ti tani um 10 1.3 . 86
Tungst en 50 1.8 5.6
Vanadi um 50 1.1 .7 0.10 <50
Zi nc 20 2 4.9 7.7 <20
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BLANK RESULTS SUMVARY
Part 2 - Method Bl anks

Logi n Nunber: JC9206

Account: SECORPAE - Stantec Consulting Services Inc.

Project: Sunoco - Marcus Hook Facility, PA
QC Batch I D: MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
MB
Met al RL | DL MDL raw final
Zi rconi um 10 .6 .71

Associ at ed sanpl es MP90651: JC9206- 1F

Results < I DL are shown as zero for cal cul ati on purposes

(*) Qutside of QClimts
(anr) Analyte not requested
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

QC Batch I D MP90651 Met hods: SWB46 6010C

Matrix Type: AQUEQUS Units: ug/l

Prep Date: 11/ 30/ 15
JC9412-5 Spi kel ot Q

Met al Oiginal M MPSPK1 % Rec Limts

Al um num anr

Ant i nony anr

Arseni c anr

Barium anr

Beryl lium anr

Bi srmut h

Bor on

Cadmi um anr

Cal ci um anr

Chr omi um anr

Cobal t 0.0 1860 2000 93.0 75-125

Copper anr

Iron anr

Lead 0.0 1870 2000 93.5 75-125

Li t hi um

Magnesi um anr

Manganese anr

Mol ybdenum

Ni ckel 0.70 1860 2000 93.0 75-125

Pal | adi um

Pot assi um anr

Sel eni um anr

Silicon

Si | ver anr

Sodi um anr

Sul fur

Strontium

Thal I'i um anr

Tin

Ti tani um

Tungst en

Vanadi um 1.2 1870 2000 93.4 75-125

Zi nc 9.5 1890 2000 94.0 75-125
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

QC Batch I D: MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
JC9412-5 Spi kel ot Q
Met al Oiginal M MPSPK1 % Rec Limts
Zirconi um

Associ at ed sanpl es MP90651: JC9206- 1F

Results < I DL are shown as zero for cal cul ati on purposes
(*) Qutside of QClimts

(N Matrix Spike Rec. outside of QClinits

(anr) Analyte not requested
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA
QC Batch I D: MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
JC9412-5 Spi kel ot MSD Q
Met al Original MSD MPSPK1 % Rec RPD Limt
Al um num anr
Ant i nony anr
Arseni c anr
Barium anr
Beryl lium anr
Bi srmut h
Bor on
Cadmi um anr
Cal ci um anr
Chr omi um anr
Cobal t 0.0 1850 2000 92.5 0.5 20
Copper anr
Iron anr =
N
Lead 0.0 1870 2000 93.5 0.0 20 N
N
Li t hi um
Magnesi um anr
Manganese anr
Mol ybdenum
Ni ckel 0.70 1850 2000 92.5 0.5 20
Pal | adi um
Pot assi um anr
Sel eni um anr
Silicon
Si | ver anr
Sodi um anr
Sul fur
Strontium
Thal I'i um anr
Tin
Ti tani um
Tungst en
Vanadi um 1.2 1860 2000 92.9 0.5 20
Zinc 9.5 1870 2000 93.0 1.1 20
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

QC Batch I D: MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
JC9412-5 Spi kel ot MSD Q
Met al Original MSD MPSPK1 % Rec RPD Limt
Zirconi um

Associ at ed sanpl es MP90651: JC9206- 1F

Results < I DL are shown as zero for cal cul ati on purposes
(*) Qutside of QClimts

(N) Matrix Spike Rec. outside of QClimts

(anr) Analyte not requested
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SPI KE BLANK AND LAB CONTROL SAMPLE SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

QC Batch I D: MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
BSP Spi kel ot Qc
Met al Resul t MPSPK1 % Rec Limts
Al um num anr
Ant i nony anr
Arseni c anr
Barium anr
Beryl lium anr
Bi srmut h
Bor on
Cadmi um anr
Cal ci um anr
Chr omi um anr
Cobal t 1830 2000 91.5 80-120
Copper anr
Iron anr
Lead 1850 2000 92.5 80-120
Li t hi um
Magnesi um anr
Manganese anr
Mol ybdenum
Ni ckel 1820 2000 91.0 80-120
Pal | adi um
Pot assi um anr
Sel eni um anr
Silicon
Si | ver anr
Sodi um anr
Sul fur
Strontium
Thal I'i um anr
Tin
Ti tani um
Tungst en
Vanadi um 1870 2000 93.5 80-120
Zinc 1860 2000 93.0 80-120

o
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SPI KE BLANK AND LAB CONTROL SAMPLE SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

QC Batch I D: MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
BSP Spi kel ot Qc
Met al Resul t MPSPK1 % Rec Limts
Zirconi um

Associ ated sanpl es MP90651: JC9206- 1F

Results < I DL are shown as zero for cal cul ati on purposes
(*) Qutside of QClimts
(anr) Analyte not requested

o
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SERI AL DI LUTI ON RESULTS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

QC Batch I D MP90651 Met hods: SWB46 6010C

Matrix Type: AQUEQUS Units: ug/l

Prep Date: 11/ 30/ 15
JC9412-5 (o0}

Met al Oiginal SDL 1:5 9% F Limts

Al um num anr

Ant i nony anr

Arseni c anr

Barium anr

Beryl lium anr

Bi srmut h

Bor on

Cadmi um anr

Cal ci um anr

Chr omi um anr

Cobal t 0. 00 0. 00 NC 0-10

Copper anr

Iron anr

Lead 0. 00 0. 00 NC 0-10

Li t hi um

Magnesi um anr

Manganese anr

Mol ybdenum

Ni ckel 0.700 0. 00 100.0(a) 0-10

Pal | adi um

Pot assi um anr

Sel eni um anr

Silicon

Si | ver anr

Sodi um anr

Sul fur

Strontium

Thal I'i um anr

Tin

Ti tani um

Tungst en

Vanadi um 1.20 0. 00 100.0(a) O-10

Zi nc 9.50 10.9 14.7 (a) 0-10
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SERI AL DI LUTI ON RESULTS SUMVARY

Logi n Nunber: JC9206
Account: SECORPAE - Stantec Consulting Services Inc.
Project: Sunoco - Marcus Hook Facility, PA

QC Batch I D: MP90651 Met hods: SWB46 6010C
Matrix Type: AQUEQUS Units: ug/l
Prep Date: 11/ 30/ 15
JC9412-5 (0@
Met al Oiginal SDL 1:5 9% F Limts
Zi rconi um

Associ ated sanpl es MP90651: JC9206- 1F

Results < I DL are shown as zero for cal cul ati on purposes

(*) Qutside of QClimts

(anr) Analyte not requested

(a) Percent difference acceptable due to lowinitial sanple concentration (< 50 tinmes IDL).
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	8.7.29: EF6381-ICV6380  F151939.D  Initial Calibration Verification
	8.7.30: EF6381-ICV6380  F151940.D  Initial Calibration Verification
	8.7.31: EF6381-ICV6380  F151941.D  Initial Calibration Verification
	8.7.32: EF6383-ICC6383  F151962.D  Initial Calibration Summary
	8.7.33: EF6383-ICV6383  F151965.D  Initial Calibration Verification
	8.7.34: EF6383-ICV6383  F151967.D  Initial Calibration Verification
	8.7.35: EF6384-ICV6380  F151969.D  Initial Calibration Verification
	8.7.36: EF6384-ICV6383  F151970A.D  Initial Calibration Verification
	8.7.37: EF6384-ICV6380  F151970.D  Initial Calibration Verification
	8.7.38: EF6386-ICV6380  F151985.D  Initial Calibration Verification
	8.7.39: EF6386-ICV6383  F151985A.D  Initial Calibration Verification
	8.7.40: EF6409-CC6380  F152694.D  Continuing Calibration Summary
	8.7.41: EF6409-CC6383  F152696.D  Continuing Calibration Summary
	8.7.42: EP4318-ICC4318  P99097.D  Initial Calibration Summary
	8.7.43: EP4319-ICC4319  P99107.D  Initial Calibration Summary
	8.7.44: EP4319-ICV4318  P99113.D  Initial Calibration Verification
	8.7.45: EP4319-ICV4318  P99114.D  Initial Calibration Verification
	8.7.46: EP4319-ICV4319  P99116A.D  Initial Calibration Verification
	8.7.47: EP4319-ICV4318  P99116.D  Initial Calibration Verification
	8.7.48: EP4319-ICV4319  P99117A.D  Initial Calibration Verification
	8.7.49: EP4319-ICV4318  P99117.D  Initial Calibration Verification
	8.7.50: EP4319-ICV4319  P99119.D  Initial Calibration Verification
	8.7.51: EP4321-ICV4318  P99143.D  Initial Calibration Verification
	8.7.52: EP4322-ICV4319  P99146A.D  Initial Calibration Verification
	8.7.53: EP4322-ICV4318  P99146.D  Initial Calibration Verification
	8.7.54: EP4403-CC4318  P100741.D  Continuing Calibration Summary
	8.7.55: EP4403-CC4319  P100742.D  Continuing Calibration Summary


	Section 9: GC/MS Semi-volatiles - Raw Data
	9.1: Samples
	9.1.1: P100749.D: JC9206-1  MW-555-20151123
	9.1.2: 4M62080.D: JC9206-1  MW-555-20151123

	9.2: Method Blanks
	9.2.1: 3E78381.D: OP89248-MB1  Method Blank
	9.2.2: 3M58823.D: OP89248A-MB1  Method Blank
	9.2.3: 4M62079.D: OP89248A-MB1  Method Blank
	9.2.4: 4P13968.D: OP89248A-MB1  Method Blank
	9.2.5: F152702.D: OP89248-MB1  Method Blank
	9.2.6: P100746.D: OP89248-MB1  Method Blank


	Section 10: GC Volatiles - QC Data Summaries
	10.1: Method Blank Summary
	10.1.1: OP89252-MB1  7G15911.D  Method Blank Summary

	10.2: Blank Spike Summary
	10.2.1: OP89252-BS1  7G15912.D  Blank Spike Summary

	10.3: Matrix Spike/Matrix Spike Duplicate Summary
	10.3.1: OP89252-MS  7G15913.D  Matrix Spike/Matrix Spike Duplicate Summary

	10.4: Surrogate Recovery Summaries
	10.4.1: Method: SW846-8011  Matrix: AQ  Volatile Surrogate Recovery Summary

	10.5: GC Surrogate Retention Time Summaries
	10.5.1: G7G586-CC577  7G15909.D  GC Surrogate Retention Time Summary

	10.6: Initial and Continuing Calibration Summaries
	10.6.1: G7G577-ICC577  7G15731.D  Initial Calibration Summary
	10.6.2: G7G577-ICV577  7G15736.D  Initial Calibration Verification
	10.6.3: G7G586-CC577  7G15909.D  Continuing Calibration Summary
	10.6.4: G7G586-CC577  7G15918.D  Continuing Calibration Summary


	Section 11: GC Volatiles - Raw Data
	11.1: Samples
	11.1.1: 7G15916.D: JC9206-1  MW-555-20151123
	11.1.2: 7G15917.D: JC9206-2  TB-20151123

	11.2: Method Blanks
	11.2.1: 7G15911.D: OP89252-MB1  Method Blank


	Section 12: Metals Analysis - QC Data Summaries
	12.1: Inst QC MA38171: Co,Pb,Ni,V,Zn
	12.1.1: Internal Standard Summary
	12.1.2: Initial and Continuing Calibration Blanks
	12.1.3: Initial and Continuing Calibration Checks
	12.1.4: High Standard Check Summary
	12.1.5: Low Calibration Check Standard Summary
	12.1.6: ICSA and ICSAB Standards

	12.2: Prep QC MP90651: Co,Pb,Ni,V,Zn
	12.2.1: Method Blanks
	12.2.2: Matrix Spike and Duplicate Results Summary
	12.2.3: Spike Blank and LCS Summary
	12.2.4: Serial Dilution Results Summary



